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9 4 acT'G;G LCI 
- Florida Department of j k r  '. 

Environment a1 Protection 
Northeast District 

Lawton ChdeJ 7825 Baymeadows Way, Suite B200 Virginia B. Wetherell 
Governor Jacksonville, Florida 32256-7577 Secretary 

pfiilip H d l ,  V i c e  Presiderrt 
Jacksanvll le suhrkm Wlities Corporation 

IssuAlEE 
1993 

P.O. Box 8004 
J a w  *lie, Florida 32239 

Subjezt: mtly oaks kiasbwa- mty (w): A@.icatian far cpraticn Permit 
IxNalccmq - Dxresticw 

Dear Mr. H&l: 

Enclosed is operation permit No. Do16-229843 , for the subject w a s t k w a ~  
facility, issued pzsuant to section 403 .os7 , ~lorida mtxtes (FS) . 
The permittee is rmhded of the necessity to cumply with the pertinerrt 
regulations of any &her state agency, as d l  as any m, Mclnicipal, and 
Federal regulations applicable to the project. These regulations nay include, 
krt are n0t limited to, thc6e of the Federal -a2cy Manag& Agency in 
iqleamthg flood corrtiol p13asu~es. This permit shmld not be "d to 
imply "pliance w i t h  the regulations of other agencies. 

Y m  special attention is called to the following specific W t i a n s  of the 
attached permit which are listea below: 

u. 
12 . 
13. 
14. 

amply with m mDnitoring requiremerrts and effluent limitatiosrs. 

comply with "mts for operatcrr licensing and staffing. 
-ly w i t h  limitatims for effluent ultimate oxygen 

Ihe Departrpentxay require J a m  
(JSX) to do a water quality based effluat limitation analysis of 

e Subxbm U t i l i t i e s  -tion 
-. emhead creek. 

every 90 days. 
15. 

16. me &rial- use plan shall k updated at least axe e ~ e r y  365 

'c w e  residuals shall be sampled and tested at least a n ~ e  

- . once every 30 days. 
18. E4md water shall be sampled and tested for -city. 

Princnl un ree~elni paper. 
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19. 
20. 

21. 

22. 

Wlezmt a reclaimed water reuse ~ogram. 
conttuct water quality mnitorirg for  m e a d  
and M i l l  Cove, 
The D e m t  reserres the right to require 
wa- monitoring w e l l s .  
Subnit a permit application no later than A p r i l  30, w. 

( 4 4 8  

A pes~rn whose substantial interests are affected by this Permit may pti t im for 
tive p " g  * (hearing) in accordance w i t h  section 120.57, F.S. an- 

'he pztition mst contain the inf-tion set forth Ww & mst be filed 
(&Vd)  in the Office of Ge?eral Counsel of the DepZct"t at 2600 B l a h  Stone 
Road, Tallahassee, Florida 32399-2400, w i t h i n  14 days of recsipt of this e t .  
Petitioner shall mail a cow of the petition to the applicant a t  the  add^^^ 
indicated abve a t  the time of filing. 
time period shall constitute a waiver of any right such person raay have to 

tive determna ' t ion (hearing) undftr Section 120.57, F.S. request an 

e .  

Failure to file a petition within this 
a .  

me petition shall contain the follcwing infomation: 

(a) The m, address, and telephone number of each petit icner,  the permit 
holder's nam ard address, the D e m t  Permit F i l e  "ka d the Courrty in 
which the project is proposed; 

(b) A stateirent of how and when each petitioner received notice of the 
Depzhumt's action or pro+ action; 
(c) A stamt of how each petitioner's 

the Department's action or props& action: 
(d) A statement of the material facts disptd by Petitioner, if my:  
(e) A statamt of facts d c h  petitioner contends tkurant rev@ or 

modification of the &parbat's action or proposed action; 
( f )  A statezxmt of which rules or statutes petitioner conte?ds require 

rev- or Wdification of the D e m t ' s  action or proposed  action: and 
(9) A statamt of the relief sought by petitioner, em FnSi-Y the 

action petitioner warrts the D e m t  to take w i t h  respect to the Depart-muant's 

i n k ? . &  are affected by 

action 'or prom action. 

tive hear% process is designed to If a petition is filed, the a&nns&a 
farrrmlate agenq action. A#xmlingly, the ~epartmerrt's final action may be 
different from the position taken by it in this permit, 
wbtantid irrterestS w i l l  be affected by any deciSian of the De- nith 
regard t o  the application have the right to pet i t icm t o  bezme a party to the 
proceeding. ?he petition mst c ~ n f ~ r m  t o  the 
filed (received) w i t h i n  14 days of receipt of this notice in the office of 
General a t  the above a m  of me -Failure to p t i t i o n  
w i t h i n  the 
to 

presiding officer q n  mtion filed pursuant to Florida 

. .  
 person^ W 

specified abave and be 

time fm consti- a waiver of any right such prson has 
a hearing Mder se t ion  120.57, F.S., and to participate as a Farty t0 . ?my subsequent i n ~ m t i o n  will only be a t  the apprwal of the 

t iverrrlp (FAC) 

' thisplms&q . .  
Rule 28-5.207. 

This permit is final and effective on the date filed w i t h  the Clerk of the 
B w  d e s s  a petition is filed in accordance with the w e  m w  or 
unless a reqest for extension of time in which to file a petition is filed 
w i t h i n  the time spxified for filing a petition and  conform^ to FAC me 
17-103.070. U p n  timely filing of a petition or a request for an extension Of 
time this pernit w i l l  not be effective until further order of the ~e-. 
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Any party to this order (permit) has the right to seek judicial review of the 

Appeal pursuant to Rile 9.110, Florida Rules of Appellate Rocsdme! w i t h  the 
e t  FUESW& t0 -On 120.68, Flarida S t a m ,  by the f i l ing  Of a Of 

cllerk of the Department in this Office of General Counsel, 2600 B l u  Stme Road, 
Tallahassee, Florida 32399-2400; and by fiJbq a cnpy of the Notice of Apged  
accmpnied by the amfidle f i l ing  fees w i t h  the apEnropriate District of 
pspeal. The Notice of A g p a l  must be f i led within 30 days from the date this 
Notice is filed with the clerk of the Deparhnerrt. 

whentheorder (Pe rmi t ) i s f ina l , anypa r ty to theOrde rhas the~~ t toseek  
judicial review of the order pnsuar~ to section 120.68, ~ l o r i d a  ", by the 
f- of a Nutice of Fppeal pnsuant to FUe 9.U0, FIorida Rules of Appellate 
prccezture, w i t h  the clerk of the Departmerrt in the Office of e camsel, 
2600 B l a i r  Stone Road, Tallahassee, Florida  32399-2400; and by f w  a cqy  of 
the Natice of 
approEpriate D m c t  C a r t  of Appal. The Natice of Appeal must be f i led within 
30 days frm the date the Final order is f i led w i t h  the C l e r k  of the D e p r t t w i t .  

accapniedbythe  @cable fiXny fees w i t h  the 

Becut& Jacksornrille, Florida. 

Copies furmsh ' ed to :  

'lle Water Quality D i v i s i o n  JacJcsonvl 
m. Richard Drew, DEP 
3%. Julie G h e n d a n n e r ,  DEP 
I&. Peter MGarry, U.S.EPA 

C J H  

- _  
FII;ING AM) 

pnsUarrt to 120.52(9), Florida Sta-, with 

is h e  admowledged. 

m, on this date, 
designa- Departroent clerk, receipt of which 



~ 

I 
I 
I 
E 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Lawton Chiles 
Covernor 

Florida Department of 
Environment a1 Protection 

Xortheast District 
7825 Baymeadows Way, Suite B200 
Jacksonville, Florida 32256-1577 

Vir$nia B. Wetherell 
Srcretary 

P”lzE: I.D. Mp1Bw: 3116po3901 

P h i l i p  Heil, V i c e  Preside* J%TE OF ISSUE: August  5,  1993 
Jacksonville Suhrkan Utilities Corp. EX?“ EQE: June 30, 1998 
P.O. Box 8004 QSUKIN: M 
Jacksonville, Florida 32239 TAT/LIsNG: 30’21 3011N/81031‘ 2 0 f W  

PEMiT/CXRT NUMBER: cO16-229843 

S E E m “ ~ :  
pEMTExTT: Holly Oaks FiastesaW 

Facili ty (Wi) 

?his permit is isSue3 mder the provisions of Chapter 403 , Florida Stztutes , 
and Florida Muiiniskative W e  Fule(s) 17-4, 17-7, 17-301, 17-302, 17-600, 
17-601, 17-602, 17-610, 17-640 ati 17-650. The above named pdtte is h e w  
authorized to perform the wrk o r  operate the facility shown on the agplication 
and w € d  dra@(s), plans an3 other dmmmts attached W e b  or on f i l e  i With the Deparhnent and made a part hereof and specifically d e s ”  ss follcws: 

The Departmerlt permitS the ope-tion of a 1.0 I G D  canventional activated sludge 
facility w i t h  influent screening and chlorination, dkzhaqkg to a 1.75 acre 
[surface area] polishing pond zsd thence into W e a d  Creelk; the polishing pond 
is used to provide effluent deCilorhation; d-c w t e r  resi- are 
aerobically digested and di- of by land application; this facil i ty s e r ~ e s  
the Holly Oaks Wastewater Facility Certificated Area of Sexvice. 

Holly oaks Wastexater Facility is 1-W a t  10797 Fort Caroline Flczd, 
Jacksanvll le, Ewal -, Florida. 

-tion m t  No. D316-229843 is issued in accordartce w i t h  the a m l i a t i o n  
received April 16, 1993 and caqleted by additional informtion received m y  13, 
1993. . - _  

DER Form 17-1.201(5) Kfective 30, 1982 Page 1 of 14 
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I .D. NUMBER: 31163X901 
P m  NUMBER: D316-229843 
DATE OF m: August 5,1993 
EXP" DATE: June 30, 1998 

G"L COND": 

1. ?he k m s ,  conditions, requhenats, limitations, and restrictions set forth 
herein are "Permit  condition^^^ and as such are binding u p n  the pnnittee and 
enforceable pursuant to the authoriq of Sections 403.161, 403.727 , or 
403.859 tb3mUgh 403.861 Florida Statutes. Rre pe?nittee is her* placed on 
notice that the Department w i l l  review this p=mit p e r i c a i d l y  and may 
initiate enforcanent action for any violation of these cmdtions.  

I 2. This pedt is valid only for the W i f i c  precesses and. oprat ions applied 
.-+ for indicated in the a m e d  drzwings o r  exbibits. Any unauthorized 

deviation from the approve3 drawings, exhibits, s p c i f i e t i o n s  , or conditions 
of this pzmit  may wnsti- grounds for revocation an6 edorcarmt  action 
by the Department. 

3. As provided in 3ksecb 'ons 403.087( 6) and 403.722( 5 ) ,  Florida Statutes, the 
issuance of this panit does not convey any vested rights or any exclusive 
pr ivi lqes .  Nor does it authorize any i n j q  to  public o r  prim- p r o p x x  
or any invzsion of persod rights, nor any infringemat of federal, state or 
local laws or regulations. This pezdt dces not constitxe a viiver of or 
a m  of any other Department permit that may be required for  other 
as- of the totdl projec, which aze not addressed in t i e  pn?dt. 

.- 

4. Piis permit arweys 110 t i t l e  b land or  water, does not w d t u t e  state 
&tion or acknwledgne.lt of t i t l e ,  and does not constitute authority for 
the use of sutnerged lands unless herein provided and the neceSSary t i t l e  or 
leasehold interests have k e n  obtained from the state. Only the Trus t e s  of 
the Irrternal mt"t  rust may express state opinion as to title. 

' l b i ~  p e z z t  does not relieve the pennitte- from l iab i l i ty  for harm or  injury 
to huIMn health or welfare, animal, plant or aquatic l i fe  or p r o m  and 
+ties therefore caused by the construction or o m t i o n  of this pmit td  
-, nor does it &law the Wtte to cause p l l u t i o n  in coxVzavention 
of Florida Statxtes and Deprbnent  rules, unless specifically authorized by 
an o r d s  f" the CeparbImt. 

6 .  me p e r -  shall a t  all tixnes p r o p l y  operate and maintain the facility 
and 
installed or  used by the pennittee to achieve compliance w i t h  the c o d t i o n s  
of this permit, as rqxked by Deparhne?t ruls. ?his provision includes the 
o w t i o n  of badkup or auxiliary faci l i t ies  or similzr systefis when necesslzy 
to achieve cmpliance w i t h  the conditions of the permit and when required by 
Dep&mnt rules. 

5. 

of t r e a m t  and con-1 (and relate3 a p p r t t . )  that are 

DER FcR(M.17-1.201(5) K f d v e  "her 30, 1982 Page 2 of 1 4  
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I.D. NUMBER: 3116ET=o901 
-: cO16-229843 

I2X.E OF ISSUE: A u p s t  5,  1993 
EXTIRXECN DATE: June 30, 1998 

7. The pmaittee, by aczepting t h i s  pemit, sp=if icdl ly  a g e s  to  a l l c w  
authorized De-prbrent personnel, p n  presatation of &e.e?tials or  other 
m t s  as may be requiz& by l a w  and a t  reasonable tirnes, access to the 

*=e the permitted activity is lozated o r  a r d u c k d  to: 

a. Have a m  t o  and copy any records t n a t  must he kept M e r  the 
conditions of the permit; 

b. facility, equipment, praciices, 
under this permit; and 

or  opzca'Lions regulated 

c. -le o r  mnitor any sukttanes or pmueters a t  any location 
reasonably necessary to assure mlim with this permit or  
Departme?t ru les.  

Reasonable time may depni on the nature of the concern hing 

8 .  If, for any reason, the pedttkee does  no'^ a q l y  with, or  w i l l  tc unable 
t o  amply w i t h ,  any c a d i t i o n  o r  l imitaticn specified i n  t h i s  pmnit, the 
permittee shall imr;9diately notify and p v i d e  the D e m t  W i t h  the 
following infonration: 

a. A description of and cause of nonmrpliance; and 

b. me Wicd of noncmpliance, includir?g exact dates a?d times; or, i f  
not mrrect&, the anticipates t ime t2e noncarpliance is expcted to  
cmtinue, and steps being taken to  re2uce, elhihate, and prevent 
reamace of the noncampliancx. me permittee shll be responsible for 
any and all danages d c h  may result  and m y  be subject to enf0-t 
action by the b p r h n e n t  for penalties or  for r e v t i o n  of this permit. 

9 .  In accepting this permit, the *ttee Undersbnds and agrees that a l l  
records, notes, mnitoring data and other information relating to the 
CQi- 'on or operation of this penuittd saurce, which are sutmitted 
to the De-, may be used by the kprbneiit as evidence in any 
enforcanmt case arising mer the Florida Sta- or D e e  rules, 
except where such use is prescribed by Sections 403.73 and 403.111, Florida 
S b W .  
with the Florida Rules of C i v i l  Frcc&me and appropriate evidentiary rules. 

Such evidence shdll only ke used t o  the extent it is consistent 

10. The awes to canply w i t h  -2s Departr;Arlt rules and Florida 
Stabkes after a reasonable tFme for  mqliance; provided, however, the 

De-t rules. 
e a =  warn quality e t . ,  other mq those stc. - - addressedin 
Florida Mministrative code Rule 17-302.500, shall include a reasonable time 
to obtain or be denied a mixing zone for '&e new or meed s'candard. 

does not Waive any other rights granted by Florida Statutes or 
A reasonable time for capliance wi&& a new or  amended 

DER Form 17-1.201(5) Effective "ber 30, 1952 Pase 3 of 14. 
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Fhilip H e i l  
Eiolly oaks 
m .  

I.D. NUMEER: 311-01 

W OF rssiiE: August 5,  1993 
MIMBER: m16-229843 

EXPIFXIm DATE: June 30, 1998 

U. This permit is bansfemble only u p n  B w t  app- in accordance 
with Florida 
mlicable. The permittee shall be lizble for  any mncmpliance of the 
pemittd activity until  the b a x s f c  is approved by the bprtsrmt. 

Code Rules 17-4.120 and 17-730.300, as 

u. plis d t  is require5 to be kept a t  t i e  wrk site of the witted 
activity during the entire pericd of w p m c t i o n  or opention. 

13. plis permit dS0 CXlS~tUtS: 
.- 7 

(a) De- ' tion of Best Available Co-1 Technolcgy (Ma) 
(b) * t ion of prevention of significant Deterioration (-) 
(c) W f i c a t i o n  of campliance with mte water Quality S'- 

(d) "p1ianc-e with New Source Perfomrice S- 
(Section 401, 92-500) 

14. ?he &Cke shall comply w i t h  the following: 

a. Upn request, the permittee shall f u z s h  dl recoxis a d  plans required 
under Departmerlt rules. The retPntion pericd fo r  a l l  remrds w i l l  ke 
e n d e d  aukmatically, unless othcdise stipulated by the B w t ,  
during the course of any unresolvecl edorcenarit action. 

i 
: 

b- me permittee shall retain a t  the fac i l i ty  o r  other lccation designated 
by this permit records of all monitoring information (including all 
&&ration and maintenance records and a l l  original s-ip chart 
recorriings for continuous mnitoriq i n s b m m ~  tation) required by the 
mt, copies of 211 re-mrts required by this pennit, and records of 
all data used to complete the application for  this pedt. 
ma3 of reterition shall be a t  
sample, "t, report or  application unless otherwise specified by 
D e w t  rule. 

The time 
three years fmn the date of the 

C= Records of mnitoring information sW1 include: 

- the date, ewct place, and time of s a n p l i ~ ~  or E E Z S I E ~ " ~ ~ ;  
- the person respcrnsible for perforning the -1- or "ents; - the date(s) a n a l v  were performed; - the m n  respsnsible for pe'fomkg the analyss: - the results of such analyses. - _  

15- Whm requested by the Department, the pennittee shall, vithin a reasonable 
pericd of time furnish any information re&red by l a w  t&ich is needed to 
determine capliarice w i t h  the pedt. If the pmi t t ee  aware that 
relevant facts were not &tt& or  were incorrect in the parmit 
application or i n  any report to the k F + z t ,  such facts or infomation 
shall' be mtt& or  correzted promptly. 

Fbrn~ 17-1.201(5) E f f d v e  Novexnkr 30, 1982 Bge 4 of 14 
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-sEzlzm c CDNDITIONS: 

I.D. NUMBER: 3116poo901 
DA!E OF ISSUE: August 5,  1993 
EX?" WE: June 30, 1998 

-: D316-229843 

1. 

2. 

3 .  

4. 

5 .  

6. 

7. 

8 .  

9. 

10. 

During the pericd of o_pxration allctied by this pezmit, the perinittee shall 
furnish one copy of the mn-Lhly o m t i n g  rep& ( M X )  on the o-tion of 
the subject Water facil i ty.  
on the daily -t i t ies of d d c  was*-* residuals gexrated a t  the 
source, Qp and dqree  of treaimmt and the site of ultbate dispsal. 
Rep- us- D e m t  of Dvironmentdl Regulation (DER) gg De- of 
Ehviromtal FTote&l 'on (DE?) Fom 17-601.900(1) .shall  be suhitted on a 
m t h l y  basis and must be receive3.W the 0e-t no later than the 
twe.lty eighth (28th) Aay of the m n t l  f o l l  
test si- identificaticn nlIIirber for the -3 fac i l i ty  is 3116x12395 and 
w i l l  k entered M e r  11, Iten (10) of the MOR. For the -es of 
this przni t ,  the Deparbmt shall rem (1) the State of Florida Cepartme!!t 
Of E n v i ~ ? ? n t a l  Frotectdon (DEP) , 7825 Raymeadas Way, Suite B-200, 
Jacksonville, Florida 32256-7577 and (2) the C i t y  of Jadcsonville 

421 W e s t  Church Street, Suite 412, Jadksonvllle, Florida 32202-4111 

b m e s ~ c  wastewater residuls o r  other sol id waste shall not be di 
into w a t e r s  either d i red ; ly  or indiraztty and t!e sam shall be disps 
i n  a mmer approved DE. 
The effluent f r o m  this .sa- shall be adequtely C h l o r k M  a t  a;l times 
so as b provide a basic level of disinfection zs r-ed by Florida 
M s i r a t i v e  Ccde (FAC) Rule 17-600.440(4). 

Such rep= shall also mntain informtion 

the mnth  of opxation. 'ihe 

and B ~ v i r o m t a l  Serzies D e m q t  (RESD) Water Wity 

T ? f  

The personnel in chaqe of 
tre&mqt faci l i t ies  s P i l  
sangling and mnitoring of 
chapter 17-601. 

the 0-peration, supervision or rrraintenance of 
et the requiz- of FAC 0lapts.r 17-602. 
'-ds facility rill be in aczordmce with F A .  

the 

The diszharge authorizcn' <?is p e z t  shall be consistent at &1 ~ ~ R Y = S  w i t h  
the 

No a a t i o n a l  connection s a 1  be rade to this fac i l i ty  WiLlout prior 
approval of the D e m q t .  

The p e z t  holder s h a l l  also comply with county, numicipal, federal o r  other 
state emnronme.~.ntal regdations. 

An m t i o n  and M a i n - ?  mual for this fac i l i ty  shall be available a t  
the f ac i l i  
hSpecZion%y the k-nt in accordan- mth FAC Rule 17-600.720( 2) .  

A cow of these pennit wndi~~ons shall be forwarded by the Permittee t o  the 
lead o m t o r  &/or the u t i l i t y  "y 
operate this facil i ty,  if  other than the mer, so as to " p l y  w i t h  General 
condition No. 12 atme. 

DamestiCwastF**m - W resiws s h a l l  be dkpsed of in accordance With FAC 
Chapter 17-640. All dcmstzic tklstewater residuals =lie3 to the land shall 
be tre2'& as required by FAC Rule 17-640.600. 
residuals shall be d i s m  of in accordance with FAC 
me.17-640.700(3) or FAC W e  17-640.700(4). 

quality sbndaxk set forth in FAC Chapters 17-301 and 17-302. 

for  use by operation ard main- persoMel and for 

is charged to maintam ' a n d  

Daretic kzstt- 

Dm Form 17-1.201(5) Effective "ahr 30, 1982 Page 5 of 1 4  



I.D. w: 3116Foo901 
-/“CN: Do16-229843 

OF rssuE: August 5 ,  1993 
EXP~ATICN m: June 30, 1998 

P ” R  EFFwmrLlMIT MINlMuM”cI SAMPLE TYPE 

mr=w 1.0 rYIC;D(b) continuous (c) - 

-3D5 1 (a) W&kly C a n g s i t e  (e) 

Tss (a) W&Y mite (e) 

TKN (a) W M Y  mite (e) 

@i Units  I 6.0 to 8.5 Continuous ( f )  

Chlorine Min. 0.5 q / l ( h )  Continuous (f) 
R e s i d u a l  &x. 0.01 q/l(l) Daily, 7/W& GrZb 

Fecal( i )  Avg. 5200/100 ml Weekly (9) 
coliforn Max. 800/100 ml 

SAMPLE -ON 

Effluent 

Influerlt & Efflue.lt (d) 

Influent & Efflueqt (d) 

Effluent (d) 

=‘fluent (d) 

=fluent (d) 
Effluent 

=fluent (d) 

Limjfc , 
Annual 
average 

-(j) 6.0 
I 

M o n l y  me t i m e  
average average grab - 0  

7.5 9.0 I 12.0 

I 30 I 45 I 6o 

Annual a w g e  daily flow shall not exceed value sham. 
A m  flow a& a t o a z e r  
located on the discharge side of the chlorine a n t a c t  chamber. 
Effluent shall ke sampled after chlorination and prior to m e  into the polishing 
Fond. 
A s m - r l  (16)-bur, flow proportioned -ite v l e  is r-. 
Effluent total residual chlorine (TRC) content (following chlorination) and pH shall be 
measured on a ant inuous  basis. mwever, hourly 

“ent. 
waSttewat= Grab -1- for f d  coliform will ke collected dxring periods of “al 

facility p l l u t a n t  
F f f l U e x t  TRC content (following chlorination) shall not f a l l  below 0.5 -/I, in aardan- 
w i t h  the disinfection 
F* coliform values -y with ~ a c  Rule 17-600.440( 4) (c) . 
m n a -  five (5)-day biochemical o m =  d d  (-5) and total K j e l d a h l  ni.tiogen 
(’MN) are dculated in accordance w i t h  FAC Rule 17-600.740(1)(b)2. 
Effluent l i m i t s  for to ta l  susp-ded soli& (m) are assigned in accordance w i t h  FAC Rules 

be used to measure flaw rate at the weir 

taken durirq the period of 
required aperator a- may be substituted for contirmous . .  

efficiencies, or maxi” organic loading in the effluent. 

of FAC Rule 17-600.440(4)(b). 

allowable mnthly averages, wee?d.y averages and one (l)-&h grab sm@s for 

17+00*420(1) and 17-600.740(1) (b ) l .  
I 

DE2 Form 17-1.201157 Effective N C W ~ ~ F Z  30. 1082 pace 6 Of 1 4  
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P"TEE: 

Holly oaks 
Heil 

tJwF 

I . D .  NUMBER: 3116XXX01 
-/- NUB=: cO16-229843 
DATE OF ISSUE: August 5 ,  1993 
EXP" DATE: June 30, 1998 

SPECIFIC 03ND": 

(1) In am- w i t h  FAC We 17-302.530( 19) , effluent TRC can tmt  shall not 
ace& 0.01 nr3/1 a t  the pint of discharye from the larger plishing pmd 
into the d e r  polishing pond. 
no 1- than once day, no less than sew? (7 )  days per WeeFC. A single 
grab -le is acceptable. 

12. The bastdoad allmticn for this source is 148 B / & y  Ultifiate we.?? 
Cemand (WD) as a "rm, ttLirty (30)+ay avmge limit. 
For the pur,rpses of detaminhg caqliance w i t h  the regulations of the 
Ceprbert, U3D shall ke calculated as follcws: 

Effluent shall be sampled for azC content 

hiere: UOD = CUOD t NL'OD 

,{ 13. 

The Fe-zW sal1 repsrt the &dated  COD, CLEOD ami NGCD on the mnthly 
op&ing reports. 

This WXT shzll be s t t f e d  by a state-licenssd class c (or high=) operator 
for no less than seven ( 7 )  days per we! and for  no less than eight (8) 
hours per day. 
hi@=) opzzator. The D e w t  will d t  eight (8) hour per day 
op=?ator a t t t  ( W d  of the sixtee.1 (16) hour per day attendance 
r€@renaIt specified in FAC me 17-699.310(3)(b) for a s m o r y  11, C l a s s  
B a t  hrocess, currently u t i l i z e d  by the subject Wi) for a t r i a l  
period 02 one (1) year frm the permit date of issue. 
re3uced opzza- daily staffing hours is grankd because Jacksonville 
subasan U t i l i t i e s  (Brpration (Jsuc) has provided the cepartrrrent with 
reasonable asumnce that its * ry mn-1 and ata -sition 
(SCADA) System -lies w i t h  th?*ements of FAC Rule 17-602.375(3). 

thescADAsys'Len 
t oe r lSure rx"0  ' us, reliable ogerations. F o l l ~  campletion of the 
trial pericd, the Department will review the WF effiueqt data and notify 
Jsuc (inwriting) e ' whether operator attendance nay remain a t  eight 
(8 )  hours per day. 

The De-! resexes the right to require Jsuc to resume sixteerl 
(16)-hour per day operator a t t e , ? , ?  [as specified in FAC R a e  
17-599.310(3)(b)] prior to caple t ion  of the one (1) year trial mid or  
any t i n e  th-t if this m does not mintain amglince w i t h  the 
effluent Uts in Permit specific mnditicn No. 11. 

The lead/chief operator m s t  be a State-licmsed Class B (or 

%!his t r i a l  p i c d  for 

the trial Fid, Jsuc shall p m l y  x" ' 

DER Fom 17-1.201(5) Effective "ber 30, 1982 Page 7 of 14 
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14. 

15. 

.) 
: 

I .D.  1 m: 3116p33901 
P m / C E R I  -: W16-229843 

CCp” DATE: June 30, 1998 
OF SSSUE: AUgUSt 5 ,  1993 

In  acmrdance with FAC Rule 17-650.500(5), the D e m . ? t  reserves the ri@t 
to m=dify this Pemit by requiring JsUC to anduct a Level I or Level I1 

Permiit d f i c a t i o n  shall include a resamble wid cf t b s  for Jstic t o  
petition f o r  tive relief and submit a plan of study for 
appmval. If a F;PSEL.iS developed for  this source whidi requires me annual 
effluent limits b ke revised, the Pemittee shall bs notified in writing by 
the ”qt. A € t c  natifica*don, the F e n i t t e  shall Lzt allowed (a) 90 
days to bring the wastewatar facility into coqliance k i t h  the revised 
effluent l i m i t s  or (b) 60 days to subnit an application for (1) a 
~ n s t r u c t i o n  permit which w i l l  bring the fac i l i ty  into mqliance within 180 
days of cx-ction pdt issue dats or (2 )  a t emprzz~  o m t i o n  @t 
with a ccnrq?liance scheciule or ( 3 )  a & k n i m + i v e  re l ie f  FRssuar;t to FAC 
Rules 17-4.23 and 17-4.244. W-qt studies do not relieve the applicant 
of spezific respnsibilities in rule or elsewhere in tqis Fdt. 

~ a t c  Quzlity Bas& Effluent Limitation (LQBEL) W y s L  ’S of cowtread CreeL. 

?he d0“Cic Wastater residuals from the subject WT shall be sangled and 
tested after find trea-t bcrt prior t o  ut i l izat ion or  dispsd in 
accOrdvlce with the r-ts of FAC Rule 17-640.700. 
Wastmarater residuals shall be -led and tested a t  lezst once L r z  any 
rolling ninety (90)-day perid for the following me-: 

Dcrmes*dc 

dry weight 
dry weight 
dry weight 
dry  weight 
dry weight 
&y weight 
dry weight 
dry weight 
dry  weight  

No later than s ix ty  ( 60) days following the coqle t ion  of all Saql.i.W and 
analyses -1 be suhni- to RD. The tests a c q y  of the 

analyses shall ke SUbiYt 
contain the sigature(s) of 

DER Forn 17-1.201(5) Effective ~ v e m b s  30, 1992 Fage 8 of 14 
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I . D .  NUMBER: 3116?XG991 
-/- NUMBER: CO16-229843 
lXT€ OF ISSUE: August 5 ,  1993 
EXPIRATIW IXE: June 30, 1998 

16. The Agricdtural Use plan shall ke 
require3 by FAC Rule 17-640.500( 1) ( f )  . The qdaw Agricu lm U s e  Plan 

shall be a m &  by the following information: 

a t  least once eve7 365 days a s  

be &tt& (to VQD and DEP) US- DER DEP F o ~  17-640.900(1) and 
.,. - .. . - i  

a. A smmq of th.e totzl d 0 " j c  wastewater residulzls, nitrcyen arid heavy 
metals applied on an annual -is. 

17. 

b. The cumulative heavy mtds applied by a l l  0th- wzsteazter f a c i l i t i e s  
that u t i l i ze  the sune p r t i o n  of the lznd applia+Lon site (as the 
subject W) for  dis-psal of domestic wastewater residrils. 

The pE3 of the resiWs/sails mixture for the lvld application site. 

The zbve-spezifieci i i i o m t i o n  shall be current to wiLhin for ty  five 
(45) days of its date of sutytlittal. 

C. 

d.  

Pursuant to FA. Rule 17-640.700( 3) (p) , recards of application areas and 
application rates of d d c  wastewater residuals must k 
mtbe and must be available for h s p z t i o n  u p n  requ& by Dm or WD. 
Records  shall be kept on DER a DEP Form 17-640.900( 3) [or by an a?prov@ 
lnethod Whi& provides e@Valent detail]. and shall include infomation 
spcified in FAC Rule 17-640.700(3)(p). 

by the 

The ~~t resp'Tves the  right t o  prohibit land application of domestic 
waskwater residuals if a @at& agricultural use plan and/or a quarterly 
test analysis reprt do not provide reasonable of cmgliance with 
FAC chapter 17-640. 

Effluent discharyei by the subject WJF shall t=e sampled and tested for the 
follcwing: 

a. organicnimen. 

b. N i t r i t e  nitrqm ( N 0 2 - ~ )  and nitrate nitrcgen -(-N03-N). 

C. ~o ta l  m n i a  (NH~-N and NH~+-N). 

d. Total nitrcyeq (m). 

e. %tal phosmora (TP). 

f. Orthophosmorus. 

DER Form 17-1.201(5) Effective N u v a b e r  30, 1982 Fage 9 of 14 



I.D. NLjMBER: 31163X901 
P R l - E T / m  w: CO16-229843 
DFIITE OF ISSUE: August 5,  1993 
EXP" DATE: June 30, 1998 

18. I n  a c c c r 6 "  wi'h FAC Rule 17-4.244( 3 ) ,  the Pezt tee  skll 
series of tests desa- bslm to evaluate the toxicity of t l e  efflueqt by 
sangling the LX'O~ in the larger polishing p n d  at the p i n t  of its 
dischzrge into the smaller plishing pnd. All test species, prxedures and 
quality assur2x.e criteria used shall t=e in accordance w i t h  Xef.?&s for 
M e a s u r h  the Acute -Toxicitv of Efflueits and Receivim W&ex-s b Freshwater 
and V k r i n e  *nisrs, 4th ='Lion, E n v i r o m t a l  Protectdon Age! 
(EPA)/600/4-90/027, E&, 1991, or the moSt current e5ition. A stzndard 
refpreqce toxicvlt quality assurance test shall bs conductt cmcunently 
w i t h  e=& spies used in the toxicity tests and the resalts 
the E%3,5. 
(G) refere- toxicsnt tests are coducted, these results must bz sutmnitted 
w i t ?  tie FDR. 

the ' 

w i t h  
Alternatively, if mn&&y qwlity assurance ( Q A ) / q = l i q  cmsol 

a. 

b. 

C. 

me permit== sfiall came 96-hour static acute screening *xicity 
tests U s i r q  the Ceridadmia dubia (water flea) and the N O m D i S  leedsi 
(bannerfin .shine). 
Simples collected a t  evenly spaced (6-hour) intends over E 24-hour 
pezicd and used in four seprate 
a a m t  for variatiors in efflueit and pond wa- qmlity. 

All tests will be c ~ d u c t e d  on four seprate grab 

for each spxies in  crzier t o  

If control m m i t y  exceeds 10% for either Wies in any tests, the 
test(s) for  that species (including the control) shall ke repaw. 
test Will be considered valid only if control mrtality does not 
10% for eit ter species. If, in any separate grab sangle test, 100% 
"ity 
less thm 10% a t  that tixle, that 
terminated w i t h  the cmclusion thzt the -le d m " a t e s  unaccepbbl.': 
aczt t  toxicity. 

A 

prior to the end of the test, and an-1 mrtality is 
(including the contml) shall be 

The toxicity test : spcifid atove s l l  ke conductd using a conk01 
(0% pond tatex) d one test concmtrat ion of 100% p n d  Law. 
'These tsr+c are refez& to as tlroutine testsv1 uld shall ke cmduckd 
once every tm ( 2 )  mnths %inning no later than 30 days follcwbg 
pe'init date of ismmce un t i l  6 anseclrtive valid bF-mnthly tests hve  
ke-q pass&, 
02 the pezxit, unless notified otiterwise by the Dem-qt. 

once eve'y six ( 6 )  mnths there&'- for ti.e d"2tion 

DEE? Fonn 17-1.201(5) Effedkve 30, 1982 Page 10 of 14 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I- 
I 

-: 
Philip H e i l  
Holly caks 
WF 

I.D. h EX: 3116FCO901 
P E F K l T / m  NUMBER: CO16-229843 
DATE OF ISSUE: August 5 ,  1993 
C C P ~ O N  DATE: June 30, 1998 

.spEIzIFIc 

d. 

e. 

f .  

9- 

DER Farm 

"ONS:  

R e s u l t s  from Voutine testst1 shall be rep-*& according t o  
EPA/600/4-90/027, Section 12 R e p &  Preprat ion,  4 th  edition, W e ,  
1991 (or  the mcst a n r e n t  &ition) , and shall ke flltnittd (to DEP an i  
KQD) as an attachnmt to the  mnthly regart- 

If unacceptable acute toxicity (greater than 20% lethality in a sample 
of 100% p M  water to either tests species ~ any of the tests w i t h i n  
the s p c i f i e d  time) is found in a tlroutine testt1, the Pennittee shall 
conduct follow-q definit ive tests using four (4) n w  grab samples 
collected a t  six (6)  hour intervals over a 24-hour perid to ge!!mte 
the dzta necessary (in an i n i t i a l  set of follow-up m) to calculate 
the c o n c m ~ t i o n s  lethal to 50% of test organisms ( r z o  values) w i t h  
95% confidence limits. 
follow up test, additioml definit ive testing Will ke pezzomed a t  We 
( 3 )  saks2qUerlt weekly intemals, w i t h  grab samples cdlected a t  the +imp 
of &y and &y of the week which exhibi- the highest toxicity (laxest 
LC50 value) in the first set of follow-up definit ive teste. 
follow-up tests shall be 96-hour acute, SLCdtic-re~ewal, iefinitive 
toxicity tests, and shall be anducted on bth test spzcies, using a 
control (0% pnd water) ard test ancen-tions ~ilc~en sa that a t  1- 

f& in the initial follow-up definit ive test. 
solution r m e d  shall be a t  48 hours after test initiation w i t h  the 
rex-= of the original samples C;irich has k e e l  held a t  4OC. 
-le collection requirements ad test accqtab i l i ty  critpria spesified 
in hens ltar1 and Wt a b v e  must be met fo r  the test to be considered 
valid. 
fa i led "routine MI!. 

If maccept&le acute toxici+q IS found in a 

The 

( 2 )  concentrations u e  &me ar?d two (2) are k l o w  the L/zs0 value 
For these tests, 

The 

The follow-up Am sh&l win w i t ! !  two w e e ? ?  of the e?d of 

Results from the definitive tests, required due to una-mle a m  
toxicity in the 9 " e  testst1, shall be sUtpnitte3 (to DEP and FgD) in 
a single reprt  prepared according to EPA/600/4-90/027, -on 12, 
R e p e  Repra t ion ,  4th Edition, Weber, 1991 (or  the m3sc current 
edi'lion), within 45 days of -letion of the val id  definitive test- 
Upon review of the definitive todcity test results, test co-tions 
m y  be mcdified by the mpartment to izprove statistical c o n f i m  of 
the analyses. 
have 30 days to amply w i t h  SUG? changes. 

III this case, the Pexd t t ee  shall ke notified and will 

- _  
Should any valid definitive test indicate the chanct.cis';ic of 
toxicity,  the Permittee shall prepre a p l m  of study to identify the 
cause(s) or source(s) of toxicity of the efflueqt and -lute feasible 
Ethodolqies to reduce or elininate the toxicity. 
a chemical analysis of the effluent including priority p1lutant.s 
(XE+als, volatile and nonvolatile orqaics)  and nonpriority FollUtZrrt 
peaks (including o r g a n o n i ~ e ~ - ~ ~ o ~ ~ ~  ps t i c ides )  along w i t h  total 
and unionized anrnonia, nitra- and n i t r i t e  ni+.-Ose?, toel K j e l d a h l  
nimeq and total and ortho#nsphoruS. 

Tne plan m y  include 

17-1.201(5) Effective "ber 30, 1982 11 af 14 
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I .D.  NUM6ER: 3116XXl901 
P E Z " / m  NUMBER: D316-229843 
DATE OF ISSUE: August 5 ,  1993 
E X P W C X i  WE: June 30, 1998 

h. The Permittee shall flli=anit the plan of study to DEP and tgD fo r  review 
an3 Ccrmments Within 60 days of detPdnation of acute toxicity by the 
valid definit ive test (outlined in section W 1  W e ) .  'he m t t e e  
shall ixq?lane?t the aqeed u p n  plan of study w i t h i n  30 days of receipt 
of w r i t t e n  D e e  approval. 
&tt& (to DEP and IQD) u p n  caqletion of the plan of study 
including conclusions and recamerrtions regarfhg the toxicity of the 
effluent and nesures to reduce or elininate it. 

A detailed final rep& shall be 

JSUC shall plm, design, mnstruct and irrrplement a reclaimed water reuse 
systw for this WF, in acardance with the following schedule: 

a.  

b. 

C. 

No later than s i x t y  (60) days following p z t  date of issue, JSUC shall 
u t  a letter to the St .  Johns fiver Water ManageT!t D i s t r i c t  
(sTE&uMD) requesting that it provide w r i t t a  notice to ptent ia l  
a-ptors of the availability of r ec lW water  (within the W€ 
rPrtificatsd Area of service). 

No later than thi&y (30) days following sulanittal of the letter 
[refer- i n  N o t e  ( a ) ]  to m, JSUC shall provide w r i t t s i  
notification to all ptmtial acceptors of reclaimed water. 

Negotiations m n g  all conce-znd &des shall begin no later than 
thirty (30) days following JSUC's xiailing of writte!! notifications. 

If negotiations result in JSUC seanring an agreement w i t h  one or mre 
acceptors of redabred water, JSX shall q l y  w i t h  the follcxJing 
schettule: 

(1) JISUC shall subnit a writWi request to the Florida Public -02 
rrmnnission (E) for a limited proceedulg ' to establish rates b 

Dmediately following approval by E, Jsuc shall win designing 
the reclaimed w w  reuse system and no law than 120 days 
following cor"ent of the reclaimed water reuse system design, 
JSUC shall suhnit a a m d o n  application in accordance w i t h  the 
Dewqt 's  M s t r a t i v e  -es. 
include S t a t e  and I d  processing fees and all necessary 
dccmmts, drawings and reports. 

the ccsts of reclaimed wate r  reuse program. 

( 2 )  

me qplicat ion shall 

Dm Form 17-1.201(5) Effective "her 30, 1982 Page 12 of 14 
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I.D. NWBEt: 3116Fco901 
-/RT NUMBER: Do16-229843 

OF ISSUE: August 5 ,  1993 
EXP” DATE: June 30, 1998 

SPECnIc CONDITICNS: 

d. In the event a conrract cannot ke negotiate3, JSUC shall provide a 
writ ten explanation of the reasons to DEP and CgD. The Department W i l l  
W e  the final dec%ion whether JSii meets the reuse consideration 
requirenmts. J S Z  shall provide DEP and W D  with writtea notification 

and capletion of each phzse of the &&e regarding (1) the bq”g 
outlined in knit Specific condition No. 19 and (2)  any delays in 
bnp1ementi1-q &i&ule. 

. .  

The D e p r t r e q t  Will not hold JSUC amuntable for any delays in ixrplaenth5 
a reclaimed vat== reuse progzam caused by other parties or  eve?- that are 
beyond the control of J’TSUC. 

20. No later than sixty (60) days followi?g permit date of issue, JSUC shall 
commence Water quality mnitorbg of cowzlead Cr&, the plishing pnd usd 
M i l l  m e .  

a. 

b. 

mter mles shall ke  ken a t  the following sites: 

Cajnead crep,L a t  t ie  intersection with Fort  Caroline Rcad. 

In the larqer p l i t  pnd, at its pint of dixharge into the simller 
prd (which 6 b d ~ ~ r g e s  irrt0 cowhead me&). 

4 
I c. In Y i l l  Cove, wiA& 200 feet of the confluence w i t h  W a d  Creek. 

Water smples shall ke &&en at a l l  sites on the same day, a t  approxisrrately 
mid-prQ7dd-m de@ and tested for the following:. W D 5 ,  .TKN, ..TN, E, 
pH, dissolved o w e n  zicd tempratme. 

Water quality tests shll be Performd a t  a labratory t h a t  ut i l ize  a 
q a l i t y  assurance/quality corrtrol program.  est results (in -0) shall ke 
s u h i t k d  to ~ Q D  on the stationery of the testing labratory no later thm 
sixty  ( 6 0 )  days follcWing the saxplkq date. Test data suhnittals shall. 
also include the directr ’on of stream flow at the time the saxples were 
tdken, as weU as weatha and rainfall infomation. Water quality 
=nibring shall cmtinue no less than ance every ninety (90) days follcwing 
the f i r s t  sampling/testdxq episcde until further notice - _  is given by the 
De-= 

21. The B-zt reserves the right to m y  this operation pzmi t  by 
requiring JSUC to sutmit an application to conshmzt ground water nonitor- 
wells arwuxid the p1ishi.q p n d  if it is deemed necessary to  @de 
reasonable assurance t h a t  the dischrye fram the subject WZ does not 
nqat ively impact g”d water quality. 

DER Form 17-1.201(5) E E f d v e  ”&er 30, 1982 paSe 13 of 14 
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FmmrEE: 
Philip Heil 
Holly oaks 
FiwF 

I.D. NUMBEX: 3i16-01 
-/- NUMBER: m16-229843 

EXPlRAITCN DATE: June 30, 1998 
OF m: A u g u s t  5 ,  1993 

22. No later than April 30, 1998, the Penaittee shall suhnit an application for 
an operation penni t  a a tenprary -tion permit (for the sJbject WF). 
The application shall be suhnitted in amrdance w i t h  the 
Prccecrures of the D e n t  and shall include (1) State and local 
processing fees and ( 2 )  a l l  necessary sqplementary docunents, plans, 
studies and reports. 

tive 

FILING AND ACKNOWLET)GE?U;ENT 
RLED. an this Sale, pursuam to S120.52 . Florida 
S1a:ures. with the dasigna;ed 36zanmeIr; Clerk. 

.. . 

IsSUed.this 5th day Of A u ~ u s t  1993 

$Dm Form 17-1.201(5) Effective "ber 30, 1982 Page 14 of 14 
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bwcon Chiles 
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Norrheast District ~. 

7825 Baymeadows Way, Suite B2OO 
Jacksonville, Florida 32256-7590 

CERTIFIED MAlL - RETURN RECEIPT 

August29,1997 

In the Matter of an Application 
for Permit by: 

Munipalli Sambamurthi 
Vice President-Manager 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

DEP File No. 274746 
Duval County 
Holly Oaks WWTF 

Virginia B. Werherell 
Secretary 

.. 
-- 

NOTICE OF PERMIT ISSUANCE 

Enclosed is Permit Number FL002362 1 to operate an existing 1 .O mgd annual average daily flow 
(AADF) permitted capacity conventional activated sludge WWTF with ultraviolet disinfection prior to 
discharge to Cowhead Creek to Mill Cove (St. Johns.River). The permit is issued under section 403 of the 
Florida statutes. 

A person whose substantial interests are affected by the Department’s proposed permitting decision 
may petition for an administrative hearing in accordance with sections 120.569 and 120.57 of the Florida 
Statutes, or all parties may reach a written agreement on mediation as an alkmative remedy under section 
120.573 before the deadline for filing a petition. Choosing mediation will not adversely affect the right to a 
hearing if mediation does not result in a settlement. The procedures for petitioning for a hearing are set forth 
below, followed by the procedures for pursuing mediation. 

The petition must contain the information set forth below and must be filed (received) in the 
Department's Office of General Counsel, 3900 Commonwealth Boulevard, Mail Station 35, Tallahassee, 
Florida, 32399-3000. Petitions filed by the permit applicant or any of the parties listed below must be filed 
within fourteen days of receipt of this notice of intent. Petitions filed by any other person must be filed 
Within fourteen days of publication of the public notice or within fourteen days of receipt of this notice of 
inten< whichever occurs first. A petitioner must mail a copy of the petition to the applicant at the address 
indicated above, at the time of filing. The failure of any person to file a peti’tion (or a request for mediation, 
as discussed below) within the appropriate time period shall constitute a waiver of that person’s right to 
request an administrative determination (hearing) under sections 120.569 and 120.57 of the Florida Statutes, 
or to intervene in this proceeding and participate as a party to it. Any subsequent intervention will be only at 
the discretion of the presiding officer upon the &g of a motion in compliance with d e  28-5.207 of the 
Florida Administrative Code. \ 

A petition must contain the following information: 
(a) The name, address, and telephone number of each petitioner; the Department’s permit 

identification number and the county ki which the subject matter or activity is located; 

“Protect, Conserve and Manage Florida’s Environment and Natural Resources” 

Printed on recyded paper. . .... - 
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(b) a statement of how and when each petitioner received notice of the Department's action; 
(c) a statement of how each petitioner's substantial interests are a f f e c t e d  by the department's action; 
(d) a statement of the material facts disputed by the petitioner, if any; 
(e) a statement of facts that the petitioner contends warrant reversal or mdfication of the 

(0 a statement of which rules or statutes the petitioner contends require reversal or modification of the 

(9) and a statement of the relief sought by the petitioner, stating precisely the action that the petitioner 

Deparbnent's action; 

Department's action; and 

wants the Department to take. 

Because the administrative hearing process is designed to formulate final agency action, the filing of a 
petition mea& that the Department's final action may be different from the position taken by it in this notice 
of intent. Persons whose substantial interests will be affected by any such fLnal decision of the Department 
on the application have the right to petition to become a party to the proceeding, in accordance with the 
requirements set forth above. 

Any person may elect to pursue mediation by reaching a mediation agreement with all parties to the 
proceeding (which includes the Department and any person who has filed a timely and sac i en t  petition for 
a hearing) and by showing how the substantial interests of each mediating party are affected by the 
Department's action or proposed action. The agreement must be filed in (received by) the Office of General 
Counsel of the Department at 3900 Commonwealth Boulevard, Mail Station 35, Tallahassee, Florida 32399- 
3000, by the same deadline as set forth above for the filing of a petition. 

The agreement to mediate must include the following: 
(a) the names, addresses, and telephone numbers of any persons who may attend the mediation; 
@) the name, address, and telephone number of the mediator selected by the parties, or a provision for 

(c) the agreed allocation of the costs and fees associated with the mediation; 
(d) the agreement of the parties on the confidentiality of discussions and documents introduced during 

(e) the date, time, and place of the first mediation session, or a deadlhe for holding the first session, if 

(0 the name of each party's representative who shall have authority to settle or recommend settlement; 
(g) either an explanation of how the substantial interests of each mediating party will be a f 5 d  by 

selecting a mediator within a specified time; 

mediation; 

no mediator has yet been chosen; 

the action or proposed action addressed in this action or a statement clearly identifying the petition for 
hearing that each parly has already filed, and incorporating it by reference; and 

(h) the signatures of al l  parties or their authorized representatives. - 

As provided in section 120.573 of the Florida Statutes, the timely agreement of all parties to mediate 
will toll the time limitations imposed by section 120.569 and 120.57 for requesting and holding an 
administrative hearing. Unless otherwise agreed by the parties, the mediation must be concluded withh siXty 
days of the execution of the agreement. If mediation results in settlement of the administrative dispute, the 
Deparbnentmust enter a final order incoGorating the agreement of the parties. Persons whose substantial 
interests will be afFected by such a modified final decision of the Department have a right to petition for a 
hearing only in accordance with the requirements for such petitions set forth above, and must therefore file 
their petitions within fourteen days of receipt of this notice. If mediation terminates without settlement of the 
dispute, the Department shail not@ all parties in writing that the administrative hearing processes under 

. .... - 



/- .- 

Notie of Permit Issuance I -- c 

August29,1997 I page3 .. .. 
.r 

section 120.569 and 120.57 remain adable for disposition of the dispute, and the notice will specify the 
deadlines that then will apply for challenging the agency action and electing remedies under those hvo 
statutes. 

1 
This action is 5naI and effective on the date fled with the Clerk of the Deparbnent unless a petition 

(or request for mediation) is filed in accordance with the above. Upon the timely sling of a petition (or 
request for mediation) this order wiIl not be effective until further order of the Deparlment. 

I 
I 
I 
I 

Any party to the order has the ngbt to seek judicial review of the order under section 120.68 of the 
Florida Statutes, by the f i g  of a notice of appeal under rule 9.110 of the Florida Rules of Appellate 
Procedure with the Clerk of the Deparhent in the Office of General Counsel, 3900 Commonwealth 
Boulevard, M a 3  Station 35, Tallahassee, Florida, 32399-3000; and by filing a copy of the notice of appeal 
accompanied by the applicable filing fees with the appropriate district court of appeal. The notice of appeal 
must be filed within 30 days from the date when the final order is filed with the Clerk of the Department. 

. -- - Executed in Jacksonville; Florida.-- -- -- -- - -- . -' 

STATE OF FLORIDA DEPARTMENT 
PPM 
"OF E"MENTAL PROTECTION 

I -- 

I 
I k-- 

J& M. Qweq P.E.- \ 

Water Facilities Administrator 

I 
CERTIFICATE OF SERVICE 

I The undersigned duly designated deputy agency clerk hereby certifies that this NOTICE OF 
CE and all copies were mailed by certified mail before the close of business on 
1997 to the listed persons. I 1 

I Copies fitmished to: 

I Jan Mandrup-Po~ls~, DEP - Tallahassee 
RESD, AWQD 
Marshall Hyatt, EPA Region N 
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Department of 

. E nvi ron m en tal P rotect io n 
Nonheast District - 

Virginia B. Wethereii 
Secretary 

Lawon Chi!es . 7825 Baymeadows Way, Suite B200 
Governor Jacksonville. Florida 32256-7590 . 

STATE OF FLORlDA 
DOMESTIC WASTEWATER F A C I L m  PERMIT _. 

. - _. ~ 

. -  -. 

PERMITTEE: 

.United Water Florida 
1400 Millcoe Road 
Jacksonville, FL 32225 

PERMIT NUMBER ~~002362 1 
ISSUANCE DATE August 29,1997 
EXPLRATION DATE August 28,2002 
FACILITY LD. NO FLOO23621(3 116POO901) 
APPLICATION NO. 274746 

RESPONSIBLE AUTHORITY: 
Mr. Munipalli Sambamurthi, Vice President-Manager 

F A C I L m  
Holly Oaks WWTF 
10797 Fort Caroline Road 
Dwal County 
Jacksonville, FJ., 32225 
Latitude: 30" 21' 30" N 

This permit is issued under the provisions of Chapter 403, Florida Statutes, and applicable rulesof the Florida 
Administrative Code and constitutes authorization to discharge to waters of the state under the National Pollutant 
Discharge Elimination System. The above named permittee is hereby authorized to construct and operate the 
facilities shown on the application and other documents attached hereto or on f l e  With the Department and made a 
part hereof and specifically described as follows: 

TREATMENT FACILITIES: 

Longitude: 81' 30' 20" W 

To operate an existing 1.0 MGD annual average daily flow (AADF) permitted capacity conventional activated 
sludgeGWWTF consisting of influent screening, comminution, a 42,045 cubic foot aeration bash, a 16,980 cubic 
foot secondaq clarifier that is 10 feet deep, and ultraviolet disinfection. The disinfected effluent flows to a 1.75 
acre on-site pond prior to discharge. Wastewater treatment plant residuals are stabilized by aerobic digeon, 
thickened and temporarily stored on site prior to hauling to a land application site. 

- .  - -  
EFFLUENT DISPOSAL: ._ 

Surface Water Disdarge: An existing 1.0 MGD annual average daily flow (MF) pexmitted discharge from 
outfall DO01 to Cowhead Creek to Mill Cove (St Johns River - Class III Waters). The Cowhead Creek outfall is 

- 

located approximately at latitude 30" 21' 22" N, longitude 81" 3 1' 23" W. - .  
IN ACCORDANCE WITH: The limitations, monitoring requirements and other conditions as &t forth in Pages - . 
1 through 19 of this permit \ 

- .  - 

.- 

. ..-. - Printed on recycled paper. 



YBIWII'EE: United Water rlonda 
FACILITY: Holly Oaks WWTF 

10797 Fort Caroline Road 
(904) 721-4600 

PbKMII NUMl3k.K : PLOU2LJb21 
ISSUE DATE : August 29,1997 
EXPIRATION DATE: August 28,2002 
APPLICATION NO. : 274746 

L RECLAIMED WATER AND EFFLUENT LII\-IITATIONS AND MONITORING REQUIREMENTS 
> .  

I. . A. Sud:icc Water Dischsrgcs - Final Limits 

1. Ddring the period beginning on the issue date and lasting through the eqiration date of this permit, the $&rnittee is authorized to discharge 
efllucnt from Outfdl DO01 to Cowhead Creek to Mill Cove (St. Johns River - Class 111 Waters). Such discharge shall be limited and monitored 
by the permittee as specified below: 
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pl3MnTEE: United Wac; rlorida 
FACLI'IX: Holly Oaks WWTF 

.Y (904) 721-4600 
10797 Fort CaroIine Road 

P-3' NhfBER : W 2 3 6 2  1 
ISSUE DATE : August29,1997 
EXPlRATION DATE: August 28,2002 
APPLICATION NO. : 274746 . 

2. Effluent samples shall be taken at the monitoring site locations listed in Permit Condition 1.A.l. and 
as described beiow: 

1 Description of Monitoring Location 1 

3. Hourly measurement of pH during the period of required operator hendame  may be substituted for 
continuous measurement. The pH values shall not deviate outside the required range more than one 
percent of the time (7 hours and 26 minutes) in any calendar month and no individual excursion shall 
exceed 60 minutes. An excursion is defined as an unintentional and temporary incident in which the 
pH value of the discharge wastewater exceeds the range set forth in this permit [Chapter 62-601, 
Figure 2, Footnotes I and 2, 5-31-93 and 40 CFX 401.1 7J 

4. Recording flow meters and totalizers shall be utilized to measure flow and calibrated at least 

- annually. [62-601.200(17) and .500(6), 5-31-93] 

5. The arithmetic mean of the monthly fecal coliform values collected during an a n n d  perid shall not 
exceed 200 per 100 mL, of eEluent sample. The geometric mean of the fecal coliform values for a 
minimum of 10 samples of ef€iuent each collected on a separate day during a period of 30 consecutive 
days (monthly), shall not exceed 200 per 100 mL of sample. When more than 10 samples are taken, 
no more than 10 percent of the samples collected during a period of 30 consecutive days shall exceed 
400 fecal coliform values per 100 mL of sample. Any one sample shall not exceed 800 fecal coliform 
values per 100 mL of sample. [62-600.440(4)(~), 6-8-93] 

6. Florida water quality criteria and standards shall not be violated as a result of the discharge. f62- 
320(9), 11-29-94][62-302.510(5), 2-27-95] 

7. Lf the permittee cannot demonstrate compliance with the fecal coliform limits listed in this permis 
then the permittee shall apply to the Department for a revision to the pennit and shall install an 
appropriate effluent filtration system. 

.- .. , 

B. Other Limitations and Monitohg and Reporting Requirements 

1. During the period beginning on the issuance date and lasting through the expiration date of t h i s  
permit, the treatment facility shall be monitored by the permittee as specified below: 

Monitoring Requirements 

- 
l6-bOUrflOW * INF-1 see 

proporiioncdlxmpc8itc Cand.LB.3 

see 
p i o p o c i o o c d ~ i t c  Cond.LB.3 

weekly 

\ INF-1 W d Y  

CarbonaceousBiochemical m a  Report 
Oxygen Demand (5 day) 
Total Suspended Solids mg/L Report 16-bOUr flow 

2, Samples shall be taken at the monitoring site locations listed in Permit Condition I.B.1. and as 
described M o w :  

3 
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Monitoring Location 
Site Number 

Description of Monitoring Location 

k g  Influent nor to biolo i d  treatment 

3. Influent samples shall be collected so that they do not contain digester supematatit or return activated 
sludge, or any other plant process'recycled waters. [62-601.500(4), 5-31-93] 

4. The Permittee shall initiate regular monitoring of the segment of Mill Cove near the outlet of 
Cowhcad Creek for maintaining data on the impact of the discharge to the water quality of the surface 
water body. Monitoring shall be on a quarterly basis and shall coincide ~ 4 t h  the quarterly nutrient 
mopitoring of the facility effluent discharge. The monitoring sites are d e s c n i  as foIlows: 

> 

#1 Approximately 50 feet northwest of the confluence of Cowhead Creek and Mill Cove 
#2 Approximately 300 feet southwest of the confluence of Cowhead Creek and Mill Cove and 

#3 Approximately 300 feet northeast of the confluence of Cowhead Creek and-Mill Cove and 50 
50 feet from the shore 

feet from the shore- ._ _--. - - .. .- - . 

- The parameters to be m w e d  shall include the following: 

DO, pH, temperature, conductivity, salinity, Secchi Disk depth, CBODs, NH3-N, TKN, N& -N + 
NOs-N, TP, Ortho-Phosphorus, Chlorophyll A ,  alkalinity, color, chloride 

Samples shall be taken during a period of time beginning approximately two hours before low tide 
and ending approximately two hours past low tide. Metered parameters (DO, pH, temperature, 
conductivity, salinity) shall be sampled at the surface, middepth and at the bottom. Grab samples at 
mid depth for the other parameters is adequate. The results of in-stream monitoring shall be 
submitted to the Northeast District Office. [62-4.240(3)(~), 4-30-95J 

5. The permittee shall provide safe access points for obtaining representative influent, reclaimed water, 
and effluent samples which are required by this permit. [62-601.500(5)), 5-31-93] 

6. During the period of operation authorized by this permit, the permittee shall complete and submit to 
the Department on a monthly basis a Discharge Monitoring Report (DMR), Form 62-620.910(10), as 
attached to this permit The permittee shall make copies of the attached Dh4Rform(s) and shall 
submit the completed DMR form(s) to the D e m e n t  by the twentyeighth (28th) of the month 
foilowing the month of operation at the address specified below. 

Florida Department of Environmental Protection 
U'astewater Facilities Regulation Section, Mail Station 3551 
Twh Towers Office Building 
2600 Blair Stone Road - -  
Tallahassee, Florida 32399-2400 

During the period that wastewater flows are diverted to the Arlington East WWTF, the&rmittiiZ -. 
shall submit monthly DMR forms tp  the above address which clearly state "No Discharge". 

[62-620.610(18), 11-29-94J[62-601.300(1), (2). and (3), 5-31-93] 

- _  
! 

. -_ 

- -  

_ -  - -. - .  
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PERMISEE : United Water Florida 
FACILTZTY: 

.Y 

7. 

8. 

Holly Oaks WwlF 
10797 Fort Caroline Road 
(904)721-4600 . .. - 

_-- - 
PERMIT NUMBER : FLoo2362 1 
ISSUE DATE : August29,1997 
-EXPIRATION DATE: August 28,2002 
APPLICATION NO. : 274746 . 

Unless specified otherwise in this permis all reports and notifications required by this pennis 
including 24-hour notifications, shall be submitted to or reported to, as appropriate, the Department’s 
Northeast District OEce at the address spec54 below: 

Florida Department of Environmental Protection 
Northeast District 05ce 
7825 Baymeadows Way, Suite 200B 
Jacksonville, Florida 32256-7590 

Phone Number - (904) 448-4330 
FAX Number - (904) 448-4366 

All FAX oopies shall be followed by original copies. 

The approved analytical methods and corresponding required MDL (method detection limit) and PQL 
(practical quantification limit) for parameters monitored at outfall DOQ1 are (note: ifmultiple 
methods are approved for a given parameter, they aredl listed with corresponding MDLs/pQLs 
separated by a / if different): 

. 

The MDLs and PQLs listed above shall constitute the minimum reporting levels for the life of the 
permit The Department shall not accept results for which the laboratory’s MDLs or PQLs are 
grater  than those listed above. Unless othenvise specified, sample results shall be reported as 
follows: 

results greater than or equal to the PQL shall be reported as the measured quantity. 

results less than the PQL &d greater than or equal to the MDL shall be reported as the PQL 
value followed by the lab code “m” and the value of the MDL in parentheses. These values shall 
be deemed equal to the MDL when necessary to calculate an average for that parameter and when 

results less than the MDL shall be reported as the MDL followed by the lab code “u”. A value of 
one half !he MDL or half the efnuent limit whichever is lower, shall be used for that sample 
when necessary to dculate  an average for that parameter. Values less than the MDL are 
considered to demonstrate compliance with an efnuent Mt or monitoring requirement. 

determining compliance with permit limits. . .  

. .  
r624.246, 613-961 

C. Whole Effluent Toricity Testing Pkogram . 

1. The routine acute toxicity screen test and the chronic toxicity screen monitoring test are to be run 
simultaneously. The acute results are to be derived from the chronic survival test at 96 hours for the 
routine series of tests. If acute andror chronic toxicity is indicated in any routine screen test, then the 

5 
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PERMTITEE: United WaterFlorida . PERMIT NUMEIER : E002362 1 
FACXLrTy: Holly Oaks WWTF ISSUE DATE : August 29. 1997 . 

10797 Fort Caroline Road 
(904) 7214600 

EXPIRATION DATE: August 28,2002 
APPLICATION NO. : 274746 .“ 

sampling protocol for the specific additional chronic (3.B.) or additional acute (3.C.) test shall be 
followed. If the series of chronic monitoring toxicity tests indicate no toxicity in six consecutive tests, 
then the facility may discontinue the chronic monitoring toxicity tests and shall conduct acute toxicity 

Methods for M d n p  the Acute Toxicitv of Effluents to Freshwater and Marine Oraanisms, 
EPA/600/4-90/027F (4th Edition), on a sample of 100% hnal e5uent and a control (0% efnuent). 
Mortalities of greater than 20% in a sample of 100% effluent shall initiate the series of acute 
definitive toxicity tests as defined in 3.6. below. 

-2. Mortalities of 50% or greater in a sample of 100% effluent in any test of 96 hours duration or less or 
a -&dated LC50 of less than 100% effluent in any additional acute definitive test of 96 hours 
dufation or less, w i l l  constitute a violation of these permit conditions and Rule 62-302.200(1), Rule 
62-302.5OO( l)(d), and Rule 62-4.244(3)(a), F.A.C. 

for the duration of the permit Acute toxicity testing shall be conducted in accordance with 

3. The permittee shall initiate the series of tests described below 60 days from the permit issue date to 
’ evaluate whole emuent toxicity of the discharge from outfall DO0 1. All test species, procedures and . 

quality assurance criteria used shall be in accordance with Short-term methods for EstimatinP the 
Chronic Toxicitv of Effluents and Receivine Waters to Marine and Estuarine Ormnisms, EPA/600/4- 
91/003, or the most current edition. The control water and the effluent used will be adjusted to an 
appropriate salinity using artificial sea salts as described in EPAI600/4-90!027F, Section 8, or the 
most current edition. A standard reference toxicant quality assurance chronic toxicity test shall be 
conducted conmentry with each species used in the toxicity tests and these results submitted with 
the bioassay report or if monthly QA/QC reference toxicant tests are conducted, these results must be 
submitted with the bioassay report. Any deviation from the biaassay procedures outlined herein shall 

... 

bc submitted in writing to the Department for review and approval prior to use. _. 

A. CHRONIC TOXlCrrYMONITOIUNG TEST REQUIREMENTS 

i) The permittee shall conduct a mysid shrimp, MVSidoDSiS bahia Survival, Growth and 
Fecundity Test (Method 1007), and an inland silverside, Menidia ben‘llina, Larval 
Survival and Growth Test (Method 1006). These tests shall be conducted using a control 
(0% efnuent) and one test concentration of 100% effluent. Ali test results shall be 
statistically analyzed according to the Appends in EPM600/4-9!/003, or the most current 
edition. 

ii) For each set of tests conducted, a 24-hour composite sample of final effluent shall be 
collected and used per the sampling schedule discwed in EPA/600/4-91/003, Section 8. 
Two additional composite samples s M l  be collected on Day 3 (48 hours) and Day 5 (96 
hours) of the test, according to the protocol, and used as daily renewal solutions. - _  

iii) If control mortality ex& 20% for either species in any test, the test@) for that species 
- (including the control) shaIl be repeated. A test will be considered valid only if control 

mortality does not exceed 20% for either species. If, in any test, 100% mortality occurs prior 
to the end of the test, and control mortality is less than 20% at that time, that test (including 
the control) shall be terminated with the conclusion that the sample demonstrates 
unacceptable chronic toxicity. Additionally, tests must meet the acceptability criteria as 
defined in EPA/600/4-91/003, Sections 14.12 and 13.12, respectively. - 

iv) The chroGc toxicity monitoring tests specified above shaIl be conducted once every two 
months. These tests are referred to as “routine chronic” tests. Upon the completion of six 
consecutive valid routine tests which demonstrate that no chronic toxicity has been 

6 
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PERMITEE: United Water Florida 
FACILITY: Holly Oaks WWTF 

.- (904) 7214600 ' t. 

10797 Fort Caroline Road 

.- 

PERMIT NUMBER : FLOO2362 1 
ISSUE DATE : August 29,1997 
EXPIRAnON DATE: August 28,2002 
APPLICATION NO. : 274746 . 

identified, the permittee may discontinue the chronic toxicity monitoring requirements. If 
unacceptable chronic toxicity is demonstrated after completion of six consecutive valid 
routine tests, the Department will reopen the permit to establish a chronic toxicity limit 

v) The acute toxicity testing requirement, results derived from the chronic screen tests at 96 
hours, shall be conducted once every two months until six consecutive valid routine tests, 
that do not indicate unacceptable acute toxicity, are completed. The facility may then apply 
to the Department for a change in scheduling frequency for toxicity monitoring. These tests 
are referred to as "routine acute" tests. 

vi) All results shaU be recorded and submitted on the Discharge Monitoring Report (DMR) in 
the following manner: 

a) Chronictests: 

1) For the chronic test results, if the NOEC of a test species is less than 100% 
eflluent, "<100%" should be entered, on the Dh4R for that species. If the NOEC of a 
test species is greater than or equal to 100% efnuenc ">100%" should be entered. . 

2) Results from chronic tests shall be reported according to EPA/600/4-91/003, Section 
10, Report Preparation (or the most current edition). 

b) Acutetests: 

1) For the acute test results, if greater than or equd to 50% "tzdity occurs in either 
species in the chronic screen test at 96 hours, "<100%" shall be entered on the 
DMR for that species. Jf less than 50% mortality occll~s in the chronic screen test at 
96 hours, ">100%" shall be entered. 

2) Results from "routine" tests shall be reported according to EPA/600/4-90/027F, 
Section 12, Report Preparation (or the most current edition). 

Vii) Results from aIl toxicity tests are to be submitted within 30 days to the following address: 

Florida Department of Environmental Protection 
Northeast District Office 
Attn: Toxicity Coordinator 

Jacksonville, Florida 32256. 
7825 Baymeadows Way, Suite B200 .. 

B. CHRONIC TOXICrrY ADDITIONAL TESTING REQW3EMENTS 

i) If chronic toxicity (NOEC -400% efnuent) is found in a "routine" tesf the permittee shall 
conduct three additional tests on any species indicating chronic toxicity. 

ii) Each additional test shall be conducted using a control (0% effluent) &d a mini" of five 
dilutions: loo%, 50%, 25%, 12.5% and 6.25% effluent and a control (0% effluent). The 
dilution series may be mod5ed in the second and third test to more accurately identify the 
toxicity, such that at least two dilutions above (not to exceed 100% effluent) and two 
dilutions below the target toxicity, and a control (0% eftluent) are run. 

. 
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PERMI?TEE: United Water Florida 
F A C I L m  HolJy Oaks WWI’F 

10797 Fort Caroline Road 
(904) 721-4600 .- 

s 

PERMIT NUMBER : FLOO23621 
ISSUE DATE : August 29, 1997 
EXPIRATION DATE: August 28,2002 
APPLICATION NO. : 274746 

iii) For each additional test, the sample collection requirements and the test acceptability criteria 
spxified in ‘3.A.ii) & iii)’ above must be mct for the test to be considered valid. The first 
test shall begin within one week of the end of the ’routine” tests, and shall be conducted 
weekly thereafter until three additional, valid tests are completed. The additional tests will 
be used to determine if the toxicity found in the ‘routine” test is still present. 

iv) Results from additional tests, required due to indication of chronic toxicity in the uroutine” 
tests, shall be submitted in a single report prepared according to EPA/600/4-91/003, Section 
10, or the most current edition and submitted within 30 days of completion of the additional, 
valid test. If chronic toxicity is indicated in any additional chronic tests, the permittee shall 
meet with the Department within 30 days of the report submittal to identify corrective 
actions neceSSary to remedy the observed chronic toxicity. ~ 

C. ACUTE TOXIClTY ADDlTIONAL TESTING REQUIREMENTS 

. i) If unacceptable acute toxicity (greater than 20% mortality in any sample of 100% effluent in . 
the routine chronic screen test at 96 hours or less) is determined in a routine test, the . 
permittee shall conduct a miimum of three (3jVaid additional 96 hour acute static renewal 
definitive tests on each species indicating toxicity. 

.I... - 

. -- -.. 

ii) All test species, procedures and quality assurance criteria uscd shaIl be in accordance with 
Methods for Measuring the Acute Toxicitv of Effluents to Freshwater and Marine 
OrPanism, EPA/600/4-90/027F (4th edition), or the most current edition. The control water 
and the effluent used will be adjusted to an appropriate salinity using artificial sea salts as 
described in EPA/600/4-90/027F, Section 8, or the most current edition. A standard 
reference toxicant (SRT) quality assuran~ (QA) acute toxicity test shall be conducted 
concurrently or no greater than 30 days before the date of the routine test, with each species 
used in the toxicity tests. The results of all QA toxicity tests shall be submitted with the 
discharge monitoring report (DMR). Alternativelj, if monthly QAlQC reference toxicant 
tests are conducted, these results must be submitted with the DMR Any deviation of the 
bioassay procedures outlined herein shall be submitted in writing to the Department for 
review and approval prior to use. 

iii) The first test shall begin within 7 days of the failed routine test and be conducted weekly 
thereafter until three valid additional tests are complete. AU additional acute definitive tests 
shall be conducted on four separate grab samples collected at evenly spaced 6 hour intervals 
over a 24 hour period and used in four separate tests in order to catch any peaks of toxicity 
and to account for daily variations in efnuent quality. Results of the four tests are not to be 
combined or averaged, but are to be reported separately. All acute additional definitive tests 
shall be conducted with a control ( 0% effluent ) and effluent concentrations of 6.250/, 
12.5%, 25%, 50%, and 100%. For all tests conducted, a final effluent Sample must be used. 
The dilution series may be m m e d  in the second and third tests to more accurately identify 
the toxicity, such that at least two dilutions above and two dilutions below the target toxicity 
and a control (0% effluent) are nul The additional tests will be used to determine if the 
toxicity found in the routine test is stili present. 

iv) If control mortality exceeds 10% for either species in any 96 hour test, the test(s) for that 
species (including the control) shall be repeated A test will be considered valid only if 
control mortality does not exceed 10% for either species. 

v) Results for each additional test will include the determination of LC50 values with 95% 
confidence limits. Results from the additional tests, required due to unacceptable acute 
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toxicity in the "routine" tests, shall be submitted in a single report prepared according to 
EPA/600/4-90/027FJ Section 12, Report Preparation (or the most current edition) and 
submitted within thirty (30) days of completion of the valid additional tests. Xfthe 
additional test+ demonstrate the presence of unacceptable toxicity, the permittee will meet 
with the Department Within 30 days of the report submittal to identify corrective actions 
necessary to remedy the unacceptable toxicity. 

[Rules 62-302.530(62) and 620.620(3)(a), FAC' . 

a RESIDUALS MANAGEMENT REQUIREMENTS 

A. Basic Management Requirements 

1. 

2. 

3. 

4. 

5. 

.. 
The method of residuals use or disposal by this facility is land application 

The wastewater treatment facility permittee shall be responsible for proper handling, use, and 

permittee can demonstrate that the treatment facility to which the residuals are transported has legally 
agreed in Writing to accept responsibility for proper treatment and disposal. [62-640.300(3), 3-1-91] 

. 
disposal of its residuals and Will be held responsible f6r any disposal violations that ~ ~ C U T  unless the . .-- 

Land application of residuals shall be in accordance with the conditions of this permit and the 
requirements of Chapter 62-640, F.A.C. [62-640, 3-1-91] 

The domestic wastewater residuals for this facility are classified as Class B. 

The permittee shall Sample and analyze the residuals at least once every 3 months. All samples shall 
be representative and shall be taken after fmal treatment of the residuals but before use or disposal. 
Sampling and analysis shall be in accordance with the U.S. Environmental Protection Agency 
publication - P O W  SludPe Samdine and Analvsis Guidance Document 1989. The following 
parameters shall be sampled and analyzed: 

* The annual application rate for cadmium shall not exceed 0.5 poundsacr@ear. 

6. -Florida water quality criteria and standards shall not be violated as a result of land application of 
residuals [62-640.700@)(~), 311-911 

\ 

B. Agricultural Sites 
_ -  . 
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1. Class B residuals shall not be used on unrestricted access arcas. [62-640.600(6)(&). 3-1-91] 

2. Class B residuals application shall be in accordance with the AgriculturaI Use Plan approved by the 
Department for this facility. 162-640.300(1), 3-1-91] 

' 3. Root crops, and fruits and vegetables which touch the soil -and which are to be consumed raw shall 
not be grown on the application site for 18 months after the last application of Class B residuals. [62- 
640.600(6)(~), 3-1-91] 

4. 

5. 

6 .  

Fruits and vegetables which do not touch the soil and which are to be consumed raw shall not be 
harvested from the application site for 30 days following the last application of Class B residuals. 
Orchard tree crops, which do not come in contact wilh the residuals due to the application method, 
are exempted. This exemption does not apply to orchard tree crops which have fallen to the ground 
before harvesting. [62-640.600(6)(., 3-1-91] 

Pashue vegetation on the application site shall not ke cut or used for grazing by livestock for 30 days 
folIowing the last application of Class-B'residuals. [62-640.600(6)(e), 3-1-91] 

The public shall be restricted from the application area for 12 months afler the last application of 
Class B residuals. [62-640.600(6)&l, 3-1-91] 

7. The wastewater treatment facility permittee shall apply for a minor pennit revision on DEP Form 62- 
620.910(9) for new, modified, or expanded residuals land application sites. The facility's permit 
s!dl k revised to include the new or revised Agricultural Use Plan@) prior to application of residuals 
to the new, modified, or expanded sites. The current Agricultural Use Plan identifies residuals land 
spreading on the following sites: 

Temporary storage of residuals prior to land application at the Cope Farm site shaI1 occur at the 
Duval Septic Tank Company, Inc. site located at 5340 Soutel Drive, Jacksonville, Duval County, 
Florida in accordance with the operation protml received by the Department on February 13,1996. 
Each storage tank shall be numbered and a separate log maintained for each tank The duration of 
storage in any one tank shall not exceed one month. Records shall be maintained at the Dwal Septic 
Tank Company site for on-site storage and made available for Department review upon request A 
minimum of three years of records shall be maintained. The grounds surrounding the stonge tanks 
shall also be makitairled to allow for proper inspeaion by the Department.[62-620.330, -11-29-94; 62- 
640.700(3)(0), 3-1-91] 

8. h m a l  residuals application rates shall not exceed the agronomic rates based on the nitrogen 
requirements of the site vegetation in accordancc with the approved Agricultural Use Plan. [62- 
610.7i?0(3)(d), 3-1-91] 

9. Residuals shall be applied with techniques and equipment to assure uniform application'over the bite. 
[62-640.700(3)(n), 3-1-91] 
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10. The pH of the domestic wastewater residuals soil mixture shall be 6.5 or greater at the time domestic 
. wastewater residuals are applied. At a minimum, testing shall be done annually. [62-640.700(3)fi), 

3- I-91 J 

11. The permittee shall maintain records of application areas and application rates on DEP Form 62- 
640.900(3) and shaU have these records available for b p e d o n  upon request by the Department or 
the appropriate Local Environmental Bogram. These records shall-include: 

a. Date of application of the residuals, 
b. Laat ion  of the residuals application site, 
c. Amount of residuals applied or delivered, 
P: Identification of specific areas of the site where residuals were applied and acr&ge of that area, 
e. Method of incorporation of residuals (if any), 
f. Water table level at time of application, and 
g. Concentration of nitrogen and heavy metals in the residuals, percent solids, and date of last . 

The permittee shall provide: annuat updates to the Agricultural Use Plan(s) to reflect any changes in 
domestic wastewater residuals characteristics or agricultural practices; summaries of the total 
residuals, nitrogen, and heavy metals applied on an annual bas& and annuaI summaries of the 
cumdative metals applied. Updates to the Agricultural Use Plan(s) and annual Summaries, including 
copies of applicable analytical laboratory reports for the w e w a t e r  residuals analysis for that period, 
shall be submitted to the Department's Northeast District Office by February 15th of each year. [bt- 
640.700(3)(e) and @), 3-1-91] 

? .  

- -  -.-_- _I analysis. I .  

IlT. GROUND WA'IERMONITORING REQUIREMENTS 

Section Three is not applicable to this facility 

lv. 

V. 

. .. 
ADDITIONAL REUSE AND LAND APPLICA~ON REQ- 

Section Four is not applicable to this facility 

OPERATION AND MAINTENANCE REQUIREMENTS 

Staffing Requirements . .  

1. DDuring the period of operation authorized by this permis the wastewater facilities shall be operated 
under the supervision of a(n) operator(s) certified in accordance With Chapter 61E12-41, F.AC. In 
accordance with Chapter 62-699, F.AC., this ficilily is a Category I, Class B facility and, at a 
minimum, operators with appropriate certification must be on the site as follows: 

A Class C or higher operator 8 h o d & y  for 7 &y&v& The lead operator mu&& a Class B 
operator, or higher. The 8 houdday attendance period is reduced from 16 hourdday because the on- 

62-699.311(3), FAC. 
- site Supervisory Control and Data Aquisition (SCADA) system complies with the requirements of 

1 ,  _ . _  . - 
- .  

,- . . . _  

p - 6 9 9 ,  xm-94] p620.630(3) ,  I 1-29-94-~6z7699.31oI 5-249 
I * % + .  - t .  

- .11 



i 

-. . .  
PE-: Unitcxi'waie;Florida 
FACILllY Holly Oaks -* 

10797 Fort Caroline Road 
(904) 721-4600 ." 

P E m  NUMBER : FLOo23621 
ISSUE DATE : August 29, 1997 I 

EXPMTION DATE: August 28,2002 
APPLICATION NO. : 274746 

2. The lead operator shall be on duty for one full shift each duty day. A certified operator shall be on- 
site and in chaige of each required shift and for periods of required d i g  time when the lead 
operator is not on-site. A certified operator shall be on call during periods the plant is unattended. 
[62-699.311(10), (9, and (I), 5-20-921 

Capacity Analysis Report and Operation and Maintenance Performance Report Requirements 

3. An updated capacity ahalysis report shall be submitted to the Department a n n d y  by July 1 of each 
year. The updated capacity analysis report shall be prepared in accordance with Rule 62-600.405, 

.* 

F.AC. p2-600.405(5), 6-8-93~ 
r 

$4. The application to renew this permit shall include a detailed operation and maintenance performance 
report prepared in accordance with Rule 62400.735, F.A.C. [62-600.735(1), 64-93] 

Recordkeeping Requirements 

5. The permittee shall maintain the following records and make them available for in&don At the 
plant site and at the pesttee office. 

---.. - -.__ - . . 

-- a. Records of all compliance monitoring information, including all calibration and maintenance 
records and a l l  original strip chart recordings for continuous monitoring instrumentation and a 
copy of the laboratory certification showing the certification number of the laboratory, for at least 
three years from the date the sample or measurement was taken; 

Copies of all reports required by the permit for at least three years fiom the date the report was 
prepared; 

Records of all data, including repoxts and documents, used to complete the application for the 
permit for at least three years from the date the application was filed; 

.. 

b. 

c. 

d. Monitoring information, including a copy of the laboratory certification showing the laboratory 
certification number, related to the residuals use and disposal activities for the time period set 
forth in Chapter 62-640, F.A.C., for at least three years fiom the date of sampling or 
measurement; 

e. A copy of the current permit; 

f. A copy of the current operation and maintenance manual as required by Chapter 62-600, F.AC.; 

g. A copy of the facility record drawings; - _  

h. Copies of the licenses of the current certified operators; and 

i. Copies of the lo& -and schedules showing plant operations and equipment maintenance for three 
years from the date of the logs or schedules. The logs shall, at a minimum, include identification 
.of the plant; thesignature and certification number of the operator(s) and $e signature of the 

- : person(s) making any entries; date and time ir and out; specific operation and d n t c n a n c e  
activities; tests pexfomcd and samples taken; and major repairs made. The logs shall be 
maintained on-site in a location accessible to 24-hour inspeaioq protected from weather 
damage, and current to the last operation and maintenance performed. 

I. .-A 

. .  . 
[62-620.350,11-29-941[61E12-41.01O(l)(~), I1 -02-931 
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VI. COMPLIANCE SCHEDULES AND SELF-IMFOSED IMPROVEMENT SCKEDULES 

The proposed plant improvements will not follow a compliance schedule or self-imposed improvement .. 
I 
1 schedule. 

I - - _  
VIL INDUSTRlAL PRETREATMENT PROGRAM REQUIREMENTS . _ _  

Section Seven is not applicable to this facility ~~ .-I ._ 
. I  . . .. . 

Vm. OTHER SPECIFIC CONDITIONS 
I 
I 
I 

1. If the permittee wishes to continue operation of this wastewater facility &er the~ex&ation date of 
this permit, the permittee shall submit an appIication for renewal, using Department Forms 62- 
620.910(1) and (2), no later than one-hundred and eighty days (180) prior to the expiration date of 
this p e d t  [6,3-620.410(5), 11-26-94] 

I' 
'2. The facilities shall comply with any conditions that the Secretary of the Army (Lldted States Army __ 

Corps of Engineers) considers neceSSary to ensure that navigation and anchorage will not be 
substantially impaired. [62-620.620(1)(@), 11-29-94] i :  . - ;  

3. In the event that the treatment facilities or equipment no longer function as intended, are no longer 
safe in terms of public health and safety, or odor, noise, aerosol drift or lighting adversely affects 
neighboring developed areas at the levels prohibited by Rule 62-600.400(2)(a), F.A.C., corrective 
action (which may include additional maintenance or modifications of the permitted facilities) shall 
be taken by the permittee. Other corrective action may be required to ensure compliance with rules of 

I 

I 
I 

I the Department. [62-600.410(2?), 68-93] 

4. The pedttee shall not knowingly allow or cause the deliberate introduction of stormwater in any 
amount into collectiodtransmiaion systems designed solely for the introduction (and conveyance) of 
domestidindustrial wastewater, or the deliberate introduction of stomwater into 
collectiodtransmission systems designed for the introduction or conveyance of combinations of storm 
and domestidindustrial wastewater in amounts which may reduce the ef€iciency of pollutant removal 
by the treatment plant [62-604.130(3), 5-31-93] 

5.  Collectiodtransmission system overflows shaU be reported to the Department in accordance with 
Permit Condition IX 20. [62-603.550,5-31-93] [62-620.610(20), 11-29-94] I . 

6. The operating authority of a collectiodtransmission system and the pkmittee of a treatment plant are 
prohibited from accepting C O M W ~ ~ O ~ S  of wastewater dischargek which have not received necssary 
pretreatment or which contain materials or pollutants (other than nonnaI domestic wastewater 
constituents): 

a. Which may cause fire or explosion hazards: or  

b. Which may cause excessive corrosion or other deterioration of wastewater facilities - .  due to 
chemical action or pH levels; or 

I 
I .- - - -  f L  . . .  

J.. 
.- I 

d. Which result in treatment plant discharges having t e m k r a t u k  abdve 40" C. -. 
. . .  . 4 .  . - - .  . . - ,  

- . .  - .. .. 
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7. The treatment facility shall be enclosed with a fence or otherwise provided with features to discourage 
the entry of animals and unauthorized persons. [62-600.400(2)(b), M-931 

8. Screenings and grit removed from the wastewater facilities shall be collected in suitable containers 
and haded to a Department approved Class I landfill or to a landfill approved by the Department for 
receiptldisposal of screenings and grit [62-7.540. 12-1 0-851 

... 9. The permittee shall provide adequate notice to the Department of the following: 

’ . .  : a .:’Any new introduction of pollutants into the facility from an industrial discharger which would be 

- .  

. 

subject to Chapter 403, F.S., and the requirements of Chapter 62620, F.AC. ifit were directly 
discharging those pollutants; and 

‘ b. Any substantial change in the volume or character of pollutants being introduced into that facility’ 
by a source vihich was identified .- in the permit application - .. and known to.be discwging at the 
time the permit was issued. 

: 
I- 

Adequate notice shall include information on the quality and quantity of emuent introduced into the 
facility and any anticipated impact of the change on the quantity or quality of effluent or reclaimed 
water to be discharged from the facility. [62-620.625(2), 11-29-94] 

10. In accordance with Jacksonville Environmental Protection Board (EPB) Rule 3.409C.2., the Master 
Plan for Regional Sewerage Development for the Holly Oaks Certified Area of Service shall be 
updated no less than once every two years. The Master Plan shall be submitted to the following 
address: 

Jacksonville Reguietory and Environmental Sewices Department (F?€SD) 
Air and Water Quality Division (AWQD) 
42 1 West Church Street, Suite 422 
Jacksonville, Florida 322024 1 1 1 

. .  
. .  Tx GENERAL CONDITIONS 

1. The terms, conditions, requirements, limitations and restrictions set forth in this permit are binding 
and enforceable pursuant to Chapter 403, Florida Statutes. Any permit noncompliance constitutes a 
violation of Chapter 403, Florida Statutes, and is grounds for enforcement action, permit tenshation, 
permit revocation and reissuance, or pennit revision. [62-620.610(1), 11-29-94] 

2. This permit is valid only for the specific processes and operations applied for and indicated in the 
approved drawings or exhibits. Any unauthorized deviations from the approved drawings, exhibits, 
specifications or conditions of this permit constitutes grounds for revocation and enforcement action 
by the Department. [62-620.610(2), 11-29-94] . .  

1 
I 
I 
I 
1 
I 
I 
I 
I 
I 
E 
1 
I 
I 
I 
I 3. As provided in Subsection 403.087(5), F.S., the issuance of this permit does not convey any vested 

rights or any exclusive privileges. Neither does it authorize any injury to public or private property or 
any invasion of personal rights, nor authorize any infringement of federal, state, or local laws or 
regulations. This permit is not a waiver of or approval of any other Department permit or 
authorization that may be rquired’for other aspects of the total project which are not addressed in 
this permit. [62-620.61 O@), 11-29-94] 
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4. This permit conveys no title to land or water, does not constitute state recognition or acknowledgment 
of title, and does not constitute authority for the use of submerged lands unless herein provided and 
the neceSSary title or leasehold interests have k e n  obtained from the State. Only the Trustees of the 
Internal Improvement Trust Fund may express State opinion as to title. [62-620.610(4), 11-29-94] 

5 .  This permit does not regeve the permittee from liability and penalties for harm or injury to human 
health or welfare, animal or plant life, or property caused by the construction or operation of this 
permitted source; nor does it allow the permittee to cause pollution in contravention of Florida 
Statutes and Department rules, unless specifically authorized by an order from the Department The 
permittee shall take all reasonable steps to minimize or prevent any discharge, reuse of reclaimed 
water, or residuals use or disposal in violation of this permit which has a reasonable likelihood of 
adversely afTecting human health or the environment. It shall not be a defense for a permittee in an 
enforcement action that it would have been necessary to halt or reduce the permitted activity in order 

‘to maintain compliance with the conditions of this permit [62-620.610(5), 11-29-94] 

1 

6. If the permittee wishes to continue an activity regulated by this pennit after its expiration date, the 
’ permittee SUI apply for and obtain a new permit f62-620.610(6), 11-29-94] - 

7. The permittee shall at all times properly operate and maintain the facility and systems of treatment 
and control, and related appurtenances, that are installed and used by the permittee to achieve 
compliance with the conditions of this permit. This provision includes the operation of backup or 
auxiliary facilities or similar systems when necesary to maintain or achieve compliance with the 
conditions of the permit [62-620.61 Op), 11-29-94] 

8. This permit may be modified, revoked and reissud, or terminated for cause. The f i n g  of a request 
by the permittee for a permit revision, revocation and reissuance, or terminatioq or a notlfcatbn of 
planned changes or anticipated noncompliance does not stay any p e h t  condition. [62-620.610@), 
11-29-94] 

9. The permittee, by accepting this permit, specifically agrees to allow authorized Department 
personnel, including an authorized representative of the Department and authorized EPA personnel, 
when applicable, upon presentation of credentials or other documents as may be required by law, and 
at reasonable times, depending upon the nature of the concern being investigated, to: 

a Enter upon the permittee’s premises where a regulated facility, system, or activity is located or 
conducted, or where records shall be kept under the conditions of this permit; 

b. Have access to and copy any records that shall be kept under the conditions of this permit; 
. .  

c. Inspect the facilities, equipment, practices, or operations regulated or required under this permit; 
and -. 

d. SampIe or monitor any substances or parameters at any location neceSSary to assure Compliance 
with this permit or Department rules. [62-620.610(9), 11-29-94] 

10. In accepting this permit, the permittee understands and agrees that all records, not&, monitoring 
data, and other information relafing to the construction or operation of this permitted sc~urce which 

- are submitted to the Department may be used by the Department as evidence in any enforcement case 
involving the permitted source arising under the Florida Statutes or Department rules, except as such 
use is proscribed by Section 403.111, Florida Statutes, or Rule 62-620.302, Florida Administrative 
Code. Such evidence shall only be used to the exqent that it is consistent with the Florida Rules of 
Civil Procedure and applicable evidentiary rules. [62-620.6IO(IO), 11-29-94] 
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11. When requested by the Department, the permittce shall withii a reasonable time provide any 
information required by law which is needed to determine whether there is cause for rwising, 
revoking and reissuing, or terminating this permit, or to determine compliance with the permit. The 
perminee shall also provide to the Department upon request copies of records rcquired by this permit 
to be kept If the permittee becomes aware of relevant facts that were not submitted or were incorrect 
in the permit application or in any report to the Department, such faas or information shall be 
promptly submitted or corrections promptly reported to the Department. [62-620.610(11), 11-29-94] 

12. Unless specifically stated othenvise in Department rules, the permittee, in accepting this permit, 
agrees to comply with changes in Department rules and Florida Statutes after a reasonable time for - compliance; provided, however, the permittw does not waive any other rights granted by Florida 

-- Statutes or Department rules. A reasonable time for compliance with a new or amended d a c e  water 
quality standard, other than those standards addressed in Rule 62-302.500, F.AC., shall include a 
reasonable time to obtain or be denied a mixing zone for the new or amended standard. 162- 
620.610(12). 11-29-94] 

13, T h e  permittee, in accepting this permit, agrees to pay the applicable regulatory program and 
surveillance fee in accorhce with Rule 6214.052, F.A.C. [62-620.610(13), 11-29-94' -.. 

.14. This pennit is transferable only upon Department approval in accordance with Rule 62-620.340, 
' F.A.C. The permittee shall be liable for any noncompliance of the permitted activity until the transfer 

is approved by the Department. [62-620.610(14), 11-29-94] 

15. The permittee shall give the Department written notice at least 60 days before inactivation or 
abandonment of a wastewater facility and shall specify what steps will be taken to safegurd public 
health and safety during and following inactivation or abandonment. [62-620.610(15), 11-29-94] 

16. The permittce shall apply for a revision to the Department permit in accordance with Rules 62- 
620.300,62420.420 or 62420.450, F.A.C., as applicable, at least 90 days before construction of any 
planned substantial modifications to the permitted facility is to commence or with Rule 62-620.300 
for minor modifications to the permitted facility. A revised pezmit shall be obtained before 
construction begins except as provided in Rule 
62420.300, F.AC. [62-620.610(16), 11-29-94] 

17. The permittee shall give advance notice to the Department of any planned changes in the permitted 
facility or activity which may result in noncompliance with permit requirements. The permittee shall 
be responsible for any and all damages which may result from the changes and may be subject to 
enforcement action by the Department for penalties or revocation of this permit. T h e  notice shall 
include the following information: 

a. A description of the anticipated noncompliance; 
- _  

b. The period of the anticipated noncompliance, including dates and times; and 

c. Steps being taken to prevent future occurrence of the noncompliance. 

[62-620.61 O(I 7), I 1-29-94] \ 

18. Sampling and monitoring data shall be collected and analyzed in accordance with Rule 624.246, 
Chapters 62-160 and 62401, F.A.C., and 40 CFR 136, as appropriate. 

16 



I 
I 
I 
I 
I 
I 
1 .  
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

PERMT?TEE: United Water Florida 
F A C L W  . HoLiy Oaks WWI?: 

~. .. . 10797 Fort Caroline Road 
. - (904) 721-4600 ." 

PERMIT NUMBER : Ft0023621 
ISSUE DATE : August 29,1997 
EXPIRATION DATE: August 28,2002 
APPLICATION NO. : 274746 ' 

. , a. Monitoring results shall be reported at the intends specified elsewhere in this permit and shall 
be reported on a Discharge Monitoring Report (DMR), DEP Form 62-620.910(10). 

b. If the pennittee monitors any contaminant more frequently than required by the permit, using 
Department approved test procedures, the results of this monitoring shall be included in the 
calculation and reporting of the data submitted in the DMR 

Calculations for all limitations which require averaging of measurements shall use an arithmetic 
mean unless otherwise specified in this permit. 

d Any laboratory test required by this permit for domestic wastewater facilities shall be performed 
- by a laboratory that has been certified by the Department of Health and Rehabilitative Services 
'- (Dm) under Chapter 10D41, F.AC., to perform the test On-site tests for dissolved oxygen, 

pH, and total chlorine residual shall be performed by a laboratory certified to test for those 
parameters or under the direction of an operator certified under Chapter 61E12-41, F.AC. 

Under Chapter 62-160, F.A.C., sample colle&on shall be performed by folloking the protocols 
outlined in "DER Standard Operating Procedures for Laboratory Operations and SampIe 
Collection Activities" (DER-QA-001/92). Alternatively, sample collection may be performed by 
an organization who has an approved Comprehensive Quality Assurance Plan (ComPQAp) on 
file with the Department. The CompQAP shall be approved for collection of samples from the 
required matrices and for the required tests. 

c. 

e. 

i .  

p2-620.61 o(M), 11-29-94] 

19. Reports of compliance or noncompliance with, or any progress reports on, interim and final 
requirements contained in any compliance schedule detailed elsewhere in this permit shall be 
submitted no later than 14 days following each schedule date. [62-620.610(19), 11-29-94] 

20. The permittee shall report to the Department any noncompliance which may endanger h d t h  or the 
environment. Any information shall be provided orally within 24 hours from the time the permittee 
becomes aware of the circumstances. A written submission shall also be provided within five days of 
the time the permittee becomes aware of the circumstances. The written submission shall contain: a 
description of the noncompliance and its cause; the period of noncompliance including exact dates 
and time, and S the  noncompliance has not been corrected, the anticipated time it is expected to 
continue; and steps taken or planned to reduce, eliminate, and prevent recurrence of the 
noncompliance. 

~ 

. a The following shall be included as information which must be reported within 24 hours under 
._ '. this condition: 

1. 
-. .- - 

i '  ' 
Any unanticipated bypass which causes any reclaimed water or emuent to exceed any p e d t  
limitation or results in an unpermitted discharge, 

2. Any upset which causes any reclaimed water or the effluent to exceed any limitation in the 
permit, 

\ 

- -  - .  
3. Violation of a maximum daily discharge limitation for any of the pollutants specZcaIly 

listed in the permit for such notice, and 

4. Any unauthorized. discharge to surface or ground waters. 
. i .  
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PEFMTTTEE: United Water Florida 
FACILITr': Holly Oaks WWTF 

10797 Fort Carolinc Road 
(904) 72 1-4600 .- 

P E R h a  NUMBER .: Rx)o23621 
ISSUE DA* : August 29,1997 * 

EXPLIUTION DATE: August 28,2002 
APPLICATION NO. : 274746 

b. If thc oral report has been reccived within 24 hours, the noncompliance has been corrected, and 
the noncom2lianc.e did not endanger health or the environment, the Department shall waive the 
written report. 

* .  .. . 

[62-620.610(20), I I-29-94J - 

'21. The pennittee shall report all instances of noncompliance not reported &rider Pennit Conditions IX. 
18. and 19. of this permit at the time monitoring reports are submitted. This report shall contain the 
same information required by Permir Condition IX 20 of this permit [62-620.610(21), II-29-94] 

a. Bypass is prohibited, and the Department may take enforcement action against a permittee for 
bypass, unless the permittee affirmatively demonstrates that: 

- 1. Bypass was unavoidable to prevent loss of life, ~ r s o n a l  injury, or w e r e  property damage; 
and 

2. There were no feasible alternatives to the bypass, such as the use of auxiliary treatment 
facilities, retention of untreated wastes, or maintenance during normal perids of equipment 
downtime. This condition is not satisfied if adequate back-up equipment should have been 
installed in the exercise of reasonable engineering judgment to prevent a bypass which 
occurred during normal periods of equipment downtime or preventive maintenance; and 

The permittee submitted notices as required under Permit Condition IX 22. b. of this permit 

-. - -.-.- . 

3. 

b. If the permittee knows in advance of the need for a bypass, it shall submit prior notice to the 
Department, if possible at least 10 days before the date of the bypass. The permittee shall submit 
notice of an unanticipated bypass within 24 hours of learning about the bypass as required in 
Permit Condition E. 20. of this permit A notice shall include a description of the bypass and its 
cause; the priod of the bypass, including exact dates and times; if the bypass has not been 
corrected, the anticipated time it is expected to continue; and the steps taken or planned to 
reduce, eliminate, and prevent recurrence of the bypass. 

c. The Department shall approve an anticipated bypass, after considering its adverse effect, if the 
permittee demonstrates that it will meet the three conditions listed in Permit Condition IX 22. a 
1. through 3. of this permit 

d. A pennittee m y  allow any bypass to occul which does not cause reclaimed water or efnuent 
limitations to be exceeded if it is for essential maintenance to assure effIciient operation. These 
bypasses are not subject to the provisions of Permit Condition E. 22. a. through C. of this permit 

, *  

7 -  - 8 ,  [62-620.610(22), I I-29-94] ..< I.- 

. .  
23. . . .  Upset Provisions 

-. . 

a A permittee who wishes to establish the affirmative defense of upset shall demonstrate, through 
properly sigited contemporaneous operating logs, or other r e l e k t  eVidende that: 

. . I  .. 
1. An upset occurred and that the permittee can iden@ the cause(s) of the upset; 

2. The permitted facility was at the time being properly operated; 

18 
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I P E m :  United Water Florida PERMlT NUMBER : FLOO23621 

I .- (904) 721-4600 ' .' APPLICATION NO. : 274746 . 

FACILITY: Holly Oaks WWTF ISSUE DATE : August 29,1997 
EXPIRAnON DATE: August 28,2002 10797 Fort Caroline Road 

3. The permittee submitted notice of the upset as required in Permit Condition IX. 20. of this 
permis and 

The permittee complied with any remedial measures required under Permit Condition IX 5. ' 

4. 

I 
I of this permit 

b. In any enforcement proceeding, the permittee seeking to establish the Occurrence of an upset has 
the burden of proof. 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

c. Before an enforcement proceeding is instituted, no representation made during the Department 
review of a claim that noncompliance was caused by an upset is final agency action subject to 

. .. .' judicial review. 

(62-620.61 0(23), 11 -29-941 

Executed in Jacksonville, Florida 

STATE OF FLORIDA DEPARTMENT 
SPfJ 

n 

-Water Faciliks Administrator 

. .  
. .  

. .  . .  
\ 

. . . .  . _  - .  

. .  " . ' 
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FACT SHEET 
FOR 

STATE OF FLORIDA DEPARTMENT OF ENVIROhWENTAL PROTECTION 
DOMESTIC WASTEWATER FACILITY PERMIT 

.- 

Permit Number: FLOo23621 

Application Date: July 25,1995 
Additional Information: August 27,1995 and October 30,1995 

Permit Writer: Jon Dings  

Public Notice Date: July 18,1997 

1. SYNOPSIS OF APPLICATION 
.? 

a .  Name and Address of Auulicant 

M~nipalli Sambamurthi, Vice President-Manager .--.- - . .. 1. - . _, 
United Water Florida 
1400 M i l l e  Road 
Jacksonville, Florida 32225 

i. 

For: 

Holly Oaks WWTF 
10797 Fort Caroline Road 
Jacksonville, Florida 32225 

b. T m  of Facility 

Domestic Wastewater Treatment Plant 
Privately+wned treatment works 
Standard Industrial Classification Code: 4952 

C. Facilitv Cauacity 

Existing Design Capacity: 
Proposed Increase in Design Capacity: 
Proposed Total Design Capacity: 

d Dcscriution of Facilities ._ 

1.00 MGD AADF 
0.00 MGD AADF 
1.00 MGD AADF 

. .  

To operate an existing 1.0 MGD annual average daily flow (AADF) permitted capacity 
conventional activated sIudge WWTF consisting of influent screening, comminution, a 42,045 
cubic fwt aeration basin, a 16,980 cubic foot secondary cIarifier that is 10 feet deep,’and 
ultraviolet disinfection. The disinfected effluent flows to a 1.75 acre on-site pond prior to 
discharge. Wastewater treatment plant residuals are stabilized by aerobic digestion, thickened 
and t e m p o d y  stored on site pAor to hauling to a land application site. . 

e. ADulicant’s Effluent Diswsal and Reuse h t i o n ( s 1  

Surface Water Discharge: 

Receiving Waters: 

1 



.- .. 

Outfall DOO1: 
Cowhead Creek to Mill Cove (St. Johns River, Class III Waters) 
Latitude: 30' 21' 22" N 
Longitude: 81' 31' 23" W 

See Attachment 1 for a &p showing the location of the receiving waters 
and discharge location. 

I 
I f DescriDtion of Effluent DischarPes (as rewrted bv aDplicant) - 

Outfall Serial Number DOOl:. 

Annual Average Daily Flow (MGD): 0.64 

pH Range (Standard Units): 6.8 to 7.5 -: 

Pollutants which are present in significant quantities or which are subject to ef€Iuent or 
reclaimed water limitations are as follows: 

I 

I 

2. PROPOSED FINAL EFFLUENT LIMITATIONS 

OutFall Serial Number D001: 
. .. . .. 

Effiuent or Reclaimed Water Limitations I 
. .. . 

.. 
3. DISCUSSION OF WHOLE EFFLUENT TOXICITY TESTING REOUDE?v€ENTS: 

~ _. 
The Department is requiring that marine species be used in the whole effluent toxicity testing -use the receiving 
stream is tidally influenced immediately downstream of the point of discege. Depending on the tide stage, the - 

. _  I . .  - .  
. .  

- 
- 2  

..Z - 



. .  
influence of marine waters on thc receiving stream varies from approximately 50 feet downstream of the point of 
discharge to scved feet upstream of the point of discharge. Using marine species for toxicity testing will give a 
bctter represcntation of the impacts on the receiving waters. 

The whole effluent toxicity requirement is k i n g  raised from a freshwater chronic limit to marine maters acute 
limit This does not raise backsliding concerns as a result of significant changes that have taken place at the 
facility and new information regarding the change in applicable species. The changes include the following: 

.- a) The discharge p i n t  has been reclassified from freshwater to marine n&itating the use of different 
=. test species. 

b) Twenty-six months of toxicity testing has established that there is no chronic toxicity to freshwater 
organisms from the facility discharge, thus no reasonable potential for toxicity exists. 

.. . 

c) If it becomes neceswy to establish a chronic whole effluent toxicity limit, the permittee may request 
a mixing zone as allowed under 624.244 FAC. Ifa mixing zone is granted, the Department will 
consider the available dilution in the receiving stream. 

a) There is no marine toxicity data, which is necesary - in order to conduct .. a reasonable potential . -  _ .  

analysis. 

e) The &lorination system, a possible source of effluent toxicity, has been replaced with an ultraviolet 
disinfection system. 

I 
I 
I 
1 
I 
1 
t 
a 
I 
I As the pennit must be modified to reflect the correct use designation, and a final decision regarding the need for a 

chronic Limitation has not been reached, the change in toxicity testing requirements does not constitute backsliding 
under federal rules. 

4. BASIS FOR EFFLUENT AND RECLAIMED WATER LIMITS AND MONITORING 
REOUIREMENTS lMCLUDMG NFLLUENT MONITORING REOUIREMENTS) 

See the table below for the rationale for the Parts 1.4 B, & C provisions. 

Outfau wo 1: 

..- . . .. . . 

. .. . - - . . . . , 

. .. . . . .- . 

-. . - . . .. . . - 

3 

. ._ . 

- .  . 
-. 

.- .... 
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I 
I 
1 
I 
I 
1 
I 
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(Influent) 
TSS Monitor & Report 

. -  
Ihe following were used as the basis of the permit limitationslconditions: 

A FAC refers to various podons of the Florida Administrative Code. 
, .  

. ,  

62-601.300(1) FAC - _  

The effective dates of FAC M e  Chapters cited in the table are as follows: 

ChaDter Effective Date 
624 02-02-94 
62-302 02-27-95 . .  
62-600 06-08-93 
62-60 1 05-3 1-93 
62-620 11-29-94 
62-699 05-20-92 

B. CFR refers to various portions of the Code of Federal Regulations, Title 40 

C. BPJ refers to Best Professional Judgment 

.- Other Limitations and Monitoring Requirements: 
- _  

. .  
is for LimitlMonitoring Requirement . 

-; . . -  . W . U  - ,.:,-.: 7 

I, ' ., . 

. . .  .. .- -. . .  . . .  . _  - .  
a .  ':'. . . !  

! 
' . .-*.:: ; 

. . .  ..... . . . . . . . . . . .  . -. _ _  . 
. .  

. -.  

I 

. -. . . . . . . . .  - 
. < .... 

. . . .  . .  . . .  - . .  . . . . . .  . . . . .  .. , ^. I .;.: . . . . . . . . .  . j : . ' . -  2 ~ . . . . . . .  

- ~ .  _ _  : . . . .  .. . .  . . . .  - .  . . . . . . . . . .  -.4 - ....._._.__..._.-..... . . .  

. .-. - 



.- 

.-  

. .  

... _. 

, I  

.* 

The following were uscd as the basis of the permit conditions: - 

A. FAC refers to various portions of the Florida Administrative Code 

The*&dve dates of FAC Rule Chapters .. cited in the table are as follows: 

ChaDter Effective Date 
~ - -  - -. 

- -  62-600 06-08-93 
62-60 1 05-31-93 . -2 

. . -  . . -  . .. 
Notes on effluentkmitations and monitoring requirements: . 

a. An ultimate oxygen demand (UOD) limit of 150 Ib/day bas been established for the Holly Oaks 
discharge. The UOD limit is not included in the permit because if the ficility does not exceed the 

ammonia and CBODs limits were calculated based on the UOD limit. 
. annual average flow, ammonia, and -ODs limits, the UOD limit will not be exceeded. The 

. - ._ . .. . . 

b. Percent removal requirements for CBODs were not included because they apply only to technology 
based effluent limitations (TBELs). The CBODs limit is based on a water quality based effluent 
limitation (WQBEL). See Rules 62400.420 and 62400.430 FAC. 

5. RESIDUALS MANAGEMENT 

Class of residuals stabilization to be provided: Class B 

Proposed method of residuals use or disposal: Land application 

The current Agricultural Use Plan for this facility identifies residuals land application on the following sites: 
. .  

See the table below for the rationale for the Part II.A residuals limits and monitoring requirements. 
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The following was used as the basis of the permit limitatiodmnditions: 

A. FAC refers to various portions of the Florida Administrative Code 

The effective date of the FAC Rule Chapter cited in the table is as follows: 

Ch2Dter Effective Date . . . . . . . 
62-640 03-01-91 

6. INDUSTFUALPRETREATMENTREOUlREMENTS 

There are no industrial pretreatment requirements for this facility. 

REOUESTED VARIANCES OR ALTERNATIVES TO FEOUIRED STANDARDS 7. 

.. . There were no requests for variances or alternatives to the required standards.' 

8. SELF-IMPOSED IMPROVEMENT SCHEDULE AND EFFECTIVE DATE OF PROPOSED 
_ L _  - ~ 

_.-. EFFLUENT LIMITATIONS: 

The proposed plant improvements will not follow a compliance schedule-or self-im$sed improvement 
schedule. 

DISCUSSION OF PREVIOUS PERMIT EFFLUENT LlMzTATIONS 
3 . .  

_. _ _  
~ I. 

9. 

The previous state wastewater facility permit 0016-229843) contained the following efnuent liy.its: 

- 6  

. .... . 



- 2 m o l e  efEluent toxicity testing requirements 
grab &pks of 0% and 100% l%al dechlorinated effluent The test organisms were CenodaDhnia dubia and 

permit D016-229843 were 96-hour a&e static tests conducted On 

_-  - ._ . NotroDis I&. 
. -.-. - *.__ 

lo. - NEW OREXPANDED DISCHARGES TO SURFACE WATERS: ANTIDEGRADATION 
'REOUDZEMENTS 

There are no new or expanded discharges to d c e  waters in the permit 

11. EFFECTS OF SURFACE WATER DISCHARGE ON THREATENED OR 
ElbANGERED SPECIES 

- .---- - . .  
The Department does not anticipate adverse impacts on any threatened or endangered species as a result of permit 
renewal.. 

12. DEPCONTACT 

Additional information concerning the permit may be obtained during normal business hours from: 

' ' Florida Department of Environmental Protection 
Northeast District Office 
7825 Baymeadows Way, Suite B200 Phone Number - (904) 4484330 
Jacksonville, Florida 32256-7577 FAX Nurnber - (904) 448-4366 

13. ?TIE ADMlNIsTRATIVER.ECoRD 

"he administrative record including application, d d t  permit, fad sheet, public notice (af&er release), comments 
received and additional information is available for public inspection during normal business hours at the location 
specified in item 12. I .  

14. SCHEDULE FOR PERMIT ISSUANCE . _  

Draft permit to Applicant and EPA ................................................................... J ~ e  13, 1997 

Public Comment Period ............................. Beginninfinding: July 18, 1997 1 August 18, 1997 
. .  

Notice of Agency Action .................................................................................. August 29, 1997 

Final Department Action ................................................................................ .August 29, 1997 

. .  . . .  

. 

- -  - _  .= - 
15. ADMMISlR4TIVEHEARING . .- 

\ 

A person whose substantial interests are affected by the Department's permitting decision has the 
opportunity to petition fcx an administrative proceeding (hearing) to challenge the Department's decision 
in accordance with Section 120.57, F.S. 

An administrative hearing is an evidentiary proceeding in which evidence i s  presented by testimony and 
exhibits before an independent hearing officer, The result of-an adq in ie t ive  hearing is the issuance of 

_ -  . 

- - .  
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..t 
the hearing officer's reoommended order to the Department, including the hearing officers findings of 
facf based on the evidence presented at the hearing. The Department Will issue a final order, granting or 
denying the permif based on the hearing officer's recommended order. 

The petition for an administrative hearing must contain the information set forth below and must be filed 
(received) in the Wce of GeneraI Counsel of the Department at 2600 Blair Stone Road, Tallahassee, 
Florida 32399-2400, within 14 days of publication of notice of agency a d o n  or within 14 days of personal 
receipt of notice of agency actio4 whichever occurs h& The petitioner is to mail a copy of the petition 
to the applicant at the time of filing. Failure to file a petition within this time period will constitute a 
waiver of any right such penon may have to request an administrative determination (hearing) under 
section 120.57, F.S. The petition is to contain the folIowing information: 

(1) 

~ 

The name, address and telephone number of each petitioner, the applicant's name and address, 
the Department Permit File Number and the county in which the project is proposed, 

A statement of how and when each petitioner received notice of the Department's action or 
proposed action; 

(2) 

. (3) A statement of how each petitioner's substantial interests are affected by the Department's action 
or proposed action; 

(4) A statement of the material facts which the petitioner contends warrant reversal or modification 
of the Department's action or proposed action; 

(5) A statement of which d e s  or statutes petitioner contends require reversal or modification of the 
Department's action or proposed action; and 

A statement of the relief sought by the petitioner, stating precisely the action the petitioner wants 
the Department to take with respect to the Department's action or proposed action. 

(6) 

If a petition is filed, the administrative hearing process is designed to formulate agency action. 
Accordingly, the Department's final action may be Werent fiom the position taken by it in the notice of 
agency action. Persons whose substantial interests will be affected by any decision of the Department on 
the application have the right to petition to become a party to the proceeding, regardless of their 
agreement or disagreement with the Department's proposed action indiolted in the notice of agency 
action ' . .. ._ 

I 
I 
I 
I 
I 

- _  

I .  

. .  
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Parameter Quantity or Loading Uiiits Quality or Concentration NO. Frqucncy of 
?.-- Analysis 

I I I I I I EX. I I 
FI OW, IK CONDI UT OR THKU I Sample I I I I I I 

Sample Type 

NIL\ll3TITLE OF PRlNClPAL EXECUTLVEOFFXCEROR AUTHORIZED AOENT I SlONATUE OF PR"1PALEXEClJTlVE OFFICER OR AUTHORIZED AGENT TELEPIlONE NO I DATE (YY/NWDD) 

I I 

'OMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all altachmcnfs here): 

' 

' I  



PERMIT NUXfBER FLO023621 DISCIIAROE POMT'NUMBER WOI W M R  SITENo.: 9100 FACILITY NAME: !folly Oakr WWTF 

0 - lnllucnt, 1- E!llucnt, Y - Annual Average . . I 

, 5 .  

1 

2 



DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING WPORT -PART A . .  
Vhrn Coittplctcd m d  lhlr report to: Depar(”t of Environmmbl Roledion, WadewataFacilitia Managem& Section, MS 3S51.2600 Blair Stone Road, Tallah-, FL.32339-2400 

Parameter 

Phosplince, thtlm M 1’04 

‘ERMCITEE NAME: United Water Flod& 
4AILINCi ADDRESS 1400 Millme Road 

Jacksonville, FL32225 

'AGILITY: Holly Oaks WWTF 
DCATION 10797 Fort Caroline Road 

Jachvil le ,  FL32225 
: O m  Duval , 

Qmntity or Loading Units Quality or Concentration units No. Fr-mcyof S w l c T ) p e  
Analysis Ex. 

Sample I 1 I 

FLO023621 PERbKT NUMBER: 
hlONITORlNC PERIOD : From: 1-1 To: 
LIMm Final REPORT: 
CLASS SIZE: 
FACILITYID: 
GMS ID NO.: 
DISCHARGE POINT NUMBER DO01 
PLANT SIZElIllEATMENT TYPE JIB 

- 
., , .Maiw ,., , 1. GROW: DOmeJl lC 

Fu)o23621 WAFR SlTE Nb.; 9100 
OMSTESTSITENO.: 3116X1239J 3 1 16POO901 

‘ 1  ’ .  

NAMETITLE OF I’IUNCIPALEXECUTIVE OFFICER OR AUrHORIZED AGENT SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AOENT TELEPHONE NO DATE (YYAWDD) * 

, .  

!.,‘ I , . I 1 . ,  .. , . . .  
. ............ ............ ......... . . . . .  . .  . .  . .  . . !  .... 

, .  
. . . . .  

Y .  

. .  - .  I 

i ..;.. , 
, , : - I  . .  

. .  , . .  - .  

. . .  . . . . . .  . . *  . 1 
I 

. .  
* . ’  i , , -3,. ,;. :.., . . ,. . .  



- - - - - - ~ - - - D ~ ~ - - - - - - - -  

DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCEARGE MONITORING REPORT -PART A 

NAh4EWTl.E OF PRINCIPAL EXEelJTlVE OFFICER OR AUTHORIZED AOENT SIGNATURE OF F&NClPALEXECUTIVE OFFICER OR AUTHORIZED AGENT TELEPIIONE NO 

I 

When Completed mdl f l i t  rcpott to: Department of Environmental Plolcction, Wmlcwalcr Flcilities Management Section, MS 35S1,2600 Blair Stone Road, Tallahuzee, FL 32399-2400 

DATE (YYhlhUDD) 

PERMI'ITEE NAME United Water Fldda 
MAlLMO ADDRESS 1400 Millme Road 

Jacksonville , FL3222S 

FACILITY: Holly Oaks WWTF 
LOCATION: 10797 Fort Caroline Road 

COUNTY: Duvlll 
Jacksonville. FL 32225 

PERMITNUMBER: FLoo23621 
MONITORING PERIOD : From: 7 1  To: 
LIMIT: FINAL REPORT . 

- 
Toxicity . .  CLASS SIZE: Major . OROUP: Domestic 

FACILITY I D  FJB023621 WAFR SITENO.: 9100 
3116POO901 OMS TEST SITENO.: 31 16x12395 GMS ID NO.: 

DISCHARGE POlNT NUMBER WOI 
PLANT SIZEIlXEATMENT TYPE JIB 

4 



. DISCIFAnGE MONITORING REPORT - PART A (Toxicity Continued) 
. I  . .  * .  . 

FACIL.ITY IJIUIE: Holly O h  WWrF . PERMITNUMBER FLOO23621 DISCHARGE  NUMBER: woi WAFRSITENo.:9100 
. .  

IC50 96 IIOL'R 

. . . . . . .  . . . . .  . . . .  . . .  i 
i . . .  

I .  ...: i n .  

. . .  

. .  . .  

. .  
. I #  .. 
. .  

:. . I ? .  . , . 

I I 
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I 
Name: 
Name: 
Nunc: 
Name: 

W i d e  NO. 
Certificate No. 
ccttif,cate No. 

Class CcrtiIicate NO. 

Plnnt StaNlng: 
Day Shin Opentor ClaU 
Evening Shin opetalor Class 
Night Shin *tor Claw 

( Leadopmtor 

Type of Effloenl Disposal or Reclaimed Water Reuse: 
Limited Wed Wentha Diwhge Adivattd: Ya- No- Not Applicrble- If ya, cumulative d a y  of wet weather disehafge: 
*Attach additional she& nccessaryto list all certified opmton for q u k d  op+tionr. 

I 



mW-l> 
M m q  Department of jGgMr* 

E nvi ro n m en tal Protection 

Lawton Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite 8200 

Jacksonville, Florida 32256-7590 
. .  

NOTICE OF PERMIT REVISION 

Virginia 6. Wetherell 
Secretary 

January14,1998 - 

United Water Florida, Inc. 
Mr. Munipalli S a m b a "  
1400 Milcoe Road 

UPllrf ED WATER f LO R I PA Jacksonville, FL 32225 
D u d  County - Domestic Wastewater 
Jacksonville Heights Wwrp 

- -- ! - .---.- . -  -- . - -__- _.- _-- 
Enclosed is a revision to Permit NumberFL002367i to operate a 2.50 MGD activated sludge 

wastewater treatment plant with effluent disposal to a ditch that flows into Fishing Creek issued under 
section(s) 403.087 of the Florida Statutes. 

The revision includes a modification of the Discharge Monitoring Report (DMR.) and certain 
pages of the permit. The mcdiiied DMR will replace the form issued with the permit on November 9, 
1993. The pages of the pennit are being m-ed to reflect changes in Department computer codes. 
There are no changes to effluent limits or monitoring requirements. Attached are the mod5ed DMR and 
corrected pages of the permit All other portions of the permit remain in effest and are fully enforceable. 

A person whose substantial interests are a€€ected by the Department's proposed permitting decision 
may petition for an administrative heariag in accordance with sections 120.569 and 120.57 of the Florida 
Statutes. 

The petition must contain the information set forth below and must be filed (received) in the 
Department's office of General Counsel, 3900 Commonwealth Boulevard, MaiI Station 35, Tallahassee, 
Florida, 32399-3000. Petitions filed by the permit applicant or any of the p&ies Listed below must be filed 
within fourteen days of receipt of this notice of intent Petitions filed by any other person must be filed 
within fourteen days of publication of the public notice or within fourteen days of receipt of this notice of 
intent, whichever occurs lirst- A petitioner. must mail a copy of the petition to the applicant at the address 
indicated above, at the time of filing. The failure of any person to file a ptition within the appropriate time 
period shall constitute a waiver of that person's right to request an administrative determination (hearing) 
under Sections 120.569 and 120.57 of the Florida Statutes, or to intervene in this proceeding and participate 
as a party to it Any subsequent intervention will be only at the discretion of the presiding officer upon the 
filing of a motion in compliance with rule 284.207 of the Florida Administrative Code. 

A petition must contain the following information: 

(a) The name, address, and telephone number of each petitioner, the Department's permit 
identification number and the county in whichthe subject matter or activity is located; 
6) a statement of how and when each petitioner received notice of the Department's action; 
(c) a statement of how each petitioner's substantial interests are affected by the department's action; 
(d) a statement of the material facts disputed by the petitioner, if any; 
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Mr. MunipaUi Sambamurthi 
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(e) a statement of facts that the petitioner contends warrant reversal or mcdScation of the 
Department's action; 
(0 a statement of which rules or statutes the petitioner contends require reversal or modification of 
the Department's action; and 
(g) and a statement of the relief sought by the petitioner, stating precisely the action that the 
petitioner wants the Department to take. 

Because the a d " t i v e  hearing process is designed to formulate find agency action, the f l h g  of 
a petition means that the Department's final action may be different from the position taken by it in this 
notice of intent Persons whose substantial interests will be affected by any-such final decision of the 
Department on the application have the right to petition to becomg a party to the proceeding, in accordance 
with the requirements set forth above. 

Mediation under d o n  120.573 of the Florida Statutes is not available for this proceeding. 

-This action is final and ef€ective on the date filed with the Clerk of the Department unless a petition 
is filed in accordance with the abve. Upon the timely filing of a petition this order will not be effective 
until further order of the Department 

- ' =-hj?-pa?Iy to the order has the right to seek judicial r h e w  of t h i r d e r  under sectiom20.@3 g t h e  
Florida Statutes, by the filing of a notice of appeal under rule 9.1 10 of the Florida Rules of Appellate 
Procedure with the Clerk of the Department in the OSce of General Counsel, 3 900 Commonwealth 
Boulevard, Mail Station 35, Tallahassee, Florida, 32399-3000; and by filing a copy of the notice of appeal 
accompanied by the applicable filing fees with the appropriate district court of appeal. The notice of appeal 
must be filed within 30 days from the date when the final order is filed with the Clerk of the Department 

Executed in Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
/-QF ENVIRONh4ENTAL PROTECTION 

i I  A 

Mater Facilities Administrator 

cc: Elsa Potts, FDEP, Tallahassee 
Bruce Boler, FDEP, Tallahassee : 

CERTIFICATE OF SERVICE 

The undersigned duly designated deputy agency clerk hereby cert3i-e that this NOTICE OF 
P m  REVISION and all copies were mailed by certified mail before the close of business on 
,Tanucvu-I a i  ,1998 to the listed persons. 

I 



Jacksonville Heights WWTF 

I I I 

Expiration Date: April 1, 1998 
Revision Date: January 12, 1996 

Dissolved Oxygen mgA Minimum 
Whole Emuent Toxicitv 

I I I I I Instrument I I 
Mcler or EFF-1 

I I I 6.0 I Daily, 7/week I Instrument I I 
See Permit Condition I. A.6. 
See Permit Condition I.A.9 
See Permit Condition I.A.11 

- I - I - I 6.0 I Daily,7/week I Instrument I I 
--....- --..---.-.. -. -.-. 

See Permit Condition I.A.9 
See Permit Condition I.A.11 

2 - - - - - - - - -  - -  
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Permittee: ! Permit Number: FL0023671 
United Water Florida, Inc. Issuance Date: November 9, 1993 

Revision Dalc: January 12, 1996 
. Jacksonvillc Heights WWTF Expiration Date: April 1, 1998 

I 
I ’  B. Othcr Limitations and Monitoring and RcportinF Rcquircmcnts 

1. During the period beginning on the issuance datdand lasting through the expiration datc of this permit, the treatment facility shall bc limited and monitored 
by the permittee as specified below: 
[ I  7-601.300(1), 5-31 -931 

I 

3. 

4. 

5. 

6. 

2. Samples shall be taken at the monitorimg site locations listed in Permit Condition I. B. 1. and as described below: 

- -c 

Monitoring 
Location 

Influent samples shall be collected so 

All flow measuring device@) sllall be 

not contain digester supernatant or retum activated sludge, or any other plant process recycled waters. 
[62-601.500(4), 5-3 1-93] 

ted at least annually. [62-601.500(6) and 62-601.200(17), 5-31-93] 

Parameters which must be monitored as a resul of a surface water discharge shall lx analyzed using a sufficiently sensitive method in accordance with 40 I. 
. I  I 

CFR Part 136. [62-620.610(18), 11-29-94] 

The permittee shall provide safe access points fyr obtaining representative influent, reclaimed water, and effluent samples which are required by this permit. 
162-601. SOO(S), 5-3 1-93] I 

I 
I 

I 
6 
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DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING REPORT - PART A 
I 

\\%en Completed mall Ulls report to: Department of Environmental Proledion, Wakwater Facililics Managenwnt Section, MS 3551.2600 Blair Stonk Road, Tallahassee. FL32399-2400 
I 

NAMWITLE OF PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGEIPT 

I 

PERhllTEE NAME 
hiAILING ADDRESS: 

UNled Water Florida, Inc. 
Mr. Munipalli Sambamudhi, Vice President, Manager 
1400 Millwe Road 
Jacksonville, Florida 32225 I 

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT TELEPHONE NO 

PERMIT NUMBER: FU023671 
MONITORING PERIOD From: 
LIMIT: Final 
CLASS SIZE Major 

To: 
REPORT Quarlerly 
GROUP Dornestic 

FACILITY I D  FI.0023671 . WAFR SITE NO.: 9182 I. 

3 1 16PO I970 OMS TEST SITE NO.: 3 I16X14060 GMS ID NO.: 
DISCHARGE POINT NUMBER DO0 1 

FACILITY: Jackronville Heights WWTF I 
LOCATION: 5957 Tampico Road i l  

COUNTY: h v a l  i I PLANT SJZEnREATMENT TYPE 11B 
Jacksonville, FL 32244 

I 

I cat9 under paally of law that I have p”ally.cxamined and am familiar with th information subnitled herein; and based on my inquiry of those individuals immediately responsible for obtaining tlie idonnation, I believe the 
submittal iofcmnation is true, accurate g d  complete. I am aware that there are si#’ 1 penalties for submitting false information including the possibility of f a  and imprisonment “I” 

’ COMhlENT AND EXPLANATION OF ANY VIOLATIONS (Reference all attechmenls here): 
I 
I 
‘I 

i 4  Revisioin Date: 1/7/98 

DATE (YYIMWD) 
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Department of 

Environmental Protection 
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Lawon Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite irginia B. Wetherell 

Jacksonville, Florida 32256-7 Secretary 

. _.._. i & ._,. _. .---- ’. . - ..I. 

CERTlFTEDMAIL 
August 3, 1995 

In the Matter of an Application 
for Permit by: 

DEP File No. 274397 

Mr. Phillip He& Vice President 
Jacksonville Suburban Utilities Corporation 
644 Cesery Boulevard, Suite 108 
Jacksonville, FL 3221 1 

Dear M i .  Heil: 

D016-222480 to modify approved residuals 
land application sites issued pursuant to Section(s) 403.087, Florida Statutes. All other 
portions of this permit remain in effect and are fully enforceable. 

Specific Conditions 10, 14, and 15 axe hereby modified, to reflect the addition of 
agricultural sites to be used for land application of residuals from the plant, as follows: 

10. The basic residuals management requirements and the agricultural site requirements for this 
faciIity are as follows: 

B a - c  Management Requirements 

a. The method of residuals use or disposal by this facility is land application. 

b. Land application of residuals shall be in accordance with the conditions of this permit and 
the requirements of Chapter 62-640, F.A.C. [62-640, 3-1-91] 

c. -The domestic wastewater residuals for this facility are cIassified as stabilization Class B. 

“Protea Conserve and Manage Florida’s Environment and Natural Resources” 

Printed on recyded poper. 
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Parameter Maximum Concentration 

Jacksonville Heights WWTP 
Minor Revision lo Permit DO16-222480 
Page 2 of 6 

Maximum Cumulative Loading 

d.. The wastewater treatment facility permittee shall be responsible for proper handling, use, 
and disposal of its residuals and will be held responsible for any disposal violations that 
occur unless the permittee can demonstrate that it has deIivered residuals that meet the 
chemical criteria and appropriate stabilization requirements of this permit and that the 
disposer (e.g. hauler, contractor, or disposalAand application site owner) has legally agreed 
in writing to accept responsibility for proper disposal. [62-640.300(3), 3-1-91] 

Total Phosphorus 

Total Potassium 

Cadmium 

Copper 

Lead 

Nickel 

e. The permittee shall sample and analyze the residuals at least once every three months. All 
samples shall be representative and shall be taken after final treatment of the residuals but 
before use or disposal. Sampling and analysis shall be in accordance with the U.S. 
Environmental Protection Agency publication - POTW Sludge Sampling and Analvsis 
Guidance Document, 1989. The following parameters shall be sampled and analyzed: 

(Report only) % dry weight 

(Report only) % dry weight 

100 mg/kg dry weight 

3000 mg/kg dry weight 

1500 mg/kg dry weight 

500 mg/kg dry weight 

Not applicable 

Not applicable 

4.4 pounds /acre 

125 pounds/acre 

500 pounds/acre 

125 pounddacre 
-~ 

zinc 

PH 

Total Solids 

(Report only) % dry weight Not applicable 

10,000 mg/kg dry weight 

(Report only) standard units 

250 pounddacre 

Not applicable 

@eportonly) % Not applicable 

A copy of the analyses shall be submitted with the discharge monitoring report. 

No later than sixty (60) days following the completion of all sampling and testing, a copy 
of the test analyses shall be submitted to WQD. The t a t  analyses shall be submitted on 
the stationery of the testing laboratory and contain the signature(s) of the person(s) 
performing tests. 

[62640.700(I)(a), (b), (e), and fl; (2); 3(e); and (4)fl and 62-640.500(I)(d), 3-1-91] 
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Jack.%,.dle Heights M" 
Minor Revision to Pennit 0016-222480 
Page 3 of 6 

f. Florida water quality criteria and standards shall not be violated as a result of land 
application of residuals. [62-640.700(3)(~), 3-1-91] 

Agricultural Sites 

a. 

b. 

C. 

d. 

e. 

f. 

g. 

h. 

1. 

Class B residuals shall not be used on unrestricted access areas. [62-640.600(6)(6), 
9lJ 

3-I- 

Class B residuals application shall be in accordance with the Agricultural Use Plan 
approved by the Department for this facility. [62-640.300(1), 3-1-91] 

Root crops, and fruits and vegetables which touch the soil and which are to be consumed 
raw shall not be grown on the application site for 18 months after the last application of 
Class B residuals. [62-640.600(6)(~), 3-1-91] 

Fruits and vegetables which do not touch the soil and which are to be consumed raw shall 
not be harvested from the application site for 30 days following the last application of 
Class B residuals. Orchard tree crops, which do not come in contact with the residuals due 
to the application method, are exempted. This exemption does not apply to orchard tree 
crops which have fallen to the ground before harvesting. [62-640.600(6)(d), 3-1-91] 

Pasture vegetation on the application site shall not be cut or used for grazing by livestock 
for 30 days following the last application of Class B residuals. [62-640.600(6)(e), 3-1-91] 

The public shall be restricted from the application area for 12 months after the last 
application of Class B residuals. [62-6#.600(6)@, 3-1-91] 

The wastewater treatment facility permittee shall notify the Department's Northeast District 
Office by letter of any modifications or expansions of the approved residuals land 
application sites. The notice shall be submitted prior to such expansion or modification. 
Expansions include additional site locations for the permittee's residuals. The letter shall 
include a site location map and shall state how the modified or expanded residuals land 
application site will be operated in accordance with all requirements of Chapter 62-640, 
F.A.C. New or revised Agricultural Use Plans shall be submitted to the Department's 
Northeast District with the annual updates required by Rule 62-640.500(1)(f), F.A.C. In 
accordance with the Current Agricultural Use Plans, the department allows residuals 
landspreading on 50 acres of the Maguire Timber site located in St. Johns County, Florida, 
263 acres of the Higgenbotham site located in Duval County, Florida, and/or 150 acres of 
the Kennedy site located in Duval County, Florida. [62-640.308(2), 3-1-91] 

Annual residuals application rates shall not exceed the agronomic rates based on the 
nitrogen requirements of the site vegetation in accordance with the approved Agricultural 
Use Plan. [62-640.700(3)(d), 3-1-91] 

- Residuals shall be applied with techniques and equipment to assure uniform application 
over the site. [62-640.700(3)(n), 3-1-91] 
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Jacksouvillc Heights W" 
Minor Revision t~ Pennit 0016-222480 
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j. The pH of the domestic wastewater residuals soil mixture shall be 6.5 or greater at the 
time domestic wastewater residuals are applied. At a minimum, testing shall be done 
mual ly .  [62-640.700(3)(h), 3-1-91] 

k. All setbacks distances must be adhered to and must be identifiable to the applier and/or 
inspector. [62-640.700(3)] 

14. The agricultural use plans identifying the Maguire (e per agricultural use plan received April 
12, 1995), Higgenbotham (as per agricultural use plan received July 18,1999, and Kennedy 
(as per agricultural use plan received July 18, 1995) sites are hereby incorporated as a part of 
this permit. Updates to the Agricultural Use Plan and annual summaries, including copies of 
the wastewater residuals analysis for that period, shall be submitted, using DER -or- DEP 
Form 62-640.900(1), to the Department's Northeast District Office and WQD by July 1 of 
each year. The permittee shail provide annual updates to the Agricultural Use Plans; including 
the following: 

a. A summary of the total domestic wastewater residuals, nitrogen, and heavy metals applied 
on an annual basis for each specific area of application within the total application area. 

b. The heavy metals and nitrogen application rates and the cumulative totals applied by all 
other wastewater facilities that utilize the same portion of the land application site (as the 
subject WWTP) for disposal of domestic wastewater residuals for each specific area of 
application within the total application area. 

c. The pH of the residuals/soils mixture for the land application site. 

d. The above specified information shall be current to within forty-five (45) days of the date 
of submittal. 

15. The permittee shall maintain records of application areas and application rates on DEP Form 
62-640.900(3) and shall have these records available for inspection upon request by the 
Department or the appropriate Local Environmental Program (WQD). These records shall 
include: 

a. Date of application of tlie residuals, 
b. Location of the residuals application site, 
c. Amount of residuals applied or delivered, 
d. Identification of specific areas of the site where residuals were applied -. and acreage of that 

e. Method of incorporation of residuals (if any), 
f. Water table level at time of application, and 
g. Concentration of nitrogen and heavy metals in the residuals, percent solids, and date of last 

=a, 

andysis. 

Th.e permittee shall provide annual updates to the Agricultural Use Plan as required by Specific 
Permit Condition 15. Land application sites which have high water tables (not allowing for two 
feet of unsaturated soil depth) must monitor and record the water table depth prior to each 
application of domestic wastewater residuals. 
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The Department reserves the right to prohibit land application of domestic wastewater residuals 
if a test analysis (as required by Permit Specific Condition No. 14), an updated agricultural use 
plan, or an inspection of the land application site do not provide reasonable assurance of 
compliance with Chapter 62-640, FAC. 
[62-640.700(3)(e) and @), 3-1-91] 

A person whose substantial interests are affected by this pennit may petition for an 
administrative proceeding (hearing) in accordance with Section 120.57, Florida Statutes. The 
petition must contain the information set forth below and must be filed (received) in the Office 
of General Counsel of the Department at 2600 Blair Stone Road, Tallahassee, Florida 32399- 
2400, within 14 days of receipt of this Permit. Petitioner shall mail a copy of the petition to 
the applicant at the address indicated above at the time of filing. Failure to file a petition 
within this time period shall constitute a waiver of any right such person may have to request 
an administrative determination (hearing) under Section 120.57, Florida Statutes. The Petition 
shall contain the following information: 

(a) The name, address, and telephone number of each petitioner, the applicant's name and 
address, the Department Permit File Number and the county in which the project is 
proposed; 

(b) A statement of how and when each petitioner received notice of the Department's 
action or proposed action; 

(c) A statement of how each petitioner's substantial interests are affected by the 
Department's action or proposed action; 

(d) A statement of the material facts disputed by Petitioner, if any; 

(e) A statement of facts which petitioner contends warrant reversal or modification of the 
Department's action or proposed action; 

(f) A statement of which rules or statutes petitioner contends require reversal or 
modification of the Department's action or proposed action; and 

(g) A statement of the relief sought by petitioner, stating precisely-the action petitioner 
wants the Department to take with respect to the Department's action or proposed 
action. 

If a petition is filed, the administrative hearing process is designed to formulate agency action. 
Accordingly, the Department's final action may be different from the position taken by it in 
this permit: Persons whose substantial interests wil l  be affected by any decision of the 
Department with regard to the application have the right to petition to become a paQ to the 
proceeding. The petition must conform to the requirements specified above and be filed 
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(received) within 14 days of receipt of this notice in the Office of General Counsel at the 
above address of the Department. Failure to petition within the allowed time frame constitutes 
a waiver of any right such person has to request a hearing under Section 120.57, F.S., and to 
participate as a party to this proceeding. Any subsequent intervention will only be at the 
approval of the presiding officer upon motion frled pursuant to Rule 28-5.207, F.A.C. 

This permit is final and effective on the date filed with the Clerk of the Department 
unless a petition is filed in accordance with the above paragraphs or unless a request for 
extension of time in which to file a petition is filed within the time specified for filing a 
petition and conforms to Rule 62-103.070, F.A.C. Upon timely filing of a petition or a 
request for an extension of time this permit will not be effective until further Order of the 
Department. 

When the Order (Permit) is final, any party to the Order has the right to seek judicial 
review of the Order pursuant to Section 120.68, Florida Statutes, by the filing of a Notice of 
Appeal pursuant to Rule 9.110, Florida Rules of Appellate Procedure, with the Clerk of the 
Department in the Office of General Counsel, 26CO Blair Stone Road, Tallahassee, Florida 
32399-2400; and by filing a copy of the Notice of Appeal accompanied by the applicable filing 
fees with the appropriate District Court of Appeal. The Notice of Appeal must be filed within 
30 days from the date the Final Order is filed with the Clerk of the Department. 

Executed in Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
F ENVlR0"TAL PROTECTION 

Water Facilities Adminisbator 
A25 

JMO:DIB/ D:/mkw 

cc: Stephen Manis, P.E. (Jax FlLlNG AND ACKNOWLEDGEMENT 
FILED, on this date, pursuant to 5120.52 , Florida 
Statutes. with the designated Gepartmsnt C h k  Tom Griffis (Jax Suburban) 

Erick Olsen (Sludge Management) 

JAXHEIGH.REV 
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NOTICE OF PERMIT MODIFICATION 

May 17, 1994 

Philip Heil, Vice President 
Jacksonvi 1 le Suburban Uti 1 it ies Corporation 
P.O. Box 8004 
Jacksonville, Florida 32239 

Subject: Jacksonville Heights Wastewater Facility: Modification of Operation Permit 
NO. DO16-222480 

Dear Mr. Heil: 

Operation Permit No. D016-222480 is hereby modified in accordance with the 
application received February 25, 1994 (and assigned Department File No. 246676). The 
following permit modifications are made: 

1. Specific Condition No. 16 is modified to reflect the current effluent 
toxicity testing requirements of National Pollutant Discharge Elimination 
System (NPDES) Permit No. FL0023671. 

2. 

The Department is authorized by Florida Administrative Code (FAC) Rule 17-4.080 

Specific Condition No. 18 is modified by eliminating weekly water quality 
monitoring requirements. 

to modify the subject permit. 
enforceable. Your copy of the modified Operation Permit No. D016-222480 - _  is enclosed 
with this Notice of Permit Modification. 

All permit conditions are in effect and fully 

A person whose substantial interests are affected by this Permit Modification may 
petition for an administrative proceeding (hearing) in accordance with Section 120.57, 
Florida Statutes (F.S.). The petition must contain the information set forth below and 
must be filed (received) in the Office of General Counsel of the Department at 2600 
Blair Stone Road, Tallahassee, Florida 32399-2400, within 14 days of the receipt of 
this permit. Petitioner shall mail a copy of the petition to the applicant at the 
address indicated above at the time of filing. 
time period shall constitute a waiver of any right such person may have to request an 
administrative determination (hearing) under Sect ion 120.57, F . S. 

Failure to file a petition within this 

Printed on recycled paper. 
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The Petition shall contain the following information: 

(a) 

(b) 

(c) 

(d) 
(e) 

(f) 

(9) 

The name, address, and telephone number of each petitioner, the applicant’s 
name and address, the Department Permit File Number and the county in which 
the project is proposed; 
A statement of how and when each petitioner received notice of the 
Department’s action or proposed action; - 

A statement of how each petitioner’s substantial interests are effected by 
the Department‘s action or proposed action; 
A statement of the material facts disputed by petitioner, if any; 
A statement of facts which petitioner contends warrant reversal or 
modification of the Department’s action or proposed action; 
A statement of which rules or statues petitioner contends require reversal 
or modification of the Department’s action or proposed action; and 
A statement of the relief sought by petitioner, stating precisely the . 
action petitioner wants the Department to take with respect to the 
Department’s action or proposed action. 

If a petition is filed, the administrative hearing process is designed to 
formulate agency action. 
from the position taken by it in this Permit Modification. Persons whose substantial 
interests will be affected by any decision of the Department with regard to the 
application have the right to petition to become a party to the proceeding. The 
getition must conform to the requirement specified above and be filed (received) within 
14 days of receipt of this notice in the Office of General Counsel at the above address 
of the Department. 
waiver of any right such person to request a hearing under Section 120.57, F.S., and to 
participate as a party to this proceeding. Any subsequent intervention will only be at 
the approval of the presiding officer upon motion filed pursuant to FAC Rule 28-5.207. 

Accordingly, the Department final action may be different 

Failure to petition within the allowed time frame constitutes a 

This Permit Modification is final and effective on the date filed with the Clerk 
of the Department unless a petition is filed in accordance with the above paragraphs or 
unless a request for extension of time in which to file a petition is filed within the 
time specified for filing a petition and conforms to FAC Rule 
17-103.070. 
this permit will not be effective until further Order of the Department. 

Upon timely filing of a petition or a request for an extension of time 

Any party to this Order (Permit Modification) has the right to seek judicial 
review of the permit pursuant to Section 120.68, Florida Statutes, by the filing of a 
Notice of Appeal pursuant to Rule 9.110, Florida Rules of Appellate Procedure, with the 
Clerk of the Department in this Office of General Counsel, 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400; and by filing a copy of the Notice of Appeal 
accompanied by the applicable filing fees with the appropriate District Court of 
Appeal. 
filed with the Clerk of the Department. 

The Notice of Appeal must be filed within 30 days from the date this Notice is 



When the Order (Permit Modification) is final, any party to the Order has the 
right to seek judicial review of the Order pursuant to Section 120.68, F.S., by the 
filling of a Notice of Appeal pursuant to Rule 9,110, Florida Rules of Appellate 
procedure, with the Clerk of the Department in the Office of General Counsel, 2600 
Blair Stone Road, Tallahassee, Florida 32399-2400; and by filing a copy of the Notice 
of Appeal accompanied by the applicable filing fees with the appropriate District Court 
o f  Appeal. The Notice of Appeal must be filed within 30 days from the date the Final 
Order is filed with the Clerk of the Department. 

I 
1 
1 

Executed on this 1 7 t h  day of Ma v , 1994 in I Jacksonvi 1 le, Florida. 

CITY OF JACKSONVILLE STATE OF FLORIDA 
DEPARTMENT OF REGULATORY AND DEPARTMENT OF ENVIRONMENTAL PROTECTION 
ENVIRONMENTAL SERVICES 7825 Baymeadows Way, Suite B-200 
WATER QUALITY DIVISION Jacksonville, Florida 32257-7577 

Jacksonvi 1 le, Florida 32202-4111 
421 W. Church Street, Suite 412 

(904) 630-3461 

4904) 448-4300 1 
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rict Managegnt 

Copy furnished to: City of Jacksonville Water Quality Division (WQD) 

CERTIFICATE OF SERVICE 

This is to certify that this NOTICE OF PERMIT MODIFICATION and all copies were 
mailed before the close of business on %CUI A 3  , 1994 to the 
listed persons. 

FILING AND ACKNOWLEDGMENT FILED, on this 
date, pursuant to Section 12O.52(9) , 
Florida Statutes, with the designated 
Department Clerk, receipt o f  which is 
hereby acknowledged. 

(Date) .&. 
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Florida Department 0,. 

Environmental Protection 
Northeast District 

Lawton Chiles 7825 Baymeadows Way, Suite B200 Virbinia B. WethrreIl 
Governor Jacksonville, Florida 32256-7577 Swretsry 

PERMIITEE : I.D. Number: 3116P01970 
Permt/Cert Number: 0016-222480 

Philip Heil, Vice President Date of Issue: November 9, 1993 
Jacksonville Suburban Utilities Expiration Date: Apr-il 1, 1998 

Post Office Box 8004 
Jacksonville, FL 32239 Sect ionflownshipfiange: 13/3S/25E 

Corporation County: Duva 1 
Lat/Long : 300 14' 15"N/81045 ' 05"W 

Project: Jacksonville Heights 
Wastewater Facility (WWF) 

Modified: May 17, ,1994.; 

This permit is issued under the provisions of Chapter 403, Florida Statutes, and 
Florida Administrative Code Rule(s) 17-4, 17-7, 17-301, 17-302, 17-600, 17-601, 17-602, 
17-610, 17-640 and 17-650. The above named permittee is hereby authorized-to perform ' 

the work or operation the facility shown on the application and approved drawing(s), 
plans and other documents attached hereto or on file with the Department and made a 
part hereof and specifically described as follows: 

The Department permits the operation of a 2.5 MGD conventional wastewater facility 
consisting o f  two (2) 1.25 MGD Sanitaire Units operated in parallel; influent flows 
through a common vortex grit remover prior to being split between the two (2 )  Sanitaire 
Units; following separate clarification, effluent flows into a common microstraining 
system (utilizing three (3 )  filter units) , followed by chlorination, sulfur dioxide 
(SOz) dechlorination and discharge into a channel that flows into Fishing Creek; a 
portion of the chlorinated effluent is reused by recycling back into the gas 
chlorination system; domestic wastewater residuals are aerobically digested on site and 
disposed by land application; this facility serves the Jacksonville Heights Wastewater 
Fac i 1 i ty Certificated Area of Service . 
Jacksonville Heights Wastewater Facility is located at 5957 Tampico Road, Jacksonville, 
Duval County, Florida. 

Operation Permit No. 0016-222480 (1) was issued in accordance with the application 
received November 30, 1992 and completed by additional information received 
periodically through April 1, 1993 and (2)  is modified (with respect to Specific 
Conditions Numbers 16 and 18) in accordance with the applicatjon received February 25, 
1994 (and assigned Department File Number 246676). 

DER Form 17-1.201(5) Effective November 30, 1982 Page 1 of 14 

Printed on recycled paper. 



~ 

I 
I 
I 
i 
I 
E 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
c 
I 

PERMITEE : 
Philip Heil 
Jacksonville Heights WWF 

GENERAL CONDITIONS: 

1. 

2. 

3. 

4 .  

5. 

6. 

I.D. Number: 3116P01970 
Permit Number: D016-222480 
Date of Issue: November 9, 1993 
Expiration Date: April 1, 1998 
Modified: May 17, 1994 

The terms, conditions, requirements, limitations, and restrictions set forth herein 
are "permit conditions" and as such are binding upon the permittee and enforceable 
pursuant to the.authority of Sections 403.161, 403.727, o r  403.859 through 403.861, 
Florida Statues. The permittee is hereby placed on notice that the Department will 
review this permit periodically and may initiate enforcement action for any 
violation of the "Permit Conditions" by the permittee, its agents, employees, 
servants or representatives. 

This permit is valid only for the specific processes and operations applied for and 
indicated in the approved drawings or exhibits. 
the approved drawings, exhibits, specifications, or conditions of this permit may 
constitute grounds for revocation and enforcement action by the Department. 

Any unauthorized deviation from 

As provided in Subsection 403.087(6) and 403.722(5), Florida Statues, the issuance 
of this permit does not convey any vested rights or any exclusive privileges. Nor 
does it authorize and injury to public or private property or any invasion of 
personal rights, nor any infringement of federal, state or local laws or 
regulations. This permit does not constitute a waiver of or approval of any other 
Department permit that may be required for other aspects of the total project which 
are not addressed in this permit. 

This permit conveys no title to land or water, does not constitute state 
recognition or acknowledgment of title, and does not constitute authority for the 
use of submerged lands unless provided herein and the necessary title or leasehold 
interests have been obtained from the state. Only the trustees of the Internal 
Improvement Trust Fund may express state opinion as to title. 

This permit does not relieve the permittee from liability for harm or injury to 
human health or welfare, animal, plant or aquatic life or property and penalties 
therefore caused by the construction or operation of this permitted source, nor 
does it allow the permittee to cause pollution in contravention of Florida Statues 
and Department rules, unless specifically authorized by an order from the 
Department. 

The permittee shall at all times properly operate and maintain the facility and 
systems of treatment and control (and related appurtenances) that are installed or 
used by the permittee to achieve compliance with the conditions of this permit, as 
required by the Department rules. This provision includes the operation of backup 
or auxiliary facilities or similar systems when necessary to achieve compliance 
with the conditions of the permit and when required by Department rules. 

DER Form 17-1.201(5) Effective November 30, 1982 Page 2 of 14 
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PERMIlTEE : 
Philip Heil 
Jacksonville Heights WWF 

GENERAL CONDITIONS: 

I.D. Number: 3116P01970 
Permit Number: D016-222480 
Date o f  Issue: November 9, 1993 
Expiration Date: April 1, 1998 
Modified: May 17, 1994 

7. The permittee, by accepting this permit, specifically agrees to allow authorized 
Department personnel, upon presentation of credentials or other documents as may be 
required by law, .access to the premises, at reasonable tl’mes, where the permitted 
activity is located or conducted to: 

(a) Having access to and copying any records that must be kept under the 
conditions of the permit; 

(b) Inspecting the facility, equipment, practices, or operations regulated or 
required under this permit; and 

(c) Sampling or monitoring any substances or parameters at any location 
reasonably necessary to assure compliance with this permit o r  Department 
rules. 

Reasonable time may depend on the nature of the concern being investigated. 

with, 
immed 

a. 

b, 

8. I f ,  f o r  any reason, the permittee does not comply with, or will be unable to comply 
any condition or limitation specified in this permit, the permittee shall 
ately notify and provide the Department with the following information: 

A description of and cause of non-compliance; and 

The period of non-compliance, including exact dates and times; or, if not 
corrected, the anticipated time the noncompliance is expected to continue and 
steps being taken to reduce, eliminate, and prevent recurrence of the 
noncompliance. 
which may result and may be subject to enforcement or for 
revocation of this permit. 

The permittee shall be responsible for any and all damages 

9. In accepting this permit, the permittee understands and agrees that all records, 
notes, monitoring data and other information relating to the construction or 
operation of this permitted source, which are submitted to the Department, may be 
used. by the Department as evidence in any enforce- ment case arising under the 
Florida Statues or Department rules, except where such use is prescribed by 
Sections 403.111 and 403.73, Florida Statutes. 
the extent it is consistent with the Florida Rules of Civil Procedure and 
appropriate evidentiary rules . 

Such evidence shall only be used to 

10. The permittee agrees to comply with changes in Department rules and Florida Statues 
after a reasonable time for compliance, provided however, the permittee does not 
waive any other rights granted by Florida Statues or Department rules. A 
reasonable time for compliance with a new or amended surface water quality 
standard, other than those standards addressed in Florida Administrative Code Rule 
17-302.500, shal.1 include a reasonable time to obtain or be denied a mixing zone 
for the new or amended standard. 

DER Form 17-1.201(5) Effective November 30, 1982 Page 3 of 14 
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P ERMI D E E  : 
Philip Heil 
Jacksonvi 1 le Heights WWF 

GENERAL CONDITIONS: 

I-D. Number: 3116P01970 
Permit Number: D016-222480 
Date.of Issue: November 9, 1993 
Expiration Date: April 1, 1998 
Modified: May 17, 1994 

11. This permit is transferable only upon Department approval in accordance with 
Florida Administrative Code Rules 17-4.120 and 17-300.300, as applicable. The 
permittee shall be liable for any noncompliance of the permitted activity until 
the transfer is approved by the Department. 

12. This permit is required to be kept at the work site of the permitted activity 
during the entire period of construction or operation. 

13. This permit also constitutes: 

(a) Determination of Best Available Control Technology (BACT) 
(b) Determination of Prevention of Significant Deterioration (PSD) 
(c> Certification of Compliance with State Water Quality Standard (Section .401, 

(d) Compliance with New Source Performance Standards 

The permittee shall comply with the following: 

PL 92-500) 

14. 

a. Upon request, the permittee shall furnish all records and plans required 
under Department rules. 
extended automatically, unless otherwise stipulated by the Department, 
during the course of any unresolved enforcement action. 

The retention period for all records will be 

b. The permittee shall retain at the facility or other location designated by 
this permit records of all monitoring information (including all calibration 
and maintenance records and all original strip chart recordings for 
continuous monitoring instrumentation), required by the permit, copies of 
all reports required by this permit, and records o f  all data used to 
complete the application for this permit. The time period of retention 
shall be at least three years from the date of the sample, measurement, 
report or application unless otherwise specified by the Department rule. 

c. Records of monitoring information shall include: 

- the date, exact place, and time of sampling or measurement; 
- the person responsible for performing the sampling or measurement; 
- the date(s) analyses were performed; 
- the person responsible for performing the analyses; 
- the analytical techniques or methods used; and 
- the results of such analyses. 

15. When requested by the Department, the permittee shall, within a reasonable period 
of time furnish any information required by law which is needed to determine 
compliance with the permit. 
were not-submitted or were incorrect in the permit application or in any report to 
the Department, such facts or information shall be submitted or corrected 
promptly. 

If the permittee becomes aware that relevant facts 

DER Form 17-1.201(5) Effective November 30, 1982 Page 4 of 14 
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IJ": 
Philip H e i l  
Jacksonville H e i g h t s  W 

I.D. -: ~ ~ 1 6 F o 1 9 7 0  
PERMIT NUMBEX: D316-222480 
DATE OF ISSUE: November 9, 1993 
EXPlRATIoN WFE: April 1, 1998 
MODIFIED: May 1 7 ,  1994 

1. 

2. 

3 .  

4 .  

5 .  

6 .  

7 .  

8 .  

9. 

10. 

ttee shall Ptf the tEF operation of 
During the pericd of operation allowed by this 
furnish one copy of the mnthly operat- r e p  ( M X )  on 
the sub'- wastewater facil i ty.  
on the L l y  quantities of doanestic bastewater residuals generated a t  the 
source, type and d ee of t r e a m t  and the site of u l t b a t e  dispsal. 
Reports us- De&t of Regulation (DER) 
protection (DEP)  Fom 17-601.900(1) shall ke submitted on a mnthly basis 
and must  be received 
(28th)  day of the mn% followuq the mnth of o m t i o n .  Tne test,site 
iden-fiabon n w  for the subject fac i l i ty  is 3116Xl4 060 and W l l l  be 
penit, the bpartnrent ~ h d l i  m (1) the state of F 1 o Z - t  of 
EnvhmW Regulation (DEP) , 7825 Ea 
Jacksornrille, Florida 32256-7577 and ( 2 E e  C i t y  of Jacksonville Replatory 
and E2wi"mtal Semi- D e w t  ( B D )  Water Quality Division (W) , 
421 W e s t  Cha.rch Street, Su i te  412, Jacksonville, Florida 32202-4111. 

such repr t  shall also contain i n f o m t i o n  

E-t of Rwlrorrmerrtal 

the De-pmnent no later than the twenty eimw 
of this entered urder Part  11, Item (10) of the m. For the 

dows Way, Suite B-200, 

-tic wastaater residuals or  other solid waste shall not be di 
into waters either d i r e c t l y  or  indirectly and the sans sha l l  be di 
in a rcianner approved by DEp. 

The effluent from t h i s  source s h a l l  ke adequately chlorinated at '+ l  t i n e s  
so as to provide a basic level of disinfection as rqued by Florida 
Mministrative code (FAC) Rule 17-600.440(4) .  

Ihe prsonnel in charge of the operation, supmision or  roainteMnce of the 
treatmnt fac i l i t i es  shall meet the rquremmts of FAC Chapter 17-602. 
Samplhq and mnitoring of this faci l i ty  w i l l  be UI accordance with FAC 
Chapter 17-601. 

%e discharge authorized by this permit shall be consistent a t  all t b z s  
with the water quality standards set forth in FAC chapters 17-301 and 
17-302. 

No additional connection sha l l  be =de to this faci l i ty  without prior 
app- of the Deparbsnt. 

The pennit holder shall also ccnrrply with county, " ic ip l ,  f&.Ual or other 
sta- errvirorrmosltal regulations. 

and Main- mual for  this facility shall bt available at 
for use by operation and mainteMnce personnel an3 for 
the Deprtment in accordance w i t h  FAC Rule 17-600.720( 2). 

A copy of these pennit corditions shall be forwarded the Pennittee to the 
lead operator and/or the u t i l i t y  c a p m y  who is charg 3 t o  IMintain and 
operats this faci l i ty ,  if  other than the mer, so-as to muply w i t h  General 
"tion No. 12 W e .  

-tic wasbmter residuals shall b= dispersed of in 
Chapter 17-640. A l l  damstic wastewater residuals amlied to the 1- shall 
residuals shall be disposed of in a" w i t h  FAC Rule 17-640,700(3) or 
FAC W e  17-640.700(4).  

w i t h  FAC 
ke treated as r e e d  by FAC €We 17-640.600. D m s h  'c wastewater 



I .D. NUBER: 3116Kl19iO 
~ / ~ C A ! T I O N  : D316-2 22 4 80 

OF ISSUE: November 9, 1993 

1 I I I 

Dissolved Min 6.0 q / l ( k )  Daily, 7/week Grab (h) Effluent . (d) 
oxygen 

~~ 

-5 (a) -Y C a p s i t e  ( f )  Influent f Effluent (d) 
Tss !a) -Y -ite ( f )  Influent b Effluent (d) 

M3fNH4+( 1) (a) M Y  Composite ( f )  Effluent (d) 

Tss 

Min. 0.5 rq/l(i). Continuous 
jMax. 0.0:. Irq/l(]) Daily, 7- 

20 30 45 60 

1.6 2.0 2.4 3.2 

K f  luent e )  
Kfluent  I d) 

0.02 0.02 0.02 0.02 

Fecal(m) AT. 5200/100 m l  
Coliform I Max.  800/100 m l  

(b) Anmal average daily flow s ? l  not exceed n l u e  shown. 
(c) Effluent flow rate is measured a t  the chlorine contact dmrhr mir. 

(d)  Effluent shall be sampled for  these pm" followiq dechlorination and prior t o  
discharge to surface wa-d. 

(e) Kf1u-t 
follaang) &=.charge from the chlorine contact chamber 

(f) A sixteen (16)-hour, flm Proportioned capsite sample is required. 
19) =fluent TRC c o n t a t  (follawing chlorination) and -1 ke on a CantinuDUs 

basis. tfowever, hourly "rmmts a ~ r i m g  the perid of required 
operator a- m y  be sutsti- for continuous -. 

( h) Qab samples for  -iq ef f lumt TRC content (following dechlor+tion) , . @, 
-tlJreand dissolved w e n  (Do) will be ~ll€ct€d during perlcds of 
wastewater facility pollutant r m  e f f i c i a i e s ,  or xE3xixpIII1 organic 1- the 
effluent. Kfluent EO cxlntent shall be labrato method at least once 
every week. On al l  o t h a  days, kit or a 

A r- f low 

sampled for  total resiw CNOrine (=)-content at the pint of (or I 
I 
I 

prior to decklormt ion .  

a" t  may be % eterminedrtj a field 
r probe. 

DER Fonn 17-1.201(5) Effective Ncxfember 30, 1982 pEtse 6 Of 14 
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PER": 
Philip H e l l  
Jacksonville H e i g h t s  
w 

spEl2LFIc cI=NDITIms: 

I.D. NUBER: 3116pO1970 
PERMIT/CEKI'NUMEiR: D316-222480 
IXUE OF ISSUE: Novmeber 9, 1993 
EXPIR2iTIoN W: April 1, 1998 
MODIFIED: May 17, 1994 

(i) E€flGent TRc content (follcwing chlorination) shall not fall belcw 0.5 q/1, 
in accordance W i t h  disinfection rquirmts of FAC Rule 17-600.440(4)(b). 

(1) Effluent TRC content (follawirq dechlorination) shall not exceed 0.01 q/l 
a t  the point of discharge, in accordance with FAC Rules 17-302.530(19) and 
17-600.440 ( 2) . 
requiremDsrts shall be mt indeperdently. 

Kf luent chlorination requirements and dechlorination 

Effluent D3 content shall not fall bslcw 6.0 q/l. 

For the prr~oses of this Permit, NH3+M14+ shall mean total m r i i a ,  
[(M3-W + (m,+-N)I. 

Effluent shall be tested for temperature on the same day it is smpled f o r  
totdl arrmDnia. 
cmtrigrade (OC) . Effluent temperature shall ke rep- Fn degrees 

For the pnrposes of t h i s  Pennit, NH3 shall mean unionized m n i a ,  MI3-N 
The effluent unionized m n i a  corrtent shall be determined from standard 
reference tables (us- total ammnia content, #i, and w e e )  and 
shall be reported on a M y  basis on the -. me maxi" limitatim 
0.02 q/l for effluent unionized amnr>nia is derived fmm FAC Rule 
17-302.530(3) axl shall be n e t  inde-ently of eff luent  li,xnitations for 
total amnia'and p ~ .  

of 

Jacksorrville Heights WWF shall be -fed by a state-licensed Class C (or 
hi-) operator for no less than seven (7) days per week and for no less 
than eight (8) hours per day. 
state-licensed C l a s s  B (or higher) operator. The De- w i l l  p x d t  
eight ( 8 )  hour per day operator attendance (instead of the sixteen (16) 
P=aYa-- t specified in FAC Rule 17-699.310(3)(b) far a 
category 11, class B =ea- hocess, currently utilized 
Heights W) far a t r i a l  period of one (1) year fr&t the permit date of 
issue. Rris t r i a l  period for redtuced operator da i ly  staffing fwurs is 
grana because Jacksonville Suhrban Utilities Q r p r a t i o n  (JSLFC) has 
prwided the Departxwt with reasonable assurance that its Supervisory 
control and Data m s i t i o n  (SCADA) system "plies w i t h  the require"* 
of FAC Rule 17-602.375( 3) -out the trial period, JSUC shall properly 
maintain the S S D A  S y s t e ~ ~  to ensure continrxxls, reliable operations. 
Followi.ng c a p l e t i o n  of the t r i a l  period, the Departnrent w i l l  review the W F  
effluent data and notify JSUC (in writing) regarding whether O p e r a t o r  
attendance may remain at  eight (8)  hours per day. 

The lead/chief operator nust be a 

Jacksonville 

DER Form 17-1.201(5) K f d v e  "her 30, 1982 paSe 7 Of. 14 
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F"EE: 
Philip Hell 
Jacksonville Heights 
m 

I.D. NUMBEX: 3116R31970 

DATE OF ISSUE: November 9, 1993 
EXPIRATICN DATE: April 1, 1998 
MODIFIED: May 17, 1994 

PE€NIT/= NUMBEX: cO16-222480 

The I3e-t resemes the right to require JSUC-tO resume sixteen 
( 15) -hour per day operator a m  [as specified in FAC Rule 
17-699.310( 3) (b) ] prior to completion of the one (1) year trial period or 
any tim thereafter if the Jacksonville Heights W F  does not U t a h  
corrq?liance with the effluent l i n i t s  in Permit Specific condition No. 11. 

to ndify Operation Permit No. D316-222480 by requiring JSUC to 
conduct a me1 11 water Wity =fluent Limitation (w) analysis of 
Fishing creek. Permit xodification shall include a " a b l e  period of 
tim for JSUC to petition for adzninistrative relief and subit a plan of 
study for D e w t  a w l .  
w h i c h  requires the annual effluent limits to be revised, the Permittee shall 
ke notified in writing by the S w t .  After notification, the Permittee 
shall be allowed (a) 90 days to bring the wastewa- facility into 
cmpliance w i t h  the revised effluent limits or (b) 60 days to suhnit an 
application for (1) a cmstmction permit bhich will bring the facility into 
ampliance within 180 days of construction pmit issue date or (2) a 
temprary operation permit with a ampliance schahile or ( 3 )  administrative 
relief p r s u a n t  to FAC Rules 17-4.23 and 17-4.244. 
not relieve the applicant of specific responsibilities in rule or elses&ere 
in t h i s  permit. 

13. In with FAC Rule 17-650.500( 5) , th2 De-t reserves the rimt 

If a WBEL, is developed for t h i s .  source 

De- studies da 

14. me d m c  wastewater residuals fram the subject KWF shall  ke 

accordance with the r- of FAC Rule 17-640.700. 
wastsmter residuab shall be sampled and tested at least once during any 
rolling ninew (9O)-day period for the follwing -: 

and 
after final treatmmt tut prior to utilization or di- in 

Dmesb 'C 

- _  

m N i t s O g e n  - % dryweight 
'IMalPhosptrorus 0 %  dryweight 
TotalFutassium - %  dryweiqht 

solids - % dryweight 
Qd" Fv%l dry weight 
-Pper WTm dry weight 
Lead dry weight 
Nickel q/kg  dry  weight 
zinc m3m dry weight 
pi Standard units 

No -later than sixty (60) days following the -letion of a l l  sampling and 
testing, a copy of the test andlyses shall be sutmitted to W;ZD. me tests 
analyses shall be subnitted on the stationery of the testing laboratory and 
a n t a i n  the signam(s) of the person(s) performing the m. 

DER Form 17-1.201(5) K f d v e  "ber 30, 1982 8 of 14 
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PERMIlTEE : 
Philip Heil 
Jacksonville Heights WWF 

I.D. Number: 3116P01970 
Permit Number: D016-222480 
Date of Issue: November 9, 1993 
Expiration Date: April I, 1998 
Modified: May 17, 1994 

SPECIFIC CONDITIONS: 

15. The Agricultural Use Plan shall be updated at least once every 365 days as 
required by FAC Rule 17-640.500(1)(f). 
submitted (to WQD and DEP) using DER or DEP Form 17-640.900(1) and shall be 
accompanied by the following information: 

The updated Agricultural Use Plan shall be 

a. A summary of the total domestic wastewater residuals, nitrogen and heavy. 
metals applied on an annual basis. 

6. The cumulative heavy metals applied by all other wastewater facilities that 
utilize the same portion of the land applicate site (as the subject WWF) for 
disposal of domestic wastewater residuals. 

c. The pH of the residuals/soils mixture for the land application site. 

d. The above-specified information shall be current to within forty five (45) 
days of its date of submittal. 

Pursuant to FAC Rule 17-640.700(3), records of application areas and application 
rates of domestic wastewater residuals must be maintained by the Permittee and 
must be available for inspection upon request by DEP or WQD. Records shall be 
kept on DER 
equivalent detail J and shall include information specified in FAC Rule 

In accordance with FAC Rules 17-302.500(1)(d) and 17-302.530(62), the Permittee 
shall conduct the series of tests described below to evaluate whole effluent 
chronic toxicity of the discharge from the WWF. 
quality assurance criteria used shall be in accordance with Short-Term Methods for 
Estimatinq the Chronic Toxicity of Effluents and Receivina Waters to Freshwater 
Organisms, Second Edition, Environmental Protection Agency (EPA)/b00/4-89/001, 
Weber, 1989, or the most current edition. 
assurance test shall be conducted concurrently with each species used in the 
toxicity tests and the results submitted with the MOR. Alternatively, if monthly 
quality assurance (QA)/qual ity control (QC) reference toxicant tests are 
conducted, these results shall be submitted with the MOR. 

DEP Form 17-640.900(3)[or by an approved method which provides 

17-640.700(3)(~). 

16. 

All test species, procedures and 

A standard reference toxicant quality 

DER Form 17-1.201(5) Effective November 30, 1982 Page 9 of 14 
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PERMIITEE : 
Philip Heil 
Jacksonville Heights WWF 

I.D. Number: 3116P01970 
Pernit Number: D016-222480 
Date of Issue: November 9, 1993 
Expiration Date: April 1, 1998 
Modified: May 17, 1994 

SPECIFIC CONDITIONS: 

a. The Permittee shall conduct a seven-day static renewal Larval Survival And 
Growth Test using PimrDhales Dromelas (fathead minnow) and a seven-day static 
renewal exposure Survival And Reproduction Test using CeriodaDhnia dubia 
(water flea), in accordance with EPA/600/4-89/001 Sections 10 and 12 Test 
Method, respectively. Tests shall be conducted using a control concentration 
(0% effluent) and one test concentration consisting o f  100% effluent 
(equivalent to the Receiving Water Concentration (RWC) of the effluent in the 
receiving water at critical conditions). The dilution/control water shall be 
a moderately hard water as described in EPA/600/4-89/001 Section 7 .  
Unacceptable chronic toxicity will be demonstrated if either test-results in a 
no observable effect concentration (NOEC) that i s  less than 100% effluent. 
All toxicity test results shall be statistically analyzed according to 
EPA/600/4-89/001 Appendix H Toxicity Screening Test. 

b. Each set of toxicity tests shall be conducted using a minimum of three 
different 24-hour composite samples o f  final effluent that shall be collected 
and utilized in accordance with the schedule in EPA/600/4-89/001, Section 
8.1.4.2 Sampling Recommendations. All test solutions shall be renewed daily. 
A test shall be repeated if its results do not meet the acceptability 
requirements of EPA/600/4-89/001 Section 12, Paragraph 12.10 (for CeriodaDhnia 
dubia) or Section 10, Paragraph 11.11 (for Pimeohales Dromelas). 

c. If 100% mortality occurs in the RWC test concentration prior to the end of the 
test and control test mortality is acceptable at that time, that test 
(including the control) shall be terminated with the conclusion that the 
sample demonstrates unacceptable chronic toxicity. 

d. The tests specified above shall be conducted once every two months until six 
consecutive valid bimonthly tests have been passed, and once every six months 
thereafter for the duration of this permit, unless notified otherwise by the 
Department. 
were conducted in accordance with Part IV of National-Pollutant Discharge 
Elimination System (NPDES) Permit No. FL0023671 (and prior to modification of 
this Permit Specific Condition) toward the required total of six consecutive 
valid tests. 

The Department will count any valid seven-day toxicity tests that 

e. Results from routine tests shall be reported according to EPA/600/4-89/001, 
Section 9 Report Preparation and shall be submitted (to DEP and WQO) as an 
attachment to the MOR. 
effluent, the notation "<loo%" shall be entered for that species. 
for a test species is greater than or equal to 100% effluent, the notation 
">loo%" shall be entered for that species. 

If the NOEC for a test species i s  less than 100% 
If the NOEC 

DER Form 17-1.201(5) Effective November 30, 1982 Page 10 of 14 
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PERM IllEE : 
Philip Heil 
Jacksonville Heights WWF 

I.D. Number: 3116P01970 
Permit Number: D016-222480 
Date of Issue: November 9, 1993 
Expiration Date: April 1, 1998 
Modified: May 17, 1994 

SPECIFIC CONDITIONS: 

f. 

9. 

h. 

i. 

DER FORM 

If unacceptable chronic toxicity (an NOEC less than 100% effluent in either 
test) is found in a routine test, two follow-up definitive chronic toxicity 
tests shall be conducted on the species that indicated unacceptable 
chronic toxicity. For each follow-up definitive test, the sample collection 
requirements and test acceptability criteria in Sections "all and "b" must be 
met for the test to be considered valid. 
shall begin within two weeks following the termination of the failed routine 
test; the second follow-up definitive test shall begin within two weeks . 
following commencement if the first follow-up test. If either or both of the 
follow-up tests are invalid, additional tests shall be conducted once every 
two weeks until two valid tests are completed. The additional tests will be 
used to determine if the toxicity found in the routine test i s  still present. 
All follow-up definitive tests and additional tests shall be conducted on a 
control sample (that is 0% effluent) and the following effluent 
concentrations: loo%, SO%, 25%, 12.5%, 6.25%. 

The first follow-up definitive test 

Results from the definitive tests, required due to unacceptable chronic 
toxicity in the routine tests, shall be submitted (to DEP and WQD) in 
a single report prepared according to EPA/600/4-89/001 Section 9, 
Report Preparation within 45 days of completion of the valid definitive test. 
Upon review of the definitive toxicity test results, test concentrations may 
be modified by the Department to improve statistical confidence of the 
analyses. 
to comply with such changes. 

In this case, the Permittee shall be notified and will have 30 days 

Should any valid definitive test indicate the characteristic of toxicity, the 
Permittee shall prepare a plan of study to identify the 
cause(s) or source(s) of toxicity of the effluent and evaluate feasible 
methodologies to reduce or eliminate the toxicity. 
a chemical analysis of the effluent including priority pollutants (metals, 
volatile and nonvolatile organics) and nonpriority pollutant peaks (including 
organon i trogen-phosphorus pesticides) along with total 
and unionized ammonia, nitrate and nitrite nitrogen, -total Kjeldahl nitrogen 
and total and orthophosphorus. 

The plan may include 

The Permittee shall submit the plan of study to DEP and WQD for review and 
comments within 60 days of determination of acute toxicity by the valid 
definitive test (outlined in section "f" above). 
implement the agreed upon plan of study within 30 days of receipt of written 
Department approval. A detailed final report shall be submitted ( t o  DEP and 
WQD) upon completion of the plan of study including conclusions and 
recommendations regarding the toxicity of the effluent and measures to reduce 
or eliminate it. 

The Permittee shall 

17-1.201(5) Effective November 30, 1982 Page 11 of 14 
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PERMIlTEE : I.D. NUMBER: 3116P01970 

Jacksonville Heights WWF DATE OF ISSUE: November 9, 1993 
Philip Heil PERMIT/CERT NUMBER : DO 16- 222480 

EXPIRATION DATE: April 1, 1998 
MODIFIED: May 17, 1994 

SPECIFIC CONDITIONS: 

17. 

18. 

No later than thirty (30) days following permit- date of issuance, effluent 
discharged by the subject facility shall be sampled and tested for the following: 

a. Organic nitrogen. 
b. Nitrite nitrogen (N02-N) and nitrate nitrogen (NO3-N). 
c. Total Kjeldahl nitrogen (TKN). 
d .  Total nitrogen (TN). 
e. Total phosphorus (TP). 
f. Orthophosphorus. 

Sixteen (16)-hour, flow-proportioned composite samples shall be taken; sampling and 
testing shall continue at least once every thirty (30) days until further notice is 
received from the Department. 
concentrations in mg/l) shall be submitted to the Department with the monthly 
operating report corresponding to the month in which the samples were taken. 
Samples shall be taken following dechlorination and prior to discharge to the 
Fishing Creek. 

No later than sixty 60 days following permit date of issuance, the Permittee shall 
conduct water quality (WQ) monitoring of Fishing Creek. 
taken at the following sites indicated on the attached map (Permit Page No. 14 of 
14) : 

Test results (showing parameters and corresponding 

Water samples shall be 

a. Approximately fifty (50) meters upstream of the point o f  discharge into Fishing 
Creek. 

b. Approximately 0.25 mile downstream of the point of discharge into Fishing 
Creek. 

c. Fishing Creek at intersection with Wesconnett Boulevard. 

Water samples shall be taken at all sites on the same day, at approximately 
mid-stream depth and tested for the following: carbonaceous five (5)-day 
biochemical oxygen demand (CBODs), total ammonia, TKN, TP,--TN, pH, DO and 
temperature. Water quality tests shall be performed at a laboratory that utilizes a 
quality assurance/quality control program. Test results shall be submitted to WQD 
on the stationery of the testing laboratory no later than sixty (60) days following 
the sampling date. Test data submittals shall also include the direction of stream 
flow at the time the samples were taken, as well as weather and rainfall 
information. Water quality monitoring shall be conducted no less than once every 
ninety (9Q) days. The laboratory used s h a l l  meet both the DHRS certificatio- 
and the Department's quality assurance/quality control program 
requirements. Reference Chapter 17-160 F A C .  

DER Form 17-1.201(5) Effective November 30, 1982 Page 12 of 14 



I PERMITTEE: 
Philip Heil 
Jacksonv i 1 1 e Heights WWF 

I 
I.D. NUMBER: 3116P01970 

DATE OF ISSUE: November 9, 1993 
EXPIRATION DATE: April 1, 1998 
MODIFIED: May 17, 1994 

PERMIT/CERT NUMBER: D016-222480 

1 SPECIF IC CONDITIONS: 

I 
I 

19. No later than February 1, 1998, the Permittee shall submit an application for an 
operation permit or a temporary operation permit (for the subject WWF). 
application shall be submitted in accordance with the Administrative Procedures of 
the Department and shall include (1) State and local processing fees and ( 2 )  all 
necessary supplementary documents, plans, studies and reports. 

The 

I 

I w 
Issued this 9th day o f  November 1993 
Hodif ied t h i s  17tday of ~ ; l y  1994 

I CITY OF JACKSONVILLE STATE OF FLORIDA 

I WATER QUALITY DIVISION 
DEPARTMENT OF REGULATORY 
AND ENVIRONMENTAL SERVICES 

DEPARTMENT OF ENVIRONMENTAL PROTECTION 

Director o f  District Manageme 

-.. 

I DER Form 17-1.201(5) Effective November 30, 1982 Page 13 o f  14 
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PERMITTEE : 1 I.D. NUMBER: 3116P01970 
PERMIT/CERT NUMBER: D016-222480 

Philip Hei? DATE OF ISSUE: November 9, 1993 I Jacksonvi!le Heights WWF EXPIRATION DATE: April 1, 199& 
MODIFIED: ~ i ~ a ~  1 7 ,  1954 

Surface Water Sampling Locations r 
I 
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Florida 3epartment 01 

Environmental Protection 
Northeast District 

Lawton Chiles 7825 Baymeadows Way, Suite B200 Virginia B.  E rthrrell 

Governor Jacksonville, Florida 32256-7577 Swretary 

/c 
NOTICE OF PERMIT ISSUANCE 

June 16, 1994 

CERTIFIED MAIL - RETURN RECEIPT 

Philip Hei 1, Vice President 
Jacksonville Suburban Utilities Corporation 
1400 Millcoe Road 
Jacksonvi 1 le, Florida 32225 

W R I D A  DiSTRlCF 

Subject: Jacksonville Heights Wastewater Facility (UUF): Application for 
Construction Permit 
Duval County - Domestic Waste 

Dear Mr. Heil: 

Enclosed is Construction Permit No. DC16-248943, for the subject 
wastewater facility, issued pursuant to Section 403.087, Florida Statutes ( F S ) .  

The Permittee is reminded of the necessity to comply with the pertinent regulations 
of any other State agency, as well as any County, Municipal, and Federal regulations 
applicable to the project. These regulations may include, but are not limited to, 
those of the Federal Emergency Management Agency in implementing flood control 
measures. This permit should not be construed to imply compliance with the 
regulations of other agencies. 

Your special attention is called to the following Specific Conditions of the attached 
permit which are listed below: 

_ _  
3. The sand filter shall be properly maintained. 
4. Sand filter backwash water shall only be recycle to the wastewater facility 

influent stream. 
5. The microstrainer unit shall be disposed of in a manner that safeguards the 

public health and safety. 
6. Submit a Notification That A Domestic Wastewater Facility Will Be Placed Into 

Operat ion fol lowing completion of project construct ion. 
- -  

Printed on recycled paper. 
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A Derson whose substantial interests are affected by this Permit may petition for an 
with Section 120.57, F.S. The administrative proceeding (hearing) in accordance 

petition must contain the information set forth below and must be filed (received) in 
the Office of General Counsel o f  the Department at 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400, within 14 days of receipt o f  this Permit Petitioner 
shall mail a copy of the petition to the applicant at the address 
indicated above at the time of filing. 
period shall constitute a waiver of any right such person may have to request an 
administrative determination (hearing) under Section 120.57, F.S. 

Failure to file a petition within this time 

The Petition shall contain the following information: 

(a) The name, address, and telephone number of each petitioner, the permit 
holder’s name and address, the Department Permit File Number and the county 
in which the project is proposed; 

(b) A statement of how and when each petitioner received notice of the 
Department‘s action or proposed action; 

(c) A statement of how each petitioner’s substantial interests are affected by 
the Department’s action or proposed action; 

(d) A statement of the material facts disputed by Petitioner, if any; 
(e) A statement of facts which petitioner contends warrant reversal or 

modification of the Department’s action or proposed action; 
(f) A statement of which rules or statutes petitioner contends require reversal 

or modification of the Department’s action or proposed action; and 
(9) A statement of the relief sought by petitioner, stating precisely the 

action petitioner wants the Department to take with respect to the 
Department’s act ion or proposed act ion. 

If a petition is filed, the administrative hearing process is designed to formulate 
agency action. Accordingly, the Department’s final action may be different from the 
position taken by it in this permit. Persons whose substantial interests will be 
affected by any decision of the Department with regard to the application have the 
right to petition to become a party to the proceeding. The petition must conform 
to the requirements specified above and be filed (received) within 14 days o f  receipt 
of this notice in this Office of General Counsel at the above address of the 
Department. Failure to petition within the allowed time frame constitutes a waiver 
of any right such person has to request a hearing under Section 120.57, F.S., and to 
participate as a party to this proceeding. Any subsequent intervention will only be 
at the approval of the presiding officer upon motion filed pursuant to Rule Florida 
Administrative Code (FAC) Rule 28-5.207. 

This permit is final and effective on the date filed with the Clerk of the Department 
unless a petition is filed in accordance with the above paragraphs or unless a 
request for extension o f  time in which to file a petition is f-iled within the time 
specified for filing a petition and conforms to FAC Rule 17-103.070. Upon timely 
filing of a petition or a request for an extension of time this permit will not be 
effective until further Order of the Department. 
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Any party to this Order (Permit) has the right to seek judicial review of the permit 
pursuant to Section 120.68, Florida Statutes, by the filing of a Notice of Appeal 
pursuant to Rule 9.110, Florida Rules of Appellate Procedure, with the Clerk of the 
Department in this Office of General Counsel, 2600 Blair Stone Road, Tallahassee, 
Florida 32399-2400; and by filing a copy of the Notice of Appeal accompanied by the 
applicable filing fees with the appropriate District Court of Appeal. 
Appeal must be filed within 30 days from the date this Notice is filed with the Clerk 
of the Department. 

The Notice of 

When the Order (Permit) is final, any party to the Order has the right to seek 
judicial review of the Order pursuant to Section 120.68, Florida Statutes, by the 
filing of a Notice of Appeal pursuant to Rule 9.110, Florida Rules of Appellate 
procedure, with the Clerk of the Department in the Office of General Counsel, 2600 
Blair Stone Road, Tallahassee, Florida 32399-2400; and by filing a copy of the Notice 
of Appeal accompanied by the applicable filing fees with the appropriate District 
Court o f  Appeal. The Notice of Appeal must be filed within 30 days from the date the 
Final Order is filed with the Clerk of the Department. 

Executed on this 16th day of June , 1994 in 
Jacksonville, Florida. 

CITY OF JACKSONVILLE 
DEPARTMENT OF REGULATORY AND 
ENVIRONMENTAL SERVICES 
WATER QUALITY DIVISION Jacksonville, Florida 32256-7577 

Jacksonvi 1 le, Florida 32202-41 11 

8 Division John K. Chief 1 e, P.E. 

STATE OF FLORIDA 
DEPARTMENT OF ENVIRONMENTAL PROTECTION 
7825 Baymeadows Way, Suite B-200 

421 W .  Church Street, Suite 412 

(904) 630-3461 

(904) 448-4300 

Copies furnished to: 
C Y &  

Jacksonvi 1 le Water Quality Division 

CERTIFICAT~OF SERVICE 

This is to certify that this NOTICE OF PERMIT ISSUANCE and alT'co ies were mailed 

1 i sted persons. 
before the close o f  business on w-2 #A. 23 I /$W to the - 

FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(9), Florida Statutes, with 
the designated Department Clerk, receipt o f  which is 
hereby acknowledged. 
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pY Northeast Distric.1 

PERM1 lTEE : I.D. NUMBER: 3116P01970 

1400 Millcoe Road EXPIRATION DATE: December 31, 1998 
Jacksonville, Florida 32225 COUNTY: Duval 

Philip Heil, Vice President 
Jacksonville Suburban Utilities Corporation DATE OF ISSUE: June 167 1994 

PERMIT/CERT NUMBER : DC 1 6 - 2 4894 3 

LAT/LONG : 
SECTION/TOWNSHIP/RANGE: 13/3S/25E 
PROJECT: Jacksonville Heights 

300 14 ' 15 "N/81045 ' 05"W 

Wastewater Facility (WWF) 

This permit i s  issued under the provisions of Chapter 403, Florida Statutes and 
Florida Administrative Code Rule(s) 17-4, 17-7, 17-301, 17-302, 17-600, 17-601, 
17-602, 17-610, 17-640 and 17-650. The above named permittee is hereby authorized to 
perform the work or operate the facility shown on the application and approved 
drawing(s), plans and other documents attached hereto or on file with the Department 
and made a part hereof and specifically described as follows: 

The Department permits the modification of the Jacksonville Heights Wastewater 
Facility by the construction, installation and operation of a granular media gravity 
flow effluent sand filter that will replace the existing effluent microstrainer unit. 
Effluent from the secondary clarifiers will be discharged into the sand filter. 
Filtered effluent will be discharged into the chlorine contact chambers. The sand 
filter will be backwashed periodically. Backwash water will be recycled to the 
wastewater facility influent stream and thence into the aeration basins. 

The subject wastewater facility is located at 5957 Tampico Road, Jacksonville, Duval 
County, Florida. 

This permit is issued in accordance with the application received April 11, 1994 and 
completed by additional information received May 13, 1994. 

- _  

DER Form 17-1.201(5) Effective November 30, 1982 Page 1 of 5 
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PERMIITEE : 
Philip Heil 
Jacksonville Heights WWF 

I .D. NUMBER: 31 16P01970 

EXPIRATION DATE: December 31, 1998 

PERMIT NUMBER: DC16-248943 
DATE OF ISSUE: June 16, 1994 

GENERAL CONDITIONS: 

1. 

2. 

3. 

4. 

5. 

6. 

The terms, conditions, requirements, limitations, and restrictions set forth herein ar 
"Permit Conditions" and as such are binding upon the permittee and enforceable pursuan 
the authority of Sections 403.141, 403.727, or 403.859 through 403.861, Florida Statut 
The permittee is hereby placed on notice that the Department will review this permit 
periodically and may initiate enforcement- action for any-violation of these conditions 

This permit is valid only for the specific processes and operations applied for and in 
in the approved drawings or exhibits. Any unauthorized deviation from the approved dra 
exhibits, specifications, or conditions o f  this permit may constitute grounds for rev0 
and enforcement action by the Department. 

As provided in Subsections 403.087(6) and 403.722(5), Florida Statutes, the issuance o 
permit does not convey any vested rights or any exclusive privileges. Nor does it aut 
any injury to public or private property or any invasion of personal rights, nor any 
infringement o f  federal, state or local laws or regulations. This permit does not con 
a waiver of or approval of any other Department permit that may be required for other 
of the total project which are not addressed in the permit. 

This permit conveys no title to land or water, does not constitute state recognition o 
acknowledgment o f  title, and does not constitute authority for the use of submerged la 
unless herein provided and the necessary title or leasehold interests have been obtain 
the state. Only the Trustees o f  the Internal Improvement Trust Fund may express state 
opinion as to title. 

This permit does not relieve the permittee from liability for harm or injury to human 
or welfare, animal, plant or aquatic life or property and penalties therefore caused b 
construction or operation of this permitted source, nor does it allow the permittee to 
pollution in contravention of Florida Statutes and Department rules, unless specifical 
authorized by an order from the Department. 

The permittee shall at all times properly operate and maintain the facility and system 
treatment and control (and related appurtenances) that are installed or used by the ,pe 
to achieve compliance with the conditions o f  this permit, as required by Department ru 
This provision includes the operation of backup or auxiliary facilities or similar sys 
when necessary to achieve compliance with the conditions of the permit and when requ,ir 
Department rules. 

- _  

DER FORM 17-1.201(5) Effective November 30, 1982 Page 2 o f  5 
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PERMIlTEE : 
Philip Heil 
Jacksonville Heights WWF 

I.D. NUMBER: 3116P01970 

EXPIRATION DATE: December 31, 1998 

P E W I T  NUMBER: DC16-248943 
DATE OF ISSUE: June 167 1994 

7. The permittee, by accepting this permit, specifically agrees to allow 
authorized Department personnel, upon presentation of credentials or other 
documents as may be required by law and at reasonable times, access to the 
premises where the permitted activity is located or conducted to: 

a: Have access to and copy any records that must be kept under the 
conditions of the permit; 

b. Inspect the facility, equipment, practices, or operations regulated or 
required under this permit; and 

c. Sample or monitor any substances or parameters at any location 
reasonably necessary to assure compliance with this permit or Department 
rules. 

Reasonable time may depend on the nature o f  the concern being investigated. 

If, for any reason, the permittee does not comply with, or will be unable to 
comply with, any condition or limitation specified in this permit, the permittee 
shall immediately notify and provide the department with the following 
information : 

8. 

a. A description of and cause of noncompliance; and 

b. The period of noncompliance, including exact dates and times; or, if not 
corrected, the anticipated time the noncompliance is expected to continue, 
and steps being taken to reduce, eliminate, and prevent recurrence of the 
noncompliance. The permittee shall be responsible for any and all damages 
which may result and may be subject to enforcement action by the Department 
for penalties or for revocation of this permit. 

9. In accepting this permit, the permittee understands and agrees that all records, 
notes, .monitoring data and other information relating to the construction or 
operation of this permitted source, which are submitted to the Department, may be 
used by the Department as evidence in any enforcement case arising under the 
Florida Statutes or Department rules, except where such use is prescribed by 
Sections 403.111 and 403.73, Florida Statutes. 
to the extent it is consistent with the Florida Rules o f  Civil Procedure and 
appropriate evidentiary rules. 

Such evidence shall only be used 

10. The permittee agrees to comply with changes in Department rules and Florida 
Statutes after a reasonable time for compliance; provided, however, the permittee 
does not waive any other rights granted by Florida Statutes or 
Department rules. A reasonable time for compliance with a new or amended surface 
water quality standard, other than those standards addressed 5n Florida 
Administrative Code Rule 17-302.500, shall include a reasonable time to obtain or 
be denied a mixing zone for the new or amended standard. 

DER Form 17-1.201(5) Effective November 30, 7982 Page 3 of 5 
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PERHITTEE: 
Philip Heil 
Jacksonville Heights 
WWF 

I .D. Nlh.,CR: 31 16P01970 
PERMIT NUMBER: DC16-248943 
DATE OF ISSUE: June 16, 1994 
EXPIRATION DATE: December 31, 1998 

11. This permit is transferable only upon Department approval in accordance with 
Florida Administrative Code Rules 17-4.120 and 17-730.300, as applicable. The 
permittee shall be liable for any noncompliance of the permitted 
activity until the transfer is approved by the Department. 

12. This permit or a copy thereof shall be kept at the work site o f  the permitted 
activity . 

13. This permit also constitutes: 

(a) Determination of Best Available Control Technology (BACT) 
(b) Determination of Prevention o f  Significant Deterioration (PSD) 
(c) Certification of Compliance with State Water Quality Standards 

(d) Compliance with New Source Performance Standards 
(Section 401, PL 92-500) 

14. The permittee shall conply with the following: 

a. Upon request, the permittee shall furnish all records and plans required 
under Department rules. The retention period for all records will be 
extended automatically, unless otherwise stipulated by the Department, 
during the course of any unresolved enforcement action. 

b. The permittee shall retain at the facility or other location designated by 
this permit records of all monitoring information (including all calibration 
and maintenance records and all original strip chart recordings for . 
continuous monitoring instrumentation) required by the 
permit, copies of all reports required by this permit, and records of all 
data used to complete the application for this permit. The time period of 
retention shall be at least three years from the date of the sample, 
measurement, report or application unless otherwise specified by Department 
rule. 

c. Records of monitoring information shall include: 

- the date, exact place, and time of sampling or measurements; 
- the person responsible for performing the sampling or measurements; 
- the date(s) analyses were performed; 
- the person responsible for 'performing the analyses; 
- the analytical techniques or methods used; 
- the results of such analyses. - _  

15. When requested by the Department, the permittee shall, within a reasonable period 
o f  time furnish any information required by law which is needed to determine 
compliance with the permit. If the permittee becomes aware that relevant facts 
were not submitted or were incorrect in the permit application or in any report 
to the Department, such facts or information shall be submitted or corrected 
prompt 1 y . . 

DER Form 17-1.201(5) Effective November 30, 1982 Page 4 of 5 
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PERMITTEE : I.D. NUMBER: 3116POlS.d 
Phi?ip Heil PERHIT NUMBER: DC16-248943 
Jacksonvi 1 le Heights WWF DATE OF ISSUE: June16,1994 

EXPIRATION DATE: December 31, 1998 

SPECIFIC CONDITIONS: 

1. For the purposes of this permit, the Department shall mean (1) the State of 
Florida Department of Environmental Protection (DEP), 7825 Baymeadows Way, Suite 
B-200, Jacksonville, Florida 32256-7577 and (2) the City of Jacksonville 
Regulatory and Environmental Services Department (RESD) Water Quality Division 
(WQD), 421 West Church Street, Suite 412, Jacksonville, Florida 32202-4111. 

2. The permit holder shall also comply wit-h county, municipal, federal or other 
state environmental regulations. 

3. The sand filter shall be backwashed, cleaned and maintained as necessary to 
ensure proper operation throughout its entire service life. 

4. Sand filter backwash water shall only be recycled to the wastewater facility. 

5. Following its removal from service, the microstrainer unit shall be disposed of 
in a manner that safeguards the public health and safety, in accordance with FAC 
Rule 17-600.410(7). 

No later than thirty (30) days following completion of all project construction, 
the Permittee shall submit (to WQD) a Notification That A Domestic Wastewater 
Facility Will be Placed Into Operation, using Department Form 17-600.910(3). 

6. 

Issued t h i s  16thday o f  June 1994 
L P J H  

AND ENVIRONMENTAL SERVICES @Pi 

CITY OF JACKSONVILLE STATE OF FLORIDA 
DEPARiMENT OF REGULATORY 

WATER QUALITY DIVISION 

DEPARTMENT OF ENVIRONMENTAL PROTECTION 

trne t t Fre 
Direc VI r of Di VoEoU rict Management P John K.wowe, v.t. 

Division Chief 

DER Form 17-1.201(5) Effective November 30, 1982 Page 5 of 5 - _  
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January 11, 1994 

VIA CERTIFIED MAIL 

Mrs. Malinda Mallard 
FL/NC Unit, Enforcement Section 
Water Permits & Enforcement Branch 
Water Management Division 
U. S. Environmental Protection Agency 
Region IV 
345  Courtland Street, N . E .  
Atlanta, Georgia 30365 

RE: NPDES No. FL0023671 
Jacksonville Heights WWTF 

Dear Mrs. Mallard: 

on December 15, 1994 a power outage occurred at the referenced 
facility due to an electrical accident on-site while a contractor 
was installing a new circuit breaker in the main feed panel. This 
upset was reported to EPA in our Sewer Discharge/Overflow report 
(copy attached) . The power was out at the facility for six and one 
half hours from 1625 hours to 2300 hours. The aeration equipment, 
activated sludge return and filtration equipment was out of service 
for that period. The chlorination and dechlorination equipment was 
operated using the auxiliary potable water feed during the upset. 
After the power was restored, aeration and filtration equipment was 
placed back in service. 

As a follow-up to our initial notification, this letter is to 
report an excedence of a permit limit for toxicity. The upset 
occurred during the compliance sampling for whole effluent 
toxicity. Our laboratory performing the Whole Effluent Toxicity 
testing has reported to us that the test failed. The final report 
will be submitted with our routine DMR's. 
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Mrs. Malinda Mallard 
January 11, 1994 
Page 2 

Should you have any questions, please 

Area Engineer 

SM/ss 

Attachment 

cc: FDEP, Northeast District O f f i c e  
RESD 
J .  A. Dysard, 11. 
Phi l ip  H e i l  
J. L. Ade, Esquire 
Dr. Mitchell Griffin,  CHZM H i l l  

c a l l  m e  a t  (904) 721-4610. 

- _  
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DEPARTMENT OF REGULATORY & 
ENVIRONMENTAL SERVICES 
Water Quality Division 

- . -. 

MAR 2 4 is95 

-SA Dl“ March 10, 1995 

Stephen V .  Manis, P.E. 
Jacksonville Suburban Utilities Corporation 
1400 Mi 1 1coe Road 
Jacksonville, Florida 32225 

Subject: Jacksonville Heights Wastewater Facility (WWF): Notification That A 
Domestic wastewater Facility Will Be Placed Into Operation For Construction 
Permit No. DC16-248973 

Dear Mr. Manis: 

The subject Notification That A Domestic Wastewater Facility Will Be Placed Into 
Operat ion (for the project permitted by Construct ion Permit No. DC16-248973) is 
accepted for service by Jacksonville Water Quality Division (WQD) and the Florida 
Department of Environmental Protection (DEP). Certification of acceptance by WQD is 
on Page 2 o f  3 of the Notification form. The constructed project may be placed into 
operation in accordance with the requirements of Construction Permit No. DC16-248943. 

Acceptance for service by WQD and DEP does not relieve the engineer of record, the 
permittee and WWF owner of responsibility for ensuring that compliance with all 
Federal, State and local regulations (including, but not limited to, the requirements 
of Construction Permit No. DC16-248943) is maintained. 

If you need additional information, we may be contacted at (904) 630-3461. 

Very truly yours, 

Charles Hubsch, E. I. - _  
As soc i ate Eng i neer 

CJH/sdd 

cc: Mr. David Bolam, P.E., DEP 

abey142 

m , ’ I I I I 
ak” 421 West Church Street - Suite 412 

Jacksonville, Florida 32202-4111 Area Code 904/630-3666 



t', - -2 E T b  Florida Department of Environmental 2egulation 

. _ .  . 

. Wiil Be Placed ,Into Operation - .- - ._-__ 

. . .  . . .  ...... .. c .  _- . . - - - _. .- 

Part I - Instrgctions . .. -- ----.  .^ . . . .  

. . . .  

AI information is to be typed or prided in ink. 
rting inf0rmation)'shall be submitted to the appropriate district office or approved lcczl p:csz!. 

:4) ,&a& an 8W x 11" copy of a USGS m a p  showing site locations Be sure to indudehe map naine and date on the USGS map prcvided. 
Submission of this form is required by Rule 17-600.725 F.A.C.. before placing a HmStewakr facility into operation under a conssuction permit 
for any purpose, other than testing fpr leaks and eqJpment ope" . .  

[6) Where requested on this f o n  enter locarion in both latitudellongitude and sectio&cwnship/range formats .' 

Dates are to be entered in MMlOOMA format 

, P 
In Part IllQuestion (3). if the mtment plant is the same as the projectRacility described in Question (2). enter "Same"- 

. :.. . I -  . . . .  

., - 
Part t i  - General Information 

. . .  

1 '  W d e  Q ' "N, Longitude.-?-''W Section T W i p  Range 

I The fadi's DER identification number (ais0 known as the GMS identification number) 

--- --.-- -_._. - - .--- ---- -- ----- -.-_____-_ - .-- L -- . . -_ .-.. - 
_ I  %, - - -  Tdephone.Number ( ) --- .. - 

3116P01970 . 

:<* <. :%.L:.<! = :. ' - -z $r!/! 
Indicate EPANPOES &" effective date and expiration date: 

mit Na FL 0023671 Issue Date Expiration Date 

6) start ~4 constmaion (date): 041 25 94 
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Professional Engineer Registered in Ronda (where required by Chapter 411, ES) as to Wastewarer Treatment, Reuse and Disposal Swem. 

I certify thatthefaciiities listed a&ie M been completed to the p i n t  where the faalities are f u ~ n a [ f y  complete 1 further cemfy that 
c o m o n  on meSe faciiities has prcceeded subsantially in accorchce with the consbudon permit and the approved preliminary d=@n 
repan and appiiion materiais or that deiatiorrs noted bekw wl not prevent tfie SWEm from functioning in canpliance with me 
requirements of chapter 17- FAC, when prcperiy operated and maintained. These dewminations have been based upon on-site 
obsenmtion of CorrSbLlcb 'on. b a e d  and conducZed by me or by a project repmBlhe under my direct supervisicn, for the purpose 
of d m n i n g  if the vvork proceeded in mpli with the conslmdon p e d  and the apPrsJed preliminary design report ma apFfi- 
cation materials 

STEPHEN V. MANIS. P.E. 43342 

JACKSONVILLE SUBURBAN U T I L I T I E S  CORPORATION 
Name (Please type) Ronda Regmaon Na 

Company Name 
1400 MILLCOE RD., JACKSONVILLE. F'L 32225 

Company Address 

1 .  

Date: 3/6/95 Tdephone No. (904) 72 1-46 10 

SubsEvrtial deviations from the a " u j O n  
7- if n€csaIy): 
N/A 

permit and the apprcrved peliminary design report and appliajon marerids (-9 additiond 

- _  

STEPHEN V. MANIS, P . E .  43342  
"le (pl- type) Raida R e g s t d o n  Na 

JACKSONVILLE SUBURBAN UTILITIES CORPORATION 
Company Name 

CompanyAddress . - 
1400 MILLCOE RD., JACKSONVILLE, F'L 32225 

- 3 d 3  
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. a .  

JACKSONVILLE HEIGH QUADRANGLE .' + 
3 9 FLORIDA 

7.5 MINUTE SERIES (TOPOGRAPHIC) & 
N v 4  MlDDLEBURG IS' QUADRANGLE $ 

20" 15' 

- 2 150 000 
FEET 

3344 

"42 
12' 30" 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

QM-2 

United Water Florida 
1400 Millcoe Road 

PO Box 8004 
Jacksonville, FL 32239-8004 

telephone 904 721 4600 
facsimile 904 721 4680 

October 20,1995 

Mr. Jon Dinges 
Engineer, Domestic Waste 
Wastewater Section 
Florida Department of Environmental Protection 
Northeast District 
7825 Baymeadows Way, Suite 5200 
Jacksonville, Florida 32256-7590 

Re: Duval County - Domestic Waste 
Jacksonville Heights WWTF 

Dear Mr. Dinges: 

In response your letter of August 31, 1995, received September 13, 1995 onceming several minor 
deficiencies noted in the routine inspection conducted July 18, 1995 by Department personnel we 
submit the following: 

Records & Reoorts 

1. An arithmetic mean will be used to compute the average rnonthfy fecal coliform data. 

2. The correct permit number will be shown on subsequent MORS. 

Flow Measurement 

The circular chart recorder has been repaired. 

Should you have any question or require additional information please contact me at 721-4610. 

/ 

Stephen hnanis, P.E. 
Senior Project Engineer 

SVMI 

/ cc: Mr. Philip Heil 
Mr.' M. Sambamurthi 
Mr. Richard Hensch 
Mr. Tom Griffis 
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Lawon Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite B2OO 

Jacksonville, Florida 32256-7590 
Virginia B. Wetherell 

Secretary .-I- 
- .  - -  . 

II 

May 1, 1995 

Mr. Stephen V. Manis, P.E. 
Jacksonville Suburban Utilities Corporation 
1400 Millcoe Road 
Zscksor?ville, Florida 32225 

I 

Dear Mr. Manis: 

Duval County - Domestic Waste 
Jacksonville Heights WWF 
Acknowledgement of Document Received 

We acknowledge receipt of your letter of March 10, 1995 and the 
attached Notification that a Domestic Wastewater Facility will be 
placed into Operation [DEP Form 62-600.910(3)] dated March 7, 
1995. This concerns the construction of a Sand filter, and 
notification that it will be placed in operation. 

The project was constructed under Construction Permit DC16-248943, 
issued on June 16, 1994. 

cd 
FW:FW/klm 

Frank Watkins, Jr. P.E. 

cc; ,WSD 

- _  

“Protea Conserve and Manage Florida’s Environment and Natural Res. 

Printed on recyded paper. 
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Department of e: bod &PJ /qi( 
Environmental Protection 

Lawon Chiles 
Governor 

Norrheast District # 

7825 Baymeadows Way, Suite B200 Virginia B. Wetherell 
Jacksonville, Florida 32256-7590 .- Secretary 

CERTIFIED - RE= RECEIPT 

October 25, 1995 

Mr. P h i l i p  H e i l ,  V i c e  President  
United Water Flor ida 
1400 Millcoe Road 
Jacksonvi l le ,  Flor ida 32225 

D e a z  H e i l :  

Duval County - Domestic Waste 
Jacksonvi l le  Heiahts WWTF - FL0023671 

This is i n  reference t o  your appl ica t ion  f o r  subs t an t i a l  revis ion of t h e  
wastewater permit f o r  t h e  above referenced pro jec t .  The Department has 
prepared t h e  enclosed no t i ce  of d r a f t  permit,  d r a f t  permit, discharge 
monitoring r epor t  and f a c t  sheet  f o r  your review. 

Please provide coments  regarding t h e  d r a f t  documents t o  t h i s  o f f i c e  as 
soon as  poss ib l e  and no la ter  than  t h i r t y  (30) days from rece ip t  of t h i s  
letter. I f  you do not have any comments, please proceed with 
publ icat ion of t h e  at tached Public Notice of Draf t  Permit. 

A decision schedule is provided below o u t l i n i n g  t h e  process elements and 
l i s t i n g  t h e  t e n t a t i v e  d a t e s  of completion of each element. 

Process Elements 
Effect ive D a t e  of t h e  Application: August 25, 1995 
Preliminary Permit t o  Applicant and 
EPA f o r  Review: October 25, 1995 
Begin/End Public Comment Period: 
Proposed permit t o  EPA ( i f  
necessary) December 1, 1995 
Notice of Agency Action: December 15, 1995 

December 15, 1995 Final Department Action: 

Projected Date of Completion 

October 30, / November 29, 1995 

I f  

* i p m -  
. I f  you have any questions,  p lease  contact  David Bolam of t h i s  of f ice .  1. 

bib Frank Watkins, Jr. , P.E. rA 54” 
BFW:DJB/mkw 
Attachments 
cc: Mitchel l  Gr i f f in ,  PhD., P.E. ,- 

kef- I wL 
p+=‘ 

Roger Pfaff  (U.S. EPA) 

“Protect, Conserve and Manage Florida’s Environment and Natural Resources” 

Primed on +ed paper. 
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STATE OF FLORIDA 
DEPARTMENT OF ENVIRONMENTAL 

CERTIFIED MAIL 

In t h e  Matter of a n  Application 
fo r  P e r m i t  by: 

PROTECT I ON 

DEP F i l e  N o .  264313 

Mr. Phi l ip  H e i l ,  V i c e  President 
Uni ted  Water Flor ida 
1400 Millcoe Road 
Jacksonville,  Flor ida 32225 

D e a r  H e i l :  

Duval County - Domestic Waste 
Jacksonvi l le  He iah t s  WWTF - FL0023671 

NOTICE OF DRAFT PERMIT 

The Department of Environmental Protection gives not ice  of i t s  
preparation of a draft permit revision f o r  permit no023671 (copy o f '  
conditions at tached)  f o r  t h e  operation of t h e  subject wastewater 
treatment f a c i l i t y  as detailed i n  t he  application spec i f ied  above, f o r  
t h e  reasons stated below. The  applicant United Water Florida,  applied 
on March 15, 1995 to t h e  Department of Environmental Protection f o r  a 
permi t  t o  cons t ruc t  and operate a 2.5 MGD design annual average d a i l y  
flow Ultra-violet  d i s infec t ion  system t h a t  w i l l  replace the  ex i s t ing  2.5  
MGD chlor inat ion type d is infec t ion  system combined with dechlorination 
and post ae ra t ion  with t h e  f i n a l  t rea ted  and dis infected e f f luent  
discharged t o  a stormwater drainage di tch t h a t  flows t o  Fishing Creek 
( C l a s s  111 w a t e r s ) .  

The Department has permitting jur i sd ic t ion  under Chapters 62-4, 
62-302, 62-600, 62-601, 62-620, 62-650, 62-699 of t h e  Florida 
Administrative Code (F.A.C.), The project is not exempt from 
permitting procedures, 
p e r m i t  r ev i s ion  is required f o r  t he  proposed operation. 

The Department has determined that a F a c i l i t y  

-.. 

Pursuant t o  Section 403.815, Florida S t a t u t e s  and DEP Rule  62- 
620.550(2), F.A.C., you ( t h e  applicant) are required t o  publish a t  your 
own expense t h e  enclosed Notice of Draft Permit and Administrative O r d e r  
t o  request public comment. The notice sha l l  be published one time only 
within 30 days i n  t h e  l e g a l  ad section of a newspaper of general 
c i rcu la t ion  in t h e  area affected.  For t h e  purpose of t h i s  rule ,  
"publication i n  a newspaper of general c i rculat ion in t h e  area affected" 
means publ icat ion i n  a newspaper meeting t h e  requirements of Sections 
50.011 and 50.031, F.S., i n  t h e  county where t he  a c t i v i t y  is  t o  t a k e  
place. Where there is  more than one newspaper of general  c i r cu la t ion  i n  
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t h e  county, t h e  newspaper used must 
i n  the  a rea  t h a t  may be af fec ted  by 

be one with s ign i f i can t  c i rcu la t ion  
t h e  permit. I f  you a re  uncertain 

t h a t  a newspaper meets these requirements, please contact  t he  Department 
a t  t h e  address o r  telephone number l isted below. 
provide proof of publication t o  the  Department, a t  Department of 
Environmental Protection Northeast D i s t r i c t  Office, 7825  Baymeadows 
Way, S u i t e  B200, Jacksonville, Florida 32256-7590 within fourteen days 
of publication. 
publication within t h e  a l l o t t e d  time may r e s u l t  i n  t h e  denial  of t h e  
permit. 

The applicant s h a l l  

Failure t o  publish t h e  not ice  and provide proof of 

The Department intends t o  i s s u e  the  permit with t h e  attached 
conditions unless  as a r e s u l t  of public comment appropriate changes are 
made. 

Any in te res ted  person may s u b m i t  wri t ten comments on t h e  
Department's proposed permitting decision o r  may submit a wri t ten 
request f o r  a public meeting t o  David J. Bolam, P.E., Domestic 
Wastewater Permitting Supervisor, Department of Environmental Protect ion . 

Northeast D i s t r i c t  Office, 7825 Baymeadows Way, S u i t e  B200, 
Jacksonville, Florida 32256-7590, Telephone No.: (904) 448-4330 i n  
accordance with Rule 62-620.555, F.A.C. 
public meeting must contain t h e  information set f o r t h  below and must be 
received i n  t h e  Northeast D i s t r i c t  Office. 
applicant and the  persons l i s t e d  below must be received within 30 days 
of rece ip t  of t h i s  intent .  
received within 30 days of publication of t he  public no t ice  or  within 30 
days of t h e i r  receipt  of t h i s  in ten t ,  whichever f i r s t  occurs. Fa i lure  
t o  s u b m i t  comments o r  request a public meeting within t h i s  time period 
sha l l  cons t i t u t e  a waiver of any r igh t  such person may have t o  submit 
comments o r  request a public meeting under Rule 62-620.555, F.A.C. 

The comments o r  request for a 

Comments from t h e  permit 

Comments submitted by o the r  persons must be 

The comments o r  request f o r  a public meeting s h a l l  contain t h e  
following information: 

(a)  The comenter 's  name, address, and telephone number, t h e  
appl icant ' s  name and address, t h e  Department Pe rmi t  F i l e  N u m b e r  and t h e  
county i n  which t h e  project  is proposed; 

(b)  A statement of how and when not ice  of t h e  Department's ac t ion  
o r  proposed ac t ion  was received; 

( c )  A s ta tement  of t h e  f a c t s  the Department should consider i n  
making t h e  f i n a l  decision; 

(d) A s ta tement  of which ru les  or  s t a t u t e s  require reversal  o r  
modification of t he  Department's action o r  proposed action; and 

(e) A request t h a t  a public meeting be scheduled-( i f  appl icable)  
including a s ta tement  of t h e  nature of t h e  issues  proposed t o  be raised 
at t he  meeting. 

I f  a public meeting is scheduled t h e  public comment period is extended 
u n t i l  t h e  c lose  of t h e  public meeting. 
person may submit o r a l  or wri t ten  statements and data on t h e  
Department's proposed act ion a t  t h e  public meeting. 
s ign i f icant  public comment t h e  Department's f i n a l  ac t ion  may be 
d i f fe ren t  from t h e  posi t ion taken by it i n  t h i s  in ten t .  

I f  a public meeting is  held any 

As a r e s u l t  of 



I : 
Executed in Jacksonville, Florida. I 

@ STATE OF FLORIDA DEPARTMENT 
OF ENVIRONMENTAL PROTECTION 

CERTIFICATE OF SERVICE 

The undersigned duly designated deputy clerk hereby certifies that this 
NOTICE OF DRAFT PERMIT and all copies wer S e d  by certified mail 
before the close of business on October 37% 1995 to the listed 
persons. 

Copies furnished to: 
Office of General Counsel Office of Environmental Services 
Mitchell Griffin, PhD., P.E. FL Game and Freshwater Fish Commission 
John K. Flowe, P.E. ( R E S D )  620 South Meridian Street' 
Elsa Potts, P.E. (DEP) Tallahassee, Florida 32399 
Roger Pfaff (U.S. EPA) 

RUNG AND ACKNOWLEDGEMENT 
FkED, on this date, pun 

I 
- _  
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STATE OF FLORIDA 
DEPARTMENT OF ENVIRONKENTAL PROTECTION 

NOTICE OF D ~ A F T  PERMIT 

The Department  of Environmental Pro tec t ion  g i v e s  n o t i c e  of i t s  
prepara t ion  of a draf t  permit r ev i s ion  f o r  permit a 0 0 2 3 6 7 1  f o r  Kr. 
P h i l i p  H e i l ,  V i c e  President,United Water Florida,1400 Millcoe Road, 
Jacksonvi l le ,  Florida 32225 f o r  t h e  Jacksonvi l le  Heights WWTF; t o  
construct and operate a 2.5 MGD design annual average d a i l y  flow U l t r a -  
v i o l e t  d i s i n f e c t i o n  system t h a t  w i l l  r ep lace  t h e  e x i s t i n g  2.5 MGD 
ch lor ina t ion  type d i s i n f e c t i o n  system combined wi th  d e c h l o r i n a t i o n  and 
pos t  a e r a t i o n  w i t h  t h e  f i n a l  t r e a t e d  and d i s i n f e c t e d  e f f l u e n t  d i scharged  
t o  a stonnwater drainage d i t c h  t h a t  flows t o  F ish ing  C r e e k  ( C l a s s  I11 
w a t e r s ) .  

Any i n t e r e s t e d  person may submit wr i t t en  comments on t h e  
Department's proposed pe rmi t t i ng  dec is ion  or  may submit a written 
request f o r  a public meeting t o  David J. Bolam, P.E., Domestic 
Wastewater Permitt ing Supervisor,  Department of Environmental P r o t e c t i o n  . 

Northeast D i s t r i c t  Office,  7825 Baymeadows Way, S u i t e  B200, 
Jacksonville,  Florida 32256-7590, Telephone No.: (904) 448-4330 i n  
accordance wi th  Rule 62-620.555, F.A.C. The comments o r  r e q u e s t  far a 
public meeting must con ta in  t h e  information set f o r t h  below and must be 
received i n  t h e  Northeast D i s t r i c t  Off ice  within 30 days of p u b l i c a t i o n  
of t h i s  no t i ce .  Fa i lu re  t o  submit comments or request a public meeting 
within t h i s  time period s h a l l  c o n s t i t u t e  a waiver of any r i g h t  such 
person may have t o  submit comments or request a p u b l i c  meeting under 
Rule 62-620.555, F.A.C. 

The comments or r eques t  f o r  a pub l i c  meeting s h a l l  c o n t a i n  t h e  
following information: 
( a )  The commenter's name, address ,  and telephone number, t h e  a p p l i c a n t ' s  
name and address,  t h e  Department P e r m i t  F i l e  N u m b e r  and t h e  county i n  
which t h e  p r o j e c t  is proposed; 
(b) A statement of how and when no t i ce  of t h e  Department's a c t i o n  or 
proposed ac t ion  was received; 
(c) A statement of t h e  f a c t s  t h e  Department should cons ide r  i n  making 
t h e  f i n a l  decision; 
(d )  A statement of which r u l e s  or s t a t u t e s  r e q u i r e  reversal or 
modification of t h e  Department's ac t ion  or proposed ac t ion ;  and 
(e) A request t h a t  a p u b l i c  meeting be scheduled ( i f  applicable) 
including a statement of t h e  na tu re  of t h e  i s s u e s  proposed t o  be raised 
a t  t h e  meeting. 
I f  a public meeting is scheduled t h e  pub l i c  comment period is extended 
u n t i l  t h e  c l o s e  of t h e  p u b l i c  meeting. I f  a public meeting i s  held any 
person may submit o r a l  or w r i t t e n  statements and data-at t h e  m e e t i n g  on 
t h e  Department's proposed ac t ion .  
comment t h e  Department's f i n a l  ac t ion  may be d i f f e r e n t  from t h e  p o s i t i o n  
taken by it i n  t h i s  i n t e n t .  

The permit a p p l i c a t i o n  f i l e  and supporting data are available f o r  
public inspection dur ing  normal business hours, 8:OO a.m. t o  5:00 p.m., 
Monday through Friday, except  legal holidays, a t  Department of 
Environmental Pro tec t ion  Northeast  D i s t r i c t  Off ice ,  7825 Baymeadows 
Way, Su i t e  B200, J acksonv i l l e ,  F lo r ida  32256-7590, Telephone No.: 

As a r e s u l t  of significant public 

(904) 448-4330. 
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Lawon Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite 8200 

Jacksonville, Florida 32256-7590 
Virginia B. Wetherell 

Secregry 

STATE OF FLORIDA 
DOMESTIC WASTEWATER FACILITY PERMIT 

PERMITTEE: PERMIT-NUMBER' FL0023671 
United Water Florida ISSUANCE DATE: Draft 
1400 Millcoe Road 
Jacksonville, Florida 32225 

RESPONSIBLE AUTHORITY: 

Philip Heil, Vice President 

FACILITY: 

Jacksonville Heights WWTF 
5957 Tampico Road 
Jacksonville, Florida 32244 

FACILITY I.D. : E002 

Latitude: 30" 14' l5"N Longitude: 81" 45' 05" W 

This permit is issued under the provisions of Chapter 403, Florida Statutes, and applicable rules of 
the Florida Administrative Code and constitutes authorization to discharge to waters of the state 
under the National Pollutant Discharge Elimination System. The above named permittee is hereby 
authorized to construct andor operate the facilities shown on the application and other documents 
attached hereto or on file with the Department and made a part hereof and specSally described as 
follows: 

TREATMENT FACILITIES: 

To operate a 2.50 MGD AADF conventional &vated sludge wastewater treatment plant with 
vortex grit removal, dual 125 MGD AADF Sanitaire activated sludge unit processes operated in 
parallel, secondary clariiication, tertiary sand filtration (traveling bridge type) with the final 
disinfected and dechlorinated effluent discharged to a stormwater drainage ditch that €tows to 
Fisbing Creek (Class III waters). Wastewater t r m e n t  plant residuals are stabilized by aerobic 
digestion prior to haulhg to a land application site. 

Proposed improvements to the facility include the construction of a 2.5 MGD AADF U-V 
disinfecteection system to replace the existing disinfecton and dechlorination systems. The existing 
chlorine contact chamber will be decommissioned. 

"Protea Conserve and Manage Florida's Environment and Natural Resources" 

Printed on @Cd paper. 
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PERMTZTEE: 
United Water Florida, Inc 
Philip Heil, Vice Resident 
Jacksonville Heights ww?p 

P E R h a  NUMBER: FL0023671 
ISSUANCE DATE: Draft 
EXPIRATION DATE: April 1,1998 
FACILITY LD. : FL00236671(3116P01970) 

EFFLUENT DISPOSAL: 

Surface Water Discharge: An existing 2.50 MGD AADF pe 
stormwater drarnage ditch leading to Fishing Creek (Class III) 
diameter outf5l.l located along the eastem portion of the wastewater tr 

IN ACCORDANCE WITH: The application 
submitted through August 25,1995 and limitations, monitoring r 
set forth in the pages 1 through 22 of this permit. 

2 



Pc ttee: 
Urb.Gd Water Florida, Inc. 
Jacksonville Heights WWTF 

Permi ,mber: FL002367 1 
IssuanL- dale: DRAFT 
Expiration Date: April 1, 1998 

I. EMuent Limitations and Monitoring Requirements 
A. Interim Surface Water Discharge Llmits 

1. During the period beginning on the issuance date and lasting through the completion and placing into service of the proposed U-V disinfection system or h e  
expiration date of this permit whichever occurs first, the permittee is authorized to discharge emuent from Outfall DO01 to the unnamed ditch to Fishing 

, Creek. Such discharge shall be limited and monitored by the permittee as specified below: 
. [42-600,6-8-93] [42-601 , 5-31 -931 [62-650, 11-27-89] [62-302. 1-5-93] [62-610.860, 4-2-90] 

I I 

Carbonaceous Biochemical 
Oxygen Demand (5 day) m& Maximum 8 8 12 

Total Suspended Solids m& Maximum 20 I30n 20 I 45 
Fecal Coliform Bacteria See Permit Condith6n I. AS. 

Monitoring Requirements 

I I Monitoring 
I 

- 8.5 - Continuous Grab wo 1 See LA.3. 

mgR, Minimum Instrument I002 See I.A.3.. 

pH units Range 
Meter or Total Residual Chlorine 

(For Disinfection) 

Total Residual Chlorine 
6., and 9. 

Grab Do0 1 See I. A. 
I (For Dechlorination) m& haximum - - ’ 0.01 - 

/ I  
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Monitoring Location Site 

Do0 1 
I002 

N U m k  Description of Monitoring Location 
After final treatment immediately prior to discharge to stormwater k i n a g e  ditch 
After disinfection but prior to dechlorination. 

Permittee: 
Uxiited Water Florida, hc .  
.TdcksonviEe Heights WWTF 

Permit Number -.0023671 
IssuanceDate: - -.AFT 
ExpirationDate: April 1,1998 

3. Hourly measurement duing the period of required operator attendance may be substituted for continuous measurement for 
pH and TRC. [Chapter 62-601, Figure 2, Footnotes I and 2,531-931 

4. A recording flowmeter and totalizer shall be utilized to measure flow. [62-6O1.2OO(17) and .5OO 

5. The arithmetic mean of the monthly fecal coliform values collected during an 
of effluent sample. The geometric mean of the f d  coliform values for a miusmum 
on a separate day during a period of 30 consecutive days (manthy), sha 
than 10 percent of the samples collected during a period of 30 consecuti 
100 mL of sample. Any one sample shall not exceed 800 fecal coIifiorm 
8-93] 

6. A minimum of 0.5 mg/L total residual chlorine must be mainta ct time of 15 minutes based on 
peak hourly flow. [ 62600.440(4)(h), 6-8-93] 

7. The Permittee shall initiate the series of tests described below beginning in January 1994 to evaluate chronic whole 
eftluent toxicity of the discharge from outfall DO0 1. AU test species and quality assurance criteria used 
shall be in accordance with Short-term Methods for Estimating th F3 Chronic T xicitv of Effluents and Receiving 
Waters to Freshwater Organisms, EPA/600/4-89/001, or the m o s t e t i o n .  A standard reference toxicant 
quality assurance test shall be conducted concurrently with each species used in the toxicity tests and the results 
submitted with the discharge monitoring report (DMR). Alternatively, if monthly QNQC reference toxicant tests 
are conducted, these results must be submitted With the DMFL 

a The Permittee shall conduct a daphnid (CeriodaDhnia dubia) Survival and Reproduction Test and a Fathead 
Minnow @imeDhales momelas) Larval Swival and Growth Test These tests shall be conducted using a control 
(0% effluent) and one test concentration consisting of 100% d u e n t  (equivalent to the Receiving Water 
Concentration (RWC) of the effluent in the receiving water at cxitical conditions). The control water and efnuent 
used will be a moderately hard water as descn’bed in EPA/600/4-89/00 1, Section 7 (or most current 
edition).Unacceptable chronic toxicity will be demonstrated if either test results in a no observable effect 
concentration (NOEC) less than 100% effluent. All tests results shall be statistically analyzed according to 
Appendix H, EPA/600/4-89/001, or the most current edition. 

b. For each set of tests conducted, a mini” of three Merent 24-hour composite samples of final effluent shall 
be collected and used per the sampling schedule of Section 8.1.4.2, EPN600/4-89/001 (or the most current edition). 
All test solution shall be renewed daily. Iftest results do not meet the acceptability criteria of either Section 12, 
paragraph 12.10 or Section 10, paragraph 11.1 1, EPA/600/4-89/001 (or the most current edition), that test shaU be 
repeated. A chronic test will be considered valid only if the acceptabiity criteria referenced above are met 

c. If 100% mortality occurs in the RWC test concentration prior to the end of the test and control mortality is 
acceptable at that time, that test (including the control) shall be terminated with the conclusion that the sample 
demonstrates unacceptable chronic toxicity. 

d The toxicity tests specified above shall be conducted once every two months until 6 valid bimonthly tests have 
been completed, and once every 6 months thereafter for the duration of the pennit, unless noaed otherwise by the 
Deparment These tests are referred to as “routine” tests. 

4 
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Permittee: 
Usted Water Florida, hc. 
Jadrson~dls Heights WWTF 

Permit Number. - 0023671 
IssuanceDate: . -UT 
ExpirationDate: April 1, 1998 

e. 
the most current edition), and shall be submitted as an attachment to the discharge monitoring report The results 
shall be entered on the DMR in the following manner. 

Results from “routine” tests shall be reported according to EpA/600/449/001, Section 9, Report Preparation (or 

1. For the chronic test results, ifthe NOEC of a test species is less than 100% efEluent, ‘<100% shall be 
entered on the DMR for that species. If the NOEC of a test species is greater than or equal to 100% 
&uent, ‘>loo%’ shall be entered. 

f 
either test) is found in any sample of effluent the Permittee shall conduct two addi 
specie@) indicating unacceptable chronic toxicity. 
test acceptability Criteria specified under a and b. 
test shall begin within two weeks of the end of 
later. If either or both of these tests are invalid, 
valid tests are completed (e.g., if the W test is 
conduct tests until one or more test is valid). 
the “routine” test is still present 

If any such routhe screening tests indicate that unacceptable toxicity (a NOEC 1 

1. For “routine” tests with unacceptabl 
(Ceriodaohnia dubia) Survival and Reproducti 
and Growth multiconcentration tests, as appropriate. The tests will be conducted on a control, 100% 
effluent , and the following % ef€luent concentrations: 6.25%, 12.5%, 25.0%, and 50.0%. . 

g. Results from the additional deiinitive tests, required due to unacceptable acute toxicity in the “routine” tests, 
shall be submitted in a single report prepared according to EPA/600/4-89/001, Section 9, Report Preparation (or the 
most current edition) and submitted within 45 days of completion of the third additional, valid definitive test Upon 
review of the de6Lnitive toxicity test results, test concentrations may be modified by the Department to improve the 
statistical confidence of the analyses. In this case, the Permittee shall be ,notified and will have 30 days to comply 
with such changes. 

h For all tests conducted, a final efnuent sample must be used- 

[Rule 62-302.500(1)(d), FAC’ 

8. Florida water suality criteria and standards shall not be violated as a result of the discharge. [Chapter 62-600.500,6-8-931 

9. Field Testing, sample collection and presemtion, laboratory testing, including quality control procedures, and a l l  
record keeping shall comply with Chapter 62-160, FAC. Compliance of reported results shall be in accordance with 
Rule 62-4.246, FAC. Each effluent parameter has an applicable method detection limit m L )  and a practical 
quantitative limit (PQL) as follows: 

A N A L m  RECOMMENDED MDL TARGET PQL EPA METHOD 

Dissolved Oxygen 

Total chlorine residual 

100.0 

10.0 
200.0 

500.0 - _  

10.0 
200.0 

360.1 or 
360.2 
330.1 or 
330.5 

Units are microgram per liter 
Equivalent methods are subject to approvaI by the Department 
[62-4.246FAC, 630-951 

10. No later than sixty (60) days following permit date of issuance, effluent discharged by the subject facility shall be 
sampled and tested for the following: 

5 



Permit Numk ',0023671 
IssuanceDate: iAlT 
Expiration Date: April 1,1998 

a 
b. Organic nitrogen. 
c. Total nitrogen. 
d Orthophosphorus. 
e. Total phosphorus. 

An %hour flow proportioned composite sample shall be taken at least once every nin 
notice is received from the Department Test results (showing 
m a )  shall be submitted to the Department with the discharge 
which the samples were taken. [62-302.530(48) FAC, 8-8-94] 

Nitrite nitrogen (NO2-N) and nitrate nitrogen 0.1034). 

I 
I 
I 
I 

11. The effluent unionized ammonia content shall be determined es ( using total ammonia, 
perature shall also be 

Creek near the confluence of the 
scharge to the water quality of the 

with the quarterly nutrient 

pH, and temperature) and reported on the D 
recorded and reported in degrees centigrade 

stormwater drainage ditch outfall for maintaining data o 
surface water bociy. Monitoring shall be on a quarterly 
monitoring of the facility effluent discharge. The monit 

12. The Permittee shall continue regular monitoring of th 

1 
1 
I 
I 
I 
I 
I 
I 
I 
I 
E 

#I 
#2 
#3 

approximately 50 meters upstream of the confluence, mid point of creek 
approximately 0.25 miles d o w n s t "  of the confluence, mid point of creek 
Fishing creek at intersection with Wesconnett Boulevard, mid point of creek 

The parameters to be measured shall include the following: 

DO, pH, temperature, conductivity, salinity, Secchi Disk, -OD5, NH3-N, TKN, TP, tide stage, alkahity, 

Metered parameters (DO, pH, temperature, conductivity, salinity) shall be sampled at the surface, middepth and at 
the bottom. Grab samples at mid depth for the other parameters is adequate. The results of the benthic monitoring 
shall be submitted to the Northeast District mce. [62-#.240(3)(c), 4-30-951 
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U~~,ed Water Florida, Inc. 
Jacksonville Heights WWTF 

Ismar. Date: DRAFT 
Expiration Date: April I, 1998 

B. Final Surface Water Discharge Limits 
1. During the period beginning upon the completion and placing into service of the proposed U-V disinfection system and lasting through expiration date of 

this permit, the permittee is authorized to discharge emuent from Outfall DO01 to the unnamed ditch to Fishing Creek. Such discharge shall be limited and 
monitored by the permittee as specified below: 

~ 

. [62-600, 6-8-93] [62-60 1, 5-3 1-93][62-6.50, 1 1-27-89] [62-302, 8-8-94] [62-610.860, 4-2-90] 

Parameter I units 

I 

Carbonaceous Biochemical I 

I Emuent Limitations 

I 

Maximum 8 8 

Maximum 20 
See Permit Condition 1. €3 5. 

8-hour flow- 
Weekly composite Do01 
Weekly Grab Do01 

I I I I It 1 1 I I 6.0 to I 

Notes 
See I.B.4. 

See I. B. 12. 

See I.B.3. 

See I.B.10 
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I 'Permittee: Permit N u m ~ . :  KO023671 
United Water Florida, Inc. 
Jacksonville Heights WWTF 

IssuanceDate: D W  
ExpirationDate: April 1,1998 

2. Efluent samples shall be taken at the monitoring site locations listed in Permit Condition L B. 1. and as c i s m i  
below 

I 
I 
I 
I 3. Hourly measurement during the pericd of required operator attendance may be substituted for continuous meas"ent  

I 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

for pH [Chapter 62-601. Figure 2, Footnote I, 5-31-93] 

4. A recording flowmeter and totaker shall be utilized to measure flow. f62-601.20 

5. The arithmetic mean of the monthly fecal coliform values collected during 
100 mL of efnuent sample. The geometric mean of the fecal coliform val 
each collected on a separate day during a period of 30 coos 

cotifom values per 100 mL of sample. Any one sample sball 
sample. [62-600.440(4)(~), 6-8-93] 

6. The Permitt= shall initiate the series of tests d 
whole eEluent toxicity of the 
criteria used shall be in accor 
and Receiving Waters to Freshwater Organisms, EFA/600/4-89/001, or the most current edition A standard 
reference toxicant quality assurance test shall be conducted concurrently with each species used in the toxicity 
tests and the results submit&ed with the discharge monitoring report (DMR). Alternatively, if monthly QNQC 
reference toxicant tests are conducted, these results must be submitted with the DMR 

sample. No more than IO percent of the samples collected 1 

g in Janwy 1994 to evaluate chronic 

a. The Permittee shall conduct a daphnid (Ceriodaohnia dubia) SuIvival and Reproduction Test and a Fathead 
Minnow Pimeohales momelas) Larval Survival and Growth TesL These tests shall be conducted using a 
control (0% effiuent) and one test concentration consisting of 100% effhent (equivalent to the Receiving Water 
Concentration (RWC) of the efnuent in the receiving water at critical conditions). The control water and efDuent 
used will be a moderately hard water as descriibed in EPA/600/4-89/001, Section 7 (or most current 
edition).Unacceptable chronic toxicity will be demonstrated if either test results in a no observable effect 
concentration (NOEC) less than 100% eflluent All tests results shall be statistidy analyzed according to 
Appendix H, EPA/600/4-89/00 1, or the most current edition. 

b. For each set of tests conducted, a mini" of three Merent 24-hour composite samples of fmal ef3luent 
shall be collected and used per the sampling schedule of Section 8.1.4.2, EPA/600/4-89/001 (or the most current 
edition). All test solution shall be renewed M y .  If test resuits do not meet the acceptability criteria of either 
Section 12, paragraph 12.10 or Section 10, paragraph 11.11, EPA/600/4-89/001 (or the most current edition), 
that test shall be repeated A chronic test will be considered valid only if the acceptability criteria referenced 
above are met - _  

c. If 100% mortality OCNS in the RWC test concentration prior to the end of the test and control mortality is 
acceptable at that time, that test (including the control) shall be terminated with the conclusion that the sample 
demonstrates unacceptable chronic toxicity. 

-a d The toxicity tests specified above shall be conducted once every two months until 6 valid bimonthly tests 
have been completed, and once every 6 months thereafter for the duration of the permit, unless notified 
otherwise by the Department These tests are referred to as ''routine" tests. 
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Permittee: 
Unite6 Water Ron& Inc. 
Jacksonville Heights WWTF 

Permit Nurzl~er: FL0023671 
IssuanceDate: DRAFT 
ExpirationDate: April 1,1998 

e. Results from “routine” tests shall be reported according to EPA1600/4-89/001, Section 9, Report Preparation 
(or the most current edition), and shall be submitted as an attachment to the discharge monitoring report The 
results shall be entered on the DMR in the following manner. 

1. For the chronic test results, if the NOEC of a test species is less than 100% efEluen< ‘-400%’ shall be 
entered on the DMR for that species. If the NOEC of a test species is greater than or equal to 100% 
d u e n t .  ‘>loo%’ shall be entered. 

f. 
either test) is found in any sample of duent ,  the Permittee Shau conduct two additional chronic toxicity tests on 
the specie(s) indicating unacceptable chronic toxicity. For each additional 
requirements and test acceptability criteria med under a and b 
considered valid The lira test shall begin within two weeks of the 
shall be conducted two weeks later. If either or both of these tests 
conducted every two weeks until two valid tests are 
nos the permittee shall continue to conduct tests un 
used to 

1. For uroutine” tests with unaccep 
(Ceriodauhnia dubia) Survival an 

E any such routine screening tests indicate that unacceptable toxicity (a NOEC less than 100 % d u e n t  in 

ests, and the second test 

tests wi l l  be condukted on a 
: 6.25%, 12.5%, 25.0%, and 

g. Results fiom the additional definitive tests, required due to unacceptable acute toxicity in the “routine” tests, 
shall be submitted in a single report prepared according to EPA/600/4-89/001, Section 9, Report Preparation (or 
the most current edition) and submitted within 45 days of completion of the third additional, valid definitive 
test. Upon review of the dehitive toxicity test results, test concentrations may be modified by the Department 
to improve the Statistical confidence of the analyses. In this case, the Permittee shall be notifed and will have 
30 days to comply with such changes. 

h For all tests conducted, a W d u e n t  sample must be used. 

[Rule 62-302.500(1)(i$, FA C] 

7. 

8. 

9. 

Florida water quality criteria and standards shall not be violated as a result of the discharge. [62-600.500,6-8-931 

Field Testing, sample collection and preservation, laboratory testing, including quality control procedures, and 
all record keeping shall comply with Chapter 62-160, FAC. Compliance of reported d t s  shall be in 
accordance with Rule 624.246, FAC. Each effluent parameter has an applicable method detection limit (MDL) 
and a practical quantitative limit (PQL) as follows: 

RECOMMENDED MDL TARGETPQL EPAMETHOD AN” 

Dissolved Oxygen 100.0 500.0 360.1 or 

Units are microgram per liter 
Equivalent methods are subject to approval by the Department 

360.2 

r62-4.246 FA C, 4-3 0-951 
- -  

No later than sixty (60) days following permit date of issuance, effluent discharged by the subject facility shall 
be sampled and tested for the following: 
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I 'Pennittee: Permit Numu&: E0023671 
United Water Florida, Inc. 
Jacksonville Heights WWTF 

a 
b. Organic nitrogen. 
c. Total nitrogen. 
d Orthophosphorus. 
e. Total phosphorus. 

IssuanceDate: DRAFT 
Expiration Date: April 1,1998 

Nitrite nimgen (NO2-N) and nitrate nitrogen (NO3-N). I 
I 
c 
I 
I 
I 
I 
I 
I 
I 
I 
c 
I 
I 
I 
I 
I 

An 8-hour flow proportioned composite sample shall be taken 
notice is received from the Department Test results (showing 
m a )  shall be submitted to the Department 
which the samples were taken. [62-302.530(48), 84-94] 

10. The efnuent unionized ammonia content shall be determined 
amnohi& pH, and temperature) and reported on the Dischar 
shall also be recorded and reported in de 

11. The Permittee shall continue regular monito 
stormwater drainage ditch outfall for 
surface water body. Monitoring shalI be on the quarterly nutrient 
monitoring of the facility effluent discharge. 

to the water quality of the 

#I 
#2 
#3 

approximately 50 meters upstream of the coofluence, mid point of creek 
approximately 0.25 miles d o w "  of the confluence, mid point of creek 
Fishing creek at intersection with Wesconnett Boulevard, mid point of creek 

The parameters to be measured shall include the following: 

DO, pH, temperature, conductivity, salinity, Secchi Disk, CBODs, NH3-N, TKN, TP, tide stage, alkalinity, 

Metered parameters (DO, pH, temperature, wnductivily, salinity) shall be sampled at the surface, middepth and 
at the bottom. Grab samples at mid depth for the other parameters is adequate. The results of the benthic 
monitoring shall be submitted to the Northeast District OfIice. [62-4.240(3)(~), 4-30-951 

12. This facility utilizes an ultraviolet disinfection system. Tbis W system shall be monitored on a daily basis and 
the intensity and unit operation shall be vefied. The operation and maintenance shall be performed on a 
regular basis in accordance with the manufacturer recommended fhctor of safety. Routine cleaning and bulb 
replacement practices shall be maintained. [ 62-600.440(4)@), 6-8-93] 
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Permittee: 
United Water Florida, Inc. 
Jacksonville Heights WWTF 

Permit Number: FL0023671 
Issuance Date: DRAFT 
Expiration Date: April 1, 1998 

C. Other Limitations and Monitoring and Reporting Requirements 

1.  During the period beginning on the issuance date and lasting through the expiration date of this permit, the treatment facility shall be limited and monitored 
' 

by the permittee as specified below: 

[ I  7-601.300(1), 5-31-93] 

1 1  
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Permittee: 
United Water Florida., Jnc. 
Jacksonville Heights WWTF 

Pexmit I~umber: FL0023671 
fssuanceDate: DRAFT 
ExpirationDate: April 1, 1998 

2. Samples shall be taken at the monitoring site locations listed in Permit Condition L 

1 Monitoring Location Site 

1. and as described below: 2 
Number 

k IO0 1 I Followinp;preli“ry 

3. Influent samples shall be collected so that they do nc 
other plant process recycled waters. [62-60 

4. All flow measuring device(s) shall be caIi 
931 

f 

Descrintion of Monit 

atant or retum activated sludge, or any 

kually. [62-601.500(6) and 62-601.200(1~, 5-31- 

5. Parametem which must be mooitored as a result of a sraface water discharge shall be analyzed using a s~~Eciently 
sensitive method m acundance with 40 CFRPart 136. [62-620.610(18), 11-29-94] 

6. The permittee shall provide safe access points for obtaining representative influen& reclaimed water, and efEluent 
which are required by this permit [62-601.500(5), 5-31-93] 

7. During the period of operation authorized by this permi& the permittee shall complete and submit to the Department 
on a monthly basis a Discharge Monitoring Report om), Form 62-620.910(10), for each outfall, discharge point, 
and reuse system wed in Item(s) LA. and IB. above. The Dh4R shall include the test r d t s  for the parameters 
requtred to be sampled on the attached DMR form The DMR shall be submitted to the Department by the twenty- 
eighth (28th) of the month following the month of operation at the address d e d  below: 

Florida Department of Environmental Protection 
Wastewater Facilities Regulation Section, Mail Station 355 1 
Twin Towers Office Building 
2600 Blair Stone Road 
Tallahassee, Florida 32399-2400 

l62-620.6 10(18),11-29-94] f 62-601.300(1),(2), and (3), 5-31-93] 

8. Unless spec54 othmvise in this +mi& all reports and notifications requred by this permit, including 24-hour 
notifications, shall be submitted to or reported to, as appropi&, the Depiment’s Northeast District CEce at the 
address specified below: 

Florida Department 0 f E ” e n t a I  Protection 
Northeast District Office 
7825 Baymeadows Way, Suite B200 
Jacksonville, Florida 32256-7577 

- _  Phone Number - (904) 448-4330 
F A X  Number - (904) 4484366 

IL Residuals Management Requirements 

Basic Managentent Requirements 

1.‘ The method of residuals use or disposal by this facility is land application. 

2. Land application of residuals shall be in accordance with the conditions of this permit and the requirements of 
Chapter 62440, F.AC. [62-640. 3-1-91] 

12 
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Permittee: 
United Water Florida, Inc. 
Jacksonville Heights WWTF 

3. 

4. 

5 .  

6. 

Pennil - .,,unber: FL0023671 
IssuanceDate: DRAFT 
ExpirationDate: April 1,1998 

The domestic wastewater residuals for this facility are ciassified as stabilization Class B. 

The wastewater treatment facility permittee shall be responsiile for proper handling, use, and disposal of its 
residuals and will be held responsible for any disposal violations that occur unless the permittee can 
demonstrate that it has delivered residuals that meet the che 

The permittee shall sample and analyze the residuals All samples shall be 
disposal. Sampling 

publication -POW 
IS shall be sampled and 

Total Nitrogen (Report only) % dry weight Not applicable 

Total Phosphorus (Report only) % dry weight Not applicable 

Total Potassium (Report only) % dry weight Not applicable 

cadmium 100 mgkg dry weight ’ 4.4 pounds /acre 

125 pounddame 3000 mgkg dry weight 

Lead 1500 mgkg dry weight. 500 pounddacre 

Nickel 500 mgkg dry weight 125 pounddame 

250 pounddacre 

Not applicable 

10,000 mgkg dry weight 

(Report only) standard units 
i 

Total Solids (Report only) % Not applicable 

A copy of the analyses shall be submitted with the discharge monitoring report 

[62-640.700(1)(a), (b), (e), and a; (2); 3(e); and (4)a and 62-640.500(Y)(i$, 3-1-91] 

Florida water quality criteria and standards shall not be violated as a result of land application of residuais 
~62-640. ~ o o ~ ) ( c ) ,  3-I-911 

Agriculauol Sites 

7. - Class B residuals shall not be used on unrestricted access areas. [62-640.600(@@), 3-1-91] 
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Permittee: 
United Water Florida, Inc. 
Jacksonville Heights WWTF 

Permit A .umber: FL.0023671 
IssuanceDate: DRAFT 
Expiration Date: A p d  1,1998 

8. Class B residuals application shall be in accordance with the Agricultural Use Plan approved by the 
Department for this facility. [62-640.300(1), 3-1-91] 

9. Root crops, and fruits and vegetables which touch the soil and which are to be consumed raw shalI not be 
grown on the application site for 18 months after the last application of Class B residuals. [62-640.600(6)(~), 
3- 1-9 I ] 

10. Fruits and vegetables which do not touch the soil and which are to be consumed raw shall not be harvested 
from the application site for 30 days following the last 
which do not come in contact with the residuals due to 
does not apply to orchard tree crops 
1-91] 

11. Pasture vegetation on the applicatio 
the last application of Class B residuals. [62-640.600(6) 

12. The public shall be restricted 6rom the application e last application of Class B 
residuals. [62-640.600(6)@, 3-1-91] 

13. The wastewater treatment facility permittee s or permit revision on DEP Form 62- 
lication sites. The facility’s permit shall be 
prior to application of residuals to the new, 

620.910(9) for new, modified, or exp 
revised to include the new or revised 
modified, or expanded sites. The 
following sites: 

r62-620.330, 11-29-94] 

14. Annual residuals application rates shall not exceed the agronomic rates based on the nitrogen requirements of 
the site vegetation in accordance with the approved Agricultural Use Plan. [62-640.700(3)(~, 3-1-91] 

15. Residuals shall be applied with techniques and equipment to assure uniform application over the site. [62- 
640.700(3)(n), 3-1-91] 

16. The pH of the domestic wastewater residuals soil mixture shall be 6.5 or greater at the time domestic 
wastewater residuals are applied. At a mini”, testing shall be done mually. [62-640.700(3)(&), 3-1-91] 

I 
1 7. The agricllltural use plans identifying the Maguire (as per agricultural-& pIan feceived April 12,1995), 

Higgenbotham (as per agricultural use plan received July 18,1995), and Kennedy (as per agricultural use plan 
received July 18,1995) sites are hereby incorporated as a part of this permit The permittee shall provide 
ann& updates to the Agricultural Use Plans; including the following: 

a A summary of the total domestic wastewater residuals, nitrogen, and heavy metals applied on an annual 
- basis for each specific area of application within the total application area 

14 



I 
I 
I 
E 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Permittee: 
United Water Florida, Inc. 
Jacksonville Heights XWTF 

Permit  umber: FLOOD671 
IssuanceDate: DRAFT 
ExpirationDate: April I, 1998 

b. The heavy metals and nitrogen application rates and the cumulative totals applied by aLl other wastewater 
facilities that utilize the same portion of the land application site (as the subject WWTP) for disposal of 
domestic wastewater residuals for each specific area of application within the total application a r a  

c. The pH of the residualdsoils mixture for the land application site. 

d. The above specified information shall be current to within e (45) days of the date of submittal. 

on rates on DEP Form 62-640.900(3) 
e Department or the appropriate Local 

18. The permittee shall maintain records of application areas 
and shall have these records available for inspection u 
Environmental Program (WQD). These recor 

a Date of application of the residuals, 
b. Location of the residuals app 
c. Amount of residuals applied 
d Identil3cation of specific 
e, Methodofinco 
f. Water table lev 
g. Concentration 

The Department resews the ri 
analysis, an updated agricultural use plaq or an inspection of the land application site do not provide 
reasonable assurance of compliance with Chapter 62-640, FAC. 

. .I 

duals were applied and acreage of that area, 

s in the residuals, percent solids, and date of last analysis. 

h i i t  land application of domestic Wastewater residuals if a test 

[62-640.700(3)(e) and (pl, 3-1-91] 

IIL Groundwater Monitoring Requirements - Not Applicable 

IV. Additional Reuse and Land Application Requirements - Not Applicable 

V. Opemtion and Maintenance Requirements 

Staffmg Requirements 

1. During the period of operation authorized by this permi< the wastewatk facilities shaU be operated uuder the 
supervision of a(n) operator@) certSed in accordance with Chapter 61E12-41, F.A.C. In accordance with Chapter 
62499, FAC., this facility is a Category I, Class B facility and, at a minjmurn, operators with appropriate 
cert5cation must be on the site as follows: 

A Class C or higher operator 8 h o d d a y  for 7 daydwek The lead operator must be a Class B operator, or higher. 

The 8 hodday attendance period is reduced hm 16 hourdday because the on-site Supervisary Control and Data 
A c e t i o n  (SCADA) system complies with the requirements of 62499.3 11(3), - _  FAC. 

f62-699, 5-20-941 [62-620.630(3”, 11-29-94] f 62-699.31 0,5-2&92] 

2. The lead operator shall be on duty for one full shift each duty day. A certified operator shall be on-site and in 
charge of each required shift and for periods of required stafting time when the lead operator is not on-site. A 
c e d e d  operator shall be on call during periods the pknt is unattended. [62-699.311(1 O), (5). m d  (I), 5-20- 
-921 

Capacity Analysis Report and Operation and Maintenance Performance Report Requirements 

15 



Permittee: 
United Water Florida, hc. 
Jacksonville Heights WWTF 

Permit Number FL0023671 
IssuanceDate: DRAFT 
ExpirationDate: April 1,1998 

3. An updated capacity analysis report shall be submitted to the Department annually by July 1st of each year. The 
updated capacity analysis report shall be prepared in accordance with Rule 62-600.405, F.A.C. [62-600.405(5), 6-8- 
931 

4. The application to renew this permit shall include a detaiied operation and maintenance performance report prepared 
in accoTdance with Rule 62-600.735, F.AC. [62-600.735(I), 6-8-93] 

Recordkeeping Requirements 

5. The permittee shall maintain the following records and make th 
faciliry 

a. Records of all compli and maintenance records and all 

r inspection on the site of the permitted 

d a co y of the laboratory certification P original strip chart recordings for co 
showing the cemfication number of 
measurement was 

Copies of all reports re 

Records of all data, includin 
three years h m  the date the 

thedate the sample or 

b. 

c. 

three years &om the date the report was prepared, 

, used to complete the application for the permit for at least 

d Monitoring information, including a copy of the laboratory certification showing the laboratory d c a t i o n  
number, related to the residuals use and disposal activities for the time period set forth in Chapter 62640, 
F.A.C., for at least three years &om the date of sampling or measraemens 

e. A copy of the current permit; 

E A copy of the current operation and maintenance manual 8s required by Chapter 62400,. FAC.; 

g. A copy of the facility record drawings; 

h 

i. 

Copies of the licenses of the current certified operators; and 

Copies of the logs and schedules showing plant operations and equipment maintenance for three years firom the 
date of the logs or schedules. The logs shall, at a d u m ,  include identification of the plant; the signature and 
certification numbex of the operator@) and the signature of the person@) making any entries; date and time in and 
out; specific operation and maintenance activities; tests performed and samples takm, and major repairs made. 
The logs shall be maintained on-site in a location a-ile to 24-hour inspction, protected &om weather 
damage, and current to the last operation and maintenance perfonned. 

[62420.350,11-29-94][61E1241.010(I)(e), 11-02-93] 

VL Compliance Schedules and Self-imposed Improvement Schedules 

1. 

- 

The following consbuction schedule for the construction of the proposed 2.5 MGD U-V disinfection system shall be 
followed, unless notdication of a schedule revision is provided to the Department: 

[62-620.450(3)(a), II-29-94] 

YILIndustrial Pretreatment Program Requirements -Not Applicable 

16 
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Permittee: 
united WaterFlorida, Inc. 
Jacksonville Heights WWTF 

Permit .dnber: FL0023671 
IssuanceDate: DRAFT 
Expiration Date: April 2,1998 

V I E  Other Specific Conditions 

I. Prior to placing the proposed 2.5 MGD U-V disinfection system into operation for any purpose other than testing for 
leaks and equipment operation, the permittee shall complete and submit to the Deparhnent DE2 Form 62- 
620.9 10(12), Notification of Completion of Constauction for Domestic Wastewater Facilities. [62-620.630(2), 11-29- 
941 

2. Within six months after a facility is placed in operation, the permittee shall provide written certScation to the 
Department on Form 62-620.910(13) that record drawings-pursuant to Chapter 62600, F.A.C., and that an operation 
and maintenance manu1 pursuant to Chapters 62400 and 62410, F.A.C., as applicable, are available at the location 
specified on the form [ 62-620.630(7), 11-29-94] 

3. If the permittee wishes to conhue operation of this wastewater facility after the expikition date of this permit, the 
permittee shall submit an application for renewal, using Department Forms 62-620.910(1) and (2), no later than one- 
hundred and eighty days (180) prior to the expiration date of this permit [62-620.410(5), 11-26-94] 

4. n e  facilities shall comply with any conditions that the secretary&v (united states b v  corps of 
Engineers) considers necessary to ensure that navigation and3 

c 620.620(1)(@. 11-29-94] 

5. In the event that the treatment facilities or equip-o 1 
public health and safety, or odor, noise, aerosol d 
levels prohibited by Rule 62-600.400(2)(a~ 
modi6cations of the permitted facilitiq 
ensure compliance with rules of t h h  

6. The d e h i t e  introduction 04 
introduction (and conveyance) 
coUection/transmission systems c 
domestididustrial wastewater in z o u n t s  which may reduce the efficiency of pollutaut mnoval by the &eatmat 
plant is prohibited. [62-604.130(3), 5-31-93] 

ded, are no long& safe in tenns of 
ts neighboring developed areas at the 

may include additional maintenance or 
er corrective action may be required to 

collect id^ . ion systems designed solely for the 
a*, or the delihate introduction of stormwater into 

hon or conveyance of combinations of storm and 

7. Collectiodhlsrms . sion system overflows shall be reported to the Department in accordance with Permit Condition 
E. 20. [62-604.550, S-31-931 [62-620.610(20), II-29-94] 

8. The acceptance, by the operating authority of a collectiodtransmission system or by the pennittee of a treatment plank 
O~COMCX~~OIE of wastewater discharges which have not received necessary pretreatment or which contain materials or 
pollutants (other than normal domestic wastewater constituents): 

a. Which may cause fire or explosion hazards; or 

b. Which may cause excessive corrosion or other deterioration of wastewater facilities due to chemical action or pH 
levels; or 

Which are solid or viscous and obstruct flow or othexwise intafere with wastewater fa&q Operations or 
treat men^ or 

- _  
c. 

d. Which fesult m treatment plant discharges having temperatures above 4OoC 

is prohibited. - .  

[62-604.130(4), 5-31-93] 
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Permittee: 
united water Florida, Inc. 
Jacksonville Heights WWTF 

Pernu. -.aber FL0023671 
IssuanceDate: DRAFT 
Expiration Date: April 1,1998 

9. 'Ihe treatment facility shall be enclosed with a fence or o t h d s e  provided with features to discourage the entry of 
animats and ~nauth~riZed  person^. [62-600.400(2)@), 6-8-93] 

10. Screenings and grit removed hm the wastewater facilities shall be collected in suitable containers and hauled to a 
DepartmGt approved Class I landfill or to a landfill approved by the Department for 
and grit [62-7.540, 12-10-85] 

1 1. The permittee shall provide adequate notice to the Department of the follo 

Any new infmiuction of pollutants into the facility firam an 
Chapter 403, F.S., and the requirements of Chapter 62620 
poUutants; and 

Any substantial change in the volume or c 
which was identified in the permit applica 

Adequate notice shall include information on th 
anticipated impact of the change on the quanti 

a 

b. 

of effluent introduced into the facilityand any 
or reclaimed water to be discharged fiom the 

facility. [62-620.625(2), 11-29-94] 

E. General Conditions 

1. The terms, conditions, requirements, limitations and restxictions set forth m this permit are binding and enforceable 
pursuant to Chapter 403, Florida Statutes. Any permit noncompliance constitutes a violation of Chapter 403, Florida 
Statutes, and is grounds for enforwment action, permit termination, permit revocation and reissuance, or permit 
revision [62-620.610(1), 11-29-94] 

2. This permit is valid only for the specific processes and operations applied for and kdicated in the approved drawings 
or exhibits. Any unauthorized deviations h m  the approved drawings, exhibits, specScations or conditions of this 
permit constitutes grounds for revocation and enforcement action by the Department [62-620.610(2), 11-29-94] 

3 .  AS provided in Subsection 403.087(6), F.S., the issuance of this permit does not convey any vested rights or any 
exclusive privileges. Neither does it authorize any injury to public or private property or any mwsion of personal 
rights, nor authorize any infringement of federal, state, or local laws or regulations. This permit is not a waiver of or 
approval of any other Department permit or authorization that may be requked for other aspects of the total project 
which are not addressed in this pennit [62-620.610(3), 11-29-94] 

4. 'Ibis permit conveys no title to land or water, does not constitute state recognit;on or acknowledgment of title, and 
does not constitute authority for the use of submerged lands unless herein provided and the necessary title or leasehold 
interests have been obtained b the State. M y  the Trustees of the Intend Improvement Trust Fund may express 
State opinion as to title. [62-620.610(4), 11-29-94] 

5 .  This permit does not relieve the permittee &om liability and penalties for harm or injury to human health or welfare, 
animsl or plant life, or property caused by the construction or operation of this permitted so=, nor does it allow the 
pennittee to cause pollutim m conbventim of Florida Statum and -ent rules, unless Speciscally authorized 
by an o r d e r h  the Department The pennittee shall take all reasonable steps to "he or prevent any discharge, 
reuse of reclaimed water, or residuals use or disposal in violation of this permit which has a reasonable Ihl&d of 
adversely affeCting human health or the environment It shall not be a defsnse for a permittee in an enforcement action 
that it would have been necessary to halt or reduce the permittedactivity in order to maintain wmpliance with the 
aditio= ofthis permit [62-620.610(5), I 1-29-94] 

6. Ifthe permittee wishes to continue an activity regulated by this permit after its expbation date, the p e d e  shall 
apply for and obtain a new permit [62-620.610(6), 11-29-94] 
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Permittee: 
United Water Florida, Inc. 
Jacksonde Heights WWTF 

Permit ,*umber KO023671 
IssuanceDate: DRAFT 
ExpirationDate: April 1,1998 

I 

7. 

8. 

9. 

10. 

11. 

12. 

13. 

14. 

The permittee shall at all times properly operate and maintain the Eacility and systms of treabnent and control, and 
related appurtenances, that are installed and used by the pennittee to achieve compliance with the conditions of this 
permit This provision includes the operation of backup or auxiliary facilities or similar systems when necessary to 
maintain or achieve compliance with the conditions of the permit [62-620.610(7), 11-29-94] 

This permit may be modiied, revoked and reissued, or terminated fo 

noncompliance does not stay any permit condition [62-620.610(8), 

The permittee, by accepting this permit, specifically agrees to allow auth 
authorized repsentathe of the Department and authorized EPA 
credentials or other documents as may be required by law, and at 
concern being investigated, to: 

a. 

request by the permittee 
for a permit revision, revocation and reissuance, or termination, or a changes or anticipated 

g'ipon the natuxz of the 

Enter upon the permittee's premises wher 
where records shall be kept under the Conditions 

or activity is located or conducted, or 

b. 

c. 

Have access to and copy any records that s ditions of this permit; 

Inspect the facilities, equipment, practices, or o ated or required under this pennit; and 

d Sample or monitor any substances or parameters at any location necessary to assure comp&ce with this permit 
or Deprtment rules. 

f62-620.610(9), 11-29-94] 

In accepting this permit, the permittee understands and agrees that all records, notes, monitoring data, and other 
idormation relating to the construction or o p t i o n  of this permitted source which are submitted to the Department 
may be used by the Deparlment as evidence in any enfincement case involving the permitted source d i n g  under the 
Florida Stalxtes or Department d e s ,  except as such use is proscribed by Section 403.11 1, Florida Statutes, or Rule 
62620.302, Florida Administrative Code. Such evidence shall only be used to the extent that it is consistent with the 
Florida Rules of Civil procedure and applicable evidentiary d e s .  [62-620.610(10), 11-29-94] 

When requested by the Departmen4 the permittee shall within a reasonable time provide any information required by 
law which is needed to determine whether there is cause for revising, revoking and reissuing, or terminating this 
permit, or to determine compliance with the pexmit The permittee shall also provide to the Department upon request 
copies of records required by this pennit to be kept If the permittee becomes aware of relevant facts that were not 
submitted or were incorrect in the permit application or in any report to the Department, such facts or information 
shall be promptly submitted or corrections promptly reported to the Deprtment [62-620.610(11), 11-29-94] 

Unless specifically stated otherwise in Department rules, the pennittee, in accepting this pennif agrees to comply 
with changes m Department rules and Florida Statutes after a reasonable time for compliance; provided, however, the 
permittee does not waive any other rights pnted by Florida Statutes or Depaxtment rules. A reasonable time for 
complianoe with a new or amended staface water quality standard, other than those standards addressed in RuIe 62- 
302.500, FAC., shall include a reasonable time to obtain or be denied a mixi& zone for the new or amended 
~taadard [62-620.610(12), 11-29-94] 

The &tke, in accepting this @r, agrees to p y  the applicable regulatory program and surveillance fee in 
a&ce with Rule 62-4.052, F.A.C. [62-620.610(13), 11-29-94] 

'Ihis permit is txansferable only upon Deparknent approval in accordance with Rule 62620.340, F A C .  ?he 
peainittee shall be liable for any noncompliance of the permitted activity until the transfer is approved by the 
Department [62-620.610(14), 11-29-94] 
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15. The permittee shall give the Department written notice at least 60 days before inactivation or abandonment of a 
wastewater facility and shall specify what steps will be taken to safeguard public health and safety during and 
following inactivation or abandonment [62-620.610(15), 11-29-94’ 

16. The pennittee shall apply for a revision to the 
62420.420 or 62620.450, F.AC., as applicable 
m&cations to the pennitted facility is to commence 
permitted facility. A revised permit shall be obtained 
62620.300, F.A.C. p-620.610(16), 11-29-94] 

17. The permittee shall give advance notice to the Department permitted facility or activity 
which may result in noncompliance with permit 
damages which may result from the changes and 
or revocation of this permit The notice shall incl 

a. A description of the anticipated noncompliance; 

I b. The period of the anticipated noncompliance, including dates and times; and 

I 
I 
I 
I 
I 

c. Steps being taken to prevent future of the noniompliance. 

[62-620.610(17), 11-29-94] 

18. Sampling and monitoring data shall be collected and analyzed h accordance with Rule 624.246, Chapters 
62-160 and 62-60 1, F.A.C., and 40 CFR 136, as appropriate. 

a. Monitoring results shall be reported at the intervals d e d  elsewhere in this pennit and shall be reported on a 
Discharge Monitoring Report (DMR), DEP Form 62420.910(10). 

b. If the permittee monitors any contaminate more frequently than required by the permis using Deparbent 
approved test pmcedures, the results of this monitoring shall be included in the calculation and reporting of the 
data submitted in the DMR 

c. Calculations for all limitations which require averaging of measurements shall use an arithmetic mean unless 
orhexwise specitied in this permit 

d Any laboratory test required by this permit for domestic wastewater facilities shall be performed by a laboratory 
that has been d e d  by the Department of Health and Rehabilitative Services @HRS) under Chapter 1OD41, 
F.AC., to perform the test On-site tests for dissolved oxygen, pH, and total chlorine residual shall be performed 
by a laboratory d e d  to test for those parameters or under the direction of au operator d e d  under Chapter 
61E1241, F.A.C. 

e. Under Chapter 62-160, F.A.C., sample collection shall be prfonned by following the protwois outlined in “DER 
Standard Operating procedures for Laboratory Operations and Sample Collection Activities” (DER-QA-00 1/92). 
Alternatively, sample collection may be performed by an organization a o  has an approved Comprehensive 
Quality Assurance Plan (CompQAP) on fie with the Deparhnent The CompQAP shall be approved for 
collection of samples from the required matrices and for the re- tests. 

[62-620.610(18), 1 I-29-94] 

19. Repoas of compliance or noncompliance with, or any progress reports on, m& and h a l  reqykments contained in 
- e y  compliance schedule detailed elsewhere in this pennit shall be submitted no later than 14 days following each 
schedule date. [62-620.610(19), 11-29-94] 
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klmittee: 
United Water Florida, Inc. 
Jadcsonville Heights WWTF 

Permit number: FL0023671 
IssuanceDate: DRAFT 
ExpirationDate: April 1,1998 

20. The permittee shall report to the Department any noncompliance which may endanger health or the environment Any 
idormation shall be provided orally within 24 hours from the time the permittee becomes aware of the circumstances. 
A written submission shall also be provided within five days of the time the pexmittee becomes aware of the 
circumstances. The written submission shall umtain. a description of the noncompliance and its cause; the period of 
noncompliance including exact dates and time, and if the noncompliance has not been corrected, the anticipated time 
it is expected to continue; and steps taken or planned to reduce, eiiminate, and prevent recurrence of the 
noncompliance. 

a. The following shall be included as information which must be reported within 24 hours m 

1. Any unanticipated bypass which causes any reclaimed water or effluent to 
results in an upemitted discharge, 

2. 

3. 

Any upset which causes any reclaimed water or the 

Violation of a maximum daily discharge limitatio- 
for such notice, and 

4. Any unauthorized discharge to sraface or ground7 

cally listed in the permit 

b. Ifthe oral report has been received within 24 hours, the noncompliance has been comted, and the 
noncompliance did not endanger health or the environmenk the Department shall waive the &itten repon 

[62-620.610(20), 11-29-94] 

21. The permittee shall report all instances of noncompliance not reported under Permit Conditions IX. 18. and 19. of this 
permit at the time monitoring reports are submitted This report shall contain the same information requrred by Pennit 
Condition E. 20 of this permit [62-620.610(21), 11-29-94] 

22. BypassPro~ions. 

a. Bypass is prohibited, and the Department may take enforcement action against a pennittee for bypass, unless the 
permittee affirmatively demonstrates that 

1. Bypass was unavoidable to prevent loss of life, pers0~1 injury, or severe property damage, and 

2. There were no feasible alternatives to the bypass, such as the use of auxilkry treatment facilities, retention of 
mtreated wastes, or maintenance during ncxmal periods of equipment downtime. This condition is not 
satisfied if adequate back-up equipment should have been installed in the exercise of reasonable engineering 
judgment to prevent a bypass which occurred during normal periods of equipment downtime or preventive 
maintenance; and 

3. The permittee submitted notices as r e q u i d  under Permit Cadition E. 22. b. of this permit 

b. If the pennittee knows in adsance of the need for a bypass, it shall SUM€ prior notice to the Departmen4 if 
possible at least 10 days before.the date of the bypass. The permittee shall submit notice of an unanticipated 
bypass within 24 hours of leaning about the brpass as required in P d t  Condition M. 20. of this pennit A 
notice shall include a description of the bypas and its cause; the period of the bypass, including exact dates and 
times; if the bypass has not been corrected, the anticipated time it is expected to continue; and the steps taken or 
planned to reduce, eliminate, and prevent r e c m c e  of the bypass. 

c. . The Department shall approve an anticipated bypass, after cansidering its adverse effect, ifthe permittee 
demonstrates that it will meet the three conditions listed in Permit Condition IX. 22. a. 1. through 3. of this 
peimit 
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P.srmittee: 
United Water Florida, Inc. 
Jacksonville Heights WWTF 

P e d L  ..rlmber: E0023671 
IssuanceDate: DRAFT 
Expiration Date: April 1,1998 

d. A penSinee may allow any bypass to occur which does not cause reclaimed water or effluent limitations to be 
exceeded ifit is for essential mainteaance to assure efficient operation These bypasses are not subject to the 
provisions of Permit Condition E. 22. a through c. of this permit 

23. Upset Provisions 

a. A permittee who Wishes to establish the a b t i v e  defense of upset shall demonstrate, through properly signed 
coritanpo~eous operating logs, or other relevant evidence thak 
1. An upset occurred and that the permittee can identify the caue(s) of the upsec 
2. The permitted facility was at the time b e q  properly aperate4 
3. The permittee submitted notice of the upset as required in Permit Condition IX 20. of this permis and 
4. The permittee complied with any remedial measures re@ under Permit Condition IX 5. of this permit 
In any enforcement proceeding, the permittee seeking to establish the occurrence of an upset has the burden of 
proof 
Before an enforcement proceeding is instituted, no representation made during the Department review of a claim 
that noncompliance was caused by an upset is final agency action subject to judicial review. 

- 

b. 

c. 

[62-620.6l0(23), 11-29-94] 

Executed in Jacksonville, Florida. 

STATE OF FLORIDADEPARTMENT 
OF ENVIRONMENTAL PROTECTION 

Jerry Mi &en, P.E. 
Water Facilities Administrator 

CERTlFICATE OF SERVICE 

The undersigned duly designated deputy clerk hereby certifies that this NOTICE OF PERMIT TRANSFER and al l  copies 
were mailed by cert5ed mail before the close of business on ,1995 to the listed persons. 

I 
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FACT SHEET 
FOR 

STATE OF FLORIDA DFSARTMENT OF ENVIRONMENTAL PROTECTION 
DOMESTIC WASTEWATER FACILJTY PE- 

Permit Number. FL0023671 

Permit Writer. David J. Bolam, P.E. 

1. SYNOPSIS OF APPLICATI 

a. 

b. 

C. 

d. 

Name and Address of AoDlicant 

Philip Heil, Vice President 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

Jacksonville Heights WWl'F 
5957 Tampico Road 
Jacksonville, Florida 32244 

Twe of Facilitv 

Application Date: July 17,1995 

Application Complete: August 25,1995 

Public Notice Date: 

Domestic Wastewater Treatment Plant 
privately-owned treatment works 
Standard Industrial ClassScation Code: 4952, 

Facilitv Cauacitv 

Existing Design Capacity: 
Proposed Increase in Design Capacity: 
Proposed Total Design Capacity: 

2.50 MGD AADF 
0.00 MGD AADF 
2.50 MGD AADF 

Existing Permitted Capacity: 
Proposed Increase in Permitted Capacity: 
Proposed Total Permitted Capacity: 

2.50 MGD AADF 
0.00 MGD AADF 
2.50 MGD AADF 

D&DtiOn of Facilities 

To operate a 2.50 MGD W F  conventional activated sludge-wastewater treament 
plant with vortex grit rwnoval, dual 125 MGD AADF Sanitaire activated sludge unit 
processes operated in parallel, secondary clarification, tertiary sand filtration (traveling 
bridge type) with the h d  disinfected and dechlorinated effluent discharged to a 
stormwater drainage ditch that flows to Fishing Creek (Class III waters). Wastewater 
treatment plant residuals are stabilized by aerobic digestion prior to hauling to a land 
application site. 
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Jacksonville Heights W . . 
FL.0023671- Fact Sheet 

Proposed improvements to the facility include the construction of a 2.5 MGD AADF U- 
V disinfection system to replace the existing chlorine disinfecton and dechlorination 
systems. The existing chlorine contact chamber wiU be decommissioned 

e. ADDliCmt'S Effluent Diwsal and Reuse Locatiods) 

Surface Water Discharge: An existing 2.50 

See Attachment 1 for a 
and discharge Iocation. 

f. 

outfall Serial Number DO0 1: 

Annual Average Daily Flow (MGD): 2.5 

pH Range (Standard Units): 6.0 to 8.5 

Pollutants which are present in signiscant quantities or which are subject to eftluent or 
reclaimed water limitations are as follows: 

-2- 
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Jaclrsonville Heights W ! 

FL.0023671- Fact Sheet 

2. PROPOSED EFFLUENT LIMITATIONS 

Outfall Serial Number DO0 1: 

Parameters Eftluent or Reclaimed Water Limitations 1 

The Permitlee shall conduct a daphnid 
Fathead Minnow (Pimeohales Dromelas) Larval Survival and Growth Test These tests shall be conducted 
using a control (0% efhent) and one test concentration consisting of 100% effluent (equivalent to the 
Receiving Water Concentration (RWC) of the effluent in the receiving water at critical conditions). The 
control water and efhent used will be a moderately hard water as d e s c r i i  in EpA/600/4-89/001, 
Section 7 (or most current e&tion).Unacceptable chronic toxicity will be demonstrated if either test results 
in a no observable effect concentration (NOEC) less than 100% a u e n t  

S w i v a l  and Reproduction Test and a 

-3 - 
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Jacksonville Heights W 
FL0023671 -Fact Sheet 

3. BASIS FOR EFFLUENT AND RECLAIMED WATER LIMITS AND MONITORING 
REOUIREMENTS I I N C L , U D I N G I N F L U E N T M O N I T O R I N G R E O ~  

See the table below for the rationale for the Parts LA & B provisions. 

Outfall D001: 

62-600.440(2) FAC & 62-302.530(19) FAC 

I I 

Chronic Whole I Single Sample Max. I 62-302.530(62), FAC I 

Nutrients Report 62-302.530(48)(a) & (b) FAC 
Monitoring Frequency All Parameters 62-601 FAC & 62499 FAC andlor BPJ of permit 
and Sample Type writer 
sampling Location All Parameters 62-601 FAC andor BPJ of permit Writer 

I I I 

-4- 
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Jacksonville Heights I3 i 
FL.0023671 -Fact Sheet 

The following were used as the basis of the permit limitations/conditions: 

A FAC refers to various portions of the Florida Administrative Code. 

The effective dates of FAC Rule Chapters cited in the table are as follows: 

ChaDter Effective Date 
62-4 0 2 -0 2 - 9 4 
62-302 02-27-95 
62-600 06-08-93 
62401 05-3 1-93 
62-620 11-29-94 
62450 11-27-89 
62-699 05-20-92 

B. CFR ders to various poxtions of the Code of Federal R e d  

C. BPJ d e r s  to Best Professional Judgment 

Following completi 
effluent limitations and monitoring requirements 

~~ ~ ~~~~~ 

.on and acceptance by the Dep 

Other Limitations and Monitoring Requirements: 

Parameter Basis for Limithfonitoring Requirement 

Monitor & Report 62401.300(1) FAC 

TSS Monitor & Report 62-601.300(1) FAC 

The following were used as the basis of the permit conditions: 

A FAC refers to Various portions ofthe Florida Ad”W eCode 

The effective dates of FAC Rule Chapters cited in the table are as follows: 

Chapter Effective Date 
62600 06-08-93 
62-60 1 05-3 1-93 

-5- 
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Jacksonville Heights K E 
FL0023671 -Fact Sheet 

4. RESIDUALS MANAGEMENT 

Class of residuals stabilization to be provided: Class B 

Proposed method of residuals use or disposal: Land application 

The Current Agricultural Use Plan for this facility identifies residuals land application on the following 
sites: 

See the table below for the rationale for the Part II-A. resi 

Total Solids, % I Report 
Nitrogen, Iblactyr JMaXi” 
cad”, Wac Cumulative Maximum 
Copper, lb/ac Cumulative Maximum 
Lead, Wac Cumulative Maximum 
Nickel, lb/ac I CumuMveMaxi.” 
Zinc, lb/ac I CumulativeMZuri” 
Monitoring Frequency I AU Parameters 

I 

62-640.700(2) FAC 

62440.700(2) FAC 

62440.700(2) FAC 

62440.700(2) FAC 

62-640.700(1)(b) FAC 
62640.700(1)(b) FAC 
62640.700(3)(d) FAC 
62440.700(3)(e) or (4)(f) FAC 
62-640.700(3)(e) or (4)(f) FAC 
62640.700(3)(e) or (4)(f) FAC 
62-640.700(3)(e) or (4)(f) FAC 

~~ ~ 

62640.700(3)(e) or (4)(f) FAC 
62640.700( l)(a) FAC 
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Jacksonville Heights W 
FL0023671 - Fact Sheet 

The following was used as the basis of the permit limitatiodconditions: 

A FAC refers to various portions of the Florida Administrative Code 

The effective date of the FAC Rule Chapter cited in the table is as follows: 

ChaDter Effective Date 
62-640 034 1-9 1 

5. 

6. 

7. 

INDUSTRIAL PRETREATMENTREOUIREMENTS 

There are no industrial pretreabnent requirements for 

The 8 h o d d a y  attendance period is reduced 
Control and Data Acquistion (SCADA) 
FAC. 

e on-site Supervisory 
ents of 62499.3 11(3), 

The schedule completion of the proposed U-V disinfection system is January 1996. The 
Department has dotted an additional month to complete the construction and to place the 
facility into operation. 

8. DISCUSSION OF PREVIOUS PERMIT EFFLUENT OR RECLAIMED WATER 
LlMtTATIONS 

The current wastewater facilily permit ( D016-222480) expires on April 1,1998 and contains the 
following ef€luent or reclaimed water limits: 
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Jacksonville Heights W ! 

FL.0023671 -Fact Sheet 

Chronic whole effiuent toxicity testing requirements in permit D016-222480 is the same as the "DES 
permit 

9. 

10. 

11. 

12. 

13. 

NEW OR EXPANDED DISCHARGES TO SURFACE WATERS: ANTIDEGRADATION 
REOUIREMENTS 

None 

EFFECTS OF SURFACE WATER DISCHARGE ON THREATENED OR 
ENDANGERED SPECIES 

The Department does not anticipate adverse impacts on any threatened or endange 
a result of permit renewal 

DEP CONTACT 

Additional infomtion concerning the permit 
from: 

Florida Department of Environmental h t e c  
Northeast District Office 
7825 Baymeadows Way, Suite B200 
Jacksonville, Florida 32256-7577 

as 

THE AD~S"REC0RD 

The administrative record including application, draft permis Eact sheet, public notice (after 
release), comments received and additional information is available for public inspection during 
normal business hours at the location specified in item 11. 

PROPOSED SCHEDULE FOR PERMlT ISSUANCE 

Draft permit to Applicant and EPA ............................................ November 1, 1995 

Proposed Public Comment Period ............................ Beginning. December 1, 1995 
Ending: December 3 1,1995 

Proposed pennit to EPA (ifnecessary) ........................................ January 15, 1995 

Notice of Agency Action ............................................................ January 

Final Department Actio ............................................................. January 
-. 

15,1995 

15,1995 



Jacksonville Heights U P 
E0023671 - Fact Sheet 

I 
I 
I 
I 
I 
I 
I 
I 
I 
E 
I 

14. PROCEDURES FOR THE FORMULATION OF FINAL DECISION ON PERMIT ISSUANCE 

a Public Comment Period 

The Department of Environmental Protection proposes to issue a wastewater facility permit to 
th is  applicant subject to the aforementioned reclaimed water or eftluent limitations and 
conditions. This decision is tentative and open to comment from the public. 

Interested persons are invited to submit written comments regarding permit issuance on the draft 
permit limitations and conditions to the following address: 

Florida w e n t  of Enviromnental Protection 
Northeast District Office 
7825 Baymeadows Way, Suite B200 
Jacksonville, Florida 32256-7577 

Phone Number - (904) 448-4330 
FAX N ~ m k  - (904) 448-4366 

All comments received within 30 days foll 
620.550, F.A.C., will be considered in the 
issuance. 

Any interested person may submit written comments o proposed pensitting 

accordance with Rule 62420.555, F.A.C. The comments or request for a public meeting must 
contain the information set forth below and must be received in the above named District a c e  
of the Department within 30 days of receipt or publication of the public notice. Failure to submit 
comments or request a public meeting within this time period wil l  constitute a waiver of any 
right such person may have to submit comments or request a public meeting under Rule 62- 
620.555, F.AC. 

decision or may submit a written request for a public m dress specified above, in 

The comments or request for a public meeting shall contain the following information: 

(1) The commentex's name, address and telephone number, the applicant's name and 
address, the Department Permit File Number and the county in which the project is 
proposed; 

(2) A statement of how and when notice of the draft permit was received; 

(3) A description of any changes the commenter proposes for the-&aft pennit; 

(4) A full explanation of the factual and legal reasons for each proposed change to the draft 
permis and 

(5) A request that a public meeting be schedded (if applicable) inciuding a statement of the 
nature of the issues proposed to be raised at the meeting. 

-9- 



I ‘  
I 
I 
I 
I 
i 
I 
I 
i 
c 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Jacksonville Heights W : 
FL0023671 - Fact Sheet 

b. Public Meeting 

The Department will hold a public meeting if there is a signilicant degree of public interest in the 
draft permit or if it determines that usefui information and data may be obtained thereby. Public 
notice of such a meeting shall be published by the applicant at least 30 days prior to the meeting. 

If a public meeting is scheduled the public comment period is extended until the close of the 
public meeting. If a public meeting is held any penon may submit oral or written statements and 
data at the meeting on the Department’s proposed action 

C. Issuance of the Permit 

The Department will make its decision regarding permit issuance after consideration of all 
written comments, including comments from the United States Environmental Protection Agency 
on surface water discharge aspects of the draft or proposed per mi^ the requirements of Chapter 
403, F.S., and appropriate rules; 
comments, statements and data presen 
all signXcant comments in writing. The Department’s 
included in the a d ” t i v e  record of the permit and 
the above named District office of the Department 

Unless a request for a administrative 
administrative hearing, as indicated in d below is 
agency action by issuing the permit or d 
hearing is convened, final agency 

d. Administrative Hearing 

A person whose substantial interests are affect 
decision has the opportunity to petition for an 
the Department’s decision in accordance with Section 120.57, F.S. 

g (hearing) to challenge 

Anldministratr ‘ve hearing is an evidentiary proceeding in which evidence is presented by 
testimony and &%its before an independent hearing officer. The result of an administrative 
hearing is the issuance of the hearing officeis recommended order to the Department, including 
the hearing officers fidings of facs based on the evidence presented at the hearing. The 
Department will issue a f i d  order, granting or denying the permit, based on the hearing officeis 
recommended order. 

The petition for an ad” tive hearing must contain the information set forth below and must 
be Bled (received) in the OEce of General Counsel of the Department at 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400, within 14 days of publication of notice of agency action or 
within 14 days of personal receipt of notice of agency action, whichever occurs frrst The 
petitioner is to mail a copy of the petition to the applicant at the time of fi2ing. Failure to file a 
petition within this time period w i ~  constitute a waiver of any right &ii person may have to 
request an a d ”  ’ve determination (hearing) under Section 120.57, F.S. The petition is to 
contain the following information: 

(1) 

- .  proposed; 

The name, address and telephone number of each petitioner, the applicant’s name and 
address, the Department Permit File Number and the counv in which the project is 

-10- 



To: 

GROUP: Domestic 

DEPARTMENT OF ENVIRONMENTAL PROTECI'ION DISCHARGE MONITORING REPORT - PART A 
WHEN COMPLJ3TED MAIL THIS REPORT To: Wastewater Facilities Regulation Section, Mail Station 3551, 

PERMI'ITEE NAMII: United Water Florida, Inc. 
MAILING ADDWSS: United Water Florida, Inc. 

Twin Towers Ofice Building, 2600 Blair Stone Road,Tallahassee, Florida 32399-2400 
PERMIT NUMBER: FL002367 1 
MONITORnJO PERIOD-From: 

1400 Millcoe Road LIMIT 
Jacksonville, Florida 32225 CLASS SIZE: Major 

FACILITY: Jacksonville Heights WWTF 
LOCATION: 5957 Tampico Road DISCHARGE POINT NUMBER DO0 1 

FACILITY ID: FL0023671(3116P01970) 

PLANT SIZERREATMENT TYPE: B/2 Jacksonville, Florida 32244 

....................................... . ............ 

I edify under p c ~ l l y  of law that I hrvo p c ~ ~ o ~ l l y  exlmined and am familiar with (he infomulion aubmitkd he&; and based on my inquhy of those individual: inunediitcly responsible for obtaining tho information, I bclicvc tho 'ubdltd 
information is hue, accurate and eomplctc. I am awam that them am ripiCicant penaltier for rubmilling false infoImalh including ulc possibility.of fino and hpriaonmcnt. 

t NAhOPnl~OFPRINC~ALMECVl lVBOf f I~ORAVMORlZEDAOENT~rh( l )  I SlONATllRB OF PRINCIPAL OaCvTlvE OFFICER OR AUIlIORlZEl) AOENT I TELEPIIONENO. I DATE (YYIMMIDD) 
1 0  I 

I I I I 
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Rcfcrcnw all alhchmcnla here): 

I 

Dl3  Fom62-620.9lO(lO). t N d v t  NovsmbsrB. IPU - I -  
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INSTRUCTIONS FOR MONITORING REPORT 

PART A - Dlrcharge Monltorlng Report 

Ono rcpon thnll bo completed and tubmittcd for each ditchargo point, outfall, or tcrting rilo listed in tho p o d .  Uno additional rheeb if necessary. Mail to Department of Environmental Protection at tho addrcti thown on tho f i t  pago of repun 

Pennlttee NamdAddnr:  Complcto tho namo as thown on the faco of tho F i t .  Complcto tho mailing addrcu. Place a nota bcsido tho mailing address if tho addrou hnt changed within tho pail month. 
Ficlllty/Loeallon: Complclo tho namo of tho facility and tho addmu or location of tho facility. 
Pennlt Number. Thir h tho number of tho permit iwucd to tho permittca which contain8 tho monitoring rcquircmcnlt in this report. 
Monitoring Perlod: Thit it q o  period that tho data on Ulir rcport ropremlt. 
Llmik Thii i t  blank iftho dap reprcmb interim limib on a facility under construction. Iflhe data rcpntcnb final limib achieved aner construction. tho word FINAL will bo hero. 
Ciui Slze/Group: Tho facility clauification is either major or minor and tho group i t  either industrial or domestic. 
Faclllty ID: Thii h tho identification number of the facility which wag awigncd by tho Department at tho time tho facility was constructed. 
Dlschuge Polnt Number: This i i  tho number in tho permit a a i a e d  to tho outfall, diachnrgo point, or test tito from which this data was collected. Complcto on0 ofthese rcpotlr for each outfall or diichargo point fiom your facility. 
Plant i l rdrea tment  iype: Ifthit facility it a domestic wastcwatcr (rcatmcnt facility, enter a on0 digit and one lelkr code to indicate the type of treatment and tho plant nizc. Firat record tho number from Le chart below which represents fie 
h a h e n t  provided by tho facility. Then record tho letter that indicate* tho pormittcd capacity (plant tizc) as ihown on the chart below. 

' 

of 

I I I I II f i  Activated Sludgo operated in the extended aeration modo and oxidation ditchcr 28.0 22.0 but 4 . 0  I rO.02S but -4.0 I r0.002 but 
3 1  I I I I 4.02s II . I  Attached Growth Treatment iyrtenu (trickling Iiltc~ or RBCt) Uut do not include nutrient removal proceases 210.0 I 23.0but 40.0 I d.025 but 0 . 0  I 8.002 but 

Parameter. Thit is tho variablo or tubstance which must bo monitored. 
Sample Meuurement: Tho data which wat collected and analyzed. 
Permit Requirement: Tho limit from tho pennil for that parameter and meatmmcnt. 
Q ~ ~ t l t y  or Loadlng: Tho amount or nuti of the parameter dlrchnrgcd during tho reporting period in Average quantity discharged during the reporting period after adding each day of dincharge, Maxlnlum quantity discharged on the day with tho 
highest amount, and tho Unlt of m o " e n t  (Ibn, g. ION, eh.) 
Quillty or Concenfrrtlon: Tho concentration of the parameter discharged during tho reporting period in Minimum concentration during tho reporting period, Average of all the mcaturcmcnb for tho parameter during the reporting period, Maximum or 
highcrt concentration dincharged during L o  reporting period, and the Unit of moaiuremcnt ( m a ,  ug5, ek.) 
No. Ex.: Tho number of umple meatunmcnb during tho u m p h g  period Uut excccdod tho nuximum (minimum or 7day average. an appropriato) permit rcquiromcnt for each parameter. If nono, enter zero. 
Frequency of Andytli: Tho number of timet Lo marrurcmcnt it roquircd to bo nudo by tho w i t  and tho number of timet tho measurement wai made. 
Sample Type: Tho typo of umplo (grab, composite, continuour) r q u h d  to bo taken by tho permit and tho typo that wan hkcn. 
Certlflcrte, Slgnature: Thit report must bo tigncd in accordanco with Rulo 62420.305, €?.AX. Typo or pMt tho Nmo and titlo ofthe rigning o%cirl. Include tho telephone number whcm tho official may bc reached in the went t h w  aro qv 
conccming chir nport. Date when tho nport it rigned. 
Comment and Explmatlon: Uno thin area to explain m y  exceedancer, any upe l  or by-paw wenb, or other ilenu which requiro explanation. 

1 

PART B - DAILY SAMPLE RESULTS 

Complcto on0 thcet for arch outfall, dinchargo point, or test tito where daily tampling in required by tho permit. Record the rcsulb of daily monitoring for tho paranielem required to bo iamplcd daily by your permit. Record ut0 data in tho mib 
indicated. Ifthem am no fecal colifomu detected, enter ND in tho row labeled "fecal coliform." Us0 tho blank row at  needed. 

Lint tho mmo, ccrtificrto number, and clau of all  rtato certified operaton. Uta additional *heck a t  neccoaav. 

DIPFonnt2420.9lo(lO). EKtdvr Novmber29.1994 -i. 



PART B - DAILY SAMPLE RESULTS contd. 

Entar tho typo of effluent disposal or reclaimed W J ~  muse (SIU~JCO water dischargo, ocoan OUI~JII, ilow rat0 land application-public JCCCSS, slow nto land application-restricted public access, rapid ralo land rpplicrlion, ahaorplion field, underground 
injcction). 

Faclllty !I): Thii h Iho identification number nuifled by tho Depaltmml for tho facility. 
MonWYeu: Thii ir tho period during which tho dah on Ihi# report waa w~leclod and anatyred. 
Ralnrdl InTomallon: Rainfall gauglng ilatlon rcguirer mlry of tho mmo and location of tho itrtion. Source of  Cllmatologlcal (nornial ralnfall) data ir L o  rourcc of tho information required for Cutnulalive rainfall Tor the average ralnlall year 
d c h  & tho mount of rain, in inchel, whlch falb during i n  averago rainfa11 yoar fiom Jinurty through tho monlh for which this pad c o n h h  data. Cumulallve raliifall to dale Tor thls calendar year i s  Iho lolal amount of rain, in inchel, h l  has been 
rccordcd rhw bnurty I of Ihp currcnl year lhrough tho month for which thh Pad contain, data. 
Dale: Enlor lho dato on which Iho dirchargo occurred. 
Durallon oTDtrcharge: Enlcr'thc number ofhoura, to tho nearert 0.1 o f  an hour (0.1 - 6 mh.) during oach day of discharge (hat reclainicd waler WJS ~ c l u ~ l l y  discharged to rurfaco W J ~ C ~ .  

Cdloni Discharged: Enter the quantity in million, o f  gal lo^^ of reclaimed water discharged during tho period rhown in Duratlon of Discharge. Show the unila 1s millions of gallon, (me), accurato to the nearest 0.0 I .  
Average Discharge Flow Rate: Divide Gallons Dlschuged by Duratlon olDischuge. Record in million gallons per day (MOD). 
Average Upstream Flow Rate: Enter the averago flow rato in tho receiving stream upstream &om tho point of discharge for L e  period shown in Duratlon or Dlschnrge. The avcrago flow rato can bo calculated based on two mersuremenb; one mado 
at Iho a tad  and on0 nuda at Ihe end O f  Iho dilchrrgo period. Meaeuremenla am lo bo mado at tho upstream gauging atalion described in Iho permit. 
Stream Dtlutlon Factor: Enter L o  alream dilution ratio accurato (0 the neareslO.1. To CJICUIJIO tho Factor, divide L e  Average Upstream Flow Rate by tho Average Discharge Flow Rate. 
CBOD,: Enb  tho averago CBOD, of tho reclaimed water discharged during tho pdod ihown in Durrtlon olDlrcharge. 
TKN: Entcr tho average TKN of tho nclaimcd water diichargcd during Iho period ihown in Duratlon oTDlschargc. 
Reason Tor Dlschuge: Provide J brief oxplanation o f  tho factom conlributing to tho need to rclivato tho limited wet weather dirchargo. 

DEP Fam 62420.9lO(lO). E f f d v t  Novtmbn 39. IW .ii- 



ADDITIONAL SHEET 1 A 
PERMIlTEE NAME: United Water Florida, Ino. 
MAILIN0 ADDRESS: United Water Florida, Ino. 

(To be used if more space Is  needed) 

1400 Millcoe Road 
Jacksonville, Florida 32225 

FACILITY: Jacksonville Heights WWTF 
LOCATION: 5957 Tampico Road 

Jacksonville. Florida 32244 

PERMlT NUMBER: FL002367 1 
MONITORINO PERIOD--From: 
LIMIT 
CLASS SIZE: Major 
FACILITY ID: FL0023671(3 116P01970) 
DISCHARGE POINT NUMBER: DO01 
PLANT SIZE/I'REATMENT TYPE: B/2 

To: 

GROUP: Domestic 

DFP Fonn6l-6lO.9lO(lO). Eff~vrNavtmbtrl9.1994 3 - 



ADDITIONA, JHJCET 1 B 
PERMIlTEE NAME: United Water Florida, Inc. 
"3 ADDRESS: United Water Florida, Inc. 

(To be used If more space 1s needed) 

1400 Millcoe Road 
Jacksonville, Florida 32225 

FACILITY: Jacksonville Heights WWTF 
LOCATION 5957 Tampico Road 

Jacksanville. Florida 32244 

PERMIT NUMBER: FL0023671 
MONITORINCi PERIOD--From: 
LIMIT 
CLASS SIZE: Major 
FACLITY ID: FL002367 1(3 1 16P01970) 
DISCHARGE POINT NUMBER DO0 1 
PLANT SIZEIIXEATMENT TYPE: B/2 

To: 

GROUP: Domestic 

DEP Form 62-620.910(10), effective November 29.1994 -4- 
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-t, 
* UnitedWaLer >e- 
December 22, 1995 

Mr. Jerry M. Owen, P.E. 
Water Facilities Administration 
State of Florida 
Department of Environmental Prot 
7825 Baymeadows Way, Suite B200 
Jacksonville, Florida 32256-7590 

t 

ec 

United Water Florida 
1400 Millcoe Road 

PO Box 8004 
Jacksonville. FL 32239-8004 

telephone 904 721 4600 
facsimile 904 721 4680 

i .  

Re: Request for Permit Modification 
United Water Florida 
Jacksonville Heights Sewage Treatment Plant 

Dear Mr. Owen: 

Thank you for meeting with us on December 13, 1995, to discuss 
United Water Florida Is ( 'IUWF" ) request for a permit modification 
reqarding the chronic whole effluent toxicity ("WET") limitation 
in-its permit. As we summarized at 
ma j or concern 
permit: 

regarding the current 
the meeting, W F  has four 
chronic WET limitation in its 

(1) The species selected (Ceriodaphnia dubia) is an 
inappropriate indicator species for a discharge to 
a dredged and channelized stormwater ditch. (See 
attached infomation regarding a similar case in 
Walnut Grove, California where the state agency 
declared that the stormwater ditch receiving the 
effluent had no reasonable aquatic life uses): 

(2) EPA ignored DEP's rules and information jointly 
developed by DEP and UWF in posing a chronic WET 
limitation. EPA's action was inconsistent with 
the findings and conclusions of the state that 
acute WET limits were adequately protective: 

(3) EPA does not have a demonstratable TIE procedure 
- _  

for chronic toxicity at or near the NOEC level 
which prevents UWF from assuring compliance with 
the chronic limit: and 

( 4 )  To the extent the City has identified the source 
of toxicity, it is a federally authorized 
pesticide which UWF cannot control and is unable 
to treat. 

- .  
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We are pleased that our meeting resulted in your concurrence that 
UWF should not be subject to further enforcement action, 
including further TIE requirements, for episodic and 
uncontrollable toxicity. We also appreciate the DEP's 
acknowledgement that diazinon has been identified as a problem in 
other areas and one which UWF is generally unable to control 
short of BMPs such as an educational program. 

Under these circumstances, the permit should be- amended to avoid 
placing UWF in further jeopardy of federal enforcement. Regarding 
resolution of the permit issue, we believe that federal guidance 
provides ample flexibility to modify the WET limitations as UWF 
has requested. EPA has clarified in its July 7, 1994 New Whole 
Effluent Toxicity (WET) Policy for NPDES Permits that "where 
setting a numeric effluent limit is infeasible, best management 
practices" should be applied instead. An example of an 
'infeasible limit is a "discharge {that has} ... pollutant 
concentrations that fluctuate wildly with storm events." (See 
Memorandum to Water Management Disision Directors, Region ITX, 
from Michael B. Cook, Director, Office of Wastewater Enforcement 
Compliance and Robert H. Wayland, 111, Director, Office of 
Wetlands, Oceans and Watersheds regarding "Clarifications 
regarding Certain Aspects of EPS's Surface Water Toxics Control 
Regulations" p.2 (August 14, 1992). EPA further clarified that 
federal policy "does not address what is acute or chronic WET ... 
States may interpret narrative water quality criteria f o r  
toxicity in state implementation procedures" (1994 Policy at 6). 
EPA does not interpret the definition of whole effluent toxicity 
as imposing any substantive water quality standard for what 
constitutes an acceptable level of whole effluent toxicity. 
Therefore, where it is difficult to document water quality 
impacts and imposition of a limit is infeasible because of the 
random and episodic nature of the pollutant (such as the case 
here with diazinon). the state has the authority to require 
instead BUP implementation. Such a permit provision is 
acceptable as achieving compliance with applicable WET 
limitations. 

As we agreed at the meeting, UWF will analyze its data to 
determine if there is a correlation with wet-weather events, 
unless DER feels that there is another alternative at this time. 
If there is a correlation, UWF will request a mixing zone such as 
is appropriate. 
results as quickly as possible., We hope that DEP will remain 
open to other approaches that may be appropriate for addressing 
our problem as outlined at our meeting. 

We will also provide you with UWF's final TIE 
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Thank you again f o r  meeting with us. We will be in touch with 
you soon regarding our correlation results. 

* 

Siscerely, 

P.E. 
Sdnior gro j ect Engineer 

JMO/GEG/m 

cc: Mitchell L. Griffin 
Jan Mandrup-Poulsen 
Jeff S. Martin 
Ciannat Howett 
John C. Hall 

enclosure 
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PElEWISOH Galamar PR aAoa4r 

8 December 1995 

kny comments or recommendations you may have concerniug the enclosed tentative order shonld be 
Sabmitttd to this office by 16 Jarmary l996 in order for us to give them full consideration prior to 
the meeting of the Regional Bdard. 

I f p - h a v e  any questionS, please call Joseph I. H e m  at (916) 255-3028. 

W 0 . Y - L  
KENNETH D. LANDAU 
senior Engineer 

cc: 
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The Board- m a public meethg heard and considered atl comments Frr;nine to &e discharge. 
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Department of 

Environmental Protection 
Northeast District 

Lawton Chiles 7825 Baymeadows Way, Suite B2OO Virginia B. Wetherell 
Governor Jacksonville, Florida 32256-7590 Secretary 
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E CERTIFIED - RETURN RECEIPT 
March 13, 1997 

I..,-..< ;; 1 . I ., -. ,r 

M r .  M. Sambumurthi, P.E., Vice President J J , I  

United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

Dear Sambumurthi: 

i:'J!7- 
U l ' j ,  29 Il,:g-ZQ 

' 1  i i i  FIGa?!Q$, 

- Duval County - Domestic Wastea 
- Jacksonville Heicfhts WWTF - FL0023671 - -- 

This is in reference to your application for permit revision 
of the wastewater perntit for the above referenced project. 
The Department has revised the enclosed draft notice of 
permit revision, Consent Order and discharge monitoring 
report pursuant to comments received from EPA, your staff 
and consultants. 

If you are in agreement with the enclosed documents, please 
proceed with excution of the Consent Order and return to 
this office within 30 days from receipt of this letter. 

If you have any questions, please contact David Bolam of 
this office. 

I 
Frank Watkins, Jr. , p.~. 

Ptb 
BFW:DJB/rms 
Attachments - _  
CC: Gordon Grimes, p.~., UWF 

I 
I Mitchell Griffin, p.~., phD. 

John Hall 
Marshall Hyatt, EPA 
Elsa POttS, P. E. , DEP f 

- -  I 
I 

"Protea Conserve and Manage Florida's Environment and Natural Resources" 

Printed on recyded paper. 
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Lawton Chiles 
Governor 

Nonheast District 
7825 Baymeadows Way, Suite B2OO 

Jacksonville, Florida 32256-7590 
NOTICE OF PERMIT REVISION 

CERTIFIED MAIL - RETURN RECEIPT 
DRAFT 

In the Matter of an Application DEP File No. 283456 
for -Permit by: 

Mr. 24. Sambumurthi, Vice President-Manager 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

Dear Heil: 

., 

- 

, .. . 
i 

Virginia B. Wetherell 
Secrer-ary 

- 0  

Duval County - Domestic Waste 
Jacksonville Heiuhts WWTF - FL0023671 

This Notice serves as a revision to Specific Condition I.A.6 of 
Permit Number FL0023671 issued pursuant to Section(s) 403.087, Florida 
Statutes. This Notice also  serves to incorporate by reference, Consent 
Order 96-1965 to address the chronic whole effluent toxicity testing 
requirements. 
herein. All other portions of this permit remain in effect and are 
fully enforceable. 

Specific condition I.A.6 has been revised as described 

I. A. Effluent Limitations and Monitoring Requircmcnts 

I.A.6.a. The effluent shall not be chronically toxic to, or produce adverse physiological or behavioral 
responses in aquatic animals. An effluent No Observable Effect Concentration (NOEC) of 
33% effluent or less in any Chronic Tosicity test will constitute a violation of Rule 62- 
302.530(62) of the Florida Administrative Code PAC) and the terms of this permit. The 
testing must conform with Permit Condition 4.A.G.b. of this permit. [ 62-302.530(62), PAC) 
4-12-93 J 

I.A.6.b. The Permittee shall evaluate chronic whole effluent tosicity of the discharge from outfall 
DOO1. All test species, procedures and quality assurance criteria used shall be in accordance 
with Short-term Methods for Estimating the Chronic Tosicitv of Effluents and Receiving 
Waters to Freshwater Organisms, EPPJ600/3-91/002, or the most current edition. A 
standard reference toxicant quality assurance test shall be conducted concurrently, or no 
greater than 30 days prior to the test date of tlie cluonic to.skity test, with each species used 
in the toxicity tests and the results submitted with the discharge monitoring report (DMR.). 

- -  

“Protect, Conserve and Manage Florida’s Environment and Nairra! Resources” 

Printed on recycled paper. 



Mr. M. Sambumurthi, P.E., V i c e  President 
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Routine Tests 

1. The Permittee shall conduct a daphnid (Ceriodaphnia dubia) Survival and Reproduction 
Test and a Fathead Minnow (Pimeuhales Dromelas) Larval Survival and Growtli Test. These 
tests shall be conducted using a control (0% effluent) , one test concentration consisting of 
33% effluent. The control water and effluent used will be a moderately hard water as 
described in EPA/G00/4-91/002, Section 8 (or most current edition). All tests results shall be 
statistically analyzed according to Appendix H, EPNG00/4-9 1/002, or the most current 
edition. These tests are considered “routine tests” and shall be conducted once every sis 

- months. 
-7 i’ 

7 

* 
2. For each set of tests conducted, a minimum of three different 24-hour composite saniples 
of final effluent shall be collected and used per the sampling schedule of Section 8.3.2, 
EPA/G00/4-9 1/002 (or the most current edition). All test solution shall be renewed daily. Lf 

3 -  

~ - . - -  
test results do not meet tlie acceptibility criteria of either Section 13, paragraph 13.1 I or 
Section 11, paragraph 11.1 1. EPA/G00/4-91/002 (or the most current edition), that test shall 
be repeated. 
referenced above are met. 

A chronic test will be considered valid only if the acceptability criteria 

- - -  
3. If a No Observable Effect Concentration (NOEC) less than or equal to 33% effluent 
occurs in the test concentration prior to tlie end of the test and control effects are acceptable 
at that time, that test (including the control) shall be terminated with tlie conclusion that the 
sample demonstrates chronic toxicity. 

4. Results from ”routine” tests shall be reported according to EPA/600/4-91/002, Section 
10, Report Preparation (or the most current edition), and shall be submitted as an attachment 
to the discharge monitoring report. The results shall be entered on the DMR in the 
following manner: 

a. For the chronic test results, if the NOEC of a test species is less than or equal to 
33% effluent, ‘<33%’ shall be entered on the DMR for that species. If the NOEC of 
a test species is greater than 33% effluent, ‘>33%’ shall be entered. 

b. Results from “routine” tests sliall be reported according to EPN600/4-91/002, 
Section 10, Report Preparation (or the most current edition), and shall be 
submitted to: 

FL Department of Environniental Protection 
Northeast District a 

7823 Baymeadows Way Suite B-200 
Jacksonville, Florida 32256 
Attn: Toxicity Coordinator - _  

Additional Testins 

5 .  If any such routine screening tests indicate chronic tosicity (a NOEC less than or equal 
to 33 % effluent in either test), the Permittee shall conduct three additional definitive chronic 
tosicity tests on the specie@) indicating cluonic tosicity as described in a. below. For each 

. additional test, the sample collection requirements and test acceptability criteria specified 
under 1. and 2. above must be met for the tests to be considered valid. The first test shall 
begin within one week of the end of the “routine” tests, and the second test shall be 
conducted one week later and the third test, one week later. If any of these tests are invalid, 
additional test(s) are to be conducted each week thereafter until three valid tests are 

- 
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Mr. M. S a m b u m u r t h i ,  P .E . ,  V i c e  P r e s i d e n t  
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completed. The additional tests will be used to determine if the toxicity found in the 
“routine” test is still present. 

a. For “routine” tests with chronic tosicity, the permittee shall conduct additional 
definitive daphnid (CeriodaDhnia dubia) Survival and Reproduction andor  fathead 
minnow (PimeDhales Dromelas) Larval Survival and Growth tests, as appropriate. 
The tests will be conducted on a control, 33% effluent, and the following effluent 
concentrations: 6.25%, 12.5%, 25.0%, and 50.0%. 

6.  Results from the additional definitive tests, required due to chronic toxicity in the 
“routine” tests, shall be submitted in a single report prepared according to EPA/GOO/4- 
91/002, Section 10, Report Preparation (or the most current edition), and submitted within 
45 days of completion of the third additional, valid definitive test. Upon review of the 
definitive toxicity test results, test concentrations may be modified by the Department to 
improve the statistical confidence of the analyses. In this case, the Permittee shall be 
notified and will have 30 days to comply with such changes. Lf the additional tests 
demonstrate chronic tosicity, the permittee will meet with the Department within 30 days of 
the report submittal to identify corrective actions necessary to remedy the tosicity. 

- -. - 
7. For all tests conducted, a final effluent sample must be used. 

(Rule 62-302.530(62), FAC, I-I2-95] 

A per son  whose s u b s t a n t i a l  i n t e r e s t s  are a f f e c t e d  by t h e  
Depar tment ’s  proposed p e r m i t t i n g  d e c i s i o n  may p e t i t i o n  f o r  an 
a d m i n i s t r a t i v e  h e a r i n g  i n  accordance wi th  s e c t i o n s  120.569 and 120.57 of  
t h e  F l o r i d a  S t a t u t e s ,  or a l l  p a r t i e s  may reach  a w r i t t e n  agreement on 
media t ion  a s  an  a l t e r n a t i v e  remedy under s e c t i o n  120.573 b e f o r e  t h e  
d e a d l i n e  for f i l i n g  a p e t i t i o n .  Choosing mediat ion w i l l  no t  a d v e r s e l y  
a f f e c t  t h e  r i g h t  t o  a h e a r i n g  i f  mediat ion does no t  r e s u l t  i n  a 
s e t t l e m e n t .  T h e  p rocedures  f o r  p e t i t i o n i n g  f o r  a hear ing  are set f o r t h  
below, fo l lowed by t h e  p rocedures  f o r  pursuing mediat ion.  

The p e t i t i o n  m u s t  c o n t a i n  t h e  informat ion  set f o r t h  below and must 
be  f i l e d  ( r e c e i v e d )  i n  t h e  Department’s  O f f i c e  of General Counsel, 3900 
commonwealth Boulevard,  M a i l  S t a t i o n  35, Tal lahassee ,  F lo r ida ,  
32399-3000. P e t i t i o n s  f i l e d  by t h e  permit a p p l i c a n t  or any of t h e  
par t ies  l i s t e d  below must be f i l e d  wi th in  fou r t een  days of receipt of 
t h i s  n o t i c e  of i n t e n t .  P e t i t i o n s  f i l e d  by any o t h e r  person must be f i l e d  
w i t h i n .  f o u r t e e n  days  o f .  p u b l i c a t i o n  of t h e  p u b l i c  n o t i c e ,  or w i t h i n  
f o u r t e e n  days  of  receipt of  t h i s  n o t i c e  of i n t e n t ,  whichever o c c u r s  
f i r s t .  A p e t i t i o n e r  must m a i l  a copy of t h e  p e t i t i o n  t o  t h e  a p p l i c a n t  a t  
t h e  a d d r e s s  i n d i c a t e d  above, a t  t h e  t i m e  of f i l i n g .  The f a i l u r e  of any  
person  t o  f i l e  a p e t i t i o n  ( o r  a r e q u e s t  f o r  mediat ion,  as d i s c u s s e d  
below) w i t h i n  t h e  appropriate t i m e  pe r iod  s h a l l  c o n s t i t u t e  a waiver  o f  
t h a t  p e r s o n ’ s  r i g h t  t o  r e q u e s t  an  a d m i n i s t r a t i v e  de te rmina t ion  ( h e a r i n g )  
under s e c t i o n s  120.569 and 120.57 of  t h e  F l o r i d a  S t a t u t e s ,  or t o  
i n t e r v e n e  i n  t h i s  proceeding  and p a r t i c i p a t e  as a p a r t y  t o  it. 
subsequent  i n t e r v e n t i o n  w i l l  b e  o n l y  a t  t h e  d i s c r e t i o n  of t h e  p r e s i d i n g  
o f f i c e r  upon t h e  f i l i n g  of a motion i n  compliance wi th  r u l e  28-5 .207 of 
t h e  F l o r i d a  A d m i n i s t r a t i v e  Code. 

Any 
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A petition must contain the following information: 
(a) The name, address, and telephone number of each petitioner; the 

Department's permit identification number and the county in which the 
subject matter o r  activity is located; 

the Department's action; 

affected by the department's action; 

(b) a statement of how and when each petitioner received notice of 

(c) a statement of how each petitioner's substantial interests are 

' (d) a statement of the material facts disputed by the petitioner, if 

,- e (e) a statement of facts that the petitioner contends warrant 
any.; 

reversal or modification of the Department's action; 

require:-reversal or modification of the Department's action; and 

precisely the action that the petitioner wants the Department to take. 

(f.) a statement of which rules or statutes the petitioner contends 

(9) and a statement of the relief sought by the petitioner, stating 

' Because the administrative hearing prockss is designed to formulate 
finalagency action, the filing of a petition means that the Departmenrs 
final action may be different from the position taken by it in this 
notice of intent. Persons whose substantial interests will be affected 
by any such final decision of the Department on the application have the 
right to petition to become a party to the proceeding, in accordance with 
the requirements set forth above. 

Any person may elect to pursue mediation by reaching a mediation 
agreement with all parties to the proceeding (which includes the 
Department and any person who has filed a timely and sufficient petition 
for a hearing) and by showing how the substantial interests of each 
mediating party are affected by the Department's action or proposed 
action. The agreement must be filed in (received by) the Office of 
General Counsel of the Department at 3900 Commonwealth Boulevard, Mail 
Station 35, Tallahassee, Florida 32399-3000, by the same deadline as set 
forth above for the filing of a petition. 

The agreement to mediate must include the following: 
(a) the names, addresses, and telephone numbers of any persons who 

(b) the name, address, and telephone number of the mediator selected 
may attend the mediation; 

by the parties, or a provision for selecting a mediator within a 
specified time; 

mediation; 

discussions and documents introduced during mediation; 

deadline for holding the first session, if no mediator has yet been 
chosen; 

to setele or recommend settlement; 

mediating party will be affected by the action or proposed action 
addressed in this action or a statement clearly identifying the petition 

(c) the agreed allocation of the costs and fees associated with the 

(d) the agreement of the parties on the confidentiality of 

(e) the date, time, and place of the first mediation session, or a 

- _  

(f) the name of each party's representative who shall have authority 

(9) either an explanation of how the substantial interests of each 
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f o r  h e a r i n g  t h a t  each p a r t y  h a s  a l r e a d y  f i l e d ,  and i n c o r p o r a t i n g  it by  
r e f e r e n c e ;  a n d  

r e p r e s e n t a t i v e s .  
( h )  t h e  s i g n a t u r e s  of a l l  par t ies  or t h e i r  a u t h o r i z e d  

AS p r o v i d e d  i n  s e c t i o n  120.573 of t h e  F l o r i d a  S t a t u t e s ,  t h e  t i m e l y  
agreement of a l l  p a r t i e s  t o  media te  w i l l  t o l l  t h e  time l i m i t a t i o n s  
imposed by s e c t i o n  120.569 and 120.57 f o r  r e q u e s t i n g  and ho ld ing  an 
a d m i n i s t r a t i v e  hear ing .  Unless  o the rwise  agreed  by t h e  p a r t i e s ,  t h e  
media t ion  mus t  be concluded w i t h i n  s i x t y  days  of t h e  e x e c u t i o n  of t h e  
agreement.  If media t ion  r e s u l t s  i n  s e t t l e m e n t  of  t h e  a d m i n i s t r a t i v e  
d i s p u t e ,  t h e  Department must e n t e r  a f i n a l  o r d e r  i n c o r p o r a t i n g  t h e  
agreement of t h e  p a r t i e s .  Pe r sons  whose s u b s t a n t i a l  i n t e r e s t s  w i l l  be 
a f f e c t e d  by s u c h  a modif ied f i n a l  d e c i s i o n  of t h e  Department  have a r i g h t  
t o  p e t i t i o n  f o r  a hea r ing  o n l y  i n  accordance wi th  t h e  r equ i r emen t s  f o r  
such p e t i t i o n s  set f o r t h  above, and m u s t  t h e r e f o r e  f i l e  t h e i r  p e t i t i o n s  
w i t h i n  f o u r t e e n  days of r e c e i p t  of t h i s  n o t i c e .  I f  m e d i a t i o n  t e r m i n a t e s  
wi thout  s e t t l e m e n t  of t h e  d i s p u t e ,  t h e  Department s h a l l  n o t i f y  a l l  
parties i n  w r i t i n g  t h a t  t h e  a d m i n i s t r a t i v e  h e a r i n g  processes under 
s e c t i o n  120.569 and 120.57 remain a v a i l a b l e  f o r  d i s p o s i t i o n  of t h e  
d i s p u t e ,  and t h e  n o t i c e  w i l l  s p e c i f y  t h e  d e a d l i n e s  t h a t  t h e n  w i l l - a p F l y  
f o r  c h a l l e n g i n g  t h e  agency a c t i o n  and e l e c t i n g  remedies under  t h o s e  two 
s t a t u t e s .  

T h i s  a c t i o n  i s  f i n a l  and e f f e c t i v e  on t h e  d a t e  f i l e d  w i t h  t h e  C l e r k  
of t h e  Department u n l e s s  a p e t i t i o n  ( o r  r e q u e s t  f o r  m e d i a t i o n )  i s  f i l e d  
i n  accordance  w i t h  t h e  above. Upon t h e  t i m e l y  f i l i n g  o f  a p e t i t i o n  (or  
r eques t  f o r  media t ion)  t h i s  o r d e r  w i l l  no t  be e f f e c t i v e  u n t i l  f u r t h e r  
o r d e r  of t h e  Department. 

Any p a r t y  t o  t h e  o r d e r  h a s  t h e  r i g h t  t o  seek  j u d i c i a l  review of 
t h e  o r d e r  under  s e c t i o n  120.68 of  t h e  F l o r i d a  S t a t u t e s ,  by t h e  f i l i n g  of  
a n o t i c e  of  appea l  under  r u l e  9.110 of t h e  F l o r i d a  R u l e s  of Appe l l a t e  
Procedure w i t h  t h e  C le rk  of t h e  Department i n  t h e  O f f i c e  o f  General  
Counsel, 3900 Commonwealth Boulevard,  Mail S t a t i o n  35, T a l l a h a s s e e ,  
F l o r i d a ,  32399-3000; and by f i l i n g  a copy of  t h e  n o t i c e  of appea l  
accompanied by t h e  a p p l i c a b l e  f i l i n g  f e e s  w i t h  t h e  a p p r o p r i a t e  d i s t r i c t  
c o u r t  o f  appea l .  The n o t i c e  of appea l  must be  f i l e d  w i t h i n  30 days  from 
t h e  d a t e  when t h e  f i n a l  o r d e r  is f i l e d  wi th  t h e  C l e r k  of t h e  Department. 
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Mr. M. Sambumurthi, P.E., Vice President 
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Executed in Jacksonville, Florida. 

STATE OF FLORIDA 
OF 

Y .  

/-? ''. ' . '\9 
DRAFT DkAFTi DRAFT4 

Jergy 'M. Owen.,-"P. E. 
Water.?facilities Administrator 

< -  I ,. A '. , 

i ,i 
'_ . J . .. . .  . _  I JMO/DJB/ms 

Attachment 
cc: Gordon Grimes, P.E., UWF 

, . -  _. .. . -. . .. . .  
Mitchell Griffin, P.E., PhD. 
John Hall 
Marshall Hyatt, EPA 

. Daryll Joyner, DEP 
- 

CERTIFICATE OF SERVICE 
- *  

The undersigned duly designated deputy agency clerk hereby 
certifies that this NOTICE OF PERMIT REVISION and all copi were mailed 
by certified mail before the close of business on March , 1997 to 
the listed persons. 
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Lawton Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite B2OO 

Jacksonville, Florida 32256-7590 

FACT SHEET 
FOR 

STATE OF FLORIDA DEPARTMENT OF ENVIRONMENTAL PROTECTION 
DOMESTIC WASTEWATER FACILITY PERMIT REVISION 

P E W T  M E R :  E0023671 

FACILITY NAME: Jacksonville Heights WWTF 

FACILITY LOCATION: 5957 Tampico Road 
Jacksonville, Florida 32244 

United Water Florida 
- 

NAME OF PERMITTEE: 

Virginia B. Wecherell 
Secretav . 

PERMIT WRITER: David J. Bolain, P.E. 

BASIS FOR EFFLUENT LIMITS AND MONITORING REQUIREMENTS: 

The following provides the basis for the revision to Part 1.A.6 of the permit: 

1. Effluent tosicity, through the iniplenlentation of a detailed TIE had been related to diazinon, a 
federally authorized pesticide, which appears to be ubiquitous in the local environment due to its 
authorized usage. 

2. Data provided as part of the permit application indicated the potential for diazinon induced 
toxicity associated with wet weather events. Although the toxicity of the effluent has shown to be 
intermittent, there appears to be a more frequent occurrence in warmer (wet) months which is 
consistent with the espected pattem of diazinon use. 

3. Engineering analysis of the surface water nmlagenient area indicated that an approsimate 3:l  
dilution would be a\ ailable at the point of discharge to the stormwater ditch during wet weather 
periods. This dilution was based on a daily average adjusted runoff volume from the drainage 
area and was not based on peak runoff. Therefore. the Department considers it appropriate to 
consider dilution in evaluating this \VET limit. - _  

4. A single dry weather sample in March 1991 showed 100% mortality but no chemical analysis 
data was provided to confimi that this tosicity was from diazinon or its derivative, diazoson. 
Therefore, there is evidence to be suspicious that an additional toxicant(s) is present. 

As such, the Department intends to revise the pemiit to incorporate a 33% effluent chronic toxicity limit. 

The Department has also prepared Consent Order 96-1965 to address and further investigate the 
diazinoddiazoxon related chronic tosicity. During the period under the Order, the permittee shall 
perform effluent 7-day chronic renewal WET testing using ceriodaphnids and fathead minnows as test 

"Protect, Csnserve and Manage Florida's Environment and Norural Resources" 

Printed on recycled paper. 



Fact Sliect for Per~uit Rcvision 
Jacksoiivillc Heights W W  - FLU02367 1 
Page 2 

organisms and fudier correlate the testing results to ambient conditions. The emuent tests shall be 
performed every 2 months at 0% effluent (control). 33% effluent and 100% effluent. 

As part of the correlation, the penilittee has agreed to conduct (1) instream biological testing, (2) chronic 
WET monitoring within the receiving ditch, (3) instream and effluent diazinon and priority pollutant 
testing, and (4) stream flow and rainfall measurements to assess available dilution. I - .  

The Department has agreed to this monitoring only type consent agreement for the purpose of verifying 
tlmt dilution can or should be considered in estabiishing the WET limit. 

- 0  



- - - - - - - - - ~ w ~ ~ ~ ~ ~ ~  
DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING REPORT - PART A 

NAhlEKITLE OF PRINCIPAL EXECUTIVE OFFICER OR AUTI.IORIZED AGENT SIGNATURE OF PRINCIPAL EXECUTIY OFFICER OR AUTHORIZED AGENT 

\ \ l ien Coniplctetl iiinll tlils report to: Dcpsrlment of Environnwntal Protection. \Vaste\vater Facilities hhnagenient Section, h4S 3551.2600 Blair Stone Road, Tallaliassee, FL 32399-2400 

TELEPHONE NO DATE (YYAIAWDD) 

PERh4ITTEE NAME: 
MAILING ADDRESS: 

United Water Florida. lac. 
hlr. Munipalli Sambamurtlii. Vice President, Manager 
1400 Millcoe Road 
Jacksonville, Florida 32225 

FACILITY: , Jacksonville IIeights WWTF 
LOCATION 5957 Tampico Road 

COUNTY: Duval 
Jacksonville, FL 32244 

PERMIT NUMBER: FM023671 
MONITORING PERIOD From: 
Llh41T Final 
CLASS SIZE: Major 

FACILITY ID: I FM023671 
GMS ID NO.: 
DISCHARGE POJNT NUMBER: DO01 
PLANT SIZWREATh4ENT TYPE 1IB 

3 I 16POI 970 

To: 
REPORT 
GROUP: 

WAFR SITE NO.: 
GhlS TEST SITE NO.: 

Monthly 
Domestic 

9182 
3 1 16X14060 

r 

Units NO. Frequency of Saniple Tjpc Parameter Quantity or Loading Units Quality or Concentration 
Analysis Es. 

Ilow Saniple I I I 



DISCIIAI1GE RIONI‘I‘OKING l t lCl ’~ l~ l  - I’AR’I A ( C I J I I ~ ; ~ I I I C ~ ~ )  
t . . ,  . :  , I &  , 3 1 ’  .,. ’ 

FACILITY NAhlE: Jacksotiville Ileiglits \VWTF PERhllT NUhlBER FL0023671 DISCIIARGE POINT NUhIDER:DOOI \\‘AFR SITE h’0.‘9182 

Pnramctcr Quantity or Loading Units Quality or Conccntration Units N ~ .  Frequency or Srunple T>pe 
Analysis Ex. 

Fecal Colifonii Bacteria I I I 



--------------”- 
DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING REPORT - PART A 

\ \ l iei i  Conipletecl iiicill (111s report to: Deparlnient of Environmental Protection, Wastewater Facilities hhiagement Section. hlS 355 I ,  2600 Blair Stone Road, TallalIasee, FL32399-2400 

PERMITTEE NAME: 
MAILING ADDRESS: hlr. hiunipnlli Sambamuhi, Vice President. Manager LIONITORING PERlOD From: To: 

PERhllT NULIDER: FM023671 United Water Florida. Inc. 

1400 Millcoe Road LIMIT Final REPORT 
Jacksonville, Florida 32225 CLASS SIZE hlajor GROUP: 

FM023671 WAFR SITE NO.: 
! CMS TEST SITE NO.: 

FACILITY Jacksonville lleiglits WWTF FACILITY ID. 
LOCATION: ‘ 5957 Tampico Road GhlS ID NO.: 3116~01970 

Jacksonville. FL 32244 DISCHARGE POINT NULIBER DO01 ’ 
COUNTY Duval PLANT SIZWREAThIENT TYPE JIB 

_ _ _ .  Toxicity 

Domestic 

9182 
31 16X14060 

Frequency of Saniplc l‘\p I Units 1 1 F:’ I Analysis 
Paraiiietcr 1 Quantity or Loading 1 Units I Qtiality or Concentration 

I 7-day Chronic StaIic Renewal I I I I I ‘ I  I I 1  I 

I certify under penalty of law that I have personally examined and am familiar with the idormation submitted herein; nnd based on my inquiry ofthose individuals immediatelprespotuible for obtaining the information, I believe che 
submitted informalion is true, accurate and complete. I am aware that there are significant penalties for submitting false infomiation including the possibility of fine and imprisonment. 

NNvfFYTlTLE OF PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT I SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT I TELEPIIONE NO 1 DATE ~ l ” l h t ~ ~ l > )  1 

I 
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all atlachments here): 

3 
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Facility ID: FL.00236G3 
MontlJYear: 

Blnn Stnmng: 
Day Shin Operntor ClRSs Certificate No. Name: 
Evening SliiR Operator Class Certificate No. Name: 
Night Shin Operator Class Certifiente No. Name: 
Lead Operator ClNS Certificate No. Name: 

Type of Emuent Disposal or Reclnimed Water Reuse: 
Limited Wed Weather Discharge Activated Yes- No- Not Applicable- If yes, cumulative days ofwet weather discharge: ,. 
'Attach additional sheets necessiuy to list nll certified operators necessary for required operations. 

5 



I 
I Department of 

4 - -  - - -  - - -I Environmental Protection 

Lawton Chiles 
Governor 

Nor theast  Dis t r ic t  
7825 Baymeadows Way, Suite 8200 

Jacksonville, Florida 32256-7590 

BEFORE THE STATE OF FLORIDA 
DEPARTMENT OF ENVIRONMENTAL PROTECTION 

Virginia 6. Werherell 

I Secretary 

.$ STATE-- OF FLORIDA DEPARTMENT 1 IN THE OFFICE OF THE 
OF ENVIRONMENTAL PROTECTION, 1 NORTHEAST DISTRICT 

1 
- Complainant, ) 

1 
1 

United Water Florida, Inc., 1 
1 

Respondent. 1 

1 OGC FILE NO. 96-1965 
vs. 

- -  

This Consent Order is made and entered into between the 

State of Florida Department of Environmental Protection 

( l1Departmenttt) and United Water Florida, Inc. ( "Respondentt1) 

to reach settlement of certain matters at issue between the 

Department and Respondent. 

The Department finds and the Respondent admits the 

following: Treated wastewater effluent discharged from the 

Respondent's domestic wastewater treatment facility located 

at 5957 Tampico Road, Jacksonville, Florida '32244, and known 

as the Jacksonville Heights WWTP has been shown to be 

chronically toxic to Ceriodaphnia dubia which is a violation 

of the whole effluent toxicity requirements established in 

Permit FL0023671 (llPermittt). 

- _  

1. The Department is the administrative agency of the 

State of Florida having the power and duty to protect 

Printed on recycled DoDer. 
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OGC FILE NO. 96 -1965  

United Water F l o r i d a  
- I. : M. Sambumurthi, P . E . ,  V i c e  P r e s i d e n t  '., 

Florida's air and water resources and to administer and 

enforce the provisions of Chapter 403, Florida Statutes 

('IF. S. ' I )  , and the rules promulgated thereunder, Florida 

Administrative Code (F.A.C.) Title 62. The Department has 

jurisdiction over the matters addressed in this Consent 

order. 

2. Respondent is a person within the meaning of Section 

403.031('5), F.S. 

3 .  Respondent is the owner and is responsible for the 

operation of the Jacksonville Heights' WWTP, a 2.5 MGD AADF 

domestic wastewater treatment facility ( I'Facility'I) with 
- -  - 

effluent discharged to an unnamed stormwater ditch ( l1DitchV1) 

connected to Fishing Creek. The Facility is located at 5957 
I 
I 
I 
I 
I 
1 .  
I 
I 
I 
I 

Tampico Road, Jacksonville, Florida 32244 at Latitude: 30" 

14' 15'' N, Longitude: 81" 45' 0511 W. 

4. Respondent operates the Facility under the Department 

Permit which expires on April 1, 1998. There is conclusive 

evidence that the Respondent's discharge is chronically toxic 

to Ceriodaphnia dubia as a result of its diazoxon content and 

that this toxicity occurs during wet weather months. The 

presence of diazoxon is not due to the facility's operation 

but appears to be related to the public's us of-the pesticide 

diazinon, a federally authorized chemical. (See CH2M Hill's 

January 22, 1996 report showing 100% mortality of C. dubia 

following rainfall events on June 29, 1994, August 9, 1994, 

September.9, 1994, September 13, 1994, and October 11, 1994). 
- -  

There is uncertainty whether there is sufficient evidence to 

2 



OCC FILE NO. 96-1965 
M. Sambumurthi, P . E . ,  Vice President 
United Water Florida 

be suspicious that an additional toxicant(s) is present which 

results in unacceptable acute toxicity during dry weather 

months. (See CH2M Hill's January 22, 1996 report showing 100% 

mortality of C. dubia following no rainfall events on March 

22, 1994). 

Instream biological surveys do not indicate a 

correlation between C. dubia toxicity test results and 

adverse impacts on biota. This is likely due to the nature 

of the Ditch and the intermittent nature of the flow which 

limits bi-ological diversity. The Department has established a - 
chronic toxicity effluent limit pursuant to Rule 62- 

- 

4.244(3) (a), FAC. However , in light of available 

information, the Department is requiring reconfirmation of 

the source of the toxicity and the relationship of effluent 

toxicity tests to instream impacts. 

5 .  Having reached a resolution of the matter the 

Department and the Respondent mutually agree and it is 

ORDERED : 

6. Respondent shall comply with the following actions 

within the stated time periods: 
-. 

1. During the effective period of this Consent 

Order and as provided in paragraph 6.2, below, the Respondent 

shall conduct additional monitoring of the facility's 

effluent and receiving waters to determine whether 

a. acute toxicity, if present, is related to 
diazinon ; 

3 



1 ‘ 
OGC FILE NO. 96-1965 
M. Sambumurthi, P.E., Vice President 

. .  i- 

United Water F l o r i d a  
b. di1ution.k available when toxicity events 

occur; and 
c. chronic toxicity results are correlated 

I 
with instream impacts. 

2. The following testing and other requirements 
I 
I shall be initiated within 60 days of this order. 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I .. 
I 
I 

The Respondent shall initiate the series of tests 
described below beginning in May 1997 to evaluate chronic 
whole effluent toxicity of the discharge from outfall D001. 
All test species, procedures and quality assurance criteria 
used shall be in accordance with Short-term Methods for 
Estimati’ns the Chronic Toxicitv of Effluents and Receivinq 
Waters to Freshwater Oraanisms, EPA/600/4-91/002, or the most 
current edition. A standard reference toxicant quality 
assurance test shall be conducted concurrently, or no greater 
than 30 days prior to the test date of‘the chronic toxicity 
test, Qith each species used in the toxicity tests and the- - 
results submitted with the discharge monitoring report (DMR). 

a. 

b. 

The Respondent shall conduct a daphnid (Ceriodaphnia 
dubia) Survival and Reproduction Test.and a Fathead 
Minnow (PimeDhales promelas) Larval Survival and 
Growth Test. These tests shall be conducted using a 
control (0% effluent) , one test concentration 
consisting of 33% effluent, and one test at 100% 
effluent. 
be a moderately hard water as described in 
EPA/600/4-91/002, Section 8 (or most current 
edition). All tests results shall be statistically 
analyzed according to Appendix H, EPA/600/4-91/002, 
or the most current edition. 
toxicity testing shall be collected to coincide with 
testing for the presence of diazinon. 

The control water and effluent used will 

Samples for chronic 

For each set of effluent tests conducted, 
of three different 24-hour composite samples of 
final effluent shall be collected and used per the 
sampling schedule of Section 8.3.2, EPA/600/4-91/002 
(or the most current edition). 
shall consist of grab samples collected-at each site 
for a minimum of three nonconsecutive days and used 
per the sampling schedule in Section 8.3.2, 
EPA/600/4-91/002. 
renewed daily. If test results do not meet the 
acceptability criteria of either Section 13, 
paragraph 13.11 or Section 11, paragraph 11.11, 
EPA/600/4-91/002 (or the most current edition), that 
test shall be repeated. A chronic test will be 

a minimum 

In stream samples 

All test solutions shall be 

4 



OGC F I L E  NO. 96-1965 
M. Sambumurthi,  P.E . ,  Vice P r e s i d e n t  
U n i t e d  Water F l o r i d a  

C. 

. .. 

..- -. 

d. 
- 

e. 

f.. 

considered valid only 
referenced herein are 

The effluent toxicity 

if the acceptability criteria 
met. 

tests specified above shall be 
conducted once every two months for the duration of 
the Permit, unless notified otherwise by the 
Department. These tests are referred to as "chronic 
routinev1 tests. The effluent toxicity tests shall 
be conducted to coincide with the instream bioassays 
in 9. below. 

Results from vlchronic routineIv tests shall be 
reported according to EPA/600/4-91/002, Section 10, 
Report Preparation (or the most current edition), 
and shall be submitted as an attachment to the' 
discharge monitoring report. 

For all tests conducted, a final effluent sample 
must be used. 

Diazinon Testing shall be conducted in accordance 
with EPA Method 614 or other Department approved 
method. The method detection limit shall not be 
greater than 0.05 micrograms per liter and the 
practical quanitative limit shall not be greater 
than 0.25 micrograms per liter. 

If diazinon is demonstrated to be present when the 
NOEC is less than 33%, that test shall not 
constitute a violation of the Permit or this Order. 

This Consent Order does not act as State of Florida 

Department of Environmental Protection Wastewater Permit, nor 

does it authorize or otherwise justify violation of the 

Florida Air and Water Pollution Control Act (llActvv), Part I, 

Chapter 403, F.S., during the pendency of this Consent Order. 

7. Analyses required by paragraph 6., abou-e shall be 

reported bi-monthly on a Discharge Monitoring Report (DMR) , 
DEP Form 62-620.910(10). These reports shall be mailed or 

hand delivered to the Department of Environmental Protection, 

Florida Department of Environmental Protection Wastewater 

Facilities Regulation Section, Mail Station 3551, Twin Towers 

5 
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OGC FILE NO. 96-1965 
. M .  Sambumurthi, P.E., V i c e  P r e s i d e n t  

Uni ted  Water F l o r i d a  

Office Building, 2600 Blair Stone Road, Tallahassee, Florida 

32399-2400 bi-monthly and must be received by the Department 

no later than the 28th day following the end of the reporting 

period (e.g., the August report would be due not later than 

September 28th. ) 

8 .  The Respondent shall prepare a plan for conducting 

in stream flow monitoring within the Ditch at the outfall 

location' for Department approval and. submit the plan by June 

1, 1997. Respondent shall have 4 5  days after Departmental 

approval to initiate and complete any .construction required 

by the plan. 
- -. 

The plan for stream monitoring shall provide 

for accurately measuring and recording daily stream flow and 

rainfall. During the interim period prior to completion of 

the stream monitoring facilities, the permittee shall conduct 

measurements of stream velocity and report the estimated 

stream flow on days during which samples are collected for 

the bioassays required by this Consent Order. 

9. The Respondent shall implement an instream .. . 

biomonitoring program for the purpose of identifying whether 

effluent toxicity is adversely impacting uses in the Ditch 

and Fishing Creek. The biomonitoring program shall include 
the following elements: - _  

a. Respondent shall perform in the Ditch and in 
Fishing Creek. 
monitoring sites in the ditch and in Fishing 
Creek and these sites shall be located as shown 
on Exhibit 1 and as follows: (fl) one station 
in the ditch, upstream of the facility 
discharge point; ( # 2 ,  #3, and #4) three 
biomonitoring stations in the ditch, downstream 
of the facility discharge point, prior to where 

There shall be a total of s i x  

- .  



OGC FILE NO. 96-1965 
M. Sambumurthi, P.E . ,  V i c e  President 
United Water Florida 

b. 

.. . I 

, _  . .  

I. . 

. ... 

c. 

the ditch meets Fishing Creek; ( # 5 )  one 
biomonitoring station in Fishing Creek, 
upstream of where the creek meets the ditch, 
mid-point of creek; and ( # 6 )  one biomonitoring 
station in Fishing Creek, downstream of where 
the ditch meets the creek, mid-point of creek. 

Monitoring shall be conducted three times per 
year and at least twice during the wet or rainy 
season (March through October) and-once during 
the dry season. Sampling events shall be 
separated by a minimum of 30 days. The 
monitoring shall include diazinon analysis, 
priority pollutant scans and invertebrate 
sampling at each site, for each sampling event. 
The Respondent shall provide estimates of flow 
at each bioassay site in the Ditch and chronic 
bioassays for daphnids and fathead minnow at 
biomonitoring stations # 1 , 0 # 2 ,  # 4 ,  and #6.  All 

accordance with the sampling and testing 
procedures described in 6.2 .  above. 

chronic bioassays shall be conducted in - -  

The biomonitoring.plan shall be initiated by 
the second quarter of 1997. 

10. The Respondent shall'investigate the potential for 

eliminating toxics from entering the wastewater collection 

system through a public education program. The Respondent 

shall develop a plan for a public education program and 

submit this plan to the Department for approval within 45 

days of the effective date of the Consent Order. The plan 

shall be designed to inform the public about the proper use 

and disposal of diazinon and other toxics for the purpose of 

reducing the presence of diazinon and otherltoxics-within the 

Respondent's service area. Respondent shall have 45 days 

after Departmental approval to initiate the plan. 

11. Every calendar quarter after the effective date of 

this Consent Order, Respondent shall submit in writing to the 

Department a report containing information concerning the 

I 
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OGC FILE NO. 96-1965 
M. Sambumurth i ,  P.E., Vice P r e s i d e n t  
Uni ted  Water Florida 

status and progress of projects being completed under this 

Consent Order, information as to compliance or noncompliance 

with the applicable requirements of this Consent Order 

including construction requirements and effluent limitations, 

and any reasons for noncompliance. Such reports shall also 

include a projection of the work to be performed pursuant to 

this Consent Order during the following 12 month period. The 

reports  shall be submitted to the Department within thirty 

(30) days following the end of the quarter. 

12. In the event of a sale or conveyance of the 
e 

- *  
Facility or of the property upon which the Facility is 

located, if all of the requirements of this Consent Order 

have not been fully satisfied, Respondent shall, at least 30 

days prior to the sale or conveyance of the property or 

Facility, (1) notify the Department of such sale or 

conveyance, (2) provide the name and address of the 

purchaser, or operator, or person(s) in control of the 

Facility, and ( 3 )  provide a copy of this Consent .. . Order with 

all attachments to the new owner. The sale or conveyance of 

the Facility, or the property upon which the Facility is 

located shall not relieve .the .Respondent of the. obligations 

imposed in this Consent Order. - _  

13. If event , including administrative or judicial 
challenges by third parties unrelated to the Respondent , 
occurs which causes delay or the reasonable likelihood of 

- .  

delay, in complying with the requirements of this Consent 

Order, Respondent shall have the burden of proving the delay 

8 
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OGC FILE NO. 96-1965 

I M. Sambumurthi P. E. Vice President 
United Water Florida 

was or will be caused by circumstances beyond the reasonable 

control of the Respondent and could not have been or cannot 

be overcome by Respondent's due diligence. Economic 

circumstances shall not be considered circumstances beyond 

the control of Respondent, nor shall- the failure of a 

contractor, subcontractor, materialman or other agent 

(collectively referred to as "contractor1@) to whom 

responsibility for performance is delegated to meet 

contractually imposed deadlines be a cause beyond the control 

of Respondent, unless the cause of the contractorls late - 
performance was also beyond the contractor s control. Upon 

occurrence of an event causing delay, or upon becoming aware 

of a potential for delay, Respondent shall notify the 

Department orally within 2 4  hours or by the next working day 

and shall, within seven calendar days of oral notification to 

the Department, notify the Department in writing of the 

anticipated length and cause of the delay, the measures taken 

or to be taken to prevent or minimize the delay and the 

timetable by which Respondent intends to implement these 

measures. If the parties can agree that the delay or 

anticipated delay has been or will be caused by circumstances 

beyond the reasonable control of Respondent, the time for 
- _  

performance shall be extended for a period equal to the 

agreed delay resulting from such circumstances. Such 

agreement- shall adopt all reasonable measures necessary to 

avoid or minimize delay. Failure of Respondent to comply 

with the notice requirements of this Paragraph in a timely 

9 
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OGC FILE NO. 96-1965 
M. Sambumurthi I P. E .  I V i c e  P r e s i d e n t  
United Water Florida 

manner shall constitute a" waiver of Respondent's right to 

request an extension of time for compliance with the 

requirements of this Consent Order. 

14. A person whose substantial interests are affected by 
the Department's action may petition for an administrative 
hearing in accordance with sections 120.569 and 120.57 of the 
Florida Statutes, or all parties may reach a written 
agreement on mediation as an alternative remedy under section 
120.573 before the deadline for filing a petition. Choosing 
mediation will not adversely affect the right to a hearing if 
mediation does not result in a settlement. The procedures for 
petitioning for a hearing are set forth below, followed by the 
procedures for pursuing mediation. 

T'he petition must contain the information set forth below 
and must be filed (received) in the Department's Office of- - 
General Counsel, 3900 Commonwealth Boulevard, Mail Station 35, 
Tallahassee, Florida, 32399-3000. Petitions filed by the 
applicant or any of the parties listed below must be filed 
within twenty-one days of receipt of this notice of intent. 
Petitions filed by any other person must be filed within 
twenty-one days of publication of the public notice or within 
twenty-one days of receipt of this notice of intent, whichever 
occurs first. A petitioner must mail a copy of the petition 
to the applicant at the address indicated above, at the time 
of filing. The failure of any person to file a petition (or a 
request for mediation, as discussed below) within the 
appropriate time period shall constitute a waiver of that 
person's right to request an administrative determination 
(hearing) under sections 120.569 and 120.57 of the Florida 
Statutes, or to intervene in this proceeding and participate 
as a party to it. 
the discretion of the presiding officer upon the filing of a 
motion in compliance with rule 28-5.207 of the Florida 
Administrative Code. 

Any subsequent intervention will be only at 

A petition must contain the following information: 
(a) The name, address, and telephone number of each 

petitioner; the Department's case identification number and 
the county in which the subject matter or activity is located; 

'(b) a statement of how and when each petitioner received 
notice of the Department's action; 

(c) a statement of how each petitioner's substantial 
interests are affected by the department's action; 

(d) a statement 
petitioner, if any; 

(e) a. statement 
warrant reversal or 

of the material facts disputed by the 

of facts that the petitioner contends 
modification of the Department's action; 
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(f) a statement of which rules or statutes the petitioner 
contends require reversal or modification of the Department's 
action; and 

petitioner, stating precisely the action that the petitioner 
(4) and a statement of the relief sought by the 

. . wants the Department to take. 

_ ,  

-.- 
. *. 
.-. 

.. . 

Because the administrative hearing process is designed to 
formulate final agency action, the filing of a petition means 
that the Department's final action may be different from the 
position taken by it in this order. Persons whose substantial 
interests will be affected by any such final decision of the 
Department on the application have the right to petition to 
become a party to the proceeding, in accordance with the 
requirements set forth above. 

Any person may elect to pursue mediation by reaching a 
mediation agreement with all parties to the proceeding (which 
includes the Department and any person who has filed a timely 
and suff-icient petition for a hearing) and by showing how the- 
substantial interests of each mediating party are affected by 
the Department's action or proposed action. 
must be filed in (received by) the Office of General Counsel 
of the Department at 3900 Commonwealth Boulevard, Mail Station 
35, Tallahassee, Florida 32399-3000, by the same deadline as 
set forth above for the filing of a petition. 

The agreement 

The agreement to mediate must include the following: 
(a) the names, addresses, and telephone numbers of any 

(b) the name, address, and telephone number of the 
persons who may attend the mediation; 

mediator selected by the parties, or a provision for selecting 
a mediator within a specified time; 

(c) the agreed allocation of the costs and fees associated 
with the mediation; 

(d) the agreement of the parties on the confidentiality of 

(e) the date, time, and place of the first mediation 

(f) the name of each party's representative who shall have 

(4) either an explanation of how the substantial interests 

discussions and documents introduced during mediation; 

session, or a deadline for holding the first session, if no 
mediator has yet been chosen; 

authority to settle or recommend settlement; 

of each mediating party will be affected by the action or 
proposed action addressed in this action or a statement 
clearly identifying the petition for hearing that each party 
has already filed, and incorporating it by reference; and 

(h) the signatures of all parties or their authorized 
representatives. 

A s  provided in section 120.573 of the Florida Statutes, 
the timely agreement of all parties to mediate will toll the 
time limitations imposed by section 120.569 and 120.57 for 
requesting and holding an administrative hearing. Unless 

I 
I 
II 
I 
I 
I 
I 
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otherwise agreed by the par,ties, the mediation must be 
concluded within sixty days of the execution of the agreement. 
If mediation results in settlement of the administrative 
dispute, the Department must enter a final order incorporating 
the agreement of the parties. Persons whose substantial 
interests will be affected by such a modified final decision 
of the Department have a right to petition for a hearing only 
in accordance with the requirements for such petitions set 
forth above, and must therefore file their petitions within 
twenty-one days of receipt of this notice. 
terminates without settlement of the dispute, the Department 
shall notify a l l  parties in writing that the administrative 
hearing processes under section 120.569 and 120.57 remain 
available for disposition of the dispute, and the notice will 
specify-the deadlines that then will apply for challenging the 
agency action and electing remedies under those two statutes. 

This action is final and effective on the date filed with 
the Clerk of the Department unless a petition (or request for 
mediation) is filed in accordance withsthe above. Upon the 
timely-filing of a petition (or request for mediation) this I 
order will not be effective until further order of the 
Department. 

Any party to the order has the right to seek judicial 
review of the order under section 120.68 of the Florida 
Statutes, by the filing of a notice of appeal under rule 9.110 
of the Florida Rules of Appellate Procedure with the Clerk of 
the Department in the Office of General Counsel, 3900 
Commonwealth Boulevard, Mail Station 35, Tallahassee, Florida, 
32399-3000; and by filing a copy of the notice of appeal 
accompanied by the applicable filing fees with the appropriate 
district court of appeal. 
within 30 days from the date when the final order is filed 
with the Clerk of the Department. 

If mediation 

The notice of appeal must be filed 

15. In addition to routine annual' - inspections, 

Respondent shall allow all authorized representatives of the 

Department access to the property and Facility at reasonable 

times for the purpose of determining compliance with the 

terms of this Consent Order and the rules of the- Department. 

. .  

16. A l l  plans, applications, penalties, stipulated 

penalties, costs and expenses, and information required by 

this Consent Order to be submitted to the Department shall be 

sent to the Florida Department of Environmental Protection, 

12 
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Northeast District Office, 7825 Baymeadows Way, Suite B200, 

Jacksonville, Florida 32256-7590. 

17. This Consent Order is a settlement of the 

violations alleged by the Department in Paragraph 4 above, 

pursuant to the Department's civil - and administrative 

authority under Chapters 403 and 376, F . S .  This Consent Order 

does not.address settlement of any criminal liabilities which 

may arise from Sections 403.161(3) through ( 5 ) ,  403.413(5), 

403.727(3) (b), 376.302(3) and (4), or 376.3071(10), F.S., nor 

does it-address settlement of any civil violation of federal- 

law unrelated to the toxicity test issues addressed in this 

order or any criminal violation of federal law. 

18. The Department hereby expressly reserves the right 

to initiate appropriate legal action to prevent or prohibit 

any violations of applicable statutes, or the rules 

promulgated thereunder that are not specifically addressed by 

the terms of this Consent Order. 

19. The terms and conditions set forth in this Consent 

Order may be enforced in a court of competent jurisdiction 

pursuant to Sections 120.69 and 403.121, F.S. Failure to 

comply with the terms of this Consent Order shall constitute 

a violation of Section 403.161(1) (b), F . S .  
- _  

20. The Department, for and in consideration of the 

complete and timely performance by Respondent of the 

obligations agreed to in this Consent Order, hereby waives 

its right to seek judicial imposition of damages or civil 

penalties for alleged violations of toxicity related 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
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Lawon Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite 8200 

jacksonville, Florida 32256-7590 
Virginia B. Wetherell 

Secretary 

BEFORE THE STATE O F  FLORIDA 
DEPARTMENT OF ENVIRONMENTAL PROTECTION 

STATE OF FLORIDA DEPARTMENT 1 IN THE OFFICE OF THE 
OF ENVIRONMENTAL PROTECTION, 1 NORTHEAST DISTRICT 

1 
r- Complainant, 1 

1 
vs . 1 

1 
United Water Florida, Inc., 1 - -  

1 
Respondent. 1 

OGC FILE NO. 96-1965 

This Consent Order is made and entered into between the 

State of Florida Department of Environmental Protection 

("Department") and United Water Florida, Inc. ( "RespondentIr) 

to reach settlement of certain matters at issue between the 

Department and Respondent. 

The Department finds and the Respondent admits the 

following: Treated wastewater effluent discharged from the 

Respondent's domestic wastewater treatment facility located 

at 5957 Tampico Road, Jacksonville, Florida 32244, and known 

as the Jacksonville Heights WWTP has been -Shown to be 

chronically toxic to Ceriodaphnia dubia which is a violation 

of the whole effluent toxicity requirements established in 

Permit FL0023671 (vlPermitlt). 

1. The Department is the administrative agency of the 

State of Florida having the power and duty to protect 

"Protect, Conserve and Manage Noridaf Environment and Natural Resources" 

Printed on recycled paper. 
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Florida's air and water resources and to administer and 

enforce the provisions of Chapter 403 , Florida Statutes 

( I I F . S . l l ) ,  and the rules promulgated thereunder, Florida 

Administrative Code (F.A.C.) Title 62. The Department has 

jurisdiction over the matters addressed in- this Consent 

Order. 

2. Respondent 

403.031(5) , F.S. 
3. Respondent 

is a person within the meaning of Section 

is the owner and is responsible for the 

operation of the Jacksonville Heights WWTP, a 2.5 MGD 

domestic wastewater treatment facility ( ltFacilityll) with 

effluent discharged to an unnamed stormwater ditch ( tlDitchll) 

connected to Fishing Creek. The Facility is located at 5957 

Tampico Road, Jacksonville, Florida 32244 at Latitude: 30' 

14' 15" N, Longitude: 81" 45' 05" W. 

4. Respondent operates the Facility under the Department 

Permit which expires on April 1, 1998. There is conclusive 

evidence that the Respondent's discharge is chronically toxic 

to Ceriodaphnia dubia as a result of its diazoxon content and 

that this toxicity occurs during wet weather months. The 

presence of diazoxon is not due to the facility's operation 

but appears to be related to the public's us of-the pesticide 

diazinon, a federally authorized chemical. (See CH2M Hill's 

January 22, 1996 report showing 100% mortality of C .  dubia 

following rainfall events on June 2 9 ,  1994, August 9, 1994, 

September 9, 1994, September 13, 1994, and October 11, 1994). 

There is uncertainty whether there is sufficient evidence to 
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be suspicious that an additional toxicant(s) is present which 

results in unacceptable acute toxicity during dry weather 

. months. (See CHZM Hill's January 22, 1996 report showing 100% 

mortality of C. dubia following no rainfall events on March 

I 
I 
I 

22, 1994). 

Instream biological surveys do not indicate a 
I 
I correlation between C. dubia toxicity test results and 

adverse:impacts on biota. This is likely due to the nature 

of the Ditch and the intermittent nature of the flow which I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

limits--biological diversity. The Department has established a, 

chronic toxicity effluent limit pursuant to Rule 62- 

4.244(3) (a), FAC. However, in light of available 

information, the Department is requiring reconfirmation of 

the source of the toxicity and the relationship of effluent 

toxicity tests to instream impacts. 

5 .  Having reached a resolution of the matter the 

Department and the Respondent mutually agree and it is 

ORDERED : 

6. Respondent shall comply with the following actions 

within the stated time periods: 

1. During the effective period of-this Consent 

Order and as provided in paragraph 6.2, below, the Respondent 

shall conduct additional monitoring of the facility's 

effluent-and receiving waters to determine whether 

a. acute toxicity, if present, is related to 
diazinon; 

3 
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b. dilution is available when toxicity events 

c. chronic toxicity results are correlated 

2. The following testing and other requirements 

occur; and 

with instream impacts. 

shall be initiated within 60 days of this order. 

The Respondent shall initiate the series of tests 
described below beginning in May 1997 to evaluate chronic 
whole effluent toxicity of the discharge from outfall D001. 
All test species, procedures and quality assurance criteria 
used shall be in accordance with Short-term Methods for 
Estimatina the Chronic Toxicitv of Effluents and Receivinq 
Waters to Freshwater Orcfanisms, EPA/600/4-91/002, or the most 
current edition. A standard reference toxicant quality 
assurance test shall be conducted conc.urrently,or no greater 
than 30. days prior to the test date of the chronic toxicity 
test, 
results submitted with the discharge monitoring report (DMR) .  

with each species used in the toxicity tests and the 

a. The Respondent shall conduct a daphnid (CeriodaDhnia 
dubia) Survival and Reproduction Test and a Fathead 
Minnow (Pimephales Dromelas) Larval Survival and 
Growth Test. These tests shall be conducted using a 
control (0% effluent) , one test concentration 
consisting of 3 3 %  effluent, and one test at 100% 
effluent. The control water and effluent used will 
be a moderately hard water as described in 
EPA/600/4-91/002, Section 8 (or most current 
edition). All tests results shall be statistically 
analyzed according to Appendix H, EPA/600/4-91/002, 
or the most current edition. Samples for chronic 
toxicity testing shall be collected to coincide with 
testing for the presence of diazinon. 

b. For each set of effluent tests conducted, a minimum 
of three different 24-hour composite samples of 
final effluent shall be collected and used per the 
sampling schedule of Section 8.3.2, EPA/600/4-91/002 
(or the most current edition). 
shall consist of grab samples collectea at each site 
for a minimum of three nonconsecutive days and used 
per the sampling schedule in Section 8.3.2, 
EPA/600/4-91/002. 
renewed daily. If test results do not meet the 
acceptability criteria of either Section 13, 
paragraph 13.11 or Section 11, paragraph 11.11, 
EPA/600/4-91/002 (or the most current edition), that 
test shall be repeated. A chronic test will be 

In stream samples 

All test solutions shall be 
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considered valid only if the acceptability criteria 
referenced herein are met. 

c. The effluent toxicity tests specified above shall be 
conducted once every two months for the duration of 
the P e r m i t ,  unless notified otherwise by the 
Department. These tests are referred to as tlchronic 
routine" tests. The effluent toxicity tests shall 
be conducted to coincide with the instream bioassays 
in 9. below. 

d. Results from Itchronic routine1! tests shall be 
reported according to EPA/600/4-91/002, Section 10, 
Report Preparation (or the most current edition), 

..-and shall be submitted as an attachment to the 

e. 

- 
f. 

4. 

discharge monitoring report. 

For a l l  tests conducted, a final effluent sample 
must be used. 

Diazinon Testing shall be conducted in accordance 
with EPA Method 614 or other Department approved 
method. The method detection limit shall not be 
greater than 0.05 micrograms per liter and the 
practical quanitative limit shall not be greater 
than 0.25 micrograms per liter. 

- -  

If diazinon is demonstrated to be present when the 
NOEC is less than 33%, that test shall not 
constitute a violation of the Permit or this Order. 

This Consent Order does not act as State of Florida 

Department of Environmental Protection Wastewater Permit, nor 

does it authorize or otherwise justify violation of the 

Florida Air and Water Pollution Control Act (lIActl*) , Part I, 
Chapter 403, F . S . ,  during the pendency of this Consent Order. 

7. Analyses required by paragraph 6. , above -. shall be 

reported bi-monthly on a Discharge Monitoring Report (DMR) , 
DEP Form 62-620.910(10). These reports shall be mailed or 

hand delivered to the Department of Environmental Protection, 

Florida Department of Environmental Protection Wastewater 

Facilities Regulation Section, Mail Station 3551, Twin Towers 

- -  
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Office Building, 2600 

3 2 3 9 9-24 00 bi-monthly 

P r e s i d e n t  

Blair Stone 

and must be 

Road, Tallahassee, Florida 

received by the Department 

no later than the 28th day following the end of the reporting 

period (e.g. , the August report would be due not later than 
September 28th.) 

8. The Respondent shall prepare a plan for conducting 

in stream flow monitoring within the Ditch at the outfall 

location for Department approval and submit the plan by June 

1, 1997. Respondent shall have 45 days after Departmental 

- approval to initiate and complete any construction required 

by the plan. The plan for stream monitoring shall provide 

for accurately measuring and recording daily stream flow and 

rainfall. During the interim period prior to completion of 

the stream monitoring facilities, the permittee shall conduct 

measurements of stream velocity and report the estimated 

stream flow on days during which samples are collected for 

the bioassays required by this Consent Order. 

9. The Respondent shall implement an instream 

biomonitoring program for the purpose of identifying whether 

effluent toxicity is adversely impacting uses in the Ditch 

and Fishing Creek. The biomonitoring program shall include 
- _  the following elements: 

a. Respondent shall perform in the Ditch and in 
Fishing Creek. 
monitoring sites in the ditch and in Fishing 
Creek and these sites shall be located as shown 

- -  on Exhibit 1 and as follows: (#l) one station 
in the ditch, upstream of the facility 
discharge point; (#2, # 3 ,  and #4) three 
biomonitoring stations in the ditch, downstream 
of the facility discharge point, prior to where 

There shall be a total of six 

6 
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the ditch meets Fishing Creek; (#5) one 
biomonitoring station in Fishing Creek, 
upstream of where the creek meets the ditch, 
mid-point of creek; and ( f 6 )  one biomonitoring 
station in Fishing Creek, downstream of where 
the ditch meets the creek, mid-point of creek. 

-- 

b. Monitoring shall be conducted three times per 
year and at least twice during the wet or rainy 
season (March through October) and once during 
the dry season. Sampling events shall be 
separated by a minimum of 30 days. The 
monitoring shall include diazinon analysis, 
priority pollutant scans and invertebrate 
sampling at each site, for each sampling event. 
The Respondent shall provide estimates of flow 
at each bioassay site in the Ditch and chronic 
bioassays for daphnids and fathead minnow at 
biomonitoring stations #l, #2, # 4 ,  and #6. All 

accordance with the sampling and testing 
procedures described in 6.2. above. 

c. The biomonitoring plan shall be initiated by 
the second quarter of 1997. 

chronic bioassays shall be conducted in - -  

10. The Respondent shall investigate the potential for 

eliminating toxics from entering the wastewater collection 

system through a public education program. The Respondent 

shall develop a plan for a public education program and 

submit this plan to the Department for approval within 4 5  

days of the effective date of the Consent Order. The plan 

shall be designed to inform the public about the proper use 

and disposal of diazinon and other toxics for the purpose of 

reducing the presence of diazinon and other toxics within the 

Respondent's service area. Respondent shall have 45 days 

after Departmental approval to initiate the plan. 

11. Every calendar quarter after the effective date of 

this Consent Order, Respondent shall submit in writing to the 
- .  

Department a report containing information concerning the 

7 
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status and progress of projects being completed under this 

Consent Order, information as to compliance or noncompliance 

with the applicable requirements of this Consent Order 

including construction requirements and effluent limitations, 

and any reasons for noncompliance. Such reports shall also 

include a projection of the work to be performed pursuant to 

this Consent Order during the following 12 month period. The 

reports shall be submitted to the Department within thirty 

(30) days following the end of the quarter. 

12. In the event of a sale or conveyance of thc 

Facility or of the property upon which the Facility is 

located, if all of the requirements of this Consent Order 

have not been fully satisfied, Respondent shall, at least 30 

days prior to the sale or conveyance of the property or 

Facility, (1) notify the Department of such sale or 

conveyance, (2) provide the name and address of the 

purchaser, or operator, or person(s) in control of the 

Facility, and ( 3 )  provide a copy of this Consent Order with 

all attachments to the new owner. The sale or conveyance of 

the Facility, or the property upon which the Facility is 

located shall not relieve the Respondent of the obligations 

imposed in this Consent Order. 
- _  

13. If any event, including administrative or judicial 

challenges by third parties unrelated to the Respondent, 

occurs -which causes delay or the reasonable likelihood of 

delay, in complying with the requirements of this Consent 

Order, Respondent shall have the burden of proving the delay 

8 
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was or will be caused by circumstances beyond the reasonable 

control of the Respondent and could not have been or cannot 

be overcome by Respondent's due diligence. Economic 

circumstances shall not be considered circumstances beyond 

the control of Respondent, nor shall the -failure of a 

contractor, subcontractor, materialman or other agent 

(collectively referred to as "contractor") to whom 

responsibility for performance is delegated to meet 

contractually imposed deadlines be a cause beyond the control 

of Respondent, unless the cause of the contractor's latg 

performance was also beyond the contractor's control. Upon 

occurrence of an event causing delay, or upon becoming aware 

of a potential for delay, Respondent shall notify the 

Department orally within 24 hours or by the next working day 

and shall, within seven calendar days of oral notification to 

the Department, notify the Department in writing of the 

anticipated length and cause of the delay, the measures taken 

or to be taken to prevent or minimize the delay and the 

timetable by which Respondent intends to implement these 

measures. If the parties can agree that the delay or 

anticipated delay has been or will be caused by circumstances 

beyond the reasonable control of Respondent, -the time for 

performance shall be extended for a period equal to the 

agreed delay resulting from such circumstances. Such 

agreement shall adopt all reasonable measures necessary to 

avoid or minimize delay. Failure of Respondent to comply 

with the notice requirements of this Paragraph in a timely 

9 
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manner shall constitute a waiver of Respondent's right to 

request an extension of time for compliance with the 

requirements of this Consent Order. 

14. A person whose substantial interests are affected by 
the Department's action may petition for an administrative 
hearing in accordance with sections 120.569 and 120.57 of the 
Florida Statutes, or all parties may reach a written 
agreement on mediation as an alternative remedy under section 
120.573 before the deadline for filing a petition. 
mediation will not adversely affect the right to a hearing if 
mediation does not result in a settlement. The procedures for 
petitioning for a hearing are set forth below, followed by the 
procedures for pursuing mediation. 

The-petition must contain the information set forth bel-ow- 
and must be filed (received) in the Department's Office of 
General Counsel, 3900 Commonwealth Boulevard, Mail Station 35, 
Tallahassee, Florida, 32399-3000. Petitions filed by the 
applicant or any of the parties listed below must be filed 
within twenty-one days of receipt of this notice of intent. 
Petitions filed by any other person must be filed within 
twenty-one days of publication of the public notice or within 
twenty-one days of receipt of this notice of intent, whichever 
occurs first. A petitioner must mail a copy of the petition 
to the applicant at the address indicated above, at the time 
of filing. (or a 
request for mediation, as discussed below) within the 
appropriate time period shall constitute a waiver of that 
person's right to request an administrative determination 
(hearing) under sections 120.569 and 120.57 of the Florida 
Statutes, or to intervene in this proceeding and participate 
as a party to it. 
the discretion of the presiding officer upon the filing of a 
motion in compliance with rule 28-5.207 of the Florida 
Administrative Code. 

Choosing 

The failure of any person to file a petition 

Any subsequent intervention will be only at 

A petition must contain the following information: 
(a) The name, address, and telephone number of each 

petitioner; the Department's case identification'number and 
the county in which the subject matter or activity is located; 

(b) a statement of how and when each petitioner received 
notice of the Department's action; 

(c) a statement of how each petitioner's substantial 
interests are affected by the department's action; 

(d)-a. statement of the material facts disputed by the 
petitioner, if any; 

(e) a statement of facts that the petitioner contends 
warrant reversal or modification of the Department's action; 

10 
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(f) a statement of which rules or statutes the petitioner 
contends require reversal or modification of the Department's 
action; and 

(9) and a statement of the relief sought by the 
petitioner, stating precisely the action that the petitioner 
wants the Department to take. 

Because the administrative hearing process is designed to 
formulate final agency action, the filing of a petition means 
that the Department's final action may be different from the 
position taken by it in this order. 
interests will be affected by any such final decision of the 
Department on the application have the right to petition to 
become a party to the proceeding, in accordance with the 
requirements set forth above. 

mediation agreement with all parties to the proceeding (which 
includes the Department and any person,who has filed a timely 
and sufficient petition for a hearing) and by showing how the 
substantial interests of each mediating party are affected-bg 
the Department's action or proposed action. 
must be filed in (received by) the Office of General Counsel 
of the Department at 3900 Commonwealth Boulevard, Mail Station 
35, Tallahassee, Florida 32399-3000, by the same deadline as 
set forth above for the filing of a petition. 

Persons whose substantial 

Any person may elect to pursue mediation by reaching a 

The agreement 

The agreement to mediate must include the following: 
(a) the names, addresses, and telephone numbers of any 

persons who may attend the mediation; 
(b) the name, address, and telephone number of the 

mediator selected by the parties, or a provision for selecting 
a mediator within a specified time; 

(c) the agreed allocation of the costs and fees associated 
with the mediation; 

(d) the agreement of the parties on the confidentiality of 
discussions and documents introduced during mediation; 

(e) the date, time, and place of the first mediation 
session, or a deadline for holding the first session, if no 
mediator has yet been chosen; 

(f) the name of each party's representative who shall have 
authority to settle or recommend settlement; 

(9) either an explanation of how the substantial interests 
of each mediating party will be affected by the-action or 
proposed action addressed in this action or a statement 
clearly identifying the petition for hearing that each party 
has already filed, and incorporating it by reference; and 

(h) the signatures of all parties or their authorized 
representatives. 

As provided in section 120.573 of the Florida Statutes, 
the timely agreement of all parties to mediate will toll the 
time limitations imposed by section 120.569 and 120.57 for 
requesting and holding an administrative hearing. Unless 

11 
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OGC FILE NO. 96-1965 
M. Sambumurthi, P.E., V i c e  P r e s i d e n t  
United Water F l o r i d a  
otherwise agreed by the parties, the mediation must be 
concluded within sixty days of the execution of the agreement. 
If mediation results in settlement of the administrative 
dispute, the Department must enter a final order incorporating 
the agreement of the parties. Persons whose substantial 
interests will be affected by such a modified final decision 
of the Department have a right to petition for a hearing only 
in accordance with the requirements for such petitions set 
forth above, and must therefore file their petitions within 
twenty-one days of receipt of this notice. If mediation 
terminates without settlement of the dispute, the Department 
shall notify all parties in writing that the administrative 
hearing processes under section 120.569 and 120.57 remain 
available for disposition of the dispute, and the notice will 
specify-the deadlines that then will apply for challenging the 
agency action and electing remedies under those two statutes. 

This action is final and effective on the date filed with 
the Clerk of the Department unless a petition (or request for . 

timely filing of a petition (or request for mediation) this- 
order will not be effective until further order of the 
Department. 

mediatign) is filed in accordance with the above. Upon the c 

Any party to the order has the right to seek judicial 
review of the order under section 120.68 of the Florida 
Statutes, by the filing of a notice of appeal under rule 9.110 
of the Florida Rules of Appellate Procedure with the Clerk of 
the Department in the Office of General Counsel, 3900 
Commonwealth Boulevard, Mail Station 35, Tallahassee, Florida, 
32399-3000; and by filing a copy of the notice of appeal 
accompanied by the applicable filing fees with the appropriate 
district court of appeal. The notice of appeal must be filed 
within 30 days from the date when the final order is filed 
with the Clerk of the Department. 

15. In addition to routine annual inspections, 

Respondent shall allow all authorized representatives of the 

Department access to the property and Facility at reasonable 

times for the purpose of determining compliance with the 

terms of this Consent Order and the rules of the Department. 
- _  

16. All plans, applications, penalties, stipulated 

penalties, costs and expenses, and information required by 

this Consent Order to be submitted to the Department shall be 

sent to the Florida Department of Environmental Protection, 

12 
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Jacksonville, Florida 32256-7590. 

17. This Consent Order is a settlement of the 

violations alleged by the Department in Paragraph 4 above, 

pursuant to the Department's civil and administrative 

authority under Chapters 403 and 376, F . S .  This Consent Order 

does not address settlement of any criminal liabilities which 

may arise from Sections 403.161(3) through (5), 403.413(5), 

403.727(3) (b), 376.302(3) and ( 4 ) ,  or 376.3071(10), F.S., nor 

does ~ address settlement of any civil violation of fede_ra_l 

law unrelated to the toxicity test issues addressed in this 

order or any criminal violation of federal law. 

18. The Department hereby expressly reserves the right 

to initiate appropriate legal action to prevent or prohibit 

any violations of applicable statutes, or the rules 

promulgated thereunder that are not specifically addressed by 

the terms of this Consent Order. 

19. The terms and conditions set forth in this Consent 

Order may be enforced in a court of competent jurisdiction 

pursuant to Sections 120.69 and 403.121, F . S .  Failure to 

comply with the terms of this Consent Order shall constitute 

a violation of Section 403.161(1) (b), - _  F.S. 

20. The Department, for and in consideration of the 

complete and timely performance by Respondent of the 

obligations agreed to in this Consent Order, hereby waives 

its right to seek judicial imposition of damages or civil 

penalties for alleged violations of toxicity related 

13 
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limitations through the date of the filing of this Consent 

Order as outlined in this Consent Order. 

21. Respondent is fully aware that a violation of the 

terms of this Consent Order may subject Respondent to 

judicial imposition of damages, civil penalties up to 

$10,000.00 per day per offense, and criminal penalties. 

22. Entry of this Consent Order does not relieve 

Respondent of the need to comply with any and all applicable 

federal, state or local laws, regulations or ordinances. 

23. The provisions of this Consent Order shall apply - to c 

and be binding upon the parties, their officers, their 

directors, agents, servants, employees, successors, and 

assigns and all persons, firms and corporations acting under, 

through or for them and upon those persons, firms and 

corporations in active concert or participation with them. 

24. No modifications of the terms of this Consent Order 

shall be effective until reduced to writing and executed by 

both Respondent and the Department. 

25. Respondent acknowledges but waives its right to an 

administrative hearing pursuant to Section 120.57, F . S . ,  on 

the terms of this Consent Order. Respondent acknowledges its 

right to appeal the terms of this Consent Order- pursuant to 

Sections 120.569 and 120.68, F . S . ,  but waives that right upon 

signing this Consent Order. 

26. This Consent Order is a final order of the 

Department pursuant to Section 120.52 (7) , F . S .  , and it is 
final and effective on the date filed with the 'Clerk of the 

14 
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Chapter 120, F.S. Upon the timely Filing of a petition this Consent Order will not be 

effective until fbrther order of the Department. 
I 
I 27. This Consent Order shall expire on April 1, 1998. 
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FOR THE RESPONDENT 

Munipalli Sambamurthi, P.E. -. - 
Vice President 
United Water Florida 

1997 in DONE AND ORDERED this day of , 
Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
OF ENVIRONMENTAL PROTECTION 

Copies furnished to: 
Mitchell Griffin, Ph.D., P.E. 
Larry Morgan, DEP 
Gordon Grimes, P.E., UWF 
John Hall 
Marshall Hyatt, EPA 
Robert Glenn, DEP 

Ernest E. Frey, P.E. 
Director Of District Management 
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Department unless a Petition for Administrative Hearing is filed in accordance with 

Chapter 120, F.S. Upon the timely Filing of a petition this Consent Order will not be 

effective until hrther order of the Department. 

27. This Consent Order shall expire on April 1, 1998. 

FOR TEE RESPONDENT 

Munipalli Sambamurthi, P.E. - 

Vice President 
United Water Florida 

DONE AND ORDERED this dayof , 1997 in 
Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
OF ENVIRONMENTAL PROTECTION 

Copies hrnished to: 
Mitchell Griflin, Ph.D., P.E. 
Larry Morgan, DEP 
Gordon Grimes, P.E., UWF 
John Hall 
Marshall Hyatt, EPA 
Robert Glenn, DEP 

Ernest E. Frey, P.E. 
Director Of District Management 
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’- Department of 

E nvi ron men tal Protect ion 
Lawton Chiles 

Governor 

Northeast Distr ict 
7825 Baymeadows Way, Suite B200 

Jacksonville, Florida 32256-7590 

NOTICE OF PERMIT ISSUANCE 

CERTIFIED-RETURN RECEIPT 
December 1, 1994 

Mr. Philip Heil, Vice President 
Jacksonville Suburban Utilities Corp. 
1400 Millcoe :Road 
Jacksonville, Florida 32225 

Virginia B. Wetherell 
Secretary 

Dear Mr. Heil: 

Nassau County - Domestic Waste 
Lofton Oaks WWTP 

Enclosed is Permit Number D045-260422 to operate the referenced wastewater 
treatment plant, issued pursuant to Section(s) 403.087, Florida Statutes (F.S.). 

The Permittee is reminded of the necessity to comply with the pertinent 
regulations of any other State agency, as well as any County, Municipal, and Federal 
regulations applicable to the project. These regulations may include, but are not 
limited to, those of the Federal Emergency Management Agency in implementing flood 
control measures. This permit should not be construed to imply compliance with the 
regulations of other agencies. 

A person whose substantial interests are affected by this permit may petition for 
an administrative proceeding (hearing) in accordance with Section 120.57, F.S. The 
petition must contain the information set forth below and must be filed (received) in 
the Office of General Counsel of the Department at 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400, within 14 days of receipt of this Permit. 
Petitioner shall mail a copy of the petition to the applicant at the address 
indicated above at the time of filing. Failure to file a petition within this time 
period shall constitute a waiver of any right such person may have to request an 
administrative determination (hearing) under Section 120.57, F.S. 

The Petition shall contain the following information; 
(a) The name, address, and telephone number of each petitioner, the applicant‘s 

name and address, the Department Permit File Number and the county in which the 
project is proposed; 

(b) A statement of how and when each petitioner received notice of the 
Department‘s action or proposed action; 

(c) A statement of how each petitioner‘s substantial interests are affected by 
the Department’s action or proposed action; 

(d) A statement of the material facts disputed by Petitioner, if any; 
(e) A statement of facts which petitioner contends warrant reversal or 

(f) A statement of which rules or statutes petitioner contends require reversal 

(9) A statement of the relief sought by petitioner, stating precisely the action 

modification of the Department‘s action or proposed action; 

or modification of the Department‘s action or proposed action; and 

petitioner wants the Department to take with respect to the Department’s action or 
proposed action. 

“Frs::a, Csnserve ond Manage Florida’s Environment and N a t u r a l  Resources” 

Printed on recycled paper. 
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P e r m i t  No. D045-260422 
Page Two 

I f  a p e t i t i o n  is  f i l e d ,  t h e  admin i s t r a t ive  hear ing  process  is designed t o  
formulate agency a c t i o n .  
from t h e  p o s i t i o n  t a k e n  by it i n  t h i s  permit .  Persons whose s u b s t a n t i a l  i n t e r e s t s  
w i l l  be a f f e c t e d  by any dec is ion  of t h e  Department w i t h  r ega rd  t o  t h e  a p p l i c a t i o n  
have t h e  r i g h t  t o  p e t i t i o n  t o  become a p a r t y  t o  t h e  proceeding. The p e t i t i o n  must 
conform t o  t h e  requirements s p e c i f i e d  above and be f i l e d  ( r e c e i v e d )  wi th in  14 days of 
r ece ip t  of t h i s  n o t i c e  i n  t h e  O f f i c e  of General Counsel a t  t h e  above address of t h e  
Department. F a i l u r e  t o  p e t i t i o n  w i t h i n  t h e  allowed time frame c o n s t i t u t e s  a waiver 
of any r i g h t  such person has t o  r eques t  a hear ing  under Sec t ion  120.57, F.S., and t o  
p a r t i c i p a t e  as a p a r t y  t o  t h i s  proceeding. Any subsequent i n t e r v e n t i o n  w i l l  on ly  be 
a t  t h e  approval of t h e  p re s id ing  o f f i c e r  upon motion f i l e d  pursuant  t o  R u l e  28-5.207, 
FAC . 

Accordingly, t h e  Department's f i n a l  a c t i o n  may be d i f f e r e n t  

T h i s  permit i s  f i n a l  and e f f e c t i v e  on t h e  d a t e  f i l e d  w i t h  t h e  Clerk  of t h e  
Department un le s s  a p e t i t i o n  i s  f i l e d  i n  accordance w i t h  t h e  above paragraphs or  
unless  a r eques t  f o r  extension of t i m e  i n  which t o  f i l e  a p e t i t i o n  i s  f i l e d  w i t h i n  
t h e  t i m e  s p e c i f i e d  f o r  f i l i n g  a p e t i t i o n  and conforms t o  Rule 17-103.070, FAC. 
t imely f i l i n g  of a p e t i t i o n  o r  a reques t  f o r  an ex tens ion  of t i m e  t h i s  permit  w i l l  
not be e f f e c t i v e  u n t i l  f u r t h e r  O r d e r  of t h e  Department. 

Upon 

When t h e  Order (Permit)  i s  f i n a l ,  any p a r t y  t o  t h e  Order has  t h e  r i g h t  t o  seek 
j u d i c i a l  review of t h e  Order pursuant  t o  Sec t ion  120.68, F.S., by t h e  f i l i n g  of a 
Notice of Appeal pursuant t o  Rule 9.110, F lo r ida  Rules of Appellate procedure,  wi th  
t h e  Clerk of t h e  Department i n  t h e  Of f i ce  of General Counsel, 2600 B l a i r  Stone Road, 
Tal lahassee,  F lo r ida  32399-2400; and by f i l i n g  a copy of t h e  Notice of Appeal 
accompanied by t h e  app l i cab le  f i l i n g  f e e s  w i t h  t h e  appropr i a t e  D i s t r i c t  Court of 
Appeal. 
Order is  f i l e d  w i t h  t h e  Clerk of t h e  Department. 

The Notice of Appeal must be f i l e d  wi th in  30 days from t h e  date t h e  F i n a l  

Executed i n  Jacksonvi l le ,  F lo r ida .  

s i n c e r e l y ,  , /  

EE : / j f  

E rnes t  E. Frey, P.E. 
D i rec to r  of Dis t r ic t  Management 

Attachment 

cc: Stephen V. Manis, P.E. 
- _  

CERTIFICATE OF SERVICE 

The undersigned duly des igna ted  deputy agency c l e r k  hereby c e r t i f i e s  t h a t  t h i s  
NOTICE OF PERMIT ISSUANCE and a l l  copies  were mailed before  t h e  c l o s e  of bus iness  on 
t o  t h e  l i s t e d  persons. 

I 
FILING AND ACKNOWLEDGEMENT 

FILED, on this date, pursuant to S120.52 , Florida 
Statutes, with the designated Department Clerk, I 

I 
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Lawron Chiles 
Governor 

Northeast District 
7825 Baymeadows Way, Suite B200 

Jacksonville, Florida 32256-7590 
Virginia B. Wetherell 

Secretary 

PERMITTEE : I . D .  N u m b e r :  3145P01895 
M r .  P h i l i p  i iei l ,  V i c e  P r e s i d e n t  P e r m i t / C e r t  Number: D045-260422 
J a c k s o n v i l l e  Suburban U t i l i t i e s  Corp. D a t e  of Issue: December 1, 1994 
1400 Millcoe Road E x p i r a t i o n  D a t e :  December 1, 1999 
J a c k s o n v i l l e ,  F l o r i d a  32225 County: Nassau 

Lat/Long : 
Section/Township/Range: 38/2N/27E 
P r o j e c t :  L o f t o n  Oaks WWTP 

38 O 3 8 ' 0 "N/ 8 1 O 34 ' 45 " W 

T h i s  permit i s  i s s u e d  under  t h e  p r o v i s i o n s  of  C h a p t e r  403, F l o r i d a  S t a t u t e s ,  and  
F l o r i d a  A d m i n i s t r a t i v e  Code R u l e ( s )  62-4, 62-600, and  62-604. 62-301, 62-302, 62-4, 
62-600, 62-601, 62-610, 62-640, 62-699, 62-7 and 61E12. The a b o v e  named P e r m i t t e e  i s  
hereby  a u t h o r i z e d  t o  perform t h e  work o r  o p e r a t e  t h e  f a c i l i t y  shown on t h e  
a p p l i c a t i o n  and approved d r a w i n g ( s ) ,  p l a n s ,  and o t h e r  documents a t t a c h e d  h e r e t o  o r  on 
f i l e  w i t h  t h e  Department and made a p a r t  hereof  and  s p e c i f i c a l l y  described a s  
f o l l o w s :  

For t h e  o p e r a t i o n  of  a 0.050 MGD e x t e n d e d  a e r a t i o n  (ac t iva ted  s l u d g e )  w a s t e w a t e r  
t r e a t m e n t  p l a n t  w i t h  c h l o r i n a t e d  r e c l a i m e d  w a t e r  disposal t o  t w o  p e r c o l a t i o n /  
e v a p o r a t i o n  ponds having  a t o t a l  bo t tom area of 49,660 f t 2 .  

Loca ted  on A1A (S.R. 2OO), e a s t  o f  Yulee i n  t h e  L o f t o n  Oaks S u b d i v i s i o n ,  
Nassau County, F l o r i d a .  

In accordance  w i t h  a p p l i c a t i o n  r e c e i v e d  November 4 ,  1994. 

" P m e c t  h s e r v e  cnd hloncge Flonda's E w r  3:1:77er11 o.id / < ~ t ~ r c ; j  ,?.'SGdfC<S'' 

Printed on recycled paper. 
DER Form 62-1.201(5) E f f e c t i v e  November 30, 1982 Page 1 o f  9.  
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, RERMITTEE: 
U r .  P h i l i p  H e i l ,  V i c e  P r e s i d e n t  
J a c k s o n v i l l e  Suburban  U t i l i t i e s  Corp. 

I . D .  N u m b e r :  3145€ 395 
P e r m i t / C e r t  N u m b e r :  D045-260422 
Date of Issue: D e c e m b e r  1, 1994 
Expiration Date: December 1, 1999 

GENERAL CONDITIONS : 

1. 

2. 

3.  

4. 

5. 

6. 

7. 

The t e r m s ,  c o n d i t i o n s ,  r e q u i r e m e n t s ,  l i m i t a t i o n s  and r e s t r i c t i o n s  set f o r t h  i n  
t h i s  p e r m i t ,  are "permit c o n d i t i o n s "  and are  b i n d i n g  and e n f o r c e a b l e  p u r s u a n t  t o  
S e c t i o n s  403.141, 403.727, o r  403.859 t h r o u g h  403.861, F.S. The permittee i s  
p l a c e d  on n o t i c e  t h a t  t h e  Depar tment  w i l l  r e v i e w  t h i s  permit  p e r i o d i c a l l y  and may 
i n i t i a t e  e n f o r c e m e n t  a c t i o n  f o r  a n y  v i o l a t i o n  Of t h e s e  c o n d i t i o n s .  

T h i s  p e r m i t  is v a l i d  o n l y  f o r  t h e  s p e c i f i c  p r o c e s s e s  and o p e r a t i o n s  a p p l i e d  f o r  
and i n d i c a t e d  i n  t h e  approved d r a w i n g s  o r  e x h i b i t s .  Any u n a u t h o r i z e d  d e v i a t i o n  
from t h e  a p p r o v e d  drawings ,  e x h i b i t s ,  s p e c i f i c a t i o n s ,  o r  c o n d i t i o n s  of  t h i s  
p e r m i t  may c o n s t i t u t e  grounds  f o r  r e v o c a t i o n  and enforcement  a c t i o n  by t h e  
Department.  

As provided  i n  s u b s e c t i o n s  4 0 3 . 0 8 7 ( 6 )  ana  4 0 3 . 7 2 2 ( 5 ) ,  F.S. ,  t h e  i s s u a n c e  of t h i s  
p e r m i t  d o e s  n o t  convey any v e s t e d  r i g h t s  or  any  e x c l u s i v e  p r i v i l e g e s .  
does it a u t h o r i z e  any  i n j u r y  t o  p u b l i c  o r  p r i v a t e  p r o p e r t y  or  any i n v a s i o n  of  
p e r s o n a l  r i g h t s ,  n o r  any i n f r i n g e m e n t  of  f e d e r a l ,  s t a t e ,  o r  l o c a l  l a w s  o r  
r e g u L a t i o n s .  T h i s  permit i s  n o t  a w a i v e r  o f  .or a p p r o v a l  of  any o t h e r  Department 
p e r m i t  t h a t  may be r e q u i r e d  f o r  o t h e r  a s p e c t s  o f  t h e  t o t a l  p r o j e c t  which a r e  n o t  
addressed  i n  t h i s  permit. 

N e i t h e r  

T h i s  permit conveys  no t i t l e  t o  l a n d  o r  w a t e r ,  d o e s  n o t  c o n s t i t u t e  S t a t e  
r e c o g n i t i o n  or acknowledgment of t i t l e ,  and d o e s  n o t  c o n s t i t u t e  a u t h Q r i c y  f o r  t h e  
u s e  of  submerged l a n d s  u n l e s s  h e r e i n  p r o v i d e d  and t h e  n e c e s s a r y  t i t l e  or 
l e a s e h o l d  i n t e r e s t s  have  been o b t a i n e d  from t h e  S t a t e .  Only t h e  T r u s t e e s  of  t h e  
I n t e r n a l  Improvement T r u s t  Fund may e x p r e s s  S t a t e  o p i n i o n  as t o  t i t l e .  

T h i s  p e r m i t  d o e s  n o t  r e l i e v e  t h e  permittee from l i a b i l i t y  f o r  harm or i n j u r y  to 
hurnan h e a l t h  or  w e l f a r e ,  a n i m a l ,  or p l a n t  l i f e ,  o r  p r o p e r t y  c a u s e d  by t h e  
c o n s t r u c t i o n  o r  operation of t h i s  p e r m i t t e d  source, or from p e n a l t i e s  t h e r e f o r e ;  
n o r  does it a l l o w  t h e  permittee t o  c a u s e  p o l l u t i o n  i n  c o n t r a v e n t i o n  o f  F l o r i d a  
S t a t u t e s  and  Department  r u l e s ,  u n l e s s  s p e c i f i c a l l y  a u i h o r i z e d  by an  o r d e r  from 
t h e  Department.  

The permittee s h a l l  properly operate and m a i n t a i n  t h e  f a c i l i t y  and sys tems of  
t r ea tmen t  and cont ro l  (and  related a p p u r t e n a n c e s )  t h a t  are i n s t a l l e d  and used. by 
t h e  permittee t o  a c h i e v e  compliance w i t h  t h e  c o n d i t i o n s  o f  t h i s  permit, are 
r e q u i r e d  b y  Department r u l e s .  T h i s  p r o v i s i o n  i n c l u d e s  t h e  o p e r a t i o n  of  backup o r  
a u x i l i a r y  f a c i l i t i e s  o r  s i m i l a r  systems when n e c e s s a r y  t o  a c h i e v e  compliance w i t h  
t h e  c o n d i t i o n s  o f  t h e  permit and  when required by Department r u l e s .  

The permittee, by a c c e p t i n g  t h i s  permit, s p e c i f i c a l l y  a g r e e s  t o  a l l o w  a u t h o r i z e d  
Department p e r s o n n e l ,  upon p r e s e n t a t i o n  of c r e d e n t i a l s  o r  o t h e r  documents as may 
be required by l a w  and  a t  r e a s o n a b l e  t i m e s ,  access t o  th premises where t h e  
p e r m i t t e d  a c t i v i t y  i s  l o c a t e s  or  c o n d u c t e d  t o :  

DER Form 62-1.201(5) E f f e c t i v e  November 3 0 , ' 1 9 8 2  Page 2 o f  9 .  



~ 

I 
E 
I 
I 
I 
I 
I 
I 
c 
L 
c 
I 
I 
I 
I 
I 
I 
I 
I 

PERMITTEE : I . D .  Number:  3145P ,95 
M r .  P h i l i p  H e i l ,  V i c e  P r e s i d e n t  P e r d t / C e r t  Number: D045-260422 
J a c k s o n v i l l e  Suburban  U t i l i t i e s  Corp. D a t e  of I ssue :  December 1, 1994  

Exp i ra t ion  Date: December 1, 1999 

a. Have accese t o  and copy any r eco rds  t h a t  m u s t  be kep t  under c o n d i t i o n s  of 
t h e  permit;  

8. 

9. 

10. 

11. 

1 2 .  

DER 

b. I n s p e c t  t h e  f a c i l i t y ,  equipment,  p r a c t i c e s ,  o r  o p e r a t i o n s  r e g u l a t e d  or  
required under  t h i s  permi t ;  and 

c. Sample o r  moni tor  any subs t ances  o r  parameters  a t  any l o c a t i o n  r easonab ly  
n e c e s s a r y  t o  a s s u r e  compliance wi th  t h i s  permit  o r  Department r u l e s .  

Reasonable  t i m e  may depend on t h e  n a t u r e  of t h e  concern be ing  i n v e s t i g a t e d .  

I f ,  f o r  any r e a s o n ,  t h e  p e r m i t t e e  does not  comply w i t h  o r  w i l l  be  unable  t o  
comply w i t h  any  c o n d i t i o n  o r  l i m i t a t i o n  s p e c i f i e d  i n  t h i s  pe rmi t ,  t h e  p e r m i t t e e  
s h a l l  immediately p rov ide  t h e  Department w i t h  t h e  fo l lowing  informat ion:  

a. A d e s c r i p t i o n  of  and cause  of noncompliance; and 

c .. 

b. The p e r i o d  of noncompliance, i nc lud ing  d a t e s  and t i m e s ;  o r ,  i f  n o t  c o r r e c t e d ,  
t h e  a n t i c i p a t e d  t i m e  t h e  noncompliance is. expected t o  con t inue ,  and s t e p s  
be ing  t a k e n  t o  educe, e l i m i n a t e ,  and prevent  r e c u r r e n c e  of t h e  noncompliance. 
The p e r m i t t e e  s h a l l  be r e s p o n s i b l e  f o r  any and a l l  damages which may r e s u l t  
and may be s u b j e c t  t o  enforcement  a c t i o n  by t h e  Departnent  f o r  p e n a l t i e s  o r  
f o r  r e v o c a t i o n  of t h i s  pe rmi t .  

I n  a c c e p t i n g  t h i s  permi t ,  t h e  p e r m i t t e e  understands and a g r e e s  t h a t  all records, 
n o t e s ,  mon i to r ing  d a t a  and o t h e r  in fcrmat ion  r e l a t i n g  t o  t h e  c o n s t r u c t i o n  or 
o p e r a t i o n  of  t h i s  pe rmi t t ed  sou rce  which a r e  submit ted t o  t h e  Department may be 
used  by t h e  Department as ev idence  i n  any enfcrcement case invo lv ing  t h e  
p e r m i t t e d  s o u r c e  a r i s i n g  under  t h e  F l o r i d a  S t a t u t e s  o r  Department r u l e s ,  excep t  
where such u s e  i s  p r e s c r i b e d  by S e c t i o n  403.111 and 403.73, F.S. Such ev idence  
shall only  be used t o  t h e  e x t e n t  it i s  c o n s i s t e n t  w i t h  t h e  F l o r i d a  Rules  o f  C i v i l  
Procedure and a p p r o p r i a t e  e v i d e n t i a r y  r u l e s .  

The p e r m i t t e e  a g r e e s  t o  comply w i t h  changes i n  Department r u l e s  and F l o r i d a  
S t a t u t e s  a f t e r  a r easonab le  t i m e  f o r  compliance; provided ,  however, t h e  p e r m i t t e e  
d o e s  n o t  waive any o t h e r  r i g h t s  g ran ted  by F l o r i d a  S t a t u t e s  o r  Department r u l e s .  
A r e a s o n a b l e  t i m e  for compliance wi th  a new o r  amended s u r f a c e  w a t e r  q u a l i t y  
s t a n d a r d ,  o t h e r  t h a n  t h o s e  s t a n d a r d s  addressed i n  Rule  62-302.500, s h a l l  i n c l u d e  
a r easonab le  t i m e  t o  o b t a i n  or be denied a mixing zone f o r  t h e  new o r  amended 
s t anda rd .  

T h i s  permi t  i s  t r a n s f e r a b l e  o n l y  upon Department approval  i n  accordance w i t h  R u l e  
62-4.120 and 62-730.300 F.A.C. ,  as  app l i cab le .  The permittee s h a l l  be l i a b l e  f o r  
any non-compliance of t h e  p e r m i t t e d  
t h e  Department. 

T h i s  permi t  or  a copy the reo f  s h a l l  
a c t i v i t y .  

a c t i v i t y  u n t i l  t h e  t r a n s f e r  i s  approved by 
-.. 

be kept  a t  t h e  work s i te  of t h e  p e r m i t t e d  

Form 62-1.201(5) E f f e c t i v e  November 30, 1982 Page 3 of 9.  
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P’ERMITTEE : I.D. Number: 3145P. -d95 
Mr. Philip Heil , Vice President Permit/Cert Number: D045-260422 
Jacksonville Suburban Utilities COrp. Date of Issue: December 1, 1994 

. Expiration Date: December 1, 1999 

13. This permit also constitutes: 

Determination of Best Available Control Technology (BACT) 
Determination of Prevention of Significant Deterioration (PSD) 
Certification of compliance with state Water Quality Standards 

Compliance with New Source Performance Standards 
(Section 401, PL 92-500) 

permittee shall comply with the following: 

Upon request, the permittee shall furnish all records and plans required 
under Department rules. During enforcement actions, the retention period for 
all records will be extended automatically unlsss otherwise stipulated by the 
Depaftment. 

The-permittee shall hold at the racility o r  other location designated by this 
permit records of all monitoring information (including all calibration and 
maintenance records and all original strip chart recordings for continuous 
monitoring instrumentation) required by the permit, copies cf all reports 
required Sy this permit, and records of all data used to complete the 
application for this permit. These materials shall be retained at least 
three years from the date of the sample, measurement, report, or application 
unless otherwise specified by Department rule. 

.. 

Records of monitoring information shall include: 

- the date, exact place, and time of sampling or measurements; 
- the person responsible for performing the sampling or measurements; 
- the dates analyses were performed; 
- the person responsible for performing the analyses; 
- the analytical techniques or methods used; 
- the results of such analyses. 

15. When requested by the Department, the permittee shall within a reasonable time 
furnish any information required by law which is needed to determine compliance 
with the permit. If the permittee becomes aware the relevant facts were not 
submitted or were incorrect in the permit application or in any report to the 
Department, such facts or information shall be corrected promptly. 

DER Form 62-1.201(5) Effective November 30, 1982 Page 4 of 9. 
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PERMITTEE: : I.D. Number:  3145PL.,t395 
M r .  P h i l i p  H e i l ,  V i c e  ? r e s i d e n t  P e r m i t / C e r t  N u m b e r :  D045-260422 
J a c k s o n v i l l e  S u b u r b a n  U t i l i t i e s  Corp. D a t e  of  Issue: December 1, 1994 

E x p i r a t i o n  Date:  December 1, 1999 

S P E C I F I C  CONDITIONS: 

1. 

2. 

3. 

4 .  

5. 

6. 

7. 

8 .  

9. 

Waste r e s i d u a l s  o r  o t h e r  s o l i d  w a s t e s  s h a l l  n o t  b e  d i s c h a r g e d  i n t o  s u r f a c e  
w a t e r s  e i t h e r  d i r e c t l y  o r  i n d i r e c t l y .  These s h a l l  be d i s p o s e d  of i n  a manner 
approved  b y  t h e  Department .  

The rec la imed w a t e r  from t h i s  s o u r c e  s h a l l  be a d e q u a t e l y  c h l o r i n a t e d  a t  a l l  
t i m e s  so a s  t o  m e e t  t h e  b a s i c  d i s i n f e c t i o n  r e q u i r e m e n t s  of  Rule  62-600.440 ( 4 ) ,  
FAC. 

The p e r s o n n e l  i n  c h a r g e  of t h e  o p e r a t i o n ,  s u p e r v i s i o n ,  or  main tenance  of  t h e  
t r e a t m e n t  f a c i l i t i e s  s h a l l  meet t h e  requi rements  of C h a p t e r  62-699, FAC and 
61E12. Sampl ing  and  m o n i t o r i n g  of  t h i s  f a c i l i t y  w i l l  b e  i n  a c c o r d a n c e  w i t h  
C h a p t e r  62-601, FAC. 

N o  a d d i t i o n a l  c o n n e c t i o n s  s h a l l  b e  made t o  t h i s  f a c i l i t y  w i t h o u t  p r i o r  a p p r o v a l  
o f  t h i s  agency .  

.. 

The permit h o l d e r  s h a l l . a l s o  comply w i t h  county,  m u n i c i p a l ,  federal  and o t h e r  
s t a t e  r e g u l a t i o n s .  

Dur ing  t h e  p e r i o d  o f  o p e r a t i o n  a l lowed by t h i s  p e r m i t ,  t h e  T e r m i t t e e  s h a l l  
complete and s u b m i t  on a monthly b a s i s  t h e  monthly o p e r a t i o n  r e p o r t  [DZR Form 
N o .  62-601.900(1) ]  so as t o  be r e c e i v e d  by t h e  Department by t h e  t w a n t y - e i g h t h  
( 2 8 t h )  day of t h e  month f o l l o w i n g  t h e  month of o p e r a t i o n .  The t e s t  s i t e  
i d e n t i f i c a t i o n  number f o r  t h i s  f a c i l i t y  t o  be e n t e r e d  u n d e r  P a r t  11, i t e m  (lo) 
of e a c h  report  i s  3145x12577. R e p o r t s  s h a l l  be s u b m i t t e d  on a monthly basis  t o  
t h e  Department  of Envi ronmenta l  P r o t e c t i o n ,  N o r t h e a s t  D i s t r i c t  O f f i c e ,  7825 
Baymeadows Way, S u i t e  B-200, J a c k s o n v i l l e ,  F l o r i d a  32256-7590. 

An O p e r a t i o n  and  Maintenance Manual f o r  t h i s  f a c i l i t y  s h a l l  b e  a v a i l a b l e  a t  t h e  
f a c i l i t y  fo r  u s e  b y  o p e r a t i o n  and maintenance p e r s o n n e l  and € o r  i n s p e c t i o n  by 
t h e  Department  i n  accordance w i t h  Rule  62-600.720, FAC. 

A copy o f  t h e s e  permit  c o n d i t i o n s  s h a l l  b e  forwarded by t h e  P e r m i t t e e  t o  t h e  
l e a d  operator a n d / o r  t h e  u t i l i t y  company who i s  charged t o  m a i n t a i n  and o p e r a t e  
t h i s  f a c i l i t y ,  i f  o t h e r  t h a n  t h e  owner, so a s  t o  comply w i t h  G e n e r a l  C o n d i t i o n  
N o .  1 2  above. 

Accord ing  t o  C h a p t e r  62-699, FAC, t h i s  i s  a C l a s s  C,  Level I11 t r e a t m e n t  process 
t h a t  requires t h e  services o f  a c e r t i f i e d  o p e r a t o r  ( C l a s s  C o r  h i g h e r )  f i v e  d a y s  
per week f o r  o n e  h a l f  hour  per day and one weekend v i s i t .  ( A d d i t i o n a l l y ,  t h e  
owner  o r  r e p r e s e n t a t i v e  s h a l l  per form 5 day per week m a i n t e n a n c e  and  t e s t i n g  t o  
e n s u r e  t h e  p r o p e r  operation o f  t h e  f a c i l i t y  and f u l f i l l  t h e  m o n i t o r i n g  
r e q u i r e m e n t s  of Specific C o n d i t i o n  N o .  1 6  of t h i s  permi-t-.) 

DER Form 62-1.201(5) E f f e c t i v e  November 30, 1982 Page 5 of 9. 
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?EMITTEE : I.D. Number: 31451 ,895 
H r .  Philip Heil, Vice President Permit/Cert Number:  D045-260422 
Jacksonville Suburban Utilities Corp. Date of Issue: December 1, 1994 

Expiration Date: December 1, 1999 

10. The Domestic wastewater residuals generated by the facility which meet Class C 
Stabilization Standards and the chemical criteria of Rule 62-640.700(3), FAC 
shall be disposed of at the Frenz Beaver Street Sludge Farm land application 
site in accordance with the provisions of Chapter 62-640 FAC and the 
Agricultural Use Plan for the site received November 4, 1994 and hereby 
incorporated as part of this permit. The residuals shall be sampled for the 
parameters listed below every twelve months in accordance with Rule 
62-640.700(1)(e) and (f) FAC. Residuals samples shall be collected after final 
treatmezt but prior to utilization or dispos-al. A copy of the analyses shall be 
submitted with the monthly operation report for the following parameters: 

Total Nitrogen - 

Total Potassium - 
Total solids - 
Cadmium - mg/kg 
Copper - m5i/kg 
Lead - mg/kg 

7 Nickel - mg/kg 
Zinc - mg/kg 

Total Phosphorus - 

PH - standard 

% dry weight 
% dry weight 
% dry weight 
% dry weight 
- dry weight 
- dry weight 
- dry weight 
- dry weight 
- dry weight 

units 

11. The Permittee shall notify the Department by letter of any modifications or 
expansions of the approved land application residual site in accordance with the 
requirements of Rule 62-640.300(2) FAC. Expansions include additional site 
locations for the Permittee's residuals. 

12. Pursuant to Rule 62-640.500(1)(f) FAC, the Agricultural Use Plan shall be 
updated and submitted to the Department annually beginning one year from the 
date of operation permit issuance. The pi3 of the residuals soil mixture and a 
summary of the total domestic wastewater residuals, nitrogen, and heavy metals 
applied on an annual basis shall be submitted with the annual update to the 
Agricultural Use Plan. 

13. Pursuant to Rule 62-640.700(3)(~) FAC, records of the domestic wastewater 
residuals application areas and application rates shall be maintained by the 
wastewater treatment facility permittee and must be available for inspection 
upon request by the Department, or the appropriate Local Environmental Program. 
Records shall be kept on an appropriate Department form or by an approved method 
which provides equivalent detail. These records shall include: 

a. Date of application of the domestic wastewater residuals, 
b. Location of the residuals application site, 
c. Amount of domestic wastewater residuals applied or delivered, 
d. Identification of specific areas of the site where-domestic wastewater residuals 

e. Method of incorporation of residuals (if any), 
f. Water table level at time of application, and 
g. 

were applied and acreags of that area, 

Concentration of nitrogen and heavy metals in the domestic wastewater residuals, 
solids, and date of last analysis. 

14. All applications to renew operation permits shall include a detailed operation and 
maintenance performance report as described in Rule 62-600.735 FAC. 

I DER Form 62-1.201(5) Effective November 30, 1982 Page 6 of 9. 
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PERMITTEE : I . D .  Number:  3145731895 
H r .  Philip Heil , Vice President Permit/Cert Number:  D045-260422 
Jacksonville suburban Utilities Corp. Date of Issue: December 1, 1994 

. Expiration Date: December 1, 1999 

15. The Permittee shall provide for the timely planning, design and construction of 
wastewater facilities necessary to provide proper treatment and reuse of domestic 
wastewater and management of domestic wastewater residuals. When the three-month 
average daily flow for the most recent three consecutive months exceeds 50 percent of 
the permitted capacity of the treatment facility, the Permittee shall submit to the 
Department a capacity analysis report pursuant to Rule 62-600.405 FAC. 

16. In accordance with Chapter 62-601 FAC, the monitoring requirements and reclaimed water 
limitations for  this plant are as follows: 

1 '  IRECLAIMED WATER I I I 1 
! PARW.IETER 1 LIMIT ! MINIMUM FREQUENCY 1 SAMPLE TYPE ! SAMPLE iOCATIOi.3 1 
1 1 1 1 Elapsed Time1 Influent or ! 
1 Flow (mad) I 0.050 fb) 1 Dailv, 5/week 1 Measurement ! Reclaimed Water ! 
1 1 I 1 1 Influent (c) C ! 
!CBODc, fma/L) 1 (a\ ! Month lv 1 Grab !Reclaim. Waterfd) I 
1 I I 1 1 Influenr (c) 6( 1 

Monthlv I Grab 1Reclaim. Waterfd) I 
1 1 Reclaimed Water 1 

1 TSS fma/L) ! fa) 1 
1 ! ! 
1 NO?-N (ma/L) f la) 1 Monthlv 1 Grab 1 f d )  I 
I ! 1 1 1 Reclaimed Water 1 
! DH Units 1 6.0 - 8.5 1 Dailv. 5/week 1 Grab 1 (d\ I 

1 Chlorine 1 1 1 1 Reclaimed Water 1 
!Residual(mo/L\!0.5 Minimum (e) 1 Dailv, 5/week l a )  1 Grab 1 ld\ I 
!Fecal coliform1 I 1 ! Reclaim!d Water ! 
1 no./100 (mL) 1 200 (f) 1 Monthlv 1 Grab I I d \  1 

(a) 

- CBOD5 1 20* 1 30* 1 45* 1 60* I 
TSS ! 20* ! 30* 1 45* 1 60" I 
NO?-N ! 12** ! 12** 1 12** ! 12** ! 

1 ANNUAL ! KONTHLY 1 WEEKLY I ONE TIME MAXIMUM I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

* Rule 62-600.740, FAC 
** Rule 62-610.560, FAC 

(b) Annual average daily flow snall not exceed value shown. 

(c) Influent samples shall be collected so that they do not contain digester 
supernatant or  returned activated sludge, or  any other plant process waters. 

(d) Reclaimed water samples shall be collected after final treatment and immediately 
before discharge to the drainfield. 

(e) The total residual chlorine content of the reclaimed water at the exit of the 
chlorine contact chamber shall at all times not be less than 0.5 mg/L. 

- _  

(f) The arithmetic mean of the monthly fecal coliform values collected during an 
annual period shall not exceed 200 per 100 mL. Any one sample shall not exceed 
800 fecal coliform values per 100 mL. 

(9) The'minimum schedule for sampling and testing at the exit of the chlorine contact 
chamber is daily, 5 days per week. 

I DER Form 62-1.201(5) Effective November 30, 1982 Page 7 of 9 .  
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PERMITTEE : I . D .  Number:  3145PU1895 
Mr. Philip Heil, Vice President Permit/Cert Number: D045-260422 
Jacksonville Suburban Utilities Corp. Date of Issue: December 1, 1994 

Expiration Date: December 1, 1999 

17. Pursuant to Rule 61E12-41.010(e), a bound operation and maintenance log shall be 
maintained in a location accessible for 24-hour inspection and current to the last 
operation and maintenance performed. 
identification of the plant; the signature and certification number of the operator; 
date and time in and out; specific operation and maintenance performed; tests 
performed and samples taken and major repairs made. 

The log at a minimum shall include 

18. The Permittee shall, prior to 60 days before the expiration of this permit, apply for 
an operation permit on forms and in a manner-prescribed by the Department, Section 
62-4.09, FAC. It is recommended that the wastewater treatment plant and dispossl 
system be evaluated prior to the submittal of an operation permit application so it 
can be established that there are no violations of current Cepirrtment regulations. If 
there is noncompliance, the Department should be contacted as to the appropriate type 
of permit to obtain. 

19. Field testing, sample collection and preservation, laboratory testing, including 
quality control procedures, and all record keeping shall comply with Chapter 62-160, 
FAC, 
and a practical quantitative limit (PQL) as' follows: 

Each reclaimed water parameter has an applicable method detection limit (M3L) 

ANALYTE RE C O M E  ND E D TARGETS EIA METHOD 
MD L PQL 

Cadmium 
copper 
Lead 
Nickel 
Zinc 

Total chlorine 
Residual 

Nitrate 

Units are micr 

3.0 
6.0 
1.0 
15.0 
2.0 
5.0 

10.0 
200.0 
100.0 

gram P 

10.0 
25.0 
2.0 
10.0 
5.0  
5 .0  

200.7 
200.7 
239.2 

200.7 or 
289.1 

200.7. 

10.0 330.1 or 
200.0 330.5 
100.0 352.1 

r liter 
Equivalent methods are subject to approval by the Department. 

20. The Permittee shall provide regular cleaning of the percolation cells including 
scarification and vegetation removal as necessary to ensure the continued effective 
operation of the cells. Hydraulic loadings periods of 1-7 days with resting period o 
5-14 days to dry the pond bottoms and enable scarification or removal of deposited 
solids are required. A minimum freeboard of 3 feet shall be provided at all times an 
in no case shall the freeboard be less than 1 foot from the top of the berm. The 
Permittee shall provide a plan of corrective action to-the Department in the event th 
freeboard in the pond becomes less than 3 feet from the top of berm or the hydraulic 
loadingfresting period no longer provides for the drying of pond bottoms to enable 
scarification o r  removal of deposited solids. 

21. Appropriate warning signs shall be posted around the site boundaries to designate the 
nature of the project area. 

a 
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PERMITTEE : I . D .  Number: 3145PU1895 
M r .  P h i l i p  H e i l ,  V i c e  P r e s i d e n t  P e r m i t / C e r t  Number: D045-260422 
J a c k s o n v i l l e  S u b u r b a n  U t i l i t i e s  Corp. D a t e  of Issue: December 1, 1994 

E x p i r a t i o n  D a t e :  December 1, 1999 

22.  

23. 

24. 

P e r c o l a t i o n  p o n d s  a n d / o r  storage ponds  s h a l l  be e n c l o s e d  w i t h  a f e n c e  or o t h e r w i s e  
d e s i g n e d  w i t h  app ropr i a t e  f e a t u r e s  t o  d i s c o u r a g e  t h e  e n t r y  of a n i m a l s  and  u n a u t h o r i z e c  
persons ( R u l e  62-610.518 FAC). 

I n  o r d e r  t o  c o n f o r m  w i t h  USEPA 40 CFR 503 S l u d g e  R e g u l a t i o n s ,  it is  a n t i c i p a t e d  t h a t  
p r o p o s e d  r e v i s i o n s  of C h a p t e r  62-640, FAC w i l l  r e q u i r e  C l a s s  A or C l a s s  B 
s t a b i l i z a t i o n  p r i o r  t o  l a n d  a p p l i c a t i o n  of r e s i d u a l s  from a l l  d o m e s t i c  w a s t e w a t e r  
t r e a t m e n t  p l a n t s .  S h o u l d  t h i s  r u l e  r e v i s i o n  become e f f e c t i v e ,  C i a s s  A or C l a s s  B 
S t a b i l i z a t i o n  s h a l l  be r e q u i r e d  and  d e m o n s t r a t e d  i n  s u b s e q d e n t  A g r i c u l t u r a l  U s e  P l a n  
Updates. A c o n s t r u c t i o n  p e r m i t  w i l l  be r e q u i r e d  for a n y  m o d i f i c a t i o n  o f  r e s i d u a l s  
h a n d l i n g  e q u i p m e n t  necessary t o  e f f e c t  Class A o r  C l a s s  B S t a b i l i z a t i o n .  

The P e r m i t t e e  s h a l l  w i t h i n  60 d a y s  of t h e  da te  o f  i s s u e  of t h i s  permit, b a f f l e  or 
m o d i f y  , t he  p i p i n g  w i t h i n  t h e  c h l o r i n e  c o n t a c t  chamber t o  e n s u r e  1 5  m i n u t e s  c o n t a c t  
t i m s  a t  t h e  peak h o u r l y  f l o w  as required by  F l o r i d a  A d m i n i s t r a t i v e  Code ( F A C )  C h a p t e r  
62 -600 .440(4 )  ( b ) .  

@ 
TE OF FLORIDA DEPARTmNT 

OF ENVIRONNENTAL PROTECTION. 

D i r e c t o r  of D i s t r i c t  Mgnagement 

FI L I N G AND AC K N OWL E: D G E M  E NT 
FILED. on this ckte, p i m u m i  :o Sl2C 52  , F!nrida 
Statutes. with the d?S19118ied Dsoarrment Cierk. 

DER Form 62-1 .201(5 )  E f f e c t i v e  November 30 ,  1982 Page  9 of 9 .  
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Environmental ‘Protection 

Lawon Chiles 
Governor 

CERTIFIED MAIL 

April 2, 1996 

Northeast Distr ict 
7825 Bavmeadows Way. Suite 8200 Virzinia 8. Wetherell 

Jacksonville, Florida 32256-7590 

NOTICE OF PERMIT ISSUAN 

In the Matter of an Application 
for Permit by: 

Mr. Philip Heil, Vice President 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

UNiTED WATER FLORIDA 
. 

DEP File No. 267307 

Dear Heil: 

Duval County - Domestic Waste 
Monterev WWTF - FL0023604 
Enclosed is Permit Number FL0023604 to construct and 

operate a 3.6 MGD design annual average daily flow 
sequencing batch reactor type wastewater treatment facility 
that will replace the existing 3.0 MGD conventional 
wastewater treatment facility with the final treated and 
disinfected effluent discharged through outfall DO01 to the 
St. Johns River (Class I11 waters). Wastewater treatment 
plant residuals are stabilized by aerobic digestion, 
thickened and temporarily stored on site prior to hauling to 
a land application site. 

A person whose substantial interests are affected by 
this permit may petition for an administrative proceeding 
(hearing) in accordance with Section 120.57, Florida 
Statutes. The petition must contain the information set 
forth below and must be filed (received) in the Office of 
General Counsel of the Department at 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400, within 14 days of receipt 
of this Permit. Petitioner shall mail a copy of the 
petition to the applicant at the address indicated above at 
the time of filing. Failure to file a petition within this 
tiie.period shall constitute a waiver of any right such 
person may have to request an administrative determination 
(hearing) under Section 120.57, Florida Statutes. The 
Petition shall contain the following information: 

“Protect, Conserve and Manage Florida’s Environment and Natural Resources” 

Printed on recycled paper. 
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(a) The name, address, and telephone number of each 
petitioner, the applicant's name and address, the Department 
Permit File Number and the county in which the project is 
proposed; 

(b) A statement of how and when each petitioner 
received notice of the Department's action or proposed 
action; 

(c) A statement of how each petitioner's substantial 
interests are affected by the Department's action or 
proposed action; 

(d) A statement of the material facts disputed by 
Petitioner, if any; 

(e) A statement of facts which p'etitioner contends 
warrant reversal or modification of the Department's action 
or proposed action; 

(f) A statement of which rules or statutes petitioner 
contends require reversal or modification of the 
Department's action or proposed action; and 

(9) A statement of the relief sought by petitioner, 
stating precisely the action petitioner wants the Department 
to take with respect to the Department's action or proposed 
act ion. 

If a petition is filed, the administrative hearing process 
is designed to formulate agency action. Accordingly, the 
Department's final action may be different from the position 
taken by it in this permit. Persons whose substantial 
interests will be affected by any decision of the Department 
with regard to the application have the right to petition to 
become a party to the proceeding. The petition must conform 
to the requirements specified above and be filed (received) 
within 14 days of receipt of this notice in the Office of 
General Counsel at the above address of the Department. 
Failure to petition within the allowed time frame 
constitutes a waiver of any right such person has to request 
a hearing under Section 120.57, F . S . ,  and to participate as 
a party to this proceeding. Any subsequent intervention 
will only be at the approval of the presiding officer upon 
motion filed pursuant to Rule 28-5.207, F.A.C. 

This permit is final and effective on the date filed 
with the 
Clerk of the Department unless a petition is-filed in 
accordance with the above paragraphs or unless a request for 
extension of time in which to file a petition is filed . 
within the time specified for filing a petition and conforms 
to Rule 62-103.070, F.A.C. Upon timely filing of a petition 
or a request for an extension of time this permit will not 
be effective until further Order of the Department. 

When the Order (Permit) is final, any party to the 
Order has the right to seek judicial review of the Order 
pursuant to Section 120..68, Florida Statutes, by the filing 

- .  
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of a Notice of Appeal pursuant to Rule 9.110, Florida Rules 
of Appellate Procedure, with the Clerk of the Department in 
the Office of General Counsel, 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400; and by filing a copy of the 
Notice of Appeal accompanied by the applicable filing fees 
with the appropriate District Court of Appeal. The Notice 
of Appeal must be filed within 3 0  days f r o m  the date the 
Final Order is filed with the Clerk of the Department. 

Executed in Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
ENVIRONMENTAL PROTECTION 

Owen, P.E. 
cilities Administrator 

CERTIFICATE OF SERVICE 

The undersigned duly designated deputy clerk hereby 
certifies that this NOTICE OF PERMIT ISSUANCE and all copies 
were mailed by certified mail before the close of business 
on April 3 I 1996 to the listed persons. 

Copies furnished to: 
Mitchell Griffin, P.E., PhD. 
Nan Huynh, P.E. (RESD) 
Daryll Joyner (DEP) 
Beverly Bannister (U.S. EPA) 

- _  



Department of 
E nvi ron men tal Protection 

b w o n  Chiles 
Governor 

I Northeas t  District 
7825 Baymeadows Way, Suite 6200 

Jacksonville, Florida 32256-7590 
Virginia B. Wetherell 

Secretary 

STATE OF-FLORIDA 
DOMESTIC WASTEWATER FACILITY PERMIT 

PERMITTEE: 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

PERMIT No: FL0023604 
ISSUANCE DATE: April 2,1996 
EXPIRATION DATE: April 2,2001 
APPLICATION No. : 267307 

RESPONSIBLE AUTHORITY: 

Philip Heil, Vice President 

FACILITY: 

Monterey WWTF 
5802 Harris Street 
Jacksonville, Florida 322 1 1 

Latitude: 30" 19' 45" N Longitude: 81' 36' 10" W 

This permit is issued under the provisions of Chapter 403, Florida Statutes, and applicable rules of 
the Florida Administrative Code and constitutes authorization to discharge to waters of the state 
under the National Pollutant Discharge Elimination System. The above named permittee is hereby 
authorized to construct andor operate the facilities shown on the application and other documents 
attached hereto or on file with the Department and made a part hereof and specifically described as 
follows: 

TREATMENT FACILITIES: 

To operate a 3.00 MGD AADF conventional activated sludge wastewater treatment plant with 
Comunition and dual 1.5 MGD AADF conventional activated sludge Unit processes operated in 
parallel with the h a l  disinfected and dechlorinated effluent discharged to the St. Johns River. 
Waskwater treatment plant residuals are s t a b W  by aerobic digestion, thickened and temporarily 
stored on site prior to hauling to a land application site. Proposed improvements to the facility 
include the construction of an influent pumping station, a 3.6 MGD AADF sequencing batch 
reactor (SBR) comprised of four cells with a total volume of 3.7 1 Mgal, a U.V. (ultraviolet) 
disinfecton system and a 6,100 gpm effluent pumping station. The existing wastewater treatment 
facility will be decommissioned and one of the existing 1.5 MGD AADF activated sludge plants 
will be converted to an aerobic sludge digester. Stabilized residuals from the facility will continue 
to be land applied. 

"Protect, Conserve and Manage Florida's Environment and Natural Resources" 

Printed OR recycled paper. 
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P E m E E :  
United Water Florida, Inc 
Philip Hkl, Vice Resident 
Monterey Wwrp 

PERMIT NUMBER: FL0023604 
ISSUANCE DATE: April 2,1996 
EXPIRATION DATE: April 2,2001 
APPLICATION No. : 267307 

EF'FLUENT DISPOSAL: 

Surface Water Discharge: An existing 3.00 MGD AADF permitted discharge to the St. 
Johns River (Class m) through outfall D001, a 16-inch diameter ductile iron pipe outFall 
located approximately 130 feet from the eastem shoreline containing 130 ports, each 1-inch in 
diameter spaced 4'6" on center. Each port is angled 30 degrees from-horizontal from side to 
side along the diffUser at latitude 30" 19' 45'' N, longitude 81" 36' 10'' W. 

A toxicity mixing mne has been established for this discharge which begins 40 meters from the 
.. eastern shoreline of the St. Johns River and extends 182 nieters along the axis of the diffuser 

pipe. The width of the mixing zone is 7.6 meters (3.8 meters on either side of the axis of the 
diffuser pipe) and covers 1,383 square meters. Upon completion of the 3.6 MGD expansion, 
the width of the mixing zone shall be expanded to 10.6 meters (5.3 meters on either side of the 
axis) to cover 1,929 square meters. 

IN ACCORDANCE WITH: The application received on March 15, 1995, additional 
informantion submitted through August 16,1995 and limitations, monitoring requirements and 
other conditions set forth in the pages 1 through 24 of this pennit. 

- _  
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PERMITTEE: PERMIT NUMBER FL0023604 
United Wnter Florida, Inc  ISSUANCE DATE: April 2,1996 
Philip Heil, Vice President EXPIRATION DATE: April 2,2001 
Monterey WWTP APPLICATION No. : 267307 

I. EMuent Llmltntlons and Modtoring Requlremcnts 
A. Interim Surfnce Water Discharge Limits 

1. During the period beginning on the issuance date and lasting through the completion and placing into service of the proposed wastewnr facility expansion OT 

' expiration date of this permit whichever occurs first, the permittee is authorized to discharge emuent fiom Outfnll DO01 to the St. Johns River. Such 
' discharge shall be limited and monitored by the permittee as specified below: 
[62-600,6-8-93][62-601,5-31-93] [62-650, 11-27-89] [62-302,1-5-93] [62-610.860,4-2-90] 

Parameter 
Flow ll 

Carbonaceous Biochemical 

k Total Residual Chlorine 

1 (For Disinfection) 

Total Residual Chlorine 

Dissolved 

11 Nutrient Monitorinn 
11 Stream Monitorinn 

Benthic Monitorinn 

3 
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PERMTITEE: 
United Water Florida, Lnc 
wilip Heil, Vice President 
Monterey WWTP 

PERMIT NUMBER. FL0023604 
ISSUANCE DATE: April 2,1996 
EXPIRATION DATE: April 2,2001 
APPLICATION No. : 267307 

2. Effluent samples shall be taken at the monitoring site locations listed in Permit Condition I. A. 1. and as described 
below: 

I 
B 

3. Hourly measurement during the period of required operator attendance may be substituted for continuous measurement 
for pH and TRC. [Chapter 62-601, Figure 2, Footnoies I and 2,5-31-93] 

4. A recording flowmeter and totalizer shall be utilized to measure flow. [62-601.200(17) und.500(6), 5-31-93] 

. 
5. The arithmetic mean of the monthly fecal coliform values collected during an annual period shall not exceed 200 per 

100 mL of effluent sample. The geometric mean of the fecal coliform values for a mini" of 10 samples of emuent 
each collected on a separate day during a pericd of 30 consecutive days (monthly), shall not exceed 200 per 100 mL of 

' sample. When more than 10 samples are taken, no more than 10 percent of the samples collected during a period of 30 
consecutive days shall exceed 400 fecal coliform values per 100 mC of sample. Any one sample shall not exceed 800 
fecal coliform values per 100 mL of sample. [62-600.440(4)(~), 6-8-93] 

6. A mini" of0.5 mg/L total residual chlorine must be maintained for a mini" contact time of 15 minutes based on 
peak hourly flow. [ 62-600.440(4) (b), 6-8-93] 

7. The Permittee shall initiate the series of tests described below beginning 60 days from the permit issue date to 
evaluate whole effluent toxicity of the discharge from oudall D001. ALI test species, procedures and quality 
assurance criteria used shall be in accordance with Methods for Measurine: the Acute Toxicitv of Effluents to 
Freshwater and Marine Organisms, EPA/600/4-90/027 (4th edition), or the most current edition. A standard 
reference toxicant quality assurance test shall be conducted concurrently with each species used in the toxicity 
tests and the results submitted with the discharge monitoring report (DMR). Alternatively, if monthly QNQC 
reference toxicant tests are conducted, these results must be submitted with the DMEZ 

a 
(mysid shrimp) and the Menidia bewllina (inland silverside). AU tests will be conducted on four separate grab 
samples collected at evenly spaced (6-hour) intervals over a 24-hour period and used in four separate tests in 
order to account for variations in effluent quality. The control water and effluent used will be adjusted to a 
salinity of 20 parts per thousand using artificial sea salts as described in EPN600/4-90/027, Section 6 (or most 
current edition). In additioq for the inland silverside test, feeding and solution renewal shall be done at 48 
hows with a portion of the original sample that has been refrigerated. Results of the four tests are not to be 
combined or averaged, but reported separately. 

b. If control mortality ex& 10% for either species in any test, the test(s) for that species (including the 
control) shall be repeated. A test will be considered valid only if control mortality does not exceed 10% for 
either species. If, in any separate grab sample test, greater than 50% mortality of test organisms occurs in 30% 
efnuent at or prior to the end of the test, and control mortality is less than 10% at that time, that test (including 
the control) shall be terminated with the conclusion that the sample demonstrates unacceptable acute toxicity. 

The Permittee shall conduct 96-hour acute static renewal screening toxicity tests using the Mvsidousis bahia 

- _  

c. The toxicity tests specified above shall be conducted using a control (0% effluent) and one test 
concentration of 30% final effluent. These tests are referred to as "routine tests" and shall be conducted once 
every six (6) months beginning 60 days from the permit issue date for the duration of the permit, unless notifed 
otherwise by the Department, 

d. Results from "routine" tests shall be reported according to EPA/600/4-90/027, Report Preparation (or the 
most current edition), and shall be submitted as an attachment to the discharge monitoring report. The results 

4 
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PERMITTEE: 
United Water Florid+ Inc 
Philip Heil, Vice President 
Monterey W” 

, .. . 

PERMlT NUMBER: FL0023604 
ISSUANCE DATE: April 2,1996 
EXPIRATIONDATE: April 2,2001 
APPLICATION No. : 267307 

shall be entered on the Dh4R in the following manner: if less than 50% Survival of test species OCNS in any of 
the four separate grab sample tests, “<30% shall be entered on the D M R  for that species. If50% or greater 
swiyal occurs in all four separate grab sample tests, “>30%” shall be entered. 

e. Ifany such routine screening tests indicate that unacceptable toxicity (greater than 50% mortality of test 
organisms in 30% effluent) is found in any sample of d u e n t ,  the Permittee shall conduct three additional acute 
definitive toxicity tests using both species. For each additional test, the sample collection requirements and test 
acceptability criteria specified under a. and b. above must be met for thetests to k considered valid. The fist 
test shall begin within two weeks of the end of the “routine” tests, and shall be conducted weekly thereafter until 
three additional valid tests are completed. The additional tests will be used to determine if the toxicity found in 
the “routine“ test is still present. The Department shall be coqtacted for approval of the effluent dilutions to be 
used in the definitive tests. 

f. 
submitted in a single report prepared according to EPAf600/4-90/027 (4th edition), Section 17, Report 
Preparation (or the most current edition) and submitted within 45 days of completion of the third additional, 
valid definitive test Upon review of the definitive toxicity test results, test concentrations may be modified by 
the Department to improve the statistical confidence of the analyses. Ln this case, the Permittee shall be notified 
and will have 30 days to comply with such changes. 

Results from the definitive tests, required due to unacceptable acute toxicity in the ”routine” tests, shall be 

g. Should any valid definitive test indicate the characteristic of toxicity, the Permittee shall prepare a plan of 
study to identify the cause(s) or source(s) of toxicity of the reclaimed water and evaluate feasible methodologies 
to reduce or eliminate the toxicity. The plan may include a chemical analysis of the reclaimed water including 
priority pollutants (metals, volatile and nonvolatile organics) and nonpriority pollutant peaks, along with total 
and unionized ammonia, nitrate and nitrite nitrogen, TKN and total and ortho phosphorus. 

h The Permittee shall submit the plan of study to the Department for review and comments within 60 days of 
determination of acute toxicity by the valid definitive test (outlined in’item e. above). The Permittee shall 
implement the agreed upon plan of study within 30 days of receipt of written Department approval. A detailed 
~LMI report shall be submitted to the Department upon completion of the plan of study including conclusions 
and recommendations regarding the toxicity of the effluent and measures to reduce or eliminate it. 

[Rule 62-302.500(1)(d) and 62-4.244(3), FAC] 

8. Florida water quality criteria and standards shall not be violated as a result of the discharge. Compliance with any 
changes to these criteria or standards which may occur after the issuance date of this permit as a result of statutorty 
changes or Department rule revisions shall be in accordance with General Condition 12 of this permit [Chapter 62- 
620.320 (9) pnd 62-3 02.51 0(5), FAC] 

9. Field Testing, sample collection and preservation, laboratory testing, including quality control procedures, and 
all record keeping shall comply with Chapter 62-160, FAC. Compliance of reported results shall be in 
accordance with RuIe 62-4.246, FAC. Each eauent  parameter has an appli’cable method detection limit (MDL) 
and a practical quantitative limit (PQL) as follows: 

m u m  
METHOD 

RECOMMENDED MDL TARGET FQL EPA 

Dissolved Oxygen 100.0 

Total chlorine residual 10.0 
200.0 

Units are microgram per liter 
Equivalent methods are subject to approval by the Department 

5 

500.0 

10.0 
200.0 

360.1 or 
360.2 
330.1 or 
330.5 



PERMI'JTEE: 
United Water Florida, Lnc 
Philip Heil, Vice President 
Monterey Wwrp 

10. 

11. 

12. 

r62-4.246 FAC, 4-30-951 

PERMIT NUMBER: F'L0023601 
ISSUANCE DATE: April 2,1996 
EXPIRATIONDATE: April 2,2001 
APPLICATION Na : 267307 

No later than sixty (60) days following pennit date of issuance, effluent discharged by the subject facility shall 
be sampled and tested for the following: 

a 
b. 

d 
e. 
f. 
g. 
h 
i. 

C. 

Nitrite nitrogen (NO2-N) and nitrate nitrogen (NO3-N). 
Total nitrogen. 
Total Kjeldhal nitrogen. 
Organic nitrogen. 
Total ammonia 
Unionized ammonia (calculated) 
temperature (average of sample time period) 
Total phosphorus. 
Orthophosphorus. 

An %hour flow proportioned composite sample shall be taken at least once every quarter until further notice is 
received from the Department. Test results (showing parameters and corresponding concentrations in m a )  
shall be submitted to the Department with the discharge monitoring report corresponding to the month in which 
the samples were taken. [62-302.530(48), 8-8-94] 

The Permittee shall initiate regular monitoring of the segment of the St. Johns River near the outfall for 
maintaining data on the impact of the discharge to the water quality of the surface water body. Monitoring 
shall be on a quarterly basis and shall coincide with the quarterly nutrient monitoring of the facility effluent 
discharge. The monitoring sites are described as follows: 

#1 
#2 

approximately 300 feet upstream of the outtaU and 130 feet from the eastem shoreline 
approximately 300 feet downstream of the outfall and 130 feet from the eastem shoreline 

The parameters to be measured shall include the following: 

DO, pH, temperature, conductivity, salinity, Secchi Disk, CBODS, NH3-N, TKN, N02-N and NO3-N, TP, 
Ortho-Phosphorus, Chlorophyll A, tide stage, alkalinity, color, chloride 

Metered parameters (DO, pH, temperature, conductivity, salinity) shall be sampled at the .surface, mid-depth and 
at the bottom. Grab samples at mid depth for the other parameters is adequate. The results of instream 
monitoring shall be submitted to the Northeast District Office. [62-4.240(3)(~), 4-30-951 

The Permittee shall conduct a reconnaissance sediment sampling event to include up to six with a minimum of 
three transects located (1) along the outfall and (2 & 3) approximately 300 feet upstream and 300 feet 
downstream of the outfall for the purpose of establishing final sampling locations for permit monitoring. 
Sediment samples shall be collected with a P o w  grab and visual observations made of sediment texture and 
organic content, water depth, and current velocity. The IinaI selected reference sampling locations shall be 
similar to the outfall location. The recoILnaissance sampling event shall be conducted within 90 days of permit 
issuance and a report submitted to establish the final sampling locations submitted to the Department within 120 
days of permit issuance. 

Upon approval of the sampling locations by the Department, the Permittee shall initiate regular monitoring of 
the segment of the St. Johns River near the outfall for maintaining data on the impact of the discharge to the 
river sediments and associated benthic communi ties near the outfall to the surface water hdy. Monitoring 
shall be on a yearly basis and shall coincide with the 1st quarterly nutrient and stream monitoring events for the 
facility effluent discharge. The monitoring sites are described as follows: 

6 
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PERMIITEE: PERMlT NUMBER: FL0023604 
United Water Florida, Inc ISSUANCE DATE: April 2,1996 
Philip He& Vice President EXPIRATION DATE: April 2,2001 
Monterey WWrP APPLICATION N a  : 267307 

Transect #1 
#1 
#2 

Transect #2 
#3 
#4 

approximately 300 feet upstream of the outfall and 20 feet from the eastem shoreline 
approximately 300 feet upstream of the outfall and 500 feet from the eastem shoreline 

approximately 300 feet downstream of the outfall and 20 feet from the eastem shoreline 
approximately 300 feet downstream of the outfall and 500 feet fiom the eastern shoreline 

Three replicate sediment samples will be collected at each site noted above using a Ponar dredge and combined 
to form one composite sample. The sample shall be screened using a U.S. Standard No. 30 sieve and benthic 
macroinvertebrates shall be identified. The composite sample 'shall be anaiyzed for total solids, volatile solids 
and particle size distribution. An annual report of the analyses shall be submitted to the Department along wi th  
the 1st quarter nutrient and stream monitoring results. The laboratory analyses shall also include field notes 
describing the color, texture, or any other qualitative description of the sediments, and other pertinent 
information. The results of the benthic monitoring shall be submitted to the Northeast District OiXce. 162- 
302.530(11), 8-8-94] 

13. The dissolved oxygen concentration within the toxicity mixing zone shall not average less than 4.0 mg/L and 
not be less than 1.5 mgL for any single sample. [62-4.244(1)0)1. and 62-4.244(3)(0), FAC, 4-30-951 

- _  
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rlCmlll~'1~~. 
United Wafer Florida, Inc 
Philip Heil, Vice President 
Monterey WWTP 

PERMIT NUhlBER FLU023604 
ISSUANCE DATE April 2,1996 
EXPIRATION DATE April 2,2001 
APPLICATION No. : 267307 

B. Fhal Surface Water Discharge Limits 
1. During the period beginning upon the completion and placing into service of the proposec- wastewater facility expansion and lasting through expiration date 

of this permit, the permittee is authorized to discharge eflluent &om Outfall DO01 to the St. Johns River. Such discharge shall be limited and monitored by 
the pennittee as specified below: 
[62-600, 6-8-93] [62-601,5-31-93] [62-650,11-27-89] [62-302.8-8-94][62-610.860,4-2-90] 

8 
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PE-EE: 
Udted Water Florida, Iac 
Philip Heil, Vice President 
Monkey Vi" 

PERMTI' NUMBER: FL0023604 
ISSUANCE DATE: April 2,1996 
EXPIRATIONDATE: April 2,2001 
APPLICATION No. : 267307 

2. 

3. 

4. 

5 .  

6. 

Effluent samples shall be taken at the monitoring site locations Listed in Permit Condition 1. B. 1. and as described 
below: 

FMonitorinn Location Site I H 

Hourly measurement during the period of required operator attendance may be substituted for continuous measurement 
for pH [Chapter 62-601, Figure 2, Foolvote 1, 5-31-93] 

A recording flowmeter and totalizer shall be utilized to measure flGw. [62-601.200(17) and.500(6), 5-31-93] 

The arithmetic mean of the monthly f e d  coliform values collected during an annual period shall not exceed 200 per 
100 mt of effluent sample. The geometric mean of the fecal coliform values for a minimum of 10 samples of effluent 
each collected on a separate day during a period of 30 consecutive days (monthly), shall not exceed 200 per 100 mL of 
sample. When more than 10 samples are taken, no more than 10 percent of the samples collected during a period of 30 
consecutive days shall exceed 400 fecal coliform values per 100 mZ, of sample. Any one sample shall not exceed 800 
fecal coliform values per 100 mL of sample. [62-600.440(4)(~), 6-8-93] 

The Permittee shall initiate the series of tests described below beginning 60 days from the permit issue date to 
evaluate whole effluent toxicity of the discharge from outfall DO0 1. All test species, procedures and quality 
assurance criteria used shall be in accordance with Methods for Measurinr! the Acute Toxicitv of Emuents to 
Freshwater and Marine OrPanisms, EPPJ600/4-90/027 (4th edition), or the most current edition. A standard 
reference toxicant quality assurance test shall be conducted concurrently with each species used in the toxicity 
tests and the results submitted with the discharge monitoring report (DMR). Alternatively, if monthly QMQC 
reference toxicant tests are conducted, these results must be submitted with the DMR 

a. 
(mysid shrimp) and the Menidia bervllina (inland silverside). All tests will be conducted on four separate grab 
samples collected at evenly spaced (6-hour) intervals over a 24-hour period and used in four separate tests in 
order to account for variations in effluent quality. The control water and effluent used will be adjusted to a 
salinity of 20 parts per thousand using artificial sea salts as described in EPA/600/4-90/027, Section 6 (or most 
current edition). In addition, for the inland silverside test, feeding and solution renewal shall be done at 48 
hours with a podon of the original sample that has been refigerated. Results of the four tests are not to be 
combined or averaged, but reported separately. 

The Pennittee shall conduct 96-hour acute static renewal screening toxicity tests using the Mvsidousis bahia 

b. If control mortality ex& 10% for either species in any tesf the test(s) for that species (including the 
control) shall be repeated. A test will be considered valid only if control mortality does not exceed 10% for 
either species. If, in any separate grab sample test, greater than 50% mortality of test organisms occurs in 30% 
efnuent at or prior to the end of the test, and control mortality is less than 10% at that time, that test (including 
the control) shall be terminated with the conclusion that the sample demonstrates unacceptable acute toxicity. 

c. The toxicity tests specified above shall be conducted using a control (0% effluent) and one test 
concentration of 30% final effluent These tests are referred to as "routine tests" and shall be conducted once 
every six (6) months beginning 60 days from the permit issue date for the duration of the permit, unless n o a e d  
otherwise by the Department. 

d.- Results from "routine" tests shall be reported according to EPA/600/4-90/027, Report Preparation (or the 
most Current edition), and shall be submitted as an attachment to the discharge monitoring report- The results 
shall be entered on the DMR in the following manner: if less than 50% survival of test species occurs in any of 
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the four separate grab sample tests, "-30%" shall be entered on the DMR for that species. If 50% or greater 
Survival OCCLLTS in all four separate grab sample tests, ">30%" shall be entered. 

e. If any such routine screening tests indicate that unacceptable toxicity (greater than 50% mortality of test 
organisms in 30% effluent) is found in any sample of effluenf the Permittee shall conduct three additional acute 
definitive toxicity tests using both species. For each additional test, the sample collection requirements and test 
acceptability criteria specified under a. and b. above must be met for the tests to be considered valid. The first 
test shall begin within two weeks of the end of the "routine" tests, and shall be conducted weekly thereafter until 
three additional valid tests are completed. The additional tests will be used to determine if the toxicity found in 
the "routine" test is still present. The Department shall be contacted for approval of the effluent dilutions to be 
used in the definitive tests. 

f. 
submitted in a single report prepared according to EPA/600/4-90/027 (4th edition), Section 17, Report 
Preparation (or the most current edition) and submitted within 45 days of completion of the third additional, 
valid definitive test Upon review of the definitive toxicity test results, test concentrations may be modhied by 
the Department to improve the statistical confidence of the analyses. In this case, the Permittee shall be notified 
and will have 30 days to comply with such changes. 

. 
Results from the definitive tests, required due to unacceptable acute toxicity in the "routine" tests, shall be 

g. Should any valid definitive test indicate the characteristic of toxicity, the Permittee shall prepare a plan of 
study to identify the cause(s) or source(s) of toxicity of the reclaimed water and evaluate feasible methodologies 
to reduce or eliminate the toxicity. The plan may include a chemical analysis of the reclaimed water including 
priority pollutants (metals, volatile and nonvolatile organics) and nonpriority pollutant peaks, along with total 
and unionized ammonia, nitrate and nitrite nitrogeq TKN and total and ortho phosphorus. 

h. The Permittee shall submit the plan of study to the Department for review and comments within 60 days of 
determination of acute toxicity by the valid definitive test (outlined in item e. above). The Permittee shall 
implement the agreed upon plan of study within 30 days of receipt of written Department approval. A detailed 
final report shall be submitted to the Department upon completion of the plan of study including conclusions 
and recommendations regarding the toxicity of the effluent and measures to reduce or eliminate it. 

[Rule 62-302.500(1)(~$ and 62-4.241(3), FAC] 

Florida water quality criteria and standards shall not be violated as a result of the discharge. Compliance with any 
changes to these criteria or stMdards which may occur after the issuance date of this permit as a result of statutorty 
changes or Department rule revisions shall be in accordance with General Condition 12 of th is  permit. [Chapter 62- 

7. 

620.320(9) ad 62-302.510(5), FACJ 

8. Field Testing, sample collection and preservation, laboratory testing, including quality control procedures, and 
all record keeping shall comply with Chapter 62-160, FAC. Compliance of rewrted results shall be in 
accordance with Rule 62-4.246, FAC. Each effluent parameter has an applicable method detection limit (MDL) 
and a practical quantitative limit (PQL) as follows: 

mALm 
METHOD 

RECOMMENDED MDL TARGET PQL EPA 

Dissolved-Oxygen 100.0 500.0 

Units are microgram per liter 
Equivalent methods are subject to approval by the Department 
f62-4.246 FAC, 4-30-951 
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9. No later than sixty  (60) days following permit date of issuance, effluent discharged by the subject facility shall 
be sampled and tested for the following: 

a. 
b. 

d. 
e. 
f. 
g- 
h. 
i. 

C. 

Nitrite nitrogen (NO2-N) and nitrate nitrogen mO3-N). 
Total nitrogen. 
Total Kjeldhal nitrogen. 
Organic nitrogen. 
Total ammonia. 
Unionized ammonia (calculated) 
temperature (average of sample time period) 
Total phosphorus. 
Orthophosphorus. 

A n  8-hour flow proportioned composite sample shall be taken at least once every quarter until further notice is 
received fiom the Department. Test results (showing parameters and corresponding concentrations in m a )  
shall be submitted to the Department with the discharge monitoring report corresponding to the month in which 
the samples were taken. [62-302.530(48), 8-8-94] 

maintaining data on the impact of the discharge to the water quality of the d a c e  water bcdy. Monitoring 
shall be on a quarterly basis and shall coincide with the quarterly nutrient monitoring of the facility effluent 
discharge. The monitoring sites are described as follows: 

10. The Permittee shall continue regular monitoring of the segment of the St. Johns River near the outfall for 

#I 
#2 

approximately 300 feet upstream of the outfall and 130 feet fiom the eastern shoreline 
approximately 300 feet downstream of the outfall and 130 feet from the eastem shoreline 

The parameters to be measured shall include the following: 

DO, p Y  temperature, conductivity, salinity, Secchi Disk, CBODs, NH3-N, 'I", N02-N and N03-N, TP, 
Ortho-Phosphorus, Chlorophyll A, tide stage, allcalinity, color, chloride 

Metered parameters (DO, pH, temperature, conductivity, salinity) shall be sampled at the surface, middepth and 
at the bottom. Grab samples at mid depth for the other parameters is adequate. The results of the benthic 
monitoring shall be submitted to the Northeast District office. [62-4.240(3)(~), 4-30-951 

11. The Permittee shall continue regular monitoring of the segment of the St Johns River near the outfall for 
maintaining data on the impact of the discharge to the river sediments and associated benthic communities near 
the outfall to the surface water body. Monitoring shall be on a yearly basis and shall coincide With the 1st 
quarterly nutrient and stream monitoring events for the facility e€Eluent discharge. The monitoring sites are 
described as follows: 

Transect #1 
#1 
#2 

Transect #2 
#3 
44 

- _  

approximately 300 feet upstream of the outfall and 20 feet from the eastern shorehe 
approximately 300 feet upstream of the outfall and 500 feet from the eastern shoreline 

approximately 300 feet downstream of the outfall and 20 feet from the eastern shoreline 
approximately 300 feet downstream of the outfall and 500 feet fiom the eastern shoreline 

Three replicate sediment samples will be collected at each site noted above using a Ponar dredge and combined 
to form one composite sample. The sample shall be screened using a U.S. Standard No. 30 sieve and benthic 
macroinvertebrates shall be identified. The composite sample shall be analyzed for total solids, volatile solids 

11 
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and particle size distribution. An annual report of the analyses shall be submitted to the Department along with 
the 1st quarter nutrient and stream monitoring rcsults. The laboratory analyses shall also include field notes 
describing the color, texture, or any other qualitative description of the sediments, and other pertinent 
information. The results of the benthic monitoring shall be submitted to the Northeast District OEice. [62- 
302.530(11), 8-S-94] 

12. This facility utilizes an ultraviolet disinfection system . This U V  system shall be monitored on a daily basis and 
the intensity and unit operation shall be verified. The operation and maintenance shall be performed on a 
regular basis in accordance with the manufacturer recommended factor of safety. Routine cleaning and bulb 
replacement practices shall k maintained. [ 62-600.440(4)@), 6-8-93] 

13. The discharge from the proposed facility shall be limited to 3.0 MGD AADF until such time as a Reuse Feasibility 
Study is submitted to the Department The study shall be prepared in amrdance with the Department's November 
1991 Guidelines for the PreDaration of Reuse Feasibilitv Studies. 

14. The dissolved oxygen concentration within the toxicity mixing zone shall not average less than 4.0 mgL and 
not be less than 1.5 mg/L for any single sample. [62-4.244(1)0):). and 62-4.244(3)(0), FAC, 4-30-951 
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C. Other Llmltatlons and Monitoring and Reporting Requirements 

1. , During the period beginning on the issuance date and lasting through the expiration date of this permit, the treatment facility shall be limited and monitored 
by the permittee as specified below: 

[ I  7-601.300(1), 5-31-93] 

Parameter Units Max/Min 

Maxinum 

Maximum 

Limitations 

Annual Monthly 
Avernge Average 

Report 

Report 

Report 

T 

Monitoring Requirements 

Monitoring 
Weekly Single Monitoring Location 
Average Sample Frequency Sample Type Site Number Notes 

See I.C.3 weekly 8-hour composite INF-O 1 

weekly 8-hour composite INF-0 1 See I.C.3 
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2. Samples shall te taken at the monitoring site locations listed in Permit Condition I. C. 1. and as described below: 

3. Influent samples shall be collected SO that thy do not contain digester supematant or retum activated sludge, or any 
other plant process recycled waters. [62-601.500(4), 5-31-93] 

4. 

5. 

All flow measuring daice(s) shall be calibrated at least annually. [62-601.500(6) and 62-601.200(17), 5-31-93] 

Parameters which must be monitored as a result of a surface water discharge shall be analyzed using a sufficiently 
sensitive method in accordance with 40 CFRPart 136. [62-620.610(18), 11-29-94] 

. 

6. The permittee shall provide safe access points for obtaining representative influent, reclaimed water, and effluent 
samples which are required by this permit [62-601.500(5), 5-31-93] 

7. " During the period of operation authorized by this permit, the pexmittee shall complete and submit to the Department on 
a monthly basis a Discharge Monitoring Report (DMR), Form 62-620.910(10), for each outfall, discharge pin4 and 
reuse system specified in Item(s) LA. and I.B. above. The DMR shall include the test results for the parameters 
required to be sampled on the attached DMR fom. The DMR shall be submitted to the Department by the twenty- 
eighth (28th) of the month following the month of operation at the address specified below: 

Florida Department of Environmental Protection 
Wastewater Facilities Regulation Section, Mail Station 3551 
Twin Towers Office Building 
2600 Blair Stone Road 
Tallahassee, Florida 3 23 99-2400 

[62-620.610(18), 11-29-94][62-601.300(1),(2), mtd (3), 5-31-93] 

8. Unless specified otherwise in this permit, all reports and notilkations required by this pennit, including 24-hour 
notifications, shall be submitted to or reported to, as appropriate, the Department's Northeast District Office at the 
address specified below: 

Florida Department of Environmental Protection 
Northeast District Office 
7825 Baymeadows Way, Suite B200 
Jacksonville, Florida 32256-7577 

Phone Number - (904) 448-4330 
FAX Number - (904) 448-4366 

IL Resid& Management Requirements 

Basic Management Requirements 

I. The method of residuals use or disposal by this facility is land application 

2. Land application of residuals shall be in accordance with the conditions of this permit and the requirements of Chapter 

- -  

62440, F.A.C. [62-640,3-1-91] 
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3. The domestic wastewater residuals for this facility are classified as stabilization Class B. 

4. The wastewater treatment facility permittee shall be responsible for proper handling, use, and disposal of its residuals 
and will be held responsible For any disposal violations that occur unless the permittee can demonstrate that it has 
delivered residuals that meet the chemical criteria and appropriate stabilization requirements of this permit and that the 
disposer (e.g. hauler, contractor, or disposayland application site owner) has legally agreed in writing to accept 
responsibility for proper disposal. [62-640.300(3), 3-1-9 I ]  

The permittee shall sample and analyze the residuals at least once every 3 months . AU samples shall be representative 
and shall be taken after final treatment of the residuals but before use or disposal. Sampling and analysis shall be in 
accordance with the U.S. Environmental Protection Agency publicetion - P O W  Sludge Sampling and Analvsis 
Guidance Document, 1989. The following parameters shall be sampled and analyzed: 

5 .  

Parameter 

Total Nitrogen (Report only) % dry weight Not appIicabIe 
1 I 

Total Phosphorus (Report only) % dry weight Not applicable 

Total Potassium (Report only) % dry weight Not applicable 
1 

Cadmium 100 m&g dry weight 4.4 pounds /acre 

125 pounddacre Copper 3000 mgkg dry weight 

Lead 1500 mgkg dry weight 500 pounds/acre 

[62-640.700(1)(a., (b), (e), and fl; (2); 3(e); and (#)@ and 62-640.500(1)(d), 3-1-91] 

6. Florida water quality criteria and standards shall not be violated as a result ofland application of residuals. [62- 
640.700 (3) (c), 3- 1-91] 

Agricultual Sites 

8. Class B residuals shall not be used on unrestricted access areas. [62-640.600(Q@), 3-2-91] 

9. CJass B residuals application shall be in accordance with the Agricultural Use Plan approved by the Deparlment 
for this facility. [62-6#0.300(1), 3-1-91] 

15 
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10. Root crops, and fiuits and vegetables which touch the soil and which are to be consumed raw shall not be grown I 

1 
I 

on the application site for 18 months after the last application of Class B residuals. [62-640.600(6)(~), 3-1-91] 

11. Fruits and vegetables which do not touch the soil and which are to be consumed raw shall not be harvested from 
the application site for 30 days following the last application of Class B residuals. Orchard tree crops, which do 
not come in contact with the residuals due to the application method, are exempted. This exemption does not 
apply to orchard tree crops which have fallen to the ground before harvesting. [62-640.600(6)(4, 3-1-91] 

12. Pasture vegetation on the application site shall not be cut or used for grazing by livestock for 30 days following 

13.. The public shall be restricted from the application area for 12 h o n k  after the last application of Class B 

1 

the last application of Class B residuals. [62-640.600(6)(e), 3-1-91] 

14. 

15. 

16. 

17. 

18. 

residuals. [62-640.600(6)@, 3-1-91] 

The wastewater treatment facility permittee shall apply for a minor permit revision on DEP Form 62-620.910(9) 
for new, modificd, or expanded residuals land application sites. The facility’s permit SUI be revised to include 
the new or revised Agricultural Use Plan(s) prior to application of residuals to the new, modified, or expanded 
sites. The current Agricultural Use Plan identifies residuals landspreading on the following sites: 

[62-620.330, 11-29-94] 

Annual residuals application rates shall not exceed the agronomic rates based on the nitrogen requirements of the site 
vegetation in accordance with the approved Agricultural Use Plan. [62-640.700(3)(~’), 3-1-91] 

Residuals shall be applied with techniques and equipment to assure uniform application over the site. [62- 
640.700(3)(n), 3-1-9Il 

The pH of the domestic wastewater residuals soil mixture shall be 6.5 or greater at the time domestic wastewater 
residuals are applied. At a minimum, testing shall be done annually. [62-640.700(3)(h), 3-1-91] 

The permittee shall maintain records of application a r a s  and application rates on DEP Form 62440.900(3) and shall 
have these records available for inspection upon request by the Department or the appropriate Local Environmental 
Prog~am. These records shall include: 

a. 
b. 
c. 
d 
e. 
f. 
g. 

The permittee shall provide annual updates to the Agricultural Use Plan which shall include summaries of the total 
residuals, nitrogen, and heavy metals applied on an annual basis; and annual summaries of the cumulative metals 
applied. Updates to the Agricultural Use Plan and annual summaries, including copies of the wastewater residuals 

- _  
Date of application of the residuals, 
Location of the residuals application site, 
Amount of residuals applied or delivered, 
Identihtion of s p i f i c  areas of the site where residuals were applied and acreage of that area, 
Method of incorporation of residuals (if any), 
Water table level at time of application, and 
Concentration of nitrogen and heavy metals in the residuals, percent solids, and date of last analysis. 

- .  
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analysis for that period, shall be submitted to the Deprbxnt's Northeast District 0 5 c e  by July 1st of each year. [62- 
640.700(3)(e) and @), 3-1-91] 

III. Groundwater Monitoring Requirements -Not Applicable 

IV. Additional Reuse and Land Application Requirements -Not Applicable 

V, Operation and hlaitenance Requirements 

Staffkg Requirements 

1. During the period of operation authorized by this permit, the wasteyater facilities shall be operated under the 
supervision of a(n) operator@) certified in accordance with Chapter 61E12-41, F.A.C. In accordance with Chapter 62- 
699, F.A.C., this facility is a Category II, Class B facility and, at a mini", operators with appropriate certification 
must be on the site as follows: 

A Class C or higher operator 8 hours/day for 7 daydweek The lead operator must be a Class B operator, or higher. 

The 8 h o d d a y  attendance period is reduced from 16 hours/day because the on-site Supervisory Control and Data 
Acquistion (SCADA) system complies with the requirements of 62-699.3 11(3), FAC. 

[62-699, 5-20-941 [62-620.630(3), 1 1-29-941[62-699.310, 5-20-921 

2. The lead operator shall be on duty for one full shift each duty day. A cerGfied operator shall be on-site and in 
charge of each required shift and for periods of required staihng time when the lead operator is not on-site. A 
certified operator shall be on call during periods the plant is unattended. [62-699.311(10), (3, and (I), 5-20-921 

Capacity Analysis Report and Operation and Maintenance Performance Report Requirements 

3. An updated capacity analysis report shall be submitted to the Department annually by July 1st of each year. The 
updated capacity analysis report shall be prepared in accordance with Rule 62600.405, F.A.C. [62-600.405(5), 6-8- 
931 

4. The application to renew this permit shall include a detailed operation and maintenance performance report prepared in 
accordance with Rule 62-600.735, F.A.C. [62-600.735(2), 6-8-93] . _  

Recordkeeping Requirements 

5. The permittee shall maintain the following records and make them available for inspection on the site of the permitted 
facility: 
a. Records of all compliance monitoring informatios including all calibration and maintenance records and all 

original strip chart recordings for continuous monitoring instrumentation and a copy of the laboratory certifcation 
showing the cati6cation n u m k  of the laboratory, for at least three years b m  the date the sample or measurement 
was taken; 
Copies of all reports required by the permit for at least three years from the date the report was prepard, 
Records of all data, including reports and documents, used to complete the application for the permit for at least 
three years fiom the date the application was filed; 
Monitoring information, including a copy of the laboratory certification showing the laboratory certdication 
number, related to the residuals use and disposal activities for the time period set forth in Chapter 62-640, F.AC., 
for at least three years fiom the date of sampling or measurement; 

b. 
c. 

d 

e. A cupy of the current permit; 

f. A copy of the current operation and maintenance manual as required by Chapter 62-600,. F.A.C.; 
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g. A copy of the facility record drawings; 

h. Copies of the licenses of the current certified operators, and 

i. Copies of the logs and schedules showing plant operations and equipment maintenance for three years fiom the 
date of the logs or schedules. The logs shall, at a minlnum, include identification ofthe plant; the signature and 
cerGfication number of the operator@) and the signature of the person(s) making any entries; date and time in and 
out; specific operation and maintenance activities; tests performed and samples taken; and major repairs made. The 
logs shall be maintained on-site in a location accessible to 24-hour inspection, protected fiom weather damage, and 
current to the last operation and maintenance performed. 

[62-620.350, I I -29-94][61EI 2-41.0 I O(I) (e), II-02-93 j’ 

VI. Compliance Schedules and Sclf-imposed Improvement Schedules 

1. The following construction schedule for the construction of the proposed 0.6 MGD wastewater treatment facility 
expansion shall be followed, unless notification of a schedule revision is provided to the Department: 

[62-620.450(3)(a), II-29-91] 

2. The following schedule of improvement(s) shall be followed unless notification of a schedule revision is provided to the 
Department: 

3. In accordance with Jacksonville Environmental Protection Board (EPB) Rule 3.409C.2., the Master Plan For Regional 
Sewerage Development for the Monterey Wwrp Certificated Area of S m k e  shall be updated no less than once every 
two years. The Master Plan shall be submitted to Jacksonville Regulatory and Environmental Services Department 
(RESD) Air and Water Quality Division (AWQD), 421 West Church Street, Suite 422, Jacksonville, Florida 32202- 
41 11. The Master Plan shall address the requirements of EPB Rule 3.409C.3. 

VLL Industrial Pretreatment Program Requirements -Not Applicable 

WL Other Specific Conditions - _  

1. Prior to placing the proposed 3.6 MGD WWTF into o p t i o n  or any individual unit processes into operation, for any 
purpose other than testing for leaks and equipment o p t i o n ,  the permittee shall complete and submit to the 
Department DEP Form 62420.910(12), Notification of Completion of Construction for Domestic Wastewater Facilities. 
[62-620.630(2), I I-29-94] 

2. Within six months after a facility is placed in operation, the permittee shall provide written certification to the 
Departinkt on Form 62-620.910(13) that record drawings pursuant to Chapter 62-600, F.A.C., and that an option 
and maintenance manual pursuant to Chapters 62600 and 62610, F.A.C., as applicable, are available at the location 
spxified on the form. [62-620.630(7), 11-29-94] 
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3. 

4. 

5.  

6. 

7. 

8. 

9. 

,--. 

PERMIT NUMBER: FL0023603 
ISSUANCE DATE: April 2,1996 
EXPIRATION DATE: April 2,2001 
APPLICATION No. : 267307 

Ifthe pennittee Wishes to continue operation of this wastewater facility after the expiration date of this permit, the 
permittee shall submit an application for renewaI, using Department Forms 62620.9 lO(1) and (2), no later than one- 
hundred and eighty days (180) prior to the expiration date of this permit [62-620.410(5), 11-26-94] 

The facilities shall comply with any conditions that the Secretary of the h y  (United States Army Corps of Engineers) 
considers necessary to ensure that navigation and anchorage will not be substantially impaired. [62-620.620(I)(e), 11- 
29-94] 

the event that the treatment facilities or equipment no longerfunction as intended, are no longer safe in terms of 
public health and safety, or cdor, noise, aerosol drift, or lighting adversely affects neighboring developed areas at the 
levels prohibited by Rule 62400.400(2)(a), F.AC., corrective action (which may include additional maintenance or 
modifications of the permitted facilities) shall be taken by the pennittee. Other corrective action may be required to 
m u r e  compliance with rules of the Department. (62-600.410(8), 6-8-93] 

The deliberate introduction of stormwater in any amount into collectiodtransmission systems designed solely for the 
introduction (and conveyance) of domestididustrial wastewater, or the deliberate introduction of stormwater into 
collectiodtransmission systems designed for the introduction or conveyance of combinations of storm and 
domestidindustrial wastewater in amounts which may reduce the efficiency of pollutant removal by the treatment plant 
is prohibited. [62-604.130(3), 5-31-93] 

Collectiodtransmission system overflows shall be reported to the Department in accordance with Permit Condition E. 
20. [62-604.5SO, 5-31-93] (62-620.610(20), I 1-29-94] 

The acceptance, by the operating authority of a collectiodtransmission system or by the permittee of a treatment plant, 
of connections of wastewater discharges which have not received necessary pretreatment or which contain materials or 
pollutants (other than normal domestic wastewater constituents): 

a. Which may cause fire or explosion hazards; or 

b. Which may cause excessive corrosion or other deterioration of wastewater facilities due to chemical action or pH 
levels; or 

c. Which are solid or viscous and obstruct flow or otherwise interfere with wastewater facility options or treatment; 
or 

d Which result in treatment plant discharges having temperatures above 4OoC 

is prohibited. 

The treatment facility shall be enclosed with a fence or otherwise provided with features to discourage the enw of 
&IS and unauthorized p o n s .  [62-600.400(2)(b), 64-93] - _  

10: Screenings and grit removed Erom the wastewater facilities shall be collected in suitable containers and hauled to a 
Department approved Class I landfill or to a landfill approved by the Department for receiptldisposal of screenings and 
@t. [62-7.540, 12-10-85] 

1 1. The permittee shall provide adequate notice to the Department of the following: 

a. Any new introduction of pollutants into the facility fiom an industrial discharger which would be subject to 
Chapter 403, F.S., and the requirements of Chapter 62620 F.A.C. if it were directly discharging those pollutants; 
and 
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b. Any substantial change in the volume or character of pollutants being introduced into that facility by a source 
which was identified in the permit application and known to be discharging at the time the permit was issued 

Adequate notice shall include information on the quality and quantity of effluent introduced into the facilityand any 
anticipated impact of the change on the quantity or quality of effluent or reclaimed water to be discharged from the 
facility. [62-620.625(2), I I-29-94] 

M. General Conditions 

1. The terms, conditions, requirements, limitations and restrictions set forth in this permit are binding and enforceable 
pursuant to Chapter 403, Florida Statutes. Any permit noncompliance constitutes a violation of Chapter 403, Florida 
Statutes, and is grounds for enforcement action, permit terminatioq, permit revocation and reissuance, or permit 
revision. [62-620.610(1), II-29-94] 

2. This pennit is valid only for the specific processes and operations applied for and indicated in the approved drawings or 
exhibits. Any unauthorized deviations from the approved drawings, exhibits, specifications or conditions of this permit 
constitutes grounds for revocation and enforcement action by the Department [62-620.610(2), 11-29-94] 

3. As provided in Subsection 403.087(6), F.S., the issuance of this permit does not convey any vested rights or any 
exclusive privileges. Neither does it authorize any injury to public or private property or any invasion of personal rights, 
nor authorize any inEingement of federal, state, or local laws or regulations. This pennit is not a waiver of or approval 
of any other Department permit or authorization that may be required for other aspects of the total project which are not 
addressed in this permit. [62-620.610(3), I I-29-94] 

4. This permit conveys no title to land or water, does not constitute state recopition or achowledpent of title, and d m  
not constitute authority for the use of submerged lands unless herein provided and the necessary title or leasehold 
inbests have been obtained firom the State. Only the Trustees of the Internal Improvement Trust Fund may express 
State opinion as to title. [62-620.610(4), I 1-29-94] 

5. This permit does not relieve the permittee from liability and penalties for harm or injury to human health or welfare, 
animal or plant life, or property caused by the construction or operation of this permitted source; nor does it allow the 
permittee to caw pollution in contravention of Florida Statutes and Department rules, unless specifically authorized by 
an order h m  the Department. The permittee shall take all reasonable steps to minimize or prevent any discharge, reue 
of reclaimed water, or residuals use or disposal in violation of this permit which has a reasonable likelihood of adversely 
affecting humnn health or the environment It shall not be a defense for a permittee in an enforcement action that it 
would have been necessary to halt or reduce the permitted activity in order to ‘maintain compliance with the conditions 
Of this permit [62-620.610(5), 11-29-94] 

6. If the permittee wishes to continue an activity regulated by this permit after its expiration date, the permittee shall apply 
for and obtain a new permit [62-620.610(6), 11-29-94] 

7. The permittee shall at all times properly operate and maintain the facility and systemsof treatment and control, and 
related appurtenances, that are installed and used by the permittee to achieve compliance with the conditions of this 
permit This provision includes the operation of backup or auxiliary facilities or similar systems when necessary to 
maintain or achieve compliance with the conditions of the pennit [62-620.610(7), 11-29-94] 

8. This permit may be mcdified, revoked and reissued, or terminated for cause. The filing of a request by the pennittee for 
a pennit revision, revocation and reissuance, or termination, or a notification of planned changes or anticipated 
noncompliance does not stay any permit condition. [62-620.610(8), 11-29-94] 

9. The permittee, by accepting this permit, specifically agrees to allow authorized Department personnel, including an 
authorized representative of the Department and authorized EPA personnel, when applicable, upon presentation of 
credentials or other documents as may be required by law, and at reasonable times, depending upon the nature of the 
concern being investigated, to: 
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10. 

11. 

12. 

13. 

14. 

15. 

16. 

17. 

a. Enter upon the pzrmittee’s premises where a regulated facility, system, or activity is located or conducted, or where 
records shall be kept under the conditions of this permit; 

b. Have access to and copy any records that shall be kept under the conditions of this permit; 

C. 

d 

Inspect the facilities, equipmenf practices, or operations regulated or required under this permit; and 

Sample or monitor any substances or parameters at any location necessary to assure compliance with this pennit or 
Department rules. 

[62-620.610(9), 11-29-94] . 
In accepting this permif the permittee understands and agrees that all records, notes, monitoring data, and other 
information relating to the construction or operation of this permitted source which are submitted to the Department may 
be used by the Department as evidence in any enforcement case involving the permitted source arising under the Florida 
Statutes or Department rules, except as such use is proscribed by Section 403.1 11, Florida Statutes, or Rule 62620.302, 
Florida Administrative Code. Such evidence shall only be used to the extent that it is consistent with the Florida Rules 
of Civil Procedure and applicable evidentiary rules. [62-620.610(10), II-29-94] 

When requested by the Department, the permittee shall within a reasonable time provide any information required by 
law which is needed to determine whether there is cause for revising, revoking and reissuing, or terminating this permit, 
or to determine compliance with the permit. The permittee shall also provide to the Department upon request copies of 
records required by this permit to be kept. If the permittee becomes aware of relevant facts that were not submitted or 
were incorrect in the permit application or in any report to the Department, such facts or information shall be promptly 
submitted or corrections promptly reported to the Department. [62-620.610(1 I), I I-29-94] 

Unless specifically stated otherwise in Department rules, the permittee, in accepting this permit, agrees to comply with 
changes in Department rules and Florida Statutes after a reasonable time for compliance; provided, however, the 
permittee does not waive any other rights panted by Florida Statutes or Department rules. A reasonable time for 
compliance with a new or amended surface water quality standard, other than those standards addressed in Rule 62- 
302.500, F.AC., shall include a reasonable time to obtain or be denied a miXing zone for the new or amended standard. 
f62-620.6IO(I2), II-29-94] 

The permittee, in accepting this permit, agrees to pay the applicable regulatory program and surveillance fee in 
accordance with Rule 624.052, F.A.C. [62-620.610(13), 11-29-94] 

This pennit is transferable only upon Department appro\al in accordance with Rule 62420.340, F.A.C. The permittee 
shall be Liable for any noncompliance of the permitted activity until the transfer is approved by the Department [62- 
620.610(1#), II-29-94] 

The permittee shall give the Department written notice at least 60 days before inactivation or abandonment of a 
wastewater facility and shall specify what steps will be taken to safeguard public health and safety during and following 
inactivation or abandonment [62-620.610(15), 11-29-94] 

The permittee shall apply for a revision to the Department permit in accordance with Rules 62420.300, 
62420.420 or 62620.450, F.AC., as applicable, at least 90 days before construction of any planned substantial 
modifications to the permitted facility is to commence or with Rule 62420.300 for minor modifications to the 
facility. A revised permit shall be obtained before construction begins except as provided in Rule 
62620.300, F.A.C. [62-620.6IO(I6), I I-29-94] 

The permittee shall give advance notice to the Department of any planned changes in the permitted facility or activity 
which may result in noncompliance with permit requirements. The permittee shall be responsible for any and all 
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damages which may result fiom the changes and may be subject to enforcement action by the Department for penalties 
or revocation of this permit The notice shall include the following information: 

a. 

b. 

A description of the anticipated noncompliance; 

The period of the anticipated noncompliance, including dates and times; and 

c. Steps being taken to prevent future occurrence of the noncompliance. 

[62-620.610(17), 11-29-94J 

18. ‘ Sampling and monitoring data shall be collected and anal@ in acmrdance with Rule 62-4.246, Chapters 
. ..62-160 and 62601, F.A.C., and 40 CFR 136, as appropriate. 

19. 

20. 

a. 

b. 

C. 

d. 

e. 

Monitoring results shall be reported at the intervals specified elsewhere in this permit and shall be reported on a 
Discharge Monitoring Report (DMR), DEP Form 62-620.910(10). 

If the permittee monitors any contaminate more frequently than required by the permif using Department approved 
test procedures, the results of this monitoring shall be included in the calculation and reporting of the data 
submitted in the DMR 

Calculations for all limitations which require averaging of measurements shall use an arithmetic mean unless 
otherwise specified in this permit 

Any laboratory test required by this permit for domestic wastewater facilities shall be performed by a laboratory 
that has been certified by the Department of Health and Rehabilitative Services ( D H R S )  under Chapter 1ODQ1, 
F.A.C., to perform the test On-site tests for dissolved oxygen, pH, and total chlorine residual shall be performed 
by a laboratory certified to test for those parameters or under the direction of an operator certified undex Chapter 
61E12-41, F.A.C. 

Under Chapter 62-160, F.A.C., sample collection shall be performed by following the protocols outlined in “DER 
Standard Operating Procedures for Laboratory Operations and Sample Collection Activities” (DER+A-001/92). 
Alternatively, sample collection may be performed by an organization who has m approved Comprehensive 
Quality Assurance Plan (CompQM) on fde with the Department The CompQAp shall be approved for collection 
of samples fiom the required matrices and for the required tests. 

[62420.610(18), 11-29-94] 

Reports of compliance or noncompliance with, or any progress reports on, interim and final requirements contained in 
any compliance schedule detailed elsewhere in this permit shall be submitted no later than 14 days following each 
schedule date. [62-620.610(19), 11-29-94] 

The permittee shall report to the Department any noncompliance which may endanger health or the environment Any 
information shall be provided orally within 24 hours fiom the time the pennittee k m e s  aware of the circumStances. 
A Written submission shall also be provided within five days of the t ime  the permittee becomes aware of the 
circumstances. The written submission shall contain: a description of the noncompliance and its cause; the period of 
noncompliance including exact dates and time, and if the noncompliance has not been corrected, the anticipated time it 
is expected to continue; and steps taken or planned to reduce, eliminate, and prevent recurrence of the noncompliance. 

a. The following shall be included as information which must be reported within 24 hours under this condition: 

1. 

- _  

Any unanticipated bypass which causes any reclaimed water or e5uent to exceed any permit limitation or 
results in an unpermitted discharge, 
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2. Any upset which causes any reclaimed water or the effluent to exceed any limitation in the permit, 

3.  Violation of a maximun daily discharge limitation for any of the pollutants specifically listed in the permit for 
such notice, and 

4. 

If the oral report has been received within 24 hours, the noncompliance has been corrected, and the noncompliance 
did not endanger health or the environmenf the Department shall waive the written report 

Any unauthorized discharge to surface or ground waters. 

b. 

[62-620.610(20), 11-29-94] 

21. The permittee shall report all instances of noncompliance not reported under Permit Conditions IX. 18. and 19. of this 
pennit at the t h e  monitoring reports are submitted. This report shall contain the same information required by Permit 
Condition M. 20 of this permit. [62-620.610(21), 11-29-94] 

22. Bypass Provisions. 

a. Bypass is prohibited, and the w e n t  may take enforcement action against a permittee for bypass, unless the 
permittee af€irmatively demonstrates that: 

1. Bypass was unavoidable to prevent loss of life, personal injury, or severe property damage; and 

2. There were no feasible alternatives to the bypass, such as the use of auxiliary treatment facilities, retention of 
untreated wastes, or maintenance during normal periods of equipment downtime. This condition is not 
satisfied if adequate backvp equipment should have been installed in the exercise of reasonable engineering 
judgnent to prevent a bypass which occurred during normal pericds of equipment downtime or preventive 
maintenance; and 

3. The permittee submitted notices as required under Permit Condition E. 22. b. of this permit. 

b. If the permittee b o w s  in advance of the need for a bypass, it shall submit prior notice to the Deparhnenf if 
possible at least 10 days before the date of the bypass. The permittee shall submit notice of an unanticipated 
bypass within 24 hours of learning about the bypass as required in Permit Condition M. 20. of this permit. A 
notice shall include a description of the bypass and its cause; the period of the bypass, including exact dates and 
times; if the bypass has not been corrected, the anticipated time it is expected to continue; and the steps taken or 
planned to reduce, eliminate, and prevent recurrence of the bypass. 

c. The Department shall approve an anticipated bypass, after considering its adverse effect, ifthe permittee 
demonstrates that it will meet the three conditions listed in Permit Condition IX. 22. a. 1. through 3. of this permit 

d. A pennittee may allow any bypass to occur which does not cause reclaimed water or efnuent limitations to be 
excseded if it is for essential maintenance to assure efficient operation. These bypasses are not subject to the 
provisions of Permit Condition IX. 22. a. through c. of this permit 

- _  

23. Upset Provisions 

a. A permittee who wishes to establish the affirmative defense of upset shall demonstrate, through properly sign& 
kontemporaneous operating logs, or other relevant evidence that: 

- 

1. 
2. 

An upset occurred and that the permittee can identify the cause(s) of the upset; 
The permitted facility was at the time being properly operated; 
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3. 
4. 

The permittee submitted notice of the upset as required in Permit Condition IX. 20. of this permit; and I 
The permittee complied with any remedial measures required under Permit Condition IX. 5. of this permit. 

b. In any enforcement pmcedng, the permittee seeking to establish the occurrence of an upset has the burden of 
proof. 

c. Before an enforcement proceeding is instituted, no representation made during the Department review of a claim 
that noncompliance was caused by an upset is final-agency action subject to judicial review. 

[62-620.6I0(23), 11-29-94] 

Executed in Jacksonville, Florida. 

STATE OF FLOEUDA DEPARTMENT 
OF ENVIR0"TA.L PROTECTION 

1 

I 
I FILING AND ACKNOWLEDGEMENT 

- _  

E 
I 
I 
I 
1 
1 
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D E P A R T ~ N T  OF ENVIRONMENTAL PROTECTION DISCIIARGE MONITORING REPORT -PART A 
WHEN COMPLETED MAIL TIKIS REPORT TO: Wastewater Facilities Regulation Section. Mail Station 3551, 

PE-E N M :  United Water FIorida, Inc. PERMIT NUMBER: FL0023604(3116PO1316) 
MAILING ADDRESS: 1400 Millux Road MONITORING PERIOD-From: To: 

Twin Towers Office Building, 2600 Blair Stone Road,TalIahassee, Florida 32399-2400 

Jacksonville, Florida 32225 LIMIT: Final 
CLASS SIZE Major GROUP: Domestic 

FACILITY: honterey WWTF FACILITY ID: FL0023604(3 116PO1316) GMS ID No.: 3 116X00022 
LOCATION: 5802 Hams Street DISCHARGE POINT NUMBER: DO01 WAFR Site No.: 9124 

Jacksonville, Florida 322 1 1 PLANT SPEfI'REATMENT TYPE: BO 
Plensc rend instrucfions heforc comnletinr this form. 

NAMVTntEOF PRMCIPALD(ECVTIM0FFlCERORAVnKlRVED A O E N T t l w r h i 4  DATE (YY/MM/DD) TELEPHONE NO. 
0 

SlDNATuaEOf PlUNCPALOaCVnnOfflCERORAUnlMUlEDAO€" 

-1 - 



DAILY SAMPLE RESULTS - PART B 
Facility ID: Thrw-monlh Avmgc Daily Flow: : 

PLANT STAFFING: Day Shift Operator Class: Certificate No.: 
Evcning SIliR Operator Class: Certificate No.: 
Night Shift Operator Class: Certificate No.: 
Lead Operator Class: Certificate No.: 

Type of ERlucnt D i r p l  or Rcclahcd Water R c w :  
'Attach additional ~hccta ifncccsury to l i i  all ccrtiticd 0pc"ton. 

DLP Fam SZS20.910(10). En& N m b m  l9.1W 

I 

-2- 

Name: 
Name: 
Name: 
Name: 



- u - ~ ~ - - ~ ~ u u I - u ~ u ~ u ~  

INSTRUCTIONS FOR MONITORING RETORT 

PART A - Dfscharge Monltoring Report 

One nport shall be completed and submitled for each discharge point, d a l l ,  or ht ing rite lislcd in thc permit. Use additinul sheds i fmccs~~ry .  Mail to D ~ ~ J I ~ I ~ C I I ~  ofEnvinnunmbl Pmtcction at the a d d m  shown on thc fbt pp of+ 

Permlltee NundAddrew Complctc the name as shown on the face of the pCrmit. Complete the mailing addrcsr. Place a note b i d e  thc mailing addraa ifthc addnu hu changed wi(hin the past monlh. 
FacllitylLocrtion: Compldc the name of the facility and the a d d m  or loution of the facility. 
Permlt Number. Thin is the number of the pennit trued to L e  pcrmilta which contah the monitming r o q u h e n h  in thir rrport. 
Monltoring Period: This is thdpcn'od that the dah on thin 
Limit: This is blank if the dab'rcpracnh interim limila on a facility under construction If the d a b  rcpracnlc final l idla  achieved rRcr eonslruction, the word FINAL Will be h a .  
Clars SizelGroup: The facility clawificrtion ir either major or minor and the group is either indualrial or domatic. 
Facility ID This is the identification numbcr of the facility which was assigned by the Dcprrtmmt at the time the facility was constnrtcd. 
Discharge Point Number. This in the number in the permit artigned (0 the outfall, dincharge point, or Lnt rite h n  which this data WJI collcckd. Complde one of thclc rcporta for each outfall or discharge point from your facility. 
Plant s lzdrei tment  type: Iflhir facility b a domcatic wanlcwatcr lreahent facility. mta a one digit and one lctla code to indicate the type of t ruhcnt and thc plant rue. Fint record the numbcr from the chart below which rcpacnt~ Lhc lypc of 
h a t m c n t  provided by the facility. Then record the lcctcr that indicrtcr thc pennilled capacity (plant size) as ihown on the chart below. 

rcpnsenb. 

2 )  I I I I 
I ActiVr(cd Sludge operated in the extended amtion mode and oxidation d i k h a  28.0 T2.0 but4 .0  I 20.025 but 4 . 0  1 20.002 but 

Parameter. This ia the variable or substance which mutt be monitored. 
Sample Measurement: The data which was collected and analyzed. 
Permlt Requlremcnt: The limit from the permit for that panmcta and measurement. 
Qurnrlty or Loading: The amount or m a s  of the p n m c k r  discharged during lhc Fcporting p ' o d  in Average quantity dis:hargcd during the mpmling pniod ~ R c r  adding u c h  day of dixchrrgc, Marlmum quantity discchrrgcd on thc dry Glh the 
highest amount, and the Unlt of mcasumnent (Ibs, g. (ocy ck.) 
Quality or Concentration: The cmccnlration of the panmcta dincharged during the repotling period in Mlnlmum conccntntion during the npolling period, Average of all the m u m c n h  fy the p n m d c r  during the q o d i n g  period, h l d m u m  or 
highest conccntntion discharged during the reporting period, and the Unlt of measurement (m&. u&, &.) 
No. EL: The number of sample mcrsurcmenln during the u m p h g  period ch.1 exceeded the nuximum (minimum or 7day average, u appropn'atc) permit rcquin"1 for each p a m d "  If none, enla z m .  
Frequency of Anaiysb: The number of timu the m c a " c n t  b rcquhd to be made by thc pennit and the numbcr of tima the muaumnmt w u  nude. 
Sample Type: The type of sample (grab, e a n p i t c ,  c o n t h ~ u t )  r e q u i d  to be takcn by the permit and thc type that wu taken. 
Certificate, Signature: This report mutt bc aigncd in aceordance WithRulc 62420.305, F.AC. Type or print the name and title ofthc signing oficial. Include thc telephone number where the oficirl m y  be rcrchcd in thc cvcnl lhcn arc q u a t i m  
conccming this report. Date when the rcprt ir signed. 
Comment m d  Erplmrtlon: UIC thin area lo explain any ycecdanccs, rny upset or by-pasl evcnlr, or other itmu which nquirc explanstion 

PART 1) -DAILY SAMPLE RESULTS 

Completo one nhect for each outfall, diachargc point, OT ttrt rite where daily umpling ia requircd by the permit. Record the m u l h  of daily moniloring for tlic p n m d c n  required lo be sampled daily by YOW pCrmiC Record thc dah in tha uniln 
indicated. Ifthem am no fecal c o l i f m  dc(eclcd, cntaND in the row labeled "fecal coliform." Uac the blankmwa u needed. 

List the name, certificate numbcr, and claw of a l l  slate certified 0per~COn. Use additional nhcch as neca.mry. 

DEP Fam 62620.910(10). Enntlvi November l9.1994 -1- 



PART I1 -DAILY SAhPLE RESULTS contd. 

Enter the typo of effluent diipoul or reclaimed water 1cu.0 (surfaca walcr discharge, o c u n  outfall, slow nte land applicatiorrpublic awest, slow nte land rpplicrtion-nltrickd public I-, npid nte land applicrtion, abrorption field. ud- 
injection). 

Facility ID: Thir is the identiliertion number uipd by the Department for the facility. 
MonthNeu: This b the period during which the d a h  on Uu'r rcport w u  collstbd and analyzed. 
Ralnfall Inlormation: Ralnlall gauglng stallon q i ~ ~  entry of the name and location of the rhtion. S o u m  of Climatologlcd (normd mlnfdl) data u the murcc of the infomulion r0quirr;d for Cumulative ralnlall for the a v m g e  r d n f d  yeu 
which i s  tho amount of nin, in incha, which falls during an avenge rainfall year hn January through the month for which chic part  contain^ data. Cumulative d n f d l  to date lor thb cdendu year ia the Iohl a m m 1  of rain, in k h a .  h a t  hu bem 
rceordcd rince January 1 of the current year h u g h  the month for which &is Part containa data. 
Date: Enter the dale on which the discharge occun-cd. 
Duratlon olDIshsrge: Enter the'numbcr of h o w  to thc nured 0.1 of an hour(O.1- 6 min) during u c h  day of discharge that rcclaimcd water was actually discharged Lo aurfacc watcn. 
Gallons Dlschargcd: Enter the quantity in milliolu Of gd~0nr of reclaimed water discharged during (ha p d o d  ahown in Duration of Dischuge. Show chc  unit^ a i  milliom of gallom (mg), accurate to the n u r u t  0.01. 
Average D l r h u g e  Flow Rate: Divide G i l l o ~  Dlrchuged by Duration of  Dbchuge. Rccord in million gallom pcr day (MGD). 
Average Uptreun Flow Rate: Enlcr the avenge flow ntc in the raceiVing rtrclm upstrum hn the point of discharge for the period &own in Duration of  Dbchuge. The rvmgc flow rate ern be crlculalcd b a d  on two mctnnnmnII; OIK nude 
at the ltrtt and one nude at the end of the discharga period. Meantrnmnlr arc Lo be nude at the upst" gauging ltrtion dacribed in the pennit. 
Stream Dilution Fador: Enter the at" dilution ratio accurate (0 the neared 0.1. To ulculatc the factor. divide the Average Uptreain Flow Rate by Ihc Average Dhharge Flow Rate. 
CBOD,: Enter the avenge CBOD, of tho nelaimcd water discharged during the period rhown in Duration olDLrhuge. 
TKN: Enter the avenge 'I" of the reclaimed water discharged during the period ihown in Duratlon olDLrhrrge. 
Reason lor Dbchuge: Pmvide a briefexplanation of the facton contributing (0 the nacd to activate the l i i lcd w d  wuthcr discharge. 

~ ~ ~ o r m r c s m . o . , i q i o ~ ~ ~ ~ ~ ~ ~ .  IW -ii- 
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FACT SHEET 
FOR 

STATE OF FLORIDA DEPARTMENT OF ENVIRONMENTAL PROTECTION 
DOMESTIC WASTEWATER FACILITY PERMIT 

Permit Number: FL0023604 . Application Date: March 15,1995 

' Additional Information: August 16,1995 

. Permit Writer: David J. Bolam, P.E. Public Notice Date: February 26, 1996 

1. SYNOPSIS OF APPLICATION 

a Name and Address of Applicant 

Philip Heil, Vice President 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

Monterey WWTF 
5802 Harris Street 
Jacksonville, Florida 3221 1 

b. TvDe of Faci1it.I 

Domesti@astewater Treatment Plant 
Privatelyxwned treatment works 
Standard Industrial Classification Code: 4952 

. 

C. FaciIitv Capacity 

Existing Design Capacity: 
Proposed Increase in Design Capacity: 0.60 MGD AADF ' 

Proposed Total Design Capacity: 

Existing Permitted Capacity: 
Proposed Increase in Permitted Capacity: 
Proposed Total Permitted Capacity: 

3.00 MGD AADF 

3.60 MGD AADF 

3.00 MGD AADF 
0.60 MGD AADF 
3.60 MGD AADF 

- _  

Facility permitted capacity can not be increased until completion and submittal of a 
Reuse Feasibility in accordance with Specific Condition I.B.13 of the permit 

d. Description of Facilities 

To operate a 3.00 MGD AADF conventional activated sludge wastewater treatment plant 
with communition, dual 1.5 MGD AADF conventional activated sludge unit prmesses 
operated in parallel with the final disinfected and dechlorinated effluent discharged to the St 
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f. 

Johns River. Wastewater treatment plant residuals are stabilized by aerobic digestion, 
thickened and temporarily stored on site prior to hauling to a land application site. 

Proposed improvements to the facility include the construction of a 3.6 MGD M F  
sequencing batch reactor (SBR) comprised of four cells with a total volume of 3.7 1 Mgal, an 
0.19 Mgal influenthuge tank, a U.V. (ultraviolet) disinfection system and a 7,600 gpm 
effluent pumping station. The existing wastewater treatment facility will be decommissioned 
and one of the existing 1.5 MGD AADF activated sludge plants will be converted to an 
aerobic sludge digester. Stabilized residuals from the facility will continue to be land applied. 

ADplicant's Effluent Diswsal and Reuse Locationk) 

Surface Water Discharge: 

Receiving Waters: 

Outfall DO0 1 : 
St. Johns River (Class III - Marine) 
Latitude: 30' 19' 45" N 
Longitude: 81" 36' 10" W 

See Attachment 1 for a map showing the locationof the receiving waters 
and discharge location. 

DescriDtion of Effluent Discharges (as reported bv applicant) 

Outfall Serial Number D001: 

Annual Average Daily Row (MGD): 2.986 

pH Range (Standard Units): 6.4 to 7.6 

Pollutants which are present in significant quantities or which are subject to effluent or 
reclaimed water limitations are as follows: 

Parameters 

-2- 



2. PROPOSED EFFLUENT LIMITATIONS 

Outfall Serial Number D001: 

The Permittee shall conduct 96-hour acute static renewal screening toxicity tests using the MvsidoDsis 
b& (mysid shrimp) and the Menidia bervllina (inland silverside). The toxicity tests shall be conducted 
using a control (0% effluent) and one test concentration of 30% finaI effluent. If control mortality exceeds 
10% for either species in any test, the test(s) for that species (including the control) shall be repeated, A 
test will be considered valid only if control mortality does not esceed 10% for either species. If, in any 
separate grab sample test greater than 50% mortality of test organisms occurs in 30% effluent at or prior 
to the end of the t a  and control mortality is less than 10% at that time, that test (including the control) 
shall be terminated with the conclusion that the sample demonstrates unacceptable acute toxicity. 

Due to the proposed 0.6 MGD increase in effluent discharge, the Department required the Permittee to 
perfom additional modeling to ensure 1OO:l dilution could still be achieved. The flow was modeled 
using the EPA-approved UDHKDEN model at 3.0 MGD and 3.6 MGD. The lateral distances from the 
700 foot long dif€user necessary to achieve the 1OO:l  dilution were reported to be 4.8 meters and 5.3 
meters, respectfully. The former mixing zone was established based on the results of modeling the outfall 
diffuser using the EPA-approved UPLUME model. The results of this modeling showed a lateral distance 
from port to achieve the 1 O O : l  dilution to be 3.8 meters at 3.0 MGD flowrate. Therefore, a mixing zone 
of 7.6 meters pras granted due to full flow reversal twice per day in this portion of the river in 
construction permit DC16-188943. The difference in distance to achieve the 1OO:l dilution is the result of 
using different models. 

The conclusions of the Department’s 5th year Biological Assessment Report dated January 1995 reported 
no organic priority pollutants in the effluent and a sample of 100% effluent was not toxic to either 
Ceriodaphnia dubia or Cyprinella leedsi. The report also noted that the effluent did not appear to cause 
additional nutrient enrichment of the receiving waters and nutrient concentrations at the reference site 
were equal to or slightly higher than both test sites; therefore, no nutrient limitations were included in the 
permit 
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3. BASIS FOR EFFLUENT AND RECLAIMED WATER LTMTTS AND MONlTORMG 
REOUIREMENTS lMCLUDMG MFLUENT MONlTOFUNG REOUIREMENTS) 

See the table below for the rationale for the Parts 1.4 B, & C provisions. 

Outfall DO0 1 : - parameter 

;ecal Colifom 

Maximum 
TRC (for disinfection)' Minimum 62-600.440(4)@) FAC 

TRC (for Single Sample Max. 62-600.440(2) FAC & 62-302.530(19) FAC 
dechlorination)' 

Acute Whole Effluent Single Sample Max. 62-302.530(62) & 62-4.244(3), FAC 
Toxicity 
Dissolved Oxygen Minimum 62-302.530(31) FAC 

Nutrients Report 62-302.530(48)(a) & @) FAC 
Monitoring Frequency All Parameters 
and Sample Type writer 
Sampling Location All Parameters 

62-601 FAC & 62-699 FAC and/or BPJ of permit 

62-60 1 FAC and/or BPJ of permit writer 



The following were used as the basis of the permit limitatiodconditions: 

A FAC refers to various portions of the Florida Administrative Code. 

The effective dates of FAC Rule Chapters cited in the table are as follows: 

Chauter Effective Date 
624 02-02-94 
62-302 02-27-95 
62-600 06-08-93 
62-601 05-31-93 
62420 11-29-94 

. 62-699 05-20-92 

B. CFR refers to various portions of the Code of Federal Reguladons, Title 40 

C. BPJ refers to Best Professional Judgment 

1. Disinfection and de interim (existing) plant. - 
Other Limitations and Monitoring Requirements: 

TSS 1 Monitor & Report I 62-601.300(1) FAC 

The following were used as the basis of the permit conditions: 

A. FAC refers to various portions of the Florida Administrative Code 

The effective dates of FAC Rule Chapters cited in the table are as follows: 

Chauter Effective Date 
62-600 06-08-93 
62601 05-3 1-93 
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4. RESIDUALS MANAGEMENT 

Class of residuals stabilization to be provided: Class B 

Proposed method of residuals use or disposal: Land application 

The current Agricultural Use Plan for this facility identifies residuals land application on the following 
sites: 

See the table below for the rationale for the Part D.A. residuals limits and monitoring requirements. 

Nickel 

Nitrogen, Ib/ac& Maximum 62-640.700(3)(d) FAC 
Cadmium, Ib/ac Cumulative Maximum 62-640.700(3)(e) or (4)(f) FAC 
Copper, Ib/ac Cumulative Maximum 62-640.700(3)(e) or (4)(f) FAC 
Lead, Ib/ac Cumulative Maximum 62-640.700(3)(e) or (4)(f) FAC 
Nickel, Ib/ac Cumulative Maximum 62-640.700(3)(e) or (4)(fTFAC 
Zinc, Ib/ac Cumulative Maximum 62-640.700(3)(e) or (4)(f) FAC 
Monitoring Frequency All Parameters 62-640.700(1)(a) FAC 

I 
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The following was used as the basis of the permit limitationdconditions: 

A FAC refers to various portions of the Florida Administrative Code 

The effective date of the FAC Rule Chapter cited in the table is as follows: 

ChaDter Effective Date 
62-640 03 -0 1-9 1 

5.. INDUSTRIAL PRETREATMENT REoUR?ZMENTs 
. .  

There are no industrial pretreatment requirements for thi; facility. 

6 .  REOUESTED VARIANCES OR ALTERNATIVES TO REOUIRED STANDARDS 

There were no requests for variances or alternatives to the required standards. 

7. COMPLIANCE SCHEDULE AND EFFECTIVE DATE OF PROPOSED EFFLUENT OR 
RECLAIMED WATER LIMITATIONS 

Due to the proximity of the existing WWTP to an elementary school, residential neighboor hood 
and shopping center, the Department is requiring UWF to install chlorine gas leak detection 
devices at this facility by January 15, 1995. This is a standard referenced in Ten State Standards 
which the Department has adopted by reference. 

The permit requires the Permittee to prepare &-id submit a reuse feasibility study in accordance 
with the State’s guidelines. The Permittee requested the preparation of the reuse feasibility be 
included as a condition of the permit inorder to provide additional time to conduct the study for 
the entire utility which includes 7 major wastewater treatment plants in Duval County. It is 
expected the reuse feasiblity study will take approximately 18 months to complete. For more 
discussion of this, see item 9. below. 

8. DISCUSSION OF PREVIOUS PERMIT EFFLUENTLIMITATTONS 

The current wastewater facility permit ( D016-170728) expired on May 15, 1995 and contained the 
following effluent or reclaimed water limits: 

Parameters I Effluent or Reclaimed Water Limitations 
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Whole eflluent toxicity testing requirements in permit D016-170728 were acute static tests conducted on 
grab samples of 0% and 100% effluent. This testing was modified following the construction of a new 
efnuent outfall and diffuser under construction permit DC16-188943 issued on March 5,1991. The new 
high rate difFuser provided for a 100: 1 dilution of the effluent with the receiving stream and a mixing 
zone of 7.6 meters wide along the axis of the dBuser was granted. In accordance with Rule 62-4.244(3) 
the Permittee was permitted to conduct acute static renewal toxicity tests on grab samples of 0% and 30% 
effluent. The toxicity tests in the construction permit were matched in the "DES permit modification 
issued by EPA on July 23,1993. 

9. NEW OR EXPANDED DISCHARGES TO SURFACE WATERS: ANTIDEGRADATION 
REoulREMENTs 

The draft permit is for a proposed 0.6 MGD AADF wadewater treatment facility expansion to increase 
the permitted capacity to 3.6 MGD M F .  The Permittee provided documentation in support of the 
application and the proposed project which addresses all of the State's antidegredation requirements 
except reuse feasibility. The permit requires the Permittee to prep'are and submit a reuse feasibility study 
prepared in accordance with the State's guidelines. The Permittee requested the preparation of the reuse 
feasibility be included as a condition of the permit inorder to provide additional time to conduct the study 
for the entire utility which includes 7 major wastewater treatment plants in Duval County. It is expected 
the reuse feasiblity study will take approximately 18 months to complete. 

The current wastewater treatment facility is in immediate need of expansion to handle the increasing flow 
from the facility's seMce area Current average daily flows are 2.986 MGD as noted above. The 
Monerey WWTP is a regional system and is part of the County's continuing wastewater regionalimtion 
plan. Construction is currently underway to connect three smaller surface water discharging package 
wastewater treatment facilities to the Monterey WWTP by the end of 1995. The proposed expansion will  
basically replace the existing wastewater treatment facility which will be decomissioned due to age and 
deterioation. One of the existing tanks will be converted to an aerobic digester. 

The antidegredation report submitted by the Permittee on July 14,1995 adequately demonstrates that the 
proposed expansion not result in exceedances of Class III Marine criteria in the St. Johns River, that 
existing water uses will be maintained in the river, and that the proposed expanded discharge is in the 
public interest Should the results of the reuse feasibility study indicate that reuse is technically and 
economically feasibIe for the Monterey facility, additionaI improvements to the wastewater treatment 
facility will be required to treat the effluent to meet reclaimed water standards. This treatment often 
includes filtration and high level disinfection. Therefore, the construction work proposed for the WWTP 
expansion should not impact the technical or economic walution of the study inasmuch as the 
replacement of the wastewater treatment facility is required whether or not reuse is determined to be 
feasible. 

10. EFFECTS OF SURFACE WATER DISCHARGE ON THREATENED OR 
ENDANGERED SPECIES 

The Department does not anticipate adverse impacts on any threatened or endangered species as a result 
of permit renewal 

-. 

11. DEPCONTACT 

Additional information concerning the permit may be obtained during normal business hours from: 

Florida Department of Environmental Protection 
Northeast District Office 
7825 Baymeadows Way, Suite B200 Phone Number - (904) 448-4330 - .  

Jacksonville, Florida 32256-7577 FAX Number - (904) 448-4366 
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12. THE ADmsmTIVE RECORD 

The administrative record including application, draft permit, fact sheet, public notice (after release), 
comments received and additional information is available for public inspection during normal business 
hours at the location specified in item 11. 

13. 

Draft permit to Applicant and EPA ............................................ S e p t e m ~ r  15; 1995 

FINAL SCHEDULE FOR PERMIT ISSUANCE 

Public Comment Period ............................................................ Beginning: February 26, 1996 
Ending: March 26, 1996 

Notice of Agency Action ............................................................ April 2, 1996 

Final Department Action ............................................................. April 2, 1996 

14. PROCEDURES FOR THE FORMUL,ATION OF RNAL DECISION ON PERMIT ISSUANCE 

a. Public Comment Period 

The Notice of Draft Permit was advertised for Public Comment in the Financial News & Daily 
Record on February 26, 1996. Commenk were received from the City of Jacksonville's Water 
Qual~ty Division of the Regulatory and Environmental Services Department and are included as 
Specific Condition v1.3 of the permit. No other comments were received and no public meeting 
was requested. 

b. Administrative Hearing 

A person whose substantial interests are affected by the Department's proposed permitting 
decision has the opportunity to petition for an a d " t i v e  proceeding (hearing) to challenge 
the Department's decision in accordance with Section 120.57, F.S. 

An administrative hearing is an evidentiary proceeding in which evidence is presented by 
testimony and exhibits before an independent hearing officer. The result of an administrative 
hearing is the issuance of the hearing officefs recommended order to the Department, including 
the hearing officers findings of fact, based on the widencc presented at the hearing. The 
Department will issue a final order, granting or denying the permit, bas+ on the hearing officefs 
recommended order. 

The petition for an administrative hearing must contain the information set forth below and must 
be filed (received) in the Wice of General Counsel of the Department at 2600 Blair Stone Road, 
Tallahassee, Florida 32399-2400, within 14 days of publication of notice of agency action or 
within 14 days of personal receipt of notice of agency action, whichever occurs first. The 
petitioner is to mail a copy of the petition to the applicant at the time of filing. Failure to file a 
pe'titlon within this time period will constitute a waiver of any right such person may have to 
request an administrative determination (hearing) under section 120.57, F.S. The petition is to 
contain the following information: 

-9- 



I " 

I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

The w e ,  address and telephone number of each petitioner, the applicant's name and 
address, the Department Permit File Number and the county in which the project is 
propod;  

A statement of how and when each petitioner received notice of the Department's action 
or proposed action; 

A statement of how each petitioner's substantial interests are affected by the 
Department's action or proposed adon;  

A statement of the material facts which the petitioner contends wanant reversal or 
modification of the Department's action or proposed action; 

A statement of which rules or statutes petitioner contends require reversal or 
modification of the Department's action or propcsed action; and 

A statement of the relief sought by the petitioner, stating precisely the action the 
petitioner wants the Department to take with respect to the Department's action or 
proposed action. 

If a petition is Bed, the admiristrative hearing process is designed to formulate agency action. 
Accordingly, the Department's final action may be different from the position taken by it in the 
notice of agency action. Persons whose substantial interests will be afkcted by any decision of 
the Department on the application have the right to petition to become a party to the proceeding, 
regardless of their agreement or disagreement with the Department's proposed action indicated in 
the notice of agency action. 
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E nvi ron men t ai P rotect i on 3c, t@j 

Virginia B. Wetherell P S e c r e w y  

Northeast District 
7825 Baymeadows Way, Suite B2OO 

N O T I C E  OF PERMIT REVISION 

Lawron Chiles 
Governor Jacksonville, Florida 32256-7590 

CERTIFIED MAIL - RETURN RECEIPT 

Februa ry  13 ,  1997 

M r .  M u n i p a l l i  Sambamurthi , V i c e  P res iden t . ,  .Ma-nager 
U n i t e d  Water  F l o r i d a ,  I n c .  
1 4 0 0  M i l l c o e  Road 
J a c k s o n v i l l e ,  F l o r i d a  32225 

", 1 4  ;Fy 
-, y!,L,, r z  l - L L l : , , - : ;  F' CT!"? 

Duval County -- Domestic Wastewater 
Nonterey  WTF 

Enc losed  i s  a r e v i s i o n  t o  P e r m i t  N u h e r  FL0023604 t o  o p e r a t e  a 
3 .00  MGD c o n v e n t i o n a l  a c t i v a t e d  s l u d g e  t r e a t m e n t  p l a n t  and  t o  c o n s t r u c t  
and  o p e r a t e  a new 3 . 6  MGD sequencing  b a t c h  r e a c t o r  (SBR) was tewa te r  
t r e a t m e n t  f a c i l i t y  w i th  e f f l u e n t  d i s p o s a l  t o  t h e  S t .  J o h n ' s  River i s s u e d  
under  s e c t i o n ( s )  403.057 of  t h e  F l o r i d a  S t a t u t e s .  

The r e v i s i o n  i n c l u d e s  a m o d i f i c a t i o n  o f  t h e  Di scha rge  Moni to r ing  

The DMR i s  b e i n g  m o d i f i e d  t o  r e f l e c t  changes 
There  a r e  no changes  t o  e f f l u e n t  l i m i t s  

A t t a c h  t h e  mod i f i ed  pages  o f  t h e  p e r m i t  a s  
A l l  o t h e r  p o r t i o n s  o f  t h e  p e r m i t  remain i n  

Repor t  ( D M R ) .  
p e r m i t  on A p r i l  2,  1 9 9 6 .  
i n  Department  computer codes .  
o r  m o n i t o r i n g  r equ i r emen t s .  
t h e y  become a p a r c  t h e r e o f .  
e f f e c t  and a r e  f u l l y  e n f o r c e a b l e .  

The mod i f i ed  DMR w i l l  r e p l a c e  t h e  form i s s u e d  wi th  t h e  

A p e r s o n  whose s u b s t a n t i a l  i n t e r e s t s  a r e  a f f e c t e d  by  t h e  
Department 's  p roposed  p e r m i t t i n g  d e c i s i o n  may p e t i t i o n  f o r  a n  
a d m i n i s t r a t i v e  h e a r i n g  i n  accordance  wi th  s e c t i o n s  120.569 and  120.57 o f  
t h e  F l o r i d a  S t a t u t e s .  - .  

The p e t i t i o n  must c o n t a i n  t h e  i n f o r m a t i o n  set  f o r t h  below and must 
b e  f i l e d  ( r e c e i v e d )  i n  t h e  Depar tmen t ' s  O f f i c e  o f  Genera l  Couns'el, 3900 
Cormonwealth Boulevard,  Mail  S t a t i o n  35, T a l l a h a s s e e ,  F l o r i d a ,  .: 
32399-3000. P e t i t i o n s  f i l e d  by  t h e  permit a p p l i c a n t  o r  any  o f  t h e  
p a r t i e s  l i s t e d  below must be f i l e d  w i t h i n  f o u r t e e n  d a y s  of  receipt  of 
t h i s  n o t i c e  o f  i n t e n t .  P e t i t i o n s  f i l e d  by any  o t h e r  p e r s o n  must b e  f i l e d  
w i t h i n  f o u r t e e n  days  of p u b l i c a t i o n  o f  t h e  p u b l i c  n o t i c e  o r  w i t h i n  
f o u r t e e n  days  of r e c e i p t  of t h i s  n o t i c e  of  i n t e n t ,  whichever  OCCULS 
f i r s t .  
t h e  a d d r e s s  i n d i c a t e d  above, a t  t h e  t i m e  o f  f i l i n g .  The f a i l u r e  o f  any  
pe r son  t o  f i l e  a p e t i t i o n  w i t h i n  t h e  a p p r o p r i a t e  t i m e  p e r i o d  s h a l l  
c o n s t i t u t e  a wa ive r  of  t h a t  p e r s o n ' s  r igh t :  t o  r e q u e s t  a n  a d m i n i s t r a t i v e  
d e t e r m i n a t i o n  (heaEing)  under  s e c t i o n s  120.569 and  120.57 o f  t h e - F l o r i d a  
S t a t u t e s ,  o r  t o  i n t e r v e n e  i n  t h i s  p roceed ing  and p a r t i c i p a t e  a s  a p a r t y  
t o  i t .  Any subsequen t  i n t e r v e n t i o n  w i l l  b e  o n l y  a t  t h e  d i s c r e t i o n  df t h e  
p r e s i d i n g  o f f i c e r  upon t h e  f i l i n g  of  a mot ion  i n  compl iance  wi th ' - ru l e  28- 
5.207 of  t h e  F l o r i d a  A d n i n i s t r a t i v e  Code. 

A p e t i t i o n e r  must m a i l  a copy of  t h e  p e t i t i o n - t o  t h e  a p p l i c a n t  a t  

A p e t i t i o n  must c o n t a i n  t h e  f o l l o w i n g  i n f o r m a t i o n :  
( a )  The came, a d d r e s s ,  and  t e l e p h o n e  number o f  e a c h  p e t i t i o n e r ;  t h e  

Department 's  p e r m i t  i d e n t i f i c a t i o n  number and t h e  coun ty  i n  whicQ t h e  
subject  m t t e r  o r  a c t i v i t y  i s  l o c z t e d ;  

"2iotect. Conserve arid blonoge Fbrido's Env!ronment end Nctival Resources: 

Printed on recycled poper. . .  .. 
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M:. Munipalli SamSanu;tiil, Vice President, Manager 
Monterey WWTF 
page two 

(b) a statement of how and when each petitioner 
the DeDartment's action; 

received notice of 
- .~ 

(c) a statement of how each petitioner's substantial interests are 

(d) 

(e) a statement of facts that the petitioner contends warrant 

(f) a statement of which rules or statutes the petitioner contends 

(g) and a statement of the relief sought by the-petitioner, stating 

affected by the department's action; 

any; 

reversal or modification of the Department's action; 

require reversal or modification of the Department's action; and 

precisely the action that the petitioner wants the Department to take. 

a statement of the material facts disputed by the petitioner, if 

Because the administrative hearing process is designed to formulate 
final agency action, the filing of a petition means that the Department's 
final'action may be different from the position taken by it in this 
notice of intent. Persons whose substantial interests will be affected 
by any such final decision of the Department on the application have the 
right to petition to become a party to the proceeding, in accordance with 
the requirements set forth above. 

Mediation under section 120.573 of the Florida Statutes is not 
available for this proceeding. 

This action is final and effective on the date filed with the Clerk 
of the Department unless a petition is filed in accordance with the 
above. Upon the timely filing of a petition this order will not be 
effective until further order of the Department. 

Any party to the order has the right to seek judicial review of the 
order under section 120.68 of the Florida Statutes, by the filing of a 
notice of appeal under rule 9.110 of the Florida Rules of Appellate 
Procedure with the Clerk of the Department in the Office of General 
Counsel, 3900 Commonwealth Boulevard, Mail Station 35, Tallahassee, 
Florida, 32399-3000; and by filing a copy of the notice of appeal 
accompanied by the applicable filing fees with the appropriate district 
court of appeal. The notice of appeal must be filed within 30 days from 
the date when the final order is filed with the Clerk of the Department. - 

Executed in Jacksonville, Florida. 

\ JMO/ JR 

cc: Darryl Joyner, FDEP, Tallahassee 
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DEPARTMENT OP ENVIRONMENTAL PROTECTION DISCHARGE hlONITORlNG REPORT - PART A 

NAhIW/TITLE OF PRINCIPAL E)<ECUTIVE OFFICER OR AUTIIOIUZED AGENT SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR AUTI-IORIZED AGENT TELEPHONE NO 

When Coatplefcd innil this report to: Depmimenl of Environmental Protection, Wastewater Facilities Management Section, MS 355 I ,  2600 Ulair Stone Road, Tallaltassee, FL 32399-2400 

DATE (YY/kI!,bDD) 

I'ERMITTISE NAME: 
MAILING ADDIIBSS: 

Uniled Water Florida. Inc. 
Mr. Munipalli Snnibamurllii. Vice President, Mnnager 
1400 Millcoe Road 
Jacksonville, Florida 32225 

FACILITY: 
LOCATION: 

COUNTY: 

Monlerey WWTF 
5802 Harris Street 
Jacksonville, FL 3221 1 

DuvaI 

PEllMlT NUMBER: FL0023604 
MONITORING PERIOD From: 
LIMIT Final 
CLASS SIZE Major 

To: Monthly 
REPORT 
GROUP Domestic 

9124 FACILITY ID: FIB023604 WAFR SITE NO.: 
GMS ID NO.: 
DlSClIARGE POINT NUMBER DO01 
PLANT SIZWREATMENT TYPE: IIB 

3ll6POl316 GMS TEST SITE NO.: 3 I16X00022 

I certify under penalty of law that I have personally exrunined and am familiar with the information submitted herein; and based on my inquiry of those individuals immediately responsible for obtaining the idomlation. I helieve tl~s 
submitted infonnation is true, accurate and complete. I am aware Uiat here are significant pennllies for stibmittiig false informalion including Uie possibility of fine and imprisonment. 

COh~thlENT AND EXPLANATION OF ANY VIOLATIONS (Reference all attaclsnents here): 
1 
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DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCIIARGE MONITORLNG REPORT - m T  A- 

- - 

FACII .ITY: 
LOCATION: 

comry: 

repor( to: Deprflnlent of EnvironnlentaI Protection, Wastewater Fncilihx 

United Water I%ridn. Inc. 
Mr. Muniplli Snmbamurthi. Vice President, Mnliager 
1400 Millcoe Road 
Jacksonville, Florida 32225 

Monterey WWTF 
5802 Hams Slreet 
Jacksonville, FI. 3221 1 

Duval ' 

Management Section, MS 3SJI, 2600 Blair 

PERMIT NUMDER: 
MONlTOlUNG PERIOD Froin: 
LIMIT 
CLASS SIZE: 

FACILITY ID: 
OMS ID NO.: 
DISCHARGE POINT NUMBER: 
PLfiI'r SIZDTREKI'MENT '1'Y I T :  

Stone Road, Tallahassee, 

FL0023604 

Final 
Major 

FL0023604 
3Il6POl316 
DO01 
11D 

FL 32399-2400 

To: 
REPORT: Toxicily 
GROUI': Doinestic 

WAFR SITE NO.: 
GMS TEST SITE NO.: 

9124 
3 1 16x00022 

3 



U EI'AIl'I'M ENT 0 1' EN VIHON MEN TAL I' RO'I'EC'I'IO N 1) 1s CI 1 ARC E R1O N I'I'O lUN G lU51'0 ICI' - 1'AlCI. A 

\Vlieii Uoi~~plctctl iir:ill tlds rcpo13 lo: Depart"iit of Enviroiitnrntal Protection, Wastewater Facilities Management Section, hlS 355 I ,  2600 Blair Stone Road, 'ralldiasscc. F L  32393-2400 

I ' I~RMl ' lXl~  NAME: 
MAILING A D D I W S :  

United Wnlcr I:loricln, I t s .  
Mr. Muilipalli Saiihaiwrlhi, Vice Presidelit, Manager 
I400 Millcoc Road 
Jncksonville. Florida 32225 

FACILITY: Monterey WWTF 
LOCATION: 5802 Harris Street 

Jacksoriville. I:L 3221 1 

PERMIT NUMRER: 
MONITORING PERIOD l%oiii: 
LIhWl? 
CLASS SIZE: 

FACILITY ID: 
GMS ID NO.: 
DISCHARGE POINT h'UMBER: 
PLANT SIZIYJ'REA'IMENT TYPE: 

FL0023604 

Final 
Major 

FL0023604 
3116PO3316 
DO01 \ I,. 

1113 ' .' 

To: 
REPORT: 
GROUP: 

WAFR SITE NO.: 
GMS TEST SITE NO.: 

COUNTY: Ditval 

Paramctcr Quantity or Loading Units Quality or Concentration Units 

Selll~lle I I I 

I I I I I I I 

1'IlOSl'IlOROUS. OI1'l'110- AS 1' I Sninple ' I I I I I I I 

4 

Quatterlv 
Domestic 

9124 
31 16Y.00022 

Analysis I 

I 



PERMIT NUMBER FL0023604 DISCIIARGE POINT NUMBER DO01 WAFR SITE No.:9124 FACILITY NAME: Monterey WWTF 

units N ~ .  Frequency of Sample 'Type 
I\nalysis 

Paraineter Quantity or Loading Units Quality or Concentration 
EX. 

Snniple I I I 



DAILY SAMPLIS KLSULI 5; - I'AK 1 II 

6 

Pint1 stimng: 
Day Shill Operntor Class Certificate No. Name: 
Evening SliiR Operator Class Certificate No. Name: 
Night Shin Operator Class Certificate No. Name: 
Lead Operator Class . Certificate No. Name: 

Typc of Emlielit Disposnl or Reclaimed Waler Reusc: 
Limited Wed Wealtier Discliarge Aclivaled: Yes- No- Not Applicable- If yes, cuniulalive days of wet weather dischnrge: 
*Attrcli additional slieels iiccessnry to lis1 all certified operators necessary for required operelions. 
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Lawton Chiles 
Governor 

Department of 

Northeast District 
7825 Baymeadows Way, Suite 8200 

Jacksonville, Florida 32256-7590 
Virginia B. Wetherell 

Secretary 

CERTIFIED - RETURN RECEIPT 

October 25, 1995 

Mr. Philip Heil, 
Vice President 
United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

OF PERMIT 

UNITED WATER FLORlDA 

- ,..._ 

Facility : G a , e i  l..28 
Permit/Facili y 
Application No.: 270241 
County: Duval 

Dear Mr. Heil: 

Enclosed is Permit Number FL0025828 to operate the 
subject wastewater treatment facility, issued pursuant to 
Section(s) 403, Florida Statutes. 

Any party to this Order (permit) has the right to seek 
judicial review of the permit pursuant to Section 120.68, 
Florida Statutes, by the filing of a Notice of Appeal 
pursuant to Rule 9.110, Florida Rules of Appellate 
Procedure, with the Clerk of the Department in the Office of 
General Counsel, 3900 Commonwealth Boulevard, Tallahassee, 
Florida 32399-3000; and by filing a copy of the Notice of 
Appeal accompanied by the applicable filing fees with the 
appropriate District Court of Appeal. 
must be filed within 30 days from the date this Notice is 
filed with the Clerk of the Department. 

The Notice of Appeal 

‘‘Protea, Conserve and Manage floridof Environment and Natural Resources” 

Printed on recycled paper. 
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Page 2 - FL0025828 

Executed in Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
ENVIRONMENTS PROTECTION 

berry bwen, P.E. 
Water Facilities Administrator 

CERTIFICATE OF SERVICE 

The undersigned duly designated deputy agency clerk 
hereby certifies that this NOTICE OF PERMIT and all copies 
were mailed before the close of business on /!D-zd-yFo 
the listed persons. 

FILING AND ACKNOWLEDGMENT 

FILED, on this date, pursuant to s. 120.52(11), Florida 
Statutes, with the designa 
which is hereby acknowledged. I 

Office of General Counsel 
Elsa Potts, P.E. 
Mitchell Griffin, P.E. 
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lawon Chiles 
Governor 

PERMITTEE: 

United Water Florida 
1400 Millcoe Road 
Jacksonville, Florida 32225 

Northeast District 
7825 Baymeadows Way, Suite B200 

Jacksonville, Florida 32256-7590 

STATE OF FLORIDA 
DOMESTIC WASTEWATER FACILITY PERMIT 

PERMIT/ FACILIlY I.D. #: FL0025828 
ISSUANCE DATE: October 25, 1995 
EXPIRATION DATE: October 25, 2000 
APPLICATION NO. : 270241 

Virginia B. Wecherell 
Secretary 

RESPONSIBLE AUTHOR-ITY 
Mr. Philip Heil, Vice President 
(904) 721-4600 

FACl LIlY: 
Ortega Hills Wastewater Facility 
5033 Greenway Drive 
Ortega Hills Subdivision 
Latitude: 30" 12 ' 50 N Longitude: 81O 42 ' 36 W , Duval County Minor Facility 

This permit is issued under the provisions of Chapter 403, Florida Statutes, and applicable rules of the  Florida 
Administrative Code and constitutes authorization to discharge to waters of the state under the National Pollutant 
Discharge Elimination System. The above named permittee is hereby authorized to operate the facilities shown 
on the application and other documents attached hereto or on file with the Department and made a part hereof and 
specifically described as follows: 

TREATMENT FACILITIES: 

A 0.220 MGD permitted capacity contact stabilization (optional complete mix operation mode) wastewater 
treatment facility with influent screening, clarification, chlorine disinfection, sulfur dioxide dechlorination, post 
aeration with discharge to surface waters. The residuals are aerobically digested and hauled to a land 
application site with: 

- .  EFFLUENT DISPOSAL: 

Surface Water Discharge: An existing 0.220 MGD permitted capacity annual average daily flow contact 
stabilization (optional complete mix operation mode) wastewater treatment plant with the  permitted 
discharge pumped through 2,700 linear feet of force main to the Ortega River, a Class I l l  water, at the outfall 
designated as D001. The outfall line is a 6 inch pipe, that discharges at a depth of approximately 3 feet and 
the point of discharge is located approximately at latitude 30 O 12 50 " N, longitude 81° 42 ' 36 W. 

IN ACCORDANCE WITH: The application received May 1 , 1995 and the limitations, monitoring requirements 
and other conditions set forth in the pages 1 through 18 of this permit. 

"Protect, Conserve and Mano,BcaS~'idoBfBSironment and Nclturol Resources" 

Printed on recycled paper. 



PEhi4ITTEE: 
United Water Florida 

-- 

Annual 
Average 

TKN 

Every two proportioned DOOl 

Every two Grab at time of DO0 1 
Weeks composite 

Dissolved 
Oxygen 

-- 

NH3-N Total 

weeks sample collection 
-- -- I DO0 1 

Temperature 
Whole EMuent 

-- 
See Permit Condition I. A. 12 

Toxicitv 
-- DO0 1 Nutrient 

Monitoring 

Monitoring Location 

PERMIT/FACILITY I.L. ,t : FL0025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

I. A. continued 

n I 
I Effluent Limitations 

I I I 

2. Effluent samples shall be taken at the monitoring site locations listed in Permit Condition I. A.l  and as described below: 

IO0 1 
DO0 1 

I Influent, prior to biological treatment 
I Effluent, aiter final treatment and prior to discharge to the receiving mater 

3. The three month average daily flow to Outfall DO01 shall not exceed 0.220 MGD 

Page 3 of 18 
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PERMIT/FACILITY I.L. .r : FL0025828 PEtxivlITTEE: 

United Water Florida ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

12. The facility shall perform an 8 hour flow-proportioned composite sample of the final effluent, from outfall D001, for the following nutrient 
parameters on a quarterly basis: 

' Total Nitrogen, Organic nitrogen, Total phosphorous, ortho phosphorous 
The sample shall be taken at the same time as a normal sampling event, as defined for TKN in I.A. 1 above, The results for each quarter 
sampling are due to be received at the Jacksonville DEP domestic waste section ofice by the following date for the duration of this permit: 

First quarter report . nolater than April 28 
Second quarter report nolater than July 28 
Third quarter report no later than October 28 
Fourlh quarter report nolaterthan January 28 

B. Other Limitations and Monitoring and Reporting Requirements 

1. During the period beginning on the issuance date and lasting through the expiration date of this permit, the treatment facility shall be limited and 
monitored by the permittee as specified below: 

[17-601.300(1), 5-3 1-93) 

I I ,  I I Annual 

Oxygen Demand (5 day) 

Total Suspended Solids m#L - - 

Limitations Monitoring RGuirements 

Sample Type 

I 8hour,flow- 
proportioned 

composite 

8 hour, flow 
~ proportioned 

composite 
I 

Page 5 of 18 



I 
I 
31 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
1: 
I 
I 
I 
I 
I 

PERMITTEE: 
United Water Florida 

PERMITFACILITY 1.D. # : FL0025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

6. During the period of operation authorized by this pennit, the permittee shall complete and submit to the 
Department on a monthly basis a Discharge Monitoring Report (DMR), Form 62-620.910(10), for each outfall, 
discharge point specified in Item(s) 1.A and LB above. The DMR shall include the test results for the 
parameters required to be sampled on the attached DMR form. The DMR shall be submitted to the Department 
by the twentyeighth (28th) of the month following the month of operation at the address spec54 below: 

Florida Department of Environmental Protection 
Wastewater Facilities Regulation Section, Mail Station 3551. 
Twin Towers Office Building 
2600 Blair Stone Road 
TaIIahas~ee, Florida 32399-2400 

162-620.61 O(I8). ll-29-94][62-6OI.300(I), (2), and (3), 5-31-93J 

7. Unless specified othenvise in this pennit, all reports and notifications required by this permit, including 24-hour 
notifications, shall be submitted to or reported to, as appropriate, the Department's Northeast District Office at 
the address specified below: 

Florida Department of Enviroqnental Protection 
Northeast District mce 
7825 Baymeadows Way, Suite 200 B 
Jacksonville, Florida 32256 

Phone Number - (904) 448-4330 
FAX Number - (904) 448-4366 

8. The Department reserves the right to require the implementation of an ambient surface water monitoring 
program. A plan of study could be required to be submitted to the Depamnent to provide surface water quality 
monitoring at upstream and downstream locations. The monitoring program would be coordinated with the 
Department as a part of water quality based effluent limitations as referenced in Department Rule 62- 
650.500(5)(a) FAC. 

IL RESIDUALS MANAGEMENT REQTJIREMENTS 

Basic PvLanagement Requirements 

1. The method of residuals disposal by this facility by land application. 

2. The domestic wastewater residuals for this facility are classified as stabilization Class B. 

3. Land application of residuals shall be in accordance with the conditions of this permit and the requirements of 
Chapter 62-640, F.AC. 162-640, 3-2-92] 

- _  

4. The wastewater treatment facility permittee shall be responsible for proper handling, use, and disposal of its 
residuals and will be held responsible for any disposal violations that occur unless the pennittee can demonstrate 
that it 6as delivered residuals that meet the chemical criteria and appropriate stabilization requirements of this 
permit and that the disposer (e.g. hauler, contractor, or disposaVland application site owner) bas legally agreed 
in writing to accept responsibility for proper disposal. [62-640.300(3), 3-1-91] 

Page 7 of 18 



PERMITTEE: 
United Water Florida 

I 
PERMlTffAClLIN I.D. # : FL0025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

10. Pasture vegetation on the application site shall not be cut or used for grazing by livestock for 30 days following 
the last application of Class B residuals. f62-640.600(6)(e), 3-1-91] 

11. The public shall be restricted from the application area for 12 months after the last application of Class B 
residuals. [62-640.600(6)fl, 3-1-91 J 

12. The wastewater treatment facility pennittee shall no@ the Department's Jacksonville District Office by letter 
of any modifications or expansions of the approved residuals land application sites. The notice shall be 
submitted prior to such expansion or modification. Expansions include additional site locations for the 
permittee's residuals. The letter shall include a site location map and shall state how the modified or expanded 
residuals land application site will be operated in accordance with all requirements of Chapter 62-640, F.A.C. 
A new or revised Agricultural Use Plan shall be submitted to the Department's Jacksonville District oftice wilh 
the annual update required by Rule 62-640.500(1)(f), F.A.C. The Current Agricultural Use Plan identifies 
residuals land spreading on: 

I 

I 
I 
I, 
I 

1,792 acres of the Maguire Timber site located in near SR16 and SR 16A, in westem St. Johns County, 
Florida f 62-640.3 00(2), 3-1 -911 

13. Annual residuals application rates shall not exceed the agronomic rates based on the nitrogen requirements of 
the site vegetation in accordance with the approved Agricultural Use Plan. [62-640.700(3)(d), 3-1-91] 

11. Residuals shall be applied with techniques and equipment to assure uniform application over the site. f62- 
640.700(3)(n), 3-1-91] 

15. The pH of the domestic wastewater residuals soil mixture shall be 6.5 or greater at the time domestic wastewater 
residuals are applied. At a minimum, testing shall be done annually. [62-640.700(3)fi), 3-1-91] 

16. The permittee shall maintain records of application a r a s  and application rates on DEP Form 62-640.900(3) and 
shall have these records available for inspection upon request by the Department or the appropriate Local 
Environmental Program. These records shall include: 

a. Date of application of the residuals, 
b. Location of the residuals application site, 
c. Amount of residuals applied or delivered, 
d. Identification of specific areas of the site where residuals were applied and acreage of that area, 
e. Method of incorporation of residuals (if any), 
f. Water table level at time of application, and 
g. Concentration of nitrogen and heavy metals in the residuals, percent solids, and date of last analysis. 

The permittee shall provide annual updates to the Agricultural Use Plan as required by Pennit Condition II.12, 
summaries of the total residuais, nitrogen, and heavy metals applied on an annual basis; and annual summaries 
of the cumulative metals applied. Updates to the Agricultural Use Plan and-dnnual Summaries, including copies 
of the wastewater residuals analysis for that period, shall be submitted to the D e m e n t ' s  Jacksonville District 
O a c e  by October 1st of each year. [62-640.700(3)(e) and @), 3-1-91] 

IIL GROUNDWATER MONITORING REQUIREMENTS 
(Not Applicable) I 

Page 9 of 18 
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PERMITTEE: 
United Water Florida 

d. 

e. 

f. 

g- 

h. 

1. 

PERMIT/FACILIN I.D. ## : FL0025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

Monitoring information, including a copy of the laboratory certification showing the laboratory cemfication 
number, related to the residuals use and disposal activities for the time period set forth in Chapter 62440, 
F.A.C., for at least three years from the date of sampling or measurement 

A copy of the current permit; 

A copy of the current operation and maintenance manual as required by Chapter 62600,. F.AC.; 

A copy of the facility record drawings; 

Copies of the licenses of the current certified operators; and 

Copies of the logs and schedules showing plant operations and equipment maintenance for three years from 
the date of the logs or schedules. The logs shali, at a minimum, include identification of the plant; the 
signature and cefication number of the opexator(s) and the signature of the person(s) making any entries; 
date and time in and out; specific operation and maintenance activities; tests performed and samples taken; 
and major repairs made. The logs shall be maintained on-site in a location accessible to 24-hour inspection, 
protected from weather damage, and current to the last operation and maintenance performed. [62- 
620.350,11-29-94J[61E12-41.OlO(l)(e), 11-02-93] 

VL SELF-IMPOSED IMPROVEMENT SCHEDULES 

In accordance With the engineering report received May 3,1995, and the additional information received on 
June 27,1995, submitted as part of the permit application for this facility, and as prepared by CH2M Hill , 
Inc., this facility CM be operated in the contactktabilization mode or the complete mix mode. 
[62-600.735(1), 64-93] 

A tentative agreement between United Water Florida and the Ortega Utility Company calls for the diversion of 
all flows to the Ortega Utility wastewater treatment facilities. All construction associated with this diversion 
shall require, as a minimum, the submittal of a collectiodtransmission permit application to the Department 
and may require permit applications to other agencies. The existing facility shall be properly and safely 
abandoned . The Department shall be kept informed of the progress of this schedule. The following proposed 
construction schedule for the modifications to phase-out and eliminate the existing facilities shall be followed, 
unless notification of a schedule revision is provided to the Department: 

If the permittee decides to maintain, modify or expand the facility, the Department shall be promptly notified 
and-a -pennit application for renewal or a major modification must be submitted along with the appropriate fee 
to the Department 

[62-620.450(3)(a), 11-29-94] 

Page 11 of 18 
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PERMITTEE: 
United Water Florida 

PERMITFACILITY I.D. # : FL0025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

9. The permittee shall provide adequate notice to the Department of the following: 

a. Any new introduction of pollutants into the facility from an industrial discharger which would be subject to 
Chapter 403, F.S., and the requirements of this chapter if it were directly discharging those pollutants; and 

b. Any substantial change in the volume or character of pollutants being introduced into that f a a t y  by a 
source which was identified in the permit application and known to be discharging at the time the permit 
was issued. 

Adequate notice shall include information on the quality and quantity of effluent introduced into the facility 
and any anticipated impact of the change on the quantity or quality of effluent or reclaimed water to be 
discharged from the facility. 62-620.625(2), 11-29-94] 

10. Jacksonville Environmental Protection Board Requirements: 

This facility may be subject to certain local ordinances. The Pennittee shall contact the Water Quality 
Division , City of Jacksonville, 421 West Church Streec Suite 412, Jacksonville, Florida 32202-4111, 
concerning the requirements of Jacksonville Environmental Protection Board (EF’B) Rules. . . 

M. GENERAL CONDITIONS 

1. 

2. 

3. 

4. 

The terms, conditions, requirements, limitations and restrictions set forth in t h i s  permit are binding and 
enforceable pursuant to Chapter 403, Florida Statutes. Any permit noncompliance Constitutes a violation of 
Chapter 403, Florida Statutes, and is grounds for enforcement action, pennit termination, permit mocation and 
reissuance, or permit revision. [62-620.61 0(1), 11-29-94] 

This permit is valid only for the specific processes and operations applied for and indicated in the approved 
drawings or exhibits. Any unauthorized deviations from the approved drawings, exhiiits, specifications or 
conditions of this permit constitutes grounds for revocation and enforcement action by the Department [62- 
620.61 OP), 11-29-94] 

As provided in Subsection 403.087(6), F.S., the issuance of this permit does not convey any vested rights or any 
exclusive privileges. Neither does it authorize any injury to public or private property or any invasion of 
personal rights, nor authorize any infringement of federal, state, or local laws or regulations. This permit is not 
a waiver of or approval of any other Department permit or authorization that may be required for other aspects 
of the total project which are not addressed in th is  permit [62420.610(3), 11-29-94] 

This permit conveys no title to land or water, does not constitute state recognition or acknowledgment of title, 
and does not constitute authority for the use of submerged iands unless herein provided and the neceSSary title or 
leasehold interests have been obtained fiom the State. Only the Trustees of the Internal Improvement Trust 
Fund may express State opinion as to title. [62-620.610(4), I1 -29-941 

Page 13 of 18 
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PERMITTEE: 
United Water Florida 

PERMIT/FAClLllY I.D. # . ,-LO025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

1 1. When requested by the Department, the permittee shall within a reasonable time provide any information 
required by law which is needed to determine whether there is cause for revising, revoking and reissuing, or 
terminating this permit, or to determine compliance with the permit. The permittee shall also provide to the 
Department upon request copies of records required by this permit to be kept. If the permittee becomes aware of 
relevant facts that were not submitted or were incorrect in the permit application or in any report to the 
Departmenf such facts or information shall be promptly submitted or corrections promptly reported to the 
Department [62-620.6I 0(1 I) ,  II-29-94] 

12. Unless specifically stated otherwise in D e p m e n t  rules, the permittee, in accepting this permit, agrees to 
comply with changes in Department rules and Florida Statutes after a reasonable time for compliance; provided, 
however, the permittee does not waive any other rights granted by Florida Statutes or Department rules. A 
reasonable time for compliance with a new or amended surface water quality standard, other than those 
standards addressed in Rule 62-302.500, F.A.C., shall include a reasonable time to obtain or be denied a mixing 
zone for the new or amended standard. [62-620.6IO(IZ), 11-29-94] 

13. The permittee, in accepting this permit, agrees to pay the applicable regulatory program and surveillance fee in 
accordance with Rule 624.052, F.A.C. [62-620.610(13), I I-29-94] 

14. This permit is transferable only upon Department approval in accordance with Rule 62620.340, F.A.C. The 
permittee shall be liable for any noncompliance of the permitted activity until the transfer is approved by the 
Department. [62-620.610(14), I1-29-94] 

15. The permittee shall give the Department written notice at least 60 days before inactivation or abandonment of a 
m e w a t e r  facility and shall specify what steps will be taken to safeguard public health and safety during and 
following inactivation or abandonment. [62-620.61 O(I5). 11-29-94] 

16. The permittee shall apply for a revision to the Department permit in accordance with Rules 62-620.300, 
62-620.420 or 62620.450, F.AC., as applicable, at least 90 days before construction of any planned substantial 
mficat ions to the permitted facility is to commence or with Rule 62-620.300 for minor modifications to the 
permitted facility. A revised permit shall be obtained before construction begins except as provided in Rule 
62-620.300, F.A.C. [6.?-620.610(16), I 1-29-94] 

17. The permittee shall give advance notice to the Department of any planned changes in the permitted facility or 
activity which may result in noncompliance with permit requirements. The pennittee shall be responsible for 
any and all damages which may result from the changes and may be subject to enforcement action by the 
Department for penalties or revocation of this permit The notice shall inclade the following information: 

a. A description of the anticipated noncompliance; 

b. The period of the anticipated noncompliance, including dates and times; and 

c. Steps being taken to prevent future occurrence of the noncompliance. 
- -  
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PERMITTEE: 
United Water Florida 

PERMITffACILITY I.D. # : FL0025828 
ISSUANCE DATE: OCTOBER 25,1995 
EXPIRATION DATE: OCTOBER 25,2000 
APPLICATION NO.: 270241 

4. Any unauthorized discharge to surface or ground waters. 

b. If the oral report has been received within 24 hours, the noncompliance has been corrected, and the 
noncompliance did not endanger health or the environment, the Deparunent shall waive the written report. 
[62-620.610(20), 11-29-94] 

21. The permittee shall report all instances of noncompliance not reported under Permit Conditions IX. 18. and 19. 
of this pennit at the time monitoring reports are submitted. This report shall contain the Same information 
required by Permit Condition IX. 20 of this permit. [62-620.610(21), 11-29-94] 

22. Bypass Provisions. 

a. Bypass is prohibited, and the Department may take enforcement action against a permittee for bypass, 
unless the permittee a l3 i t ive ly  demonstrates that: 

1. Bypass was unavoidable to prevent loss of life, personal injury, or severe property damage; and 

2. There were no feasible alternatives to the bypass, such as the use of auxiliary treatment faciiities, 
retention of untreated wastes, or maintenance during normal periods of equipment downtime. This 
condition is not satisfied if adequate back-up equipment should have been installed in the exercise of 
reasonable engineering judgment to prevent a bypass which occurred during normal periods of 
equipment downtime or preventive maintenance; and 

3. The permittee submitted notices as required under Permit Condition IX. 22. b. of this permit 

b. If the permittee knows in advance of the need for a bypass, it shall submit prior notice to the Departmenf if 
possible at least 10 days before the date of the bypass. The permittee shall submit notice of an unanticipated 
bypass within 24 hours of learning about the bypass as required in Permit Condition IX 20. of this permit 
A notice shall include a description of the bypass and its cause; the period of the bypass, including exact 
dates and times; if the bypass has not been corrected, the anticipated time it is expected to continue; and the 
steps taken or planned to reduce, eliminate, and prevent recurrence of the bypass. 

c. The Department shall approve an anticipated bypass, after considering its adverse 
demonstrates that it will meet the three conditions listed in Permit Condition E. 22. a. 1. through 3. of this 

ifthe permittee 

permit 

d. A permittee may allow any bypass to occur which does not cause reclaimedwater or efEluent limitations to be 
exceeded if it is for essential maintenance to assure efficient operation. These bypasses are not subject to the 
provisions of Permit Condition IX. 22. a. through c. of this permit. [62-620.610(22), 11 -29-941 

Page 17 of 18 



DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING REPORT - PART A 

PERMIITEE NAME Philip Heil, V.P., PERMlT NUMBER: FL0025828 
MAILING ADDRESS: United Water Florida MONlTORING PERIOD-From: To: 

I 

MAIL TO: Wastewater Facilities Regulation Section, Mail Station 355 1, Twin Towers Omce Building, 2600 Blair Stone Road, Tallahassee. FL 32399-2400 ' 
I 

I 

1400 Millcoe Road LIMW. Final 
Jacksonville, Florida 32225 CLASS SIZE GROUP: Domestic 

FACILlTY: Otlega Hills WWTP FACILlTY ID: FL0025828, (3116POO334,3116X10687) 
LOCATION: I 5033 Oreenway Drive. Jacksonville DISCHARGE POINT NUMBER: DO01 

PLANT SIZEnaEATMENT TYPE LC 

S O N A T U R B O P P R l N f l P A L ~ ( E C ~ O ~ C I R O R A ~ I 0 R l Z E D A O E N T  N M l B m T L B O P P R l N ~ P A L ~ ~ ~ ~ O p A C ~ R O R A V n I O R l l B D A O ~ ~ ~  RIdI TELEPHONE NO. MTE (YYWDD) 

0 



DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING REPORT - PART A 

PERMITTEE NAME: Philip Heil, V.P., PERMIT NUMBER: FL0025828 
MAILING ADDRESS: United Water Florida MONITORING PERIOD--From: To: 

ADDITIONAL SHEET 1A 

1400 Millcoe Road LIMIT Final 
Jacksonville. Florida 32225 CLASS SIZE: Minor GROUP: Domestic 

I SIONATURE OF PRINCIPAL E X E C W W  OFFICER OR AWHORIZED A O P r r  TELEPHONE NO. NMIE/TmLE OF PRINCIPAL EXECUTIVE OFFICER OR AVfl lORaED AOENT O p r  hir) 

0 

FACILITY: Ortega Hills WWTP 
LOCATION: ' 5033 Greenway Drive, Jacksonville 

DATE (YYIMMIDD) 

FACILITY ID: FL0025828, (3 116POO334, 3 116x10687) 
DISCHARGE POINT NUMBER: DO01 
PLANT SIZEnREATMENT TYPE: 1C 

I certify under penalty of law h a t  I have personally examined and am familiar with the information submilted herein; and based on my inquiry of h o s e  individuals immediately responsible for obtaining h e  information, I believe 
the aubmitted information is ~ N C ,  accurate and complete. I am aware that there are significant penalties for submitting false information including the possibility of fine and imptisonment. 

L I I 
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here): 

I I 

- l A  - DEFFonn 62-610.910(10), s l l ~ l v c  Novcmbcr 29. 1994 



DEPARTMENT OF ENVIRONMENTAL PROTECTION DISCHARGE MONITORING REPORT - PART A 
ADDITIONAL SHEET 1B 

PERMrlTEE NAME Phlllp llcll PERMW NUMBER: FUQ2.5828 

MAILIN0 ADDRESS: Unllad Wiur Florldi MONITORING PERIOD-Fm: 
1400 Mlllaa R a d  L&4m F h l  
hchmvk, Flaldi  32223 CLASSSIZE: Mlmr 

FACILrY: owp 11111. W P  FACIUIYID: FIJN25828. (3116pooo34,3116x10687) 

LOCATION: 5033 Crmnwsy Drive DlSCllAROE POINT NUMDER: Do01 

To: 

GROUP: Danmlk 

PLANTSILEICREA'TM~TYPE IC 

I cedify under penalty of law (hat I have penonally examined and am familiar with (he information submitted herein; and based on my inquiry of (hose individuals immediately responsible for obtaining (he information, I believe 
(he submitted information is tnie, accurate and complete. I am aware (hat (here are significant penalties for submitting false information including (he possibility of fine and imprisonment. 

I NAUFITKLE OF PRINCIPAL EXEC"IVE OFFICER OR AVCIIOWZED AGEW(TwahU) I StGNATURE OF PRMCIPAL EXFKUTWE OFFICER OR AUTHORIZED AGENT 

0 
~~ ~ 

I I 
COMMENT AND EXPLANATION OF ANY VIOLATIONS O\eferencc all  attachments here): 

-1n- 



DAILY SAMPLE RESULTS - PART B 
Facility ID: FL0025828 Three-month Averaae Daily Fbw: 

PLANT STAFFING: Day Shin Operator Class: Cetlificate No.: Name: 
Evening Shin Operator Class: Certificate No.: Name: 
Night Shin Operator Class: Certificate No.: Name: 
Lead Operator Class: Certificate No.: Name: 

Typc of Effluent Disposal or Reclaimed Water Reuse: 
Limited Wet Weather Discharge Activated: Yes: No: Not Applicable: 
'Attach additional sheets if necessary lo list all certified operalora. 

DBP Fonn 62.620.910(10), Bffmlve Novtmbcr 29. 1994 

If yes, cumulative days of wet weather discharge: 

-2- 



INSTRUCTIONS FOR MONITORING REPORT 

PART A - Diwhnrge Monitoring Report 

One report shall be completed and submitted for each discharge point, outfall, o r  testing site listed in the permit, Use additional sheets if necessary. Mail to Department of Environmental Protection at the address ahown on the 
first page of report. 

Permittee NamdAddress: Complete the name aa shown on the face of the permit. Complete the mailing address. Place a note beside the mailing address if the address has changed within the past month. 
FncilitylLocntion: Completq the name of L e  facility and the address or  location of the facility. 
Permit Number: This is the,number of the permit issued to the pennittee which contains the monitoring requirements in this report. 
Monitoring Period: This is the period that the data on this report represents. 
Limit: This is blank if the data repreaenta interim limits on a facility under construction. If the data represents final limits achieved after constmction, the word FINAL will be here. 
Clllss SzdCroi ip:  The facility classification is either major or  minor and the group is either industrial or domestic. 
Facility ID: This is the identification number of the facility which was assigned by the Department at the lime the facility was constructed. 
Dischorge Point Niimber: This is the number in the permit aasigned to the outfall, discharge point, o r  teat site from which this data was collected. Complete one of these reports for each outfall or discharge point from your 
facility. 
PlMt sizdTreatment type: If this facility is a domestic wastewater treatment facility, enter a one digit and one letter code to indicate the type of treatment and the plant size. First record the number from the chart below 
represents the type of  treatment provided by the facility. Then record the letter that indicates the permitted capacity (plant size) as shown on L e  chart below. 

2 I Activsted Sludge or Combined Treatment aystems that do not include removal processes I 2s .O I 21.0 but < L O  I 20.002 but < 1 .O I . . .  
3 I Activated Sludge operated in the extended aeration mode and oxidation ditches 28.0 1 22.0 but <8.0 I 20.025 but <2.0 1 20.002 but <0.025 

I 
~ ~~~~ ~ ~~ L 4 I Allached Orowth Treatment systems (trickling filters or RBCs) that do not include nutrient removal pnxesses 210.0 I 23.Obut <10.0 I 20.025 but -3 .0  

Parameter: This is the variable or substance which must be monitored. 
Sample Measnrerueot: The data which was collected and analyzed. 
Permit Requirement: The limit fmm the permit for that parameter and mcamrement. 
Quantity or Loading: The amount or mass of the parameter discharged during the reporting period in Average quantity discharged during the reporting period aRer adding each day of discharge, Maximum quantity discharged 
on the day with the highest amount, and the Unit of measurement (lbs, g, tons, etc.) 
Quality or Concentration: The concentration of the parameter discharged during the reporting period in Minimum concentration during the repofling period. Average of all the measurements for the panmeter during the 
reporting period, Maximum or  higheat concentration discharged during the reporting period, and the Unit of measurement (mglL, ugL,  etc.) 
No. Ex.: The number of .wimple measuremento during the sampling period that exceeded the maximum (minimum or  7-day average, as appropriate) permit requirement for each parameter. If none, enter zero. 
Frequency of Analysis: The number of times the measurement is required to be made by the permit and the number of times the measurement was made. 
Sample Type: The type of  .wimple (grab, composite, continuous) required to be taken by the permit and the type that was taken. 
Certifzate, Signature: This report must be signed ''1 accordance with Rule 62-620.305, F.A.C. Type or  print the name and title of the signing oflicial. Include the telephone number where the oflicial may be reached in the 
event there are questions concerning this report. Date when the report is signed. 
Comment and Explanation: Use this area to explain any exceedances, any upset or  by-pass events, or other items which require explanation. 

PART B - DAILY smrm RESULTS 

Complete one sheet for each outfall, discharge point, or test site w h e n  daily aampling is required by the permit. Record the results of daily monitoring for the parameten required to be sampled daily by your permit. Record the 
d a h  in the units indicated. If there are no fecal coliforms detected, enter ND in the row labeled 'fecal coliform." Use the blank rows as needed. 

List the name, certificate number, and class of all state certified operators. Use additional sheets as necessary. 
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Northeast District 
7825 Baymeadows Way. Suite B200 Lawton Chiles 

Governor Jacksonville, Florida 32256-7590 

AMENDMENT TO THE STATEMENT OF BASIS AT 
THE TlME OF FINAL PERMIT ISSUANCE 

DATE: October 5 ,  1995 

PERMIT NUMBER: FL0025828 

NAME OF APPLICANT: United Water Florida, Mr. Philip Heil , Vice President 

FACILI’IX NAME: Ortega Hills Wwrp 

PERMITWRlTER Jeff Martin, P.E. 

1. CHANGES TO PERMIT FROM DRAFT PERMIT TO FlN4.L PERMIT STAGE: 

Virginia 6. Wetherell 
Secretary 

The specific condition number LA. 11 was revised to reflect the latest condition. This condition now spells out the 
EPA test method , MDL and PQL for several parameters that require analysis. The compliance of reported results is 
in accordance with Rule 62-4.246 FAC. 

Also, at the request of the permittee and their engineer, a letter was received on October 5,1995 requesting that the 
preliminary plans be submitted by December 3 1,1995 under condition VI.2.1. The additional time has been been 
approved and so indicated. 

2. PUBLIC COMMENTS: 

No comments have been received from the public and no public meeting was requested. 

3. EPA CONCURRENCE: 

This is a minor facility and thus the EPA has waived the right to comment. A copy was sent t to the EPA and no 
comments have been received. A telephone conversation with Dee Stewart of the EPA in Atlanta has indicated that 
they have no comment - _  

“Protect. Conserve and Menage 9orida’s Environmenr and N a u r o l  Resources” 

Pnnted 00 recycled poper. 
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Lawon Chiles 
Governor 

.. Northeast Dis t r ic t  
. ---.---- - . ._.. Virginia ... ._____.. B. Wecherell 7825 Baymeadows Way, Suite B2OO 

Jacksonville, Florida 32256-7590 Secreta6 -. 

November 27, 1995 

M r .  Philip Heil, Facility: Ortega Hills WWTP 
Vice President Permit/Facility I.D.:FL0025828 
United Water Florida Application No.: 270241 
1400 Millcoe Road County: Duval 
Jacksonville, Florida 32225 

4 

Dear M r .  Heil: 

Enclosed is revised Permit Number FL0025828 to operate 
the subject wastewater treatment plant issued pursuant to 
Section(s) 403, Florida Statutes. In accordance with the 
letters received on November 13, 1995, and November 28, 
1995, by the Department from Mr. Gordon Grimes, P.E. of 
United Water Florida, specific conditions number I.A.1 and 
VI.2 have been revised. The condition 1,A.l has been 
changed to reflect the correct total chlorine residual 
monitoring frequency in accordance with Rule 62-601.500(1) 
FAc. Condition VI.2 has been revised for additional time on 
the self improvement schedule. Enclosed with this letter 
are revised pages 2 and 11 of 18 for the subject permit. 
Please attach these replacement pages to your permit as it 
becomes a permanent part thereof, 

A person whose substantial interests are affected by 
this permit may petition for an administrative proceeding 
(hearing) in accordance with Section 120.57, -Florida 
Statutes. The petition must contain the information set 
forth below and must be filed (received) in the Office of 
General Counsel of the Department at 3900 Commonwealth 
Boulevard, Tallahassee, Florida 32399-3000, within 14 days 
of receipt of this Permit, 
the petition to the applicant at the address indicated above 
at the.time of filing. 
this time period shall constitute a waiver of any right such 
person may have to request an administrative determination 
(hearing) under Section 120.57, Florida Statutes. 

Petitioner shall mail a copy of 

Failure to file a petition within 

“Protea Conserve and Manage Florida’s Environment and Natural Resources” 

Prinred on recycled paper. 
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Page 2 - Ortega Hills WWTP 
FLO 0258 2 8 

The Petition shall contain the following information: 
(a) The name, address, and telephone number of each 

petitioner, the applicant's name and address, the Department 
Permit File Number and the county in which the project is 
proposed; 

(b) A statement of how and when each petitioner received 
notice of the Department's action or proposed action; 

(c) A statement of how each petitioner's substantial 
interests are affected by the Department's action or 
proposed action; 

(d) A statement of the material facts disputed by 
Petitioner, if any; 

(e) A statement of facts which petitioner contends 
warrant reversal or modification of the Department's action 
or proposed action; 

(f) A statement of which rules or statutes petitioner 
contends require reversal or modification of the 
Department's action or proposed action; and 

(9) A statement of the relief sought by petitioner, 
stating precisely the action petitioner wants the Department 
to take with respect to the Department's action or proposed 
action. 

If a petition is filed, the administrative hearing 
process is designed to formulate agency action. 
Accordingly, the Department's final action may be different 
from the position taken by it in this permit. Persons whose 
substantial interests will be affected by any decision of 
the Department with regard to the application have the right 
to petition to become a party to the proceeding. 
petition must conform to the requirements specified above 
and be filed (received) within 14 days of receipt of this 
notice in the Office of General Counsel at the above address 
of the Department. Failure to petition within the allowed 
time frame constitutes a waiver of any right such person has 
to request a hearing under Section 120.57, F.S., and to 
participate as a party to this proceeding. Any subsequent 
intervention will only be at the approval of the presiding 
officer upon motion filed pursuant to Rule 28-5.207, F . A . C .  

The 

This permit is final and effective on the date filed 
with the 
Clerk of the Department unless a petition is filed in 
accordance with the above paragraphs or unless a request for 
extension of time in which to file a petition is filed 
withln'the time specified for filing a petition and conforms 
to Rule 62-103.070, F.A.C.  Upon timely filing of a petition 
or a request for an extension of time this permit will not 
be effective until further Order of the Department. 

I 
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Page 3 - Ortega Hills WWTP 
FL002 58 2 8 

When the Order (Permit) is final, any party to the Order ' 

has the right to seek judicial review of the Order pursuant 
to Section 120.68, Florida Statutes, by the-filing of a 
Notice of Appeal pursuant to Rule 9.110, Florida Rules of 
Appellate Procedure, with the Clerk of the Department in the 
Office of General Counsel, 3900 Commonwealth Boulevard, 
Tallahassee, Florida 32399-3000; and by filing a copy of the 
Notice of Appeal accompanied by the applicable filing fees 
with the appropriate District Court of Appeal. The Notice 
of Appeal must be filed within 30 days from the date the 
Final Order is filed with the Clerk of the Department. 

Executed in Jacksonville, Florida. 

STATE OF FLORIDA DEPARTMENT 
OF ENVIRONMENTAL PROTECTION 

c1 
Jdry OweA, P.E. 
Water Facilities Administrator 
7825 Baymeadows Way, Suite 200B 
Jacksonville, Florida 32256 

CERTIFICATE OF SERVICE 

The undersigned duly designated deputy agency clerk 
hereby certifies that this NOTICE OF PERMIT and all co ies 

the listed persons.' 
were mailed before the close of business on d d @ , t q q  9 to 

4% 
pies furnished to: 

U RESD 
Office of General Counsel 
Elsa Potts, P.E. 
Mitchell Griffin, P.E. 
- .  

- _  

FILING AND ACKNOWLEDGEMEM 



PERMITTEE: 
United Water Florida 

PERMIT/FACILITY I.D. # : FL0025828 
ISSUANCE DATE: OCTOBER 25, 1995 
EXPIRATION DATE: OCTOBER 25, 2000 
APPLICATION NO.: 270241 
REVISION: NOVEMBER 27,1995 

I 

I. RECLAIMED WATER AND EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS 

A. Surface Water Discharge 

1. During the period beginning on the issuance date and lasting through the expiration date of this permit, the permittee is authorized to discharge 
effluent from Outfall DOOl to the Ortega River. Such discharge shall be limited and monitored by the permittee as specified below: 

[62-600, 6-8-93] 162-601, 5-31-93] 162-650, 11-27-89] [62-302, 1-5-93J [62-610.860, 4-2-90] 

Effluent L 
I I 1 

Demand (5 day) 
Total 

Suspended mg/L Maximum 20 30 
Solids 

~~~~~~~~ 

Fecal Coliform 
Bacteria 

Total Chlorine 
Residual (For 
Disinfection) 

Total Chlorine 
Residual (For 
Dechlorination) 

DH 

mitations 

Weekly 
, Average 

-- 

6.0 

45 

See Permit Condition I. A. 6 Every two 
I weeks Grab 

I 5 days per week Grab or continuous I See Permit Condition I. A. 8 

See Permit Condition I. A. 9 
Every two 

weeks Grab or continuous 
I 

std. 6.5 to 5 days per week Grab or continuous 
units Range - 8.5 

DOOl 

DOOl I 

Page 2 of 18 
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PERMITTEE: 
United Water Florida 

d. . .  . . , 

e. 

f. 

g. 

h. 

i. 

PERMITIFACILITY I.D. # : rL0025828 
ISSUANCE DATE: OCTOBER 25, 1995 
EXPIRATION DATE: OCTOBER 25, 2000 
APPLICATION NO.: 270241 
REV1 S I ON: NOVEMBER 27,1995 

Monitoring information, including a copy of the laboratory certification showing the laboratory certification 
number,'related to the residuals use and cllsposal activities for the time period set forth in Chapter 62440, 
F.AC., for at least three years from the date of sampling or measurement; 

A copy of the current permit; 

A copy of the current operation and maintenance manual as required by Chapter 62400,. F.A.C.; 

A copy of the facility record drawings; 

Copies of the licenses of the Current certified operators; and 

Copies of the fogs and schedules showing plant operations and equipment maintenance for three years from 
the date of the logs or schedules. The logs shall, at a minimum, include identification of the plant; the 
signature and certification number of the operator(s) and the signature of the person(s) making any entries; 
date and time in and out; specific operation and maintenance activities; tests performed and samples taken; 
and major repairs made. The logs shall be maintained on-site in a location accessible to 24-hour inspection, 
protected from weather damage, and current to the last operation and maintenance performed. [62- 
620.350,l I-29-94] f 6IEI 2-4I. 01 O(1) (e), II-02-93] 

VL SELF-IMPOSED IMPROVEMENT SCHEDULES 

1. 

2. 

In accordance with the engineering report received May 3,1995, and the additional information received on 
June 27,1995, submitted as part of the permit application for this facility, and as prepared by CH2M Hill , 
Inc., this facility can be operated in the contactktabilization mode or the complete mix mode. 
[62-600.735(1), 6-8-93] 

A tentative agreement between United Water Florida and the Ortega Utility Company calls for the diversion of 
all flows to the Ortega Utility wastewater treatment facilities. All construction associated with this diversion 
shall require, as a mini", the submittal of a collectiodtrausmission permit application to the Department 
and may require permit applications to other agencies. The existing fkcility shall be properly and safely 
abandoned . The Department shall be kept informed of the progress of this schedule. The following proposed 
construction schedule for the modifications to phase-out and eliminate the existing facilities shall be followed, 
unless notification of a schedule revision is provided to the Department: 

If the permittee decides to maintain, modify or expand the facility, the Department shall be promptly notified 
and a permit application for renewal or a major modification must be submitted along with the appropriate fee 
to the Department. 

[62-620.450(3)(a), 11-29-94] 
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