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B.9.0  FMPA’s Consequences of Delay
The proposed TEC is unique compared to the other supply-side alternatives considered in this analysis, because the project is significantly further along in the development process than the other options presented in Section A.6.0 and considered to meet FMPA’s capacity and energy needs.  As a result, the consequences of delaying the commercial operation of TEC are significant from an economic and reliability standpoint for FMPA.  This section describes the negative consequences of delaying the TEC project.
B.9.1  Economic Consequences
If the commercial operation of TEC is delayed, FMPA would be required to replace the capacity and energy available from its share of the unit.  A seasonal purchase would be required in 2012 to maintain its target 18 percent reserve margin.  The capacity expansion plan including TEC delayed 1 year until May 1, 2013, includes an LMS100 unit in 2011, a seasonal purchase of 143 MW in 2012, and TEC as a committed resource beginning May 1, 2013.  The summer seasonal purchase was modeled with an assumed energy cost of $164.09 per MWh (escalating at 2.5 percent annually) and a capacity cost of $7.50 per kW-month (with no escalation) in 2012 dollars.  Following operation of TEC in May 2013, the remainder of the capacity expansion plan includes a CFB unit in 2014, a second CFB unit in 2019, and an LM6000 unit in 2025.  The CPWC of this plan is $8,953.8 million, which is about $25.9 million higher in CPWC over the planning period than the base case plan with TEC in 2012 (presented in Section B.5.0).  The CPWC of the plan with TEC delayed 1 year is still $377.7 million lower in cost than the lowest cost plan without TEC, presented in Section B.5.0.
B.9.2  Reliability Consequences

If TEC is delayed and no additional generating capacity is installed to meet FMPA’s forecast capacity requirements by 2012, FMPA’s summer reserve margin will fall to approximately 14 percent (59 MW less than the 18 percent summer reserve criterion) in 2011 and to approximately 2 percent (230 MW less than the 18 percent summer reserve criterion) in 2012.  Operation of FMPA’s system below its reserve margin criteria will increase the probability that FMPA will not be able to serve its retail customers and will expose FMPA’s retail customers to potentially high purchase power costs.  
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