
John T. Butler 
Assistant General Counsel- Regulatory 
Florida Power & Light Company 
700 Universe Boulevard 
Juno Beach, FL 33408-0420 
(561) 304-5639 
(561) 691-7135 (Facsimile) 
E-mail: jobn.butler@fpl.com 

November 20, 2012 

Ms. Ann Cole 
Commission Clerk 
Florida Public Service Commission 
2540 Shumard Oak Blvd. 
Tallahassee, FL 32399-0850 

Re: Docket No. 120001-EI 

Dear Ms. Cole: 

As requested by the Commission Staff, Florida Power & Light Company hereby files the 
original and ten (10) copies of the GPIF Actual Unit Performance Data Schedules covering the 
month of October 2012. 

These schedules are being filed at the same time but separately from its monthly filing of 
the A Schedules. 

Ifthere are any questions regarding this transmittal, please contact me at 561-304-5639. 
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CERTIFICATE OF SERVICE 

Docket No. 120001-EI 


I HEREBY CERTIFY that a true and correct copy of the foregoing has been furnished by 
hand delivery (*) or United States mail this 20th day ofNovember 2012, to the following: 

Martha F. Barrera, Esq.* 
Division of Legal Services 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
Tallahassee, Florida 32399-0850 

Lisa Bennett, Esq.* 
Division of Legal Services 
Florida Public Service Commission 
2540 Shumard Oak Blvd 
Tallahassee, Florida 32399-0850 

James D. Beasley, Esq. John T. Burnett, Esq. 
J. Jeffrey Wahlen, Esq. Dianne M. Triplett, Esq. 
Ausley & McMullen Attorneys for PEF 
Attorneys for Tampa Electric P.O. Box 14042 
P.O. Box 391 St. Petersburg, Florida 33733-4042 
Tallahassee, Florida 32302 

I Samuel Miller, Capt., USAF 
USAF/ AFLOAlJACLIULFSC 
139 Barnes Drive, Suite 1 
Tyndall AFB, FL 32403-5319 
Attorney for the Federal Executive Agencies 

Beth Keating, Esq. 
Gunster Law Firm 
Attorneys for FPUC 
215 So. Monroe St., Suite 601 
Tallahassee, Florida 32301- 1804 

Jeffrey A. Stone, Esq. James W. Brew, Esq. / F. Alvin Taylor, Esq. 
Russell A. Badders, Esq. Attorney for White Springs 
Beggs & Lane Brickfield, Burchette,Ritts & Stone, P.C 
Attorneys for Gulf Power 1025 Thomas Jefferson Street, NW 
P.O. Box 12950 Eighth Floor, West Tower 
Pensacola, FL 32591-2950 Washington, DC 20007-5201 

Robert Scheffel Wright, Esq. 
Gardner, Bist, Wiener, et aI., P.A. 
Attorneys for Florida Retail Federation 
1300 Thomaswood Drive 
Tallahassee, FL 32308 

Jon C. Moyle, Esq. 
Moyle Law Firm, P.A. 
118 N. Gadsden St. 
Tallahassee, FL 32301 
Counsel for FIPUG 

J. R. Kelly, Esq. Michael Barrett 
Patricia Christensen, Esq. Division of Economic Regulation 
Charles Rehwinkel, Esq. Florida Public Service Commission 
Office ofPublic Counsel 2540 Shumard Oak Blvd 
c/o The Florida Legislature Tal1ahassee, Florida 32399-0850 
111 West Madison Street, Room 812 
Tal1ahassee, Florida 32399 

~-~////;;/
Byc ______ , .. :?~~ 

J hn T. Butler 
I la. BarNo. 283479 
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11/19/2012 12:38 	 ORIGINAL SHEET NO. 6.202.001 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan·2012 TO: Dec-2012 

Apr May Aug Sep 	 Ytd 

11. lEAF (%) ! 94.81 .96.7! 96~11 _!9.91 95.41 96.71 98.91 9!.21 99.31 88.21 01 01 94.11 

12• IpH 1 7441 6961 7431 7201 7441 7201 7441 7441 7201 7441 01 01 7319 1 

13• ISH I 7441 69ar 7431 673.171 
-

744r 7201 7441 7441 72~ 7441 01 01 7172.17 1 

[4. -fRSH 

15. IUH 

[ 
I 

01 

01 
- °L 

01 

01 

01 

5.5~ 
141.281 -

01 

01 

01 

01 

01 

..... 01 

01 
.m 

01 

~ 
~ 

.. ~ 
~ 

01 

01 

01 

01 

5.66! 

141.28 , 

16• IpOH I 01 °L 01 ~ 01 01 ol 01 .~..... 01 01 01 ~ 
L~: IFOH I 01 01 01 01 01 01 01 01 01 01 01 01 01 

~.IMOH I 01 ~L 01 141.281 01 - 01 01 01 01 01 01 01 141.28 1 

1 9• IpPOH 
... 

-.-J.... JL 01 III - or 01 01 01 -~ oj 267.421 01 01 267.42 1 

110• ILRPp(MW) 1 01. 01 01 01 01 01 01 01 01 379.431 01 01 379.43 1 

[!1.. IpFOH l ~ 11.1~ 76.621 01 5.351 01 49.02] 7.521 01 8.821 01 ... 01 158.37 1 

112. ILRPF(MW) 
..... I 01 __ 221:831 221.831 ~- 221.83 1 01 220.441 244.951 01 268.3sl 01 01 224.53 1 

113• 

[14. 

IPMOH 

ILR PM (MW) 
1 

I 

230.~ 

..... 
221.831 

168.721 

221.831 
142.861 

221.831 

12.221 

362.351 

199.121 
221.~!1 

142.921 

221.831 

01 

01 

116.971 

221.831 

29.5~1 
221.831 

84.61 

157.371 -

01 

01 

01 

01 

1127.42 1 

218.52 1 

116. INS? 1330 13301 13301 13301 13301 13301 	 13301 13301 1330]I 1 - 13~.~1 1~:~1 01 01 

/16. IOPER BTU (MBTU) 1 63836671 52661221 59006131 45637551 6024408 1 56379231 58675451 60231931 691496~ _53632611 01 01 559444461 

~NETGEN -I. 7377801 7249851 -8144~91 61-944~1 8362811 7772771 8099371 8333041 81566~ 7425591 7711671101 01 -~]ANOHR (BTU/KWH) 72971 728~ 72..sl 73671 720{ 72531 	 7243 7228 72621 72231 01 01 7255 1I 	


1 
/19. 1NOF (%) 74.61I 
~._I NPC (MW) 	 142~I 

r~JANOHREQUATlON 	 ANOHR" A + B (N.O.F.) 

ADO 6=0 

NOTE: UNE 171S DATA WHEN THE UNIT IS SYNCRONIZED TO THE SYSTEM 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ISSUED BY: FLORIDA POWER & LIGHT CO. 	 ORDER NO.: Cl 7 7 5 8 t~oV 20 ~ 



11119/2012 12:38 ORIGINAL SHEET NO. 6.202.002 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan-2012 TO: Dec-2012 

Ytd 

11. !!!AF (%) _.~~ ] 1001 1001 -"4.71 . 10f-_ 871 1001 1001 01 01 76.11 
... 

12• IpH 7441 --69~ 7431 7201 7441 7201 -744] .7441 72~ 744L 01 01 7319 1... I 

~.... ISH I 7441 6961 34·~1 ~ 522.73 1 7201 7441 
... 

646.981 72~ 7441 01 01 6572.42 1 

8· IRSH I 01 01 01 01 01 -01. 01 or- ~ ~ ~L 01 -3 
15. IUH -L_ 01 01 708.31 7201 221.271 01 ... 01 97.021 ~ ... 01 01 01 -1746.581 ---
16. IpOH I 01 01 70e-:3f 7201 221.271 01 01 01 01 ~ 01 ~l 1649.67J 

17. IFOH 
18• IMOH 

~TPPOH 
110. ILR PP (MW) 

1 

I--=r 
I 

01 

DC 
o[ 
~ 

01 

01 

01 

~c=m 

01 

01 

or 
01 

01 

01 

01 

01 

01 

01 

01 

01 

01 
01 

01 

01 
... 

01 

01 

01 

J 

01 

97.021 
01 

01 

. 

01 
01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

0] 

97.0~ 
oj 
oj 

111. IpFOH 
... I ~ 01 01 01 0.371 01 01 01 01 01 01 01 0.37 1 

112. 1LR PF (M~ I ~ 01 .~I 01 843.321 01 01 01 01 - 01 01 01 843.31 

[13. Ip,."OH I ~ 01 01 01 01 01 01 01 01 01 01 01 01 

114. ILRPM(MW) I =c ol 01 01. 01 01 01 01 01 01 01 01 
... 

~ 
115. 

116. 

INSC 

IOPER BTU (MBTU) 

I 
I 

8811 
40996151 

8811 
376937i 

881 1 
2536381 

8811 

01 

881 1 
3374854 1 

881 1 
52197641 

8811 
60638531 

881 1 
48821771 

8811 
53574251 

8811 
58179131 

~I 
01 

01 
-'01 

881 1 
388386151 

117. 1NET GEN 3959361 3689601 28291 1 01 324~~ 5015861 58022~ 4781181 5309271 5695261 01 01 3777580JI .... 

~8. [ANOHR (BTU/KWH) 1 ..... 1036~ 102161 89651 01 104161 10407f 104511 102111 100911 102151 01 01 102.!!] 
... 

~"INOF(%!. 60.41 60·~1 92.51 01 70.4l 79.11 88.51 83.91 83.~ 86.91 01 01 76.91I 

120• INPC(MW) 8881 8881 . 8801 8801 8801 8801 8801 8801 88~ 01 01 882 11 .~ 

f21lAN6HR .-.".~--------------------, 

Li:_~:UATIO~_l :~O:R=A+B(N~O~F~ 
NOTE; LINE 17 IS DATA WHEN THE U=NI=TI=-SS=m=C=R=ON='IZ=ED::c-:T=O--=TH=Ec=cSy=S=TE=M------------- ------------__......J 

FILED: 

SUSPENDED: 


EFFECTIVE: 

DOCKET NO.: 


ISSUED BY: FLORIDA POWER & LIGHT CO. ORDER NO.: 




11/19/201212:38 ORIGINAL SHEET NO. 6.202.003 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan-2012 TO: 00c-2012 

May Aug Ytd 

11. lEAF (%) 01 01 81 63.31 - 85.4[ 76.71 9~.51 9~.41 96.41 01 
~-

01 51.41 

1 2• [PH 7441 6~m7431 7201 7441 7201 7441 7441 7201 74~ 01 73191 
~ .-- . -.~[ 

[}~~I~H 01 o[ 205.6~ 7441 629.651 587.05[ 7441 7201 727.771 .. 01 m 01 4368.111~ or-..... . 
[(mIRS.! 01 .. olm~ 01 01 01 ~ 01 01 01 01 01 01 

[6. IUH 7441 6961 . 7431 514.351 90.351 166.95! 01 01 16.231 o[ 01 ~~60.8~.~I 
16• lpOH 7441 6~61 7431 494.971 01 01 166.951 01 01 16.231 01 01 2851.16 1 

, 7. IFOH 01 01 01 19.381 01 90.351 01 01 01 01 0] 01 109.73 1 

18• 

19• 

IMO", 

IpPOH 

I 
1 

01 
01 

01 
01 -

01 
01 

oj 
205.651 

01 

644 1 
-~~ 

01 83:521 

01 

71.121 
01 

2561 

01 

35:271 

01 

01 

01 

01 

01 

1295.5S! 

110• 

111. 

112. 

113. 

114• 

116• 

116• 

LRPP(MW) 

PFOH 

LRPF(MW) 
-

PMOH 

LRPM (MW) 

NSC 
-

OPER BTU (MBTU) 

1 

I 
1 

1 

I 
I 
I 

01 

01 
01 

01 

01 

8391 

01 

01 01 

01 ,oL
oL 01 
01 01 .... 

01 or 
.... ~8391 

01 01 

604.4~ 453.06 1 

01 01 

01 01 

~L_mol 
or-~ 01 

839! 839 1 

55~!13 36480291 

01 

34.481 

365.661 

01 
. 01 

8391 

565766s1 

250,461 

~ 
01 

01 

01 

87~.2~ 
53332331 

151:~L 15~.511 

01 01 

01 01 

01 01 
01 

-
01-

9681 9681 
75507521 70030161 

281.461 

01 

- 01 

- 01 

01 

9681 

73961681 

. 

01. 

01 

01 

ol. 
01 

01 

01 

01 

01 

01 

01 

01 

01 

01 

395.47] 

34.48 1 

384.09 1 

01 

01 

881.31 

371455741 

@7. I~E_T G~N I 01 01 01 311581 2894871 53707_41 5072291 7304461 66252~ 7112581 01 01 3469173\ 

!18. 

[19. 

120• 

[ ANOHR (BTUIKWH) 

INO~(%) 
INP~(MW) 

I 
r-
I 

.. 01 

01 

839
1 

~ 
01 

8391 

0] 

01 

8391 

1786~ 
18.11 

8391 

126021 

46.41 

839 1 

1,06341 

101.71 

8391 

105141 

991 

8391 

103371 

101.41 

8~91 

105701 

95.11 

8391 

103991 

1011 
8391 

01 

01 

01 

01 

01 

01 

107071 

87.sl 

83~ 

21. ANOHR;; A + B (N.O.F.) 

A=O 8=0 

NOTE; LINE 17 IS DATA WHEN THE UNIT IS SYNCRONIZED TO 

FILED: 

SUSPENDED: 


EFFECTIVE: 

DOCKET NO.: 


ISSUED BY: FLORIDA POWER & LIGHT CO. ORDER NO.: 




11/19/201212:38 ORIGINAL SHEET NO. 6.202.004 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan·2012 TO: Dec·2012 

Apr May Ytd 

l!:. IEAF.t~) _ [ 99.~ 1001 1001 99.91 92.7 [ 99.3j 1001 15r 01 01 01 01 7~ 
12• IpH 7441 6961 7431 72~ 7441 720L.. 7441 -';441 7201 7441 01 or . 73191

I 

13• ISH I 7441 6961 7431 7201 696.31 7201 7441 113.051 01 01 01 ' ·ii! 5176.35 1 

\4. jRSH 
- 1 01 01 01 ~ 01 01 'o[ 01 01 01 01 01 01 

[s. IUH ] 01 01 01 01 47.71 01 01 630.951 7201 7441 o[ 01 2142.651 

Is. IpOH 630.951 7201 74~ o[ 2094.951'~ 01 01 01 01 01 01 01I 

17. IFOH I 01 
, 

~ 01 01 47.71 01 01 ~ 
18. IMOH ~- 01 01 01 01 01 o[ 01 01 
19. IpPOH 

..... [ 01 o[ 01 7.351 01 01 ~ 2.821 

110. ILR PP (MW) I 01 01 or 46:~ 01 01 o[ 42.4.951 

[11. JPFOH I .. 32.751 ~ 01 01 16.051 76.91 01 - 01 

112. I LRPF(MW) [ 68.6sl
.... 

01 01 01 
-

358.61 55.42 1 
... 

01 01 

113. IpMO~ , .. or 01 01 .. 01 01 01 01 01 

~LRPM(MW) -. I 01 01 01 01 01 01 --oL 01 

115. INSC ! 8391 8391 8391 8391 839 1 8391 8391 8391 -
116. 1OPER BTU (MBTU) I 68182161 64047521 68269461 66193911 63395541 65233181 56501021 10e's361 

117• INET GEN r 6638241 6228131 6612861 6397131 6037291 6163571 5275901 634911 

li!:ENOHR (BTU/KWHL 1 102711 102841 103241 103471 105011 106841 1°.7091 111291 

01 
01 
01 
01 
01 

01 

01 

01 

8391 
o[ 
01 

oj 

01 

01 

01 

~ 
01 

01 

01 

01 

8391 

~ 
o[ 
01 

01 

01 

01 

01 

01 
01 

01 

01 

01 

01 

01 

01 

01 ~ 
o[ 3 
01 10.17 1 

01 '151.661 

01 126.71 

01 9~ 
01' 0 I 
01 01 

01 83~] 
{_458889141 

01 43988091 

01 1043~ 
li~:liOF (%) I 106.31 1'06.71 106.11 105.91 103.31 1021 84.51 66.91 01 01 01 01 101.31 

120• 1NPC(MW) 1451 7451 7451 74~[ 7451 7451 7451 7451 7451 7451 01 01 ~I .... 

21 . I ANOHR EQUATION ANOHR ;; A + B (N.O.F.) ] 

. A"O B=O 
1
=No~m~:~UN=~~1=7ffl=D=A=rn~~==~=m=~~u=m=Tl=sS=Y,=~=R=~=a=ED==ro-m~E~SY~Sr.=E~M-------------------------------------------------------

FILED: 

SUSPENDED: 


EFFECTIVE: 

DOCKET NO.: 


ISSUED BY: FLORIDA POWER & UGHT CO. ORDER NO.: 




--

11/1912012 12:38 	 ORIG1NAl SHEET NO. 6.202.005 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan·2012 TO: Dec·2012 

I Jan 	 Ytd 

11. IEAF(%) ! 1001-
80.61 01 01 01 - 01 

-
01 01 

-
4.~ 52.71 01 01 2a~ 

12. IpH I 7441 6961 - 74~ 72~ 7441 7201 7~ 7441 7201 7441 01 01 7319 1 

la. ISH I 7441 600.051 01 01 01 01 01 _=0.1 568.41 
---

74~ 01 ~I 2666.461 

14• IRSH I 01 ~ 01 - 01 01 01 01 01 01 01 01 01 01 

[6. JUH 

Ie. IpOH ....... 

1 

1 

01 

...... ~ 
95.9~ 
95.951 

7431 
7431 

7201 
7201 

7441 

7441 

720 1 
720 1 

7441 

7441 

7441 

7441 

151~61 
116.71 

01 

01 

01 

01 

01 

01 

4662.551 

4627i!J 

17• IFOH I 01 01 01 01 01 01 01 01 34.91 01 01 01 34.91 

18. IMOH 

!9. IpPOH 

I~o. ILR PP (MW) 

111. IPFOH 

1 01 

01 

01 

01 

1 
346.031 

78.1~ 
_~ 01 

01 

01 

01 

01 

- -

01 

01 
01 

~ 

01 

01 

01 
01

01 

01 

01 

01 

01 

01 

01 

01 
-

01 

01 

01 
-

01 

01 

568.41 

652.681 

01 -

01 

629 
39~ 

~ 

01 

01 

01 

01 

01 

01 

01 

oJ 

01 

1539.~ 
4~6.861 

01 

112• ILRPF(MW) ~I 01 =:-![ 01 01 01 01 01 01 ..... L 01 01 0] 
113• IpMOH 

[14. ILR PM (MW) 

115• INSC 

-
I 

I 

01 

01 

6931 

01._ 

01 

6931 

01 

01 

e9~I 

01 

.] 
6931 

- 01 

01 

6931 

01 

01 

6931 

- 01 

01 
6t§[-

01 

01 

6931 .. _..~ 

01 

or 
6931 

~ 
~ 

6931 

01 

or 
01 

01 

01 

01 

01 

01 

6931 

116. IOPER BTU (MBTU) I 58254421 43369311 01 01 01 01 01 01 108445~ 29327~~1 01 '°1 141795561 -	 .. 
117• INET GEN 6385581 3930471 01 .3f- 01 01 01 01 767541 2777771. 01 01 12860901I 	 .. 
118. IANOHR (BTU/KwH) . I 108171 1103~ 01 01 01 01 oJ 01 1412~ 105581 ~J 01 110251 

119. INOF (0/.) I 104.L 94.51 _. oj 01 01 01 01 01 19.51 53.91 01 01 ~!iJ.-	 
120. INPC(MW) I 6931 6931 6931 6931 693 1 693l 6931 693J 693l 6931 01 01 - 693 1 

t1'IANOHR ~QUATION 	 ANOHR .: A + B(N.O.F.) 

A=O B=O 
NOTE; UNE 17'S-=-DA=TA~WH=EN=TH=E:!-;U=N':;;;;-T,:::-sS=Y=NC:-;;;:RO::::N:=IZ=ED:-;:T=O~=H=ES=YS=T;;:;:;EM~----------

FILED: 
SUSPENDED; 

EFFECTIVE: 

DOCKET NO.: 


ISSUED BY: FLORIDA POWER & LIGHT CO. ORDER NO.: 




11/1912012 12:36 ORIGINAL SHEET NO. 6.202.006 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan·2012 TO: Dec·2012 

Ytd 

11. lEAF (%) 1001 1001 1001 1001 97.91 1001 ~OOI 1001 1001 1001 01 99.SI -
12• IpH 741.. 6961 7431 7201 7441 7201 7441 7441 7201 7441 01 7319JI 

_..:441 6961 7431 7201 7441 7201 . 7441 744{ nor 7441 01l3·l sH I .!:.~ 
~.-

ETRSH r 01 ~ 01 01 01 01 01 ""L 01 01 01 01 .. 
. 0115• IUH J 01 ..rm_~ol 01 01 _. 01 ~[ 01 01 

.... 

01 '01 01 .. 
~.•

16. IpOH 1 
~."'~-'O[ 01 01 01 01 'oI. 01 o\. 01 or- oj

-. 
17. IFOH I ..~.~ ~I 01 !J 01 01 01 01 01 01 01 '~"oJ.°1 
~JMOH I 01 01 •.. 01 01 01 _01 01 01 ~ o! 01 01 01 

19• IpPOH 1 01 01 01 01 31.9sl 01 . "01 01 01 01 01 01 31.98 1 
.. 

~: JLR PP (MW) 01 01 01 01 337.04 1 01 01 01 01 01 01 01 337.0~I 
-~[!1: IPFOH 1 01 ~ ~I 01 01 01 01 01 01 01 01 01 

[12. ILR PF'(MW) 01 01 01 01 01 01 01 01 01 ~ ..• 01 ..... 01 011 
m 

113. IPMOH mI 01 01 01 01 01 01 01 01 ~ 01 ..... 01 01 ~ .... . 
114. ILRPM(MW) 01 '01' o! 01 01 01 01 ..~_ol 01 01 01 o!~-' 
~~ INSC 6931 6931 6931 6931 6931 6931 6931 6931 6931 6931 01 oj 693I 1 

116• IOPER BTU (MBTU) I 5831584! 54560321 56226891 56441471 57161711 56424141 68328461 58301711 56409821 58322431 0] 01 57249280l 

117. INET GE~ 6386981 6014211 • 5343081 5166201 5157831 5087601 5185851 5186811 5041371 5265101 01 01 518360211. 'm 

118. IANOHR (BTU/KWH) 108251 108811 108981 109251 110831 110911 112481. 112401 111891 110771 01 01 11045 1-.I 
119, INOF (%) 104.5f 1041 103.81 103.~ 1001 1021 100.61 100.61 1011 102.11 o! 01 102.21I .-
120. JNPC (MW) 6931 6931 6931 69~ 6931 6931 6931 69~1 69~ 69~ 01 01 69~I 

ANOHR =A+ B (N.O.F.)LI~NOHR EQUATION _ 
A=O 6=0 

NOTE: LINE 111S DATA WHENTHEUNfTlS SYNCRONIZED TOCC-Jj="jf=ES=VS=r,=EM=--------------------------------' 

FILED: 

SUSPENDED: 


EFFECTIVE: 

DOCKET NO.: 


ISSUED BY: FLORIDA POWER &LIGHT CO. ORDER NO.: 




111191201212:38 	 ORlGINAl SHEET NO. 6.202.007 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan-2012 TO: Dec·2012 

Ytd 

11. JEAF (%) ] 94.1] 95.21 99.81 97.91 95.51 .~_.94.71_ 1001 98.91 92.~ 97.51 0] 01 96.61 
-

12. ]PH 	 ] 7441 6961 7431 72~ 744L 720 1 74~1 744] 7201 74~ 01 01 7319 1-
13• ISH 	 ] 744] 670.33] 743] 720] !441 704.271 7441 744L 7201 74~ 01_ 01 7277.61 

.- .... 

r4. . 
...fRSH- --'''1. 01 26.671 0] 01 0] 15.731 _._ 01 ...... 0] 01 	 0] 01 41.41~- ..-[5. IUH ] 01 0] 0] 01 0] 0] 01 01 . 01 01 ...... 01 01 ~I 

16• IpOH 01 01 0] 01 0'] 0] 01 0] 01 ... 
0] 0] 01 0]1 

17• IFOH ] 0] 0] 01 0] 0] 0] 0] 01 0] 01 01~ 	 ~ --
[8. fMOH 1-- 01 	 ~I 01 01 0] 0] 01 0] 0] 01 0] 0] 0] 
19• ]PPOH I ~L 	 0] 01 01 0] 0] 0] 0] ] 01 0] 0] ~ 01 ...... 
]10. ILRPP(MW) I 01 	 01 01 01 0] 

.... 

01 0] 01 
-

01 
-

0] 01 01 
.... 

~1.J~~OH ]~ 0.081 	 01 6.8]._ 01 0] 3.95] 01 0] 0.73] :6.27[ 0] 0] 27.83 1 

01 01112• ILRPF(MW) ] 259] 2~9] 0] 259] 0] 01 151.951 2691 01 01 256.18 1 

113• ]PMOH I 171.2( 48.26! 01 60.521 134.73] 1~O.771 0] 33.5] 201.57] 57.171 01 01 827.73 1 

§·-·I·L~_~M !MW) ] 265.93] 
... 724.401 ~L 2591 2591 -

317.151 0] 2591 277.051 ~~~ 01 0] 
... 

300.451 
IHi. INSC I 10361 10361 10361 1036] 1036 1 1036] 10361 10361 10~ 10~61 01 0] 1036 1 
!16. IOPER BTU (MBTU) 36843891 3630206] 4341789] 44881831 4434342] 3968816] 43516631 44653321 4042103] 41086371 01 01 415153621 

..... 1 
~7··lNETGEN ] ---516393 5071361 6099361 6379391 6242591 5565281 6118671 6304761 670107],- 57810f 01 0] 58417461 

~OHR~BTU/~! J 714~ 71~81 71181 7035] 7103 1 71311 .71121 70821 
.... 

70901 71071- 0] 0] "71071 
119• 1NOF(%) ] 66.!! 7~ 79.2] 85.5] 81] 7i3L 7~:~ 81.al 7~.~_ 761 01 

.... 

01 77.6] 
120• INPC{MW) ] 11131 11131 11131 11481 1148] 1140] 1148] 11481 1148] 11481 01 01 1130 1 

ANOHR =A + B (N.O.F.) 


A=O B=O 


NOTE: LINE 17 IS DATA WHEN THE UNIT IS SVNCRONIZED TO THE SYSTEM 

ISSUED BY: FLORIDA POWER & LIGHT CO. 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



--

11/19/2012 12:36 ORIGINAL SHEET NO. 6.202.008 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND UGHT 
FROM: Jan-2012 TO: Dec-2012 

PM3 03 

May ~-:;~ Jul Aug Sep [ Oct Nov Dec Ytdj 
...._. 

11. IEAF(%) 1 34.61 99.91 98:61 9~ 98.91 98.81 1~OI 98.61 981 93.21 01 01 96.81 

12. I PH [ 7441 6961 7431 7201 74'!.1 7201 7441 7441 720] 743 01 01 7319 t 

[3:--TSH
m 

I 640.421 6!~1 7431 72~ 7441 7201 7441 7441 7201 704:271 01 OL 7175.6S]
m 

~.L4.~RSH 1 8.81 01 01 .~ 01 01 01 01 01 O~. 01 ~.!J 
~.... IUH I 94;7~_ 01 01 01 01 01 01 01 01 39.731 01 01 13~.521 
16• IpOH I'· Or 01 

-
01 01 01 

-
01 o[ 01 01 

m 

01 01-.~ ~ 
17. IFOH I ~ OL tll 01 01 01 01 01 01 01 01 01 01 

-
[8. [MOH I... 

94.781 01 ... 01 OL ... ~ 01 01 01 01 39.7~1 01 01 134.5~ 

19. IpPOH I 01 01 01 ~ CIL 01 01 ~I 01 01 
... 

01 01 01 

110• ILR PP (MW) I 01 01 .. 01 01 or iL. 01 01 01 ~ 01 01 01 

111 . IpFOH I -
01 2.881 01 01 0.831 

... 

L 01 01 01 01 01 01 3.7~ 
112• ILRPF(MW) I 01 244.141 ~... ... 01 260.25 1 01 ~r oj 01 01 01 ~I 247.76\ 

113. IpMOH 52.751 01 . 40.31 57.921 31.37 1 33.41 01 41.681 • 57.631 22.221 01 01 337.27 1I 
114. ILR PM (MW) I 406.01/ 01 2BO.2S[ 260~2L260.251 260.261 01 260.251 260.251 506.811 01 01 299.~ 
!.!:5. 1NSC ~~0411 10411 104{ 10411 1041 1 1041 1 10411 1041 1 1041! 104:L 01 01 1041 1 

~JOPE~ BTU (MBTU) 32768621 37134411 416181 01 44733621 46007531 42013671 44671041 45662671 43779801 40990311 01 01 419277571 -
~:_INETGEN 4710261 538~6~ 89;8681 

... 
6506741 6642011 6014411 6361291 6438621 6306781 5869961 01 01 6019216J 

... 

!18. IANOHR (BTU/KWH) 69561 6~ 6961 1 687~1 6927 1 69881 70331 70771 69421 699s1 01 01 59!!]..
119. INOF (%) 70.~ 74.31 77.31 8ul 8ul 80.21 821 83.11 84.11 79.91 01 01 ~O.6] 
120. INPC(MW) 11131 11131 11131 11111 11111 11111 11111 11111 11111 11111 01 01 11121 

21. ANOHR EQUATION ANOHR" A+ B (N.O.F.) 

A=O B=O 

NOTE: LINE 

ISSVED BY: FLORIDA POWER & LIGHT CO. 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 
ORDER NO.: 



11/19/201212:38 ORIGINAL SHEET NO. 6.202.009 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan-2012 TO: 080-2012 

Aug Ytd 
--.~ 

11. lEAF ("!o) 94.3[ 81.41 99.51 90.S[ 95.21 98.9! ._99.4[ 95.91 90.5! 9~'L o[ o[ 93.~ 
12• [PH 7441 69Sr 7431 7201 7441 7201 7441 744[ 720[ 7441 o[ O[ 7~.. 

[a. ISH 719.881 6~_1.~~7431 7201 744[ 72O[ 7441 7441 7201 7441 7240.48 101. 01 
-

[4. TRSH f 01 01 0] 01 o[ 01 01 01 01 ~I 01 01 
-

15. IUH 24.121 54.41 or. ~ ~I 01 ~ 01 ~ 01 o[ o[ 78.52 1 
, 

~JpOH o[ 01 o[ 01 0] 01 "-or O! ~ o[ o[ o[ 01 

17. [FOH 01 

~~OH I 24.1~ 
19• [PPOH ," 01 

110. ILR PP (MW) I ~ 
[~PFOH 1 10 

1 

-
.. 

112• [LRPF(MW) 1 265.331 

113• !PMOH [ 61.951 

114. ILRPM(MW) I 272:73 

115• INSC I 10571 

116. 1OPER BTU (MBTU) 3650795l 

[!!: ] NET ·Ge..~.. 6176951 

liS. I ANOHR (BTU/KWH) 70521 

119• INOF (%) 681 

120• [NPC(MW) 11191 

~ 
54.41 

01 

_oj 
10.21 

264,2~ 

277.071 

276.53[ 

10571 
33334781 

4711121 

70761 

69.5[ 

11191 

01 01 01 

o[ o[ o[ 
01 o[ 01 

01 01 o[ 
14.551 

-
5.S3L 22.51 

264.251 264.2~ 264.251' 

o[ 26~~~!~1~.81 
o[ 264.261 278.38 [ 

10671 10671 1~~i.[ 
45373771 41714661 4422836[ 

660772[ - 6136161 6406581 

68671 6798[ 69041 
84.11 80.6[ 81.51 

11191 11321 _ 1132[ 

01 

01 

01 

01 

1.331 

243.41 

30.02I 

264.25[ 

1057[ 

4436231 [ 

6411391 

89191 
84.21 

11321 -

01 

01 
01 

01 

16.581 

~64.26[ 
o[ 
o[ 

1067[ 

453886s1 

658~7or 
6897[ 

83.71 
11321 

o[ 
01 

01 

~I 
103,81 

312.4~1 
01 

o[ 
1057[ 

44806861 

6633921 

6858[ 

83.11 

11321 

01 

01 

185.2! 

264.251 

0.681 
66.511 
87.151 

264.26[ 

1057[ 

42091301 

6085101 

69171 
801 

11321 

o[ 
01 

21~!i 
264.2~ 

01 

01 
.. 

53.63! 

264.251 
10571 

43334621 

623245j 

695~ 
79.31 

11321 

01 

o[ 
()l 
or 
01······· 

o[ 
oj 
01 

o[ 
o[ 
o[ 
01 

o[ 
01 

01 01 

01 78.52 1 

01 402.07 1 

o[ 264.25 1 

o[ 185.48 1 

o[ 290.41 

01 887.98 1 

01 27M!] 

o[ 10571 

0] 421143281 

01 60882091 

01 6917 
1 

01 79.!J 

or" 1128 1 

121. 1ANOHR EQUATION __ ANOHR =A + B (N.O.F.) 

A=O 8=0 
~J 

NOTE: UNE 17 IS DATA WHEN THE UNIT IS:-::--S=YN=C=RO=N=IZ=ED:"'7T=O=TH-:-E-==Sy:=Sr.=s=",-----

FILED: 
SUSPENDED: 

EFFECTIVE: 

DOCKET NO.: 


ISSUED BY: FLORIDA POWER &LIGHT CO. ORDER NO.: 




--

--
--

1111912012 12:38 ORIGINAL SHEET NO. 6.202.010 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 
FROM: Jan-2012 TO: Oec-2012 

Ytd 

I EAF(%) 93.41 94.81 96.71 99.11 97.41 98.51 68.11 93.91Li~ 1 99·~1 ... 96:~L 96.91 01 01 

12. IpH 74~ 6961 7431 7201- 7441 7201 7441 7441 7201 7441 01 01 7319JI 
596.581-l..!. ISH J 7441 69S1 7431 7201 7441 7201 7441 7:'4[ 7201 01 01 7171.68 1 

14. IRSH I ... 01 or- 01 01 01 ... 01 01 01 01 8.0~ ~ 01 8.06 1 
15. IUH I 01 ..~. 01 ~ 01 01 at 01 01 139.311 . 01 or 139.37 1 

L6. IpOH 
... 

.... I 0[ 01 01 01 01 01 01 . 01 01 01 ... 0] 01 01 .. 
[j.]FOH 01 01 01 01 01OL 01 . 01 01 01 01 01 01L 

,.. 
8

~-

1 . J~OH I 01 01 .-.:=3 01 01 OJ 01 01 01 01 01 01 01 

~ .lpPOH I 01 01 01 01 01 or 01 01 _.. 01 
" 

631.071 01 01 631.07 1 

110. ILR PP (MW) I 01 01 o[ 01 01 01 01 oj 01 204.831 01 01 204.831 

111• IpFOH 

~.... ILR PF (MW) 

[ 
I 

11:21 

223.421 

0·~~1 
224.261 

1.021 
224.261 

2.861 
224.251 

27.81 

221.03 1 

3.3~1 
224.251 

8.481 

224.251 

5.851 

133.121 
01 
01 

0.271 

166.551 

01 

01 

01 

01 

61.771 

213.77 ] 

~]PMOH 1 182.9~ 78.051 "22r 73.581 01 70.461 133.31 89.2~ 44.531 139.371 01 01 833.48 1 

114• I LRPM(MW) I 227.891 411:821 224.261 278.141 0.1 224.261 224.261 224.26[ 224. 251 746.7~ 01 01 334.74 1 

115. INSC I 8971 8971 8971 897r. 8~71 8971 8971 8971 _~~71 8971 01 
... 

01 897 1 
~6. ] OPER BTU (MBrUI I 31669291 30142301 39708871 38743521 ~1282591 35540961 37263521 38606201 3860254j 24756171 01 01 356215961 

117. I NET GEN 

~NOHR (BTU/KWH) 

l!!:.... 1NOF (%) 

. 

I 
I 
I 

4207561 

75271 
631 

39593_~ 
76131 

63.~ 

5426131 

73181 
81.41 

6331831 

.... 
72661 
82.61 

5667741 

-7284 1 

84.91 

4817541 

73771 

74.6r . 

5033691.__ 

74~31 
75.41. 

5238991 

!3691 

78.51 

5237031 

73521 
81.11 

3325~91 
74441 

62.11 

.... 
01 

01 

oL 

~ 
01 

01 

4824634 1 

7383 1 
76 1 

120. 1NPC (MW) 1 9561 9551 .. 95s1 9581 958 1 9581 96s1 9581 9681 9581 01 01 957 1 
21 IANOHR EQUATION ANOHR'" A + B (N.O.F.) 
1 • A=O B= 0 ~I ___M._ 

NOTE: LINE 171S DATA WHEN THE UNIT IS SYNCRONIZED TO THE SYSTfEM 

FILED: 
SUSPENDED: 

EFFECTIVE: 

DOCKET NO.: 
ISSUED BY: FLORIDA POWER & LIGHT CO. ORDER NO.: 



11/191201212:38 	 ORIGINAL SHEET NO. 6.202.011 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Oec·2012 

01/3012012 FMO 

02 

DESCRIPTION 

Impact loss due to curtailment on 2F 

e to curtailment on 2C 

143 Gas flange leak 

0113012012 PMO 9.52 Impact loss due to curtailment on 2C •.-.-.~ 
01/3012012 PMO ==4===6=9=.3=1=Flm=p=a""'ct=10=S=S=d=ue=t=0=c=urt=a=il=m=e=nt=0""'n=2""'C=====-=-= ~ 

~IO=V=O=512=01=2=·~·I=F=M"",o==*===1=9.=4~====1=4==3~1=2=E=C=T=M==O=F=~=;~;=ace==Ex==ha=u=s=tF=r=a==me=B=I?=.~===r======.. = .J 
PMO 19.4 ss due to curtaifment on 2E 

PMO 19.4 69. ss due to curtailment on 2E -] 
~===~=====~=====4======~=======================~1 

I 

02/14/2012 FMO 88.0 

02'1412012 PMO 88.0 

Impact loss due to curtaHment on 20 

Impact loss due to curtailment on 20 

2F CT MOF Mainsteam isolation valve seal ring repair outage 

Impact [055 due to curtailment on 2F 

02/1412012 9.52 Impact loss due to curtaifment on 2FPMO 88.0 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO. PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO • PARTIAL FORCED OUTAGE ORDER NO.:
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER &LIGHT CO. 



11/191201212:38 	 ORIGINAL SHEET NO. 6.202.012 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 TO: Dec·2012 

.--___.--__--._P_LA....:.:..-NT_'U~NIT: FORT MYERS ___o_2____ PFM 02 

G;!E . HOURS 	 DESCRIPTIONI~~~~~ I IAF~~~ED I 	 ] 
102122/2012 I FFO I 11.2! 143 I2F Exciter F~ii~~ ....... 

0212212012 PFO 11.2 I 69.31 Impact loss due to curtailment on 2F 

02122/2012 PFO 11.2 I 9.52 Impact loss due to curtailment on 2F .. - -~-- .--~.---
l~~f05/2012 FMO 17.2 143 I 20 CT BORESCOP.E IN..~PECT~ON 
IG3f0512012 PMO 17.2 9.52 I Impact loss due to curtailment on 20 

103/0512012 PMO 17.2 69.31 I Impact loss d~~t~ curtailment on 20 

2E CT HYD 011 pump 

PMO 52 Impact loss due to curtailment on 2E 

03/0612012 PMO Impact loss due to curtailment on 2E 

103/1612012 FMO'--r 14.1 143 1Repair EXh;US! Frame Blower 

10311612012 PMO J 14.1 69.31 IImpact I~ss due to curt~~rnent on 2C 

103/1612012 PMO 1 14.1 9.52 

1 

I 

] 

0312512012 fMO 143 20 CT R·2 inspectionl HRSG tube leak maIntenance oulage 
----~~.- -. 

0312512012 PMO._. ---
0312512012 

0312812012 

0312812012 9.52 Impact loss due to curtailment on 2A 

69.31 Impact loss due to curtaitment on 2A _J 
PMO 6.0 9.52 11~~;~t loss due to curtailment on 28 .J 

7.8~===4====~====-4===6=9.=3=1=tl=l=m=pa=c=t='os~~ue to curtailment on 28 1 
~======~~====~======~===1=4=3~1=2=B=c=T=,s=~=~=_~==la=n=ce=s=h=o=to=u=~~g~e==================l 

9.52 

69.31 

143 

Impact loss due to curtailment on 2E 

Impact loss due to curtailment on 2E 

2ECT·ST2 balance shot outage 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO· PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO· PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO· PARTIAL FORCED OUTAGE ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Dec-2012 

~____~~____~P~~~N~T~/U~N~I~T:~(M~O_R_T~MI_Y_ER_S________O_2_________________P_F_M__O_2-. 

jHOURS ~FFECTED DESCRIPTION . 

143.1 5T1 - 5T2 Balance shot Outage 

===d==1=4=1.=3 415 15T2. S~2 Balance ShotOut~!!~_ 
141.3 143=r2l:~T-5T2 Balance Shot O.utag!. 

141.3 143 2CCT - 5T2 Balance Shot Outage 

142.3 143 2DCT· 5T2 Balance Shot Outage 

142.3 143 2FCT· ST2 Balance Shot Outage 

04/19120 

1 

~ 

11/1912012 12:38 	 ORIGINAL SHEET NO. 6.202.013 

10411912012 PMO 1.0I I 
104/1912012 PMO 1.0I I 

I I 
0 

104/2512012 FMO 3.4

=uJm10412512012 I FMO 1r.-[05I00I2012] FFO 
o 

5.4 1-..... ~-

l05/06/2012 -, PFO-~ . 5.4 ... 1 

~5/06/2012 I PFO I 5.4 I 
[05/10/2012-, FMO r- 72.4 I 
0511012012 [PMO 72.;-JI 

72.4 I 
05/1812012 

05/1812012 

05/2812012 

72.0 

(1) 	FFO - FULL FORCED OUTAGE 
PPO - PARTIAL P~NNED OUTAGE 
PMO 0 PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PfO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 

Impact loss due to curtailment on 2F 

I rmpacllo;s due to curtaitment on 2F 

9.52 I Impact loss due to curtailment ~n 20 

69.31 Ilmp~d 105$ due to curtailment on 2D 

57 1 ST1 - ST2 Steam Seal Regulator repair 

41S=r;T2 - Steam Seal Regulator Repair 

143 1 2F CT Drum level Trip J 
69.31 .. [Impact loss due to curtaj[me~t on 2F . 

9.52 	 Ilmpad loss due to ~rtailm!.nt on 2F 


143 I2F CT Outage 


69.31 [Impact loss due to c~~ailm~n.t on 2F 	 J 

9.52 	 Impact loss due to curtailment on 2F 

FILED: 

SUSPENDED: 
EFFECTIVE: 

DOCKET NO.: 
ORDER NO.: 

FMO 54.8 tenance outage 

PMO 54.8 

PMO 9.52 

FMO 72.0 143 2FCT Tube leak repair 

PMO 72.0 Impad loss due to 

http:rtailm!.nt


1111912012 12:38 	 ORIGINAL SHEET NO. 6.202.014 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·20i2 To: Doc-2012 

PLANT 1UNIT: FORT MYERS 02 	 PFM 02 

(MW)OUTAGE 
TYPE(1,DATE AFFECTEDHOURS DESCRIPTION l.. 

06/07/2012 FMO 69.2 2D CT maintenance outage 	 ]143: 

06/07/2012 69.2PMO 69.31 Impact loss due to curtailment on 20 
~.... 

I 
106/0712012 PMO 69.2 9.52 I Impact loss due to Cljrtailment on 20 

06/14/2012 FMO 	 2E CT Offline watarwash maintenance outage 

Impact loss due to curtailment on 2E 

Impact loss due to curtailment on 2E 

2B CT REPLACE INLET AIR FilTERS ..1 
Impact loss due to curtailment on 2B 

Impact loss due to curtairment on 2B 

69.31 

J 
9.62 I Impact loss due to curtailment on 20 

loss due to curtailment on 20 

08/0312012 	 22.2 143 2FCT Hazardous gas detector SNOW 

08/03/2012 	 22.2 9.52 Impact loss due to curtailment on 2F 

FILED:(il 	FFO· FULL FORCED OUTAGE 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO· PARTIAL FORCED OUTAGE ORDER NO.:
FMO • FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 

Impact loss due to curtailment on 2E 

9.52 Impact loss due to curtailment on 2E 

gO 2A CT Runback 

143 20 CTIHRSG EFOR 

I Impact 1085 due to curtailment on 20 

] 

69.31 



11/1912012 12:38 	 ORIGINAL SHEET NO. 6.202.015 

ACTUAL PERFORMANCE DATA 


COMPANY: FLORIDA POWER AND LIGHT 


From: Jan·2012 To: Dec-2012 


PLANT' UNIT: FORT MYERS 02 	 PFM 02 
~~------,--------~--- ----~-----------------------.--------

(MW) I 
AFFECTED DESCRIPTION 

~8f0312012 I PMO loss due to curtailment on 2F ... .J 
~16/2012 I FMO 

10811612012 I PMO 

45.8 

45.8 

ompressor clashing inspection _~-='-=::J 
Impact loss due to curt~l~~~ _..______J 

45.8 
~..~.~ 

e to curtailment on 20 _J 

I08l21120~£L~FO .... 

0812112012 PFO 

08/2112012 PFO 

0812112012 FFO 

0812112012 PFO 

7.5 

7.5 

7.5 

0.8 

0.8 

143 

69.31 

9.52 

143 

Impact loss due 10 curtailment on 28 

I2ACT Inlet Filter Replacement 

49.0 69.31 .J Impact loss due to curtailment on 2A 

PMO 

FMO 

i====~~~=~==49='=0=lo===9=.=52 .1 Impact loss due to curtailment on 2A 

29.5 143 I 28 CT Outage 

PMO 29.5 69.31 I Impact loss due to curtailment on 28 

PMO 29.5 9.52 I Impact loss due to curtailment on 28 

FFO 2.3 143 I2F CT GAS SCRUBBER TRIP 

PFO 

PFO 

1011112012 FMO 

1011112012 PMO 

10/1112012 PMO 

1012012012 FPO 

1012012012 PPO 167.9 

Impact loss due to curtailment on 2F 

!Impact 10$$ due to curtailment on 2F 

2DCTMOF 

143 

69.31 

_. ] 
__---==J-=:J 

FILED:(1) 	FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO • PARTIAL FORCED OUTAGE ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & UGHT CO. 



11/19/2012 12:38 	 ORIGINAL SHEET NO, 6.202.016 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 

From: Jan-2012 To: D8c-2012 


02 	 PFM 02 

143 2DCTEFOR 

69.31 Impact loss due to cul1ailment on 20 	 =.J 
PPO 42.9 9.52 Ilmpaclloss due to cul1ailment on 2F r 

FPO 76.0 143 I2F CT HRSG OUTAGE ~ 
PPO 76.0 69.31 IImpact loss dueto c~rtallmenl on 2F I 

9.52 l.!.rnpa~i loss'du; 10 cul1ailmenl on 2E 	 I 

I 
I 

143 2E CTIHRSG outage 

69.31 lmpaclloss due 10 curtailment on 2E 

57 U-l STEAMER REHEAT VALVE REPAIR 

FILED:(1) 	FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKfTNO.: 
PFO • PARTIAL FORCED OUTAGE ORDER NO.:
FMO • FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11/191201212:38 	 ORIGINAL SHEET NO. 6.202.017 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Dec-2012 

SCHERER 04 PSG 04 
-------.~~~~·~--~~~I----------- -----------------~~~~ 

(MW) 
DATE AFFECTED DESCRIPTION 

03/02/2012 FPO 881 Scherer 4 Boiler Oulage 

05111/2012 FPO 881 -'!.~mporary Stop Valve Steam Starin!!_~eaning I 
05114/2012 PFO 851 Configuration of Master Fuel Trip (MFT) Input ..........~~J 

(Q8ItOj ____---1____9_7._0---L________ 	 -]L_8/_10_n_-0_1_2---L_F_MO 	 881 _Jyvaler wall tube leak 

FILED:(1) 	FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO - PARTIAL FORCED OUTAGE ORDER NO.: 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11/19/2012 12:38 	 ORIGINAL SHEET NO. 6.202.018 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 

From: Jan·2012 To: Oec-2012 


_________O_1________________~P~S~L 01 

DESCRIPTION ~ 
839 	 ~ 
639 U1 Pel Sl1-24 RefuelinglUprate Outage 020112 

839 

839 

699.2 

U1 PEL Sl1-24 RefuetinglUprate Outage 030112 

U1 PEL SL1-24 Refueling/Uprate Outage 040112 

U1 PEL Sl1-24 Breaker CloselPower AscenSion Part 1 04 

19.4 839 1U1 UEL Main Generator Breaker Failure 042112 
... 

'""" 

0412212012 604.4 U1 PEL Sl1-24 Power Ascension part 2042212PPO~05.5 
05101/2012 565.52 U1 PEL SL1-24 Power Ascension May 050112 

105/1912012 I PPO 211.5 223.15 IU1 PEL Sl1-24 Power Ascension Extension 051912 

PPO 32.5 

I I 
I---FFO10610212012 44.8 839 IU1-UEL Turbine Control System Failure ~nplanned AutomatfcI -I 

U1 UEl Control Room AlC Tech Spec lCO 06041245.5 839 1 
06106 34.5 365.62 IU1 U~l Turbln~_Control System Failure Scram Up Power 0801 I~ 
10111812012 I PPO 5.8 410.08 IU1 PEL Mid-~cle tAR Down Power 071812 I 
01119/2012 FPO U1 PEL Mid-Cycle tAR Outage 011912 839 I 
0112512012 PPO 1.7 263.42 U1 PEL Mld·Cycle tAR Up Power 072512 --.J-~-....~--~~-

0812912012 151.51 IU1 PEl1B1 Circulating Water Pump Repair 082912 IPPO 

1012612012 PPO 25!.22 .G1PEl DEH Repsl! Down Power ~ 
1012712012 FPO 968 I. U1 PEL DEH Repair 102712 I 	

.-

--.J 
[1-0n8l2012 PPO 19.1 -I 300.69 I U1 PEL DEH Repair ~ower Ascensi~n 102812 :oJ 

FILED:(1) FFO -	 FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO - PARTIAL FORCED OUTAGE ORDER NO.: 
FMO - FUll MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



109/01/2012 

11/1912012 12:38 	 ORIGINAL SHEET NO. 6.202.019 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 To: Dec-2012 

PLANT JUNIT: STLUCIE 02 	 PSL 02 

(MW) I 	 ~J 

\0110112012 PFO 32.8 

PPO 7.4 

FFO 47.7 

104/0212012 

PFO 16.1 

10810512012 

_! 	

AFFECTED DESCRIPTION 

68.66 IU2 UEL2B2 eIre Water Pump Repair010112 

46.8 IU2 PEL Turbine Valve Tesl 040212 .. . -~ 
~U2 UEL Feedwater' Control Valve FCV-9011 FO~d Outag~OD 

356.6 IU2 UEL Feedwaler'Control valve~cv.9011 Uppow~r 051312J 

PFO 76.9 EL ~B2 Debris Filtration System (DFS) failure 060512'] 

PPO@Bi0512012ELSL2-20 Do;n~P~o~-r0605--12 =:J 
FPO 631.0 839 IU2 PEL SL2-20 Refueling & EPU Outage 080512 1 

FPO 720.0 839 I U2 PEL SL2-20 Refueling 8cEPU Outage 090112 J 
FPO 744.0 

2.8 

1_0/_0_112_0_1_2......L___.....L____--L___8.3_9_~I_u_2_P_E_L._S_L_2-_2_0_R_ef_ue~ng & E~U Outage 100112 ] 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO· PARTIAL FORCED OUTAGE ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11/191201212:38 	 ORIGINAL SHEET NO. 6.202.020 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Dec·2012 

r-----~-----,-...:....=:..::.:.:~~~-....:....::.:..::..:=.:_.:.....::..~----~-----~ ~______P_T_N_O_3--,

]DESCRIPTION 

49 IUnit 3 Cycle 26 T.AV:~_~stdown_m 
PPO 37.0 

FPO 3839.0 

322 

693 

693 

Unit 3 Cycle 26 Downpower 

Unit 3 Cycle 26 Refueling outage 

Unit 3 Cycle 26nRefueling outage 

Unil 3 Cycle 26 Refueling oulage 

nil 3 Cycle 26 refueling outage· Power ascension 
-

nit 3 Cycle 26 refueling outage - Power ascension 

Unit 3 Cycle 26 refueling outage· power ascensIon 

693 Unit 3 Turbine Trip due to secondary chemistry issues. 

692 Unit 3 Cycle 26 refueling outage. power ascension -,-.......-~.....-.---.
693 Unlt 3 turbine trip due to secondary chemistry issues 

PPO 560.2 652 IUnit3-c~~e 26 ref~~ling o~~age - powe;~scenslon 
PPO 625.0 390 ]-Unlt 3 Planne~po~~!scenslon fOIIOWj~~f:?'Cle 26 RFO. 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO • PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO· PARTIAL FORCED OUTAGE ORDER NO.: 
FMO • FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



1111912012 12:38 	 ORIGINAL SHEET NO. 6.202.021 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER ANO LIGHT 
From: Jan-2012 To: D8e-2012 

PLANT I UNIT: TURKEY POINT 04 	 PTN 04 
(MWl---rj---------------------------------. 

AFFECTED DESCRIPTION 

105/1812012 PPO 32.0 337 IUnit 4 plan~~d p~r reduction for Turbine Valve Testlng 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO· PARTIAL FORCED OUTAGE ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER &LIGHT CO. 



11/19/201212:38 ORIGINAL SHEET NO. 6.202.022 

ACTUAL. PERFORMANCE DATA 

COMPANY: FL.ORIDA POWER AND LIGHT 

From: Jan-2012 To: Oec-2012 


PLANT I UNIT: TURKEY POINT #6 05 TP6 06 --.--. 

OUTAGE (MW)r~-------T'-~ir 
DATE TYPE(1) HOURS AFFECTED DESCRIPTION 

@-1/04/201~ FFO 
-

0.1 145-47 50 liquid Fuel Swap Trip 
. - - -

01/04/2012 PFO ".1 113.53 Impaclloss due to curtailment on 50 
. ---~~- ~ . _.01107/2012 FMO 20.8 145. 5B BFP Recire Regulator Repair 

101107/2012 I
-~"'--

PMO 20.8 113.53 Impaclloss du~ to curtailment on 58 

01/0812012 FMO I 79.5 L 145.47 I 5A 1st Quarter Rainbow Inspection
- I -

0110812012 PMO 79.5 113.53 

-~ 
.. I 

I-

I 
I 
I 

- J11n:~act loss due to curtailment on 5A 

10111212012 FMO I 75.6 145.47 I 5C 1st Quarter Rainbow Inspection 1 

[01l1212=0=12===:=P=M=~==t=-=-=7=5.=6=1==1=f=3.=5=3=11=1=~=~a=cI=ro=SS=d=u""e=to=cu=rta=.. =nm=e=n=t=on=5c=======~==l 

~21171201~ FMO I 27.9 145.47 r58 HP_M_an_uallso~~N~OW_.... I 
PMO 27.9 Impact loss due to curtailment on 58 I 

29.0 5C HP Manual Iso SNOW I 
Impact loss due to curtailment on 5C 1 

I 50 HP Manuall;oIation SNOW 1 

llmpac~'oss due to .:~~ilment on 50 I 
34.0 145.47 5A HP Manual Iso SNOW 1 

34.0 113.53 Impact loss due to curtailment on 5A 1 

12.0 145.47 I58 'LiqUid Fuel '2~nge O-ring Replacement- I 
Llo=212=~=~=~~~2~I~p~M~o==~==1=2.=0~1====1=1=3.=53=~I=I=m=p~=·~=t=~=SS=d~u~to .. _cu=rt=a=lIm=e=n=t=0=n=5B=============~1 
1=§=3=/0=1I=20=1=~_=l=1==F~F~O==i=====6~.8=l1i==-,,1=45=.4=7=1~5=B=B=·F=P=L=ea.=d~8~ox Fail~re I 

103/011201~ I PFO 

§12012 I FMO 

l04/2312012 I PMO 

~27i2012 I FMO 

~12012 I PMO 

6.8 

30.6 

30.6 

30.0 

30.0 

113.53 

145.47 

113.53 

145.47 

113.53 

Ilmp~CtlOss due to curtail~ent on 58 

I 5A SNOW - Replace corroded drflin lines 

I Impact loss due to curtailment on SA 

I5B SNOW - Corroded Drain lina replacement 

~P~d loss due to curtailment on 5B 

m]
I 
I 
t 

J 
(1) FFO  FUL.L FORCED OUTAGE 

PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 

FIL.ED: 
SUSPENDED: 

EFFECTIVE: 
PO - PLANNED OUTAGE 
PFO - PARTIAL. FORCED OUTAGE 
FMO - FULL. MAINTENANCE OUTAGE 

DOCKET NO.: 

ORDER NO.: 

ISSUED BY: FLORIDA POWER &LIGHT CO. 



11119/201212:38 	 ORIGINAL SHEET NO. 6.202.023 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: 081>2012 

TURKEY POINT #6 05 	 TPS 05 
r-----.------r-..:::.;,.~~.:..:_,:.~-....:...::---.:....---..-.-..- ....-----~-----~. 

(MW) 
AFFECTED DESCRIPTION 

FMO 85.7 145.47 I50 Maintenance Outage .. CT GCV replacement 

0512112012 

0512912012 

05129/2012 

0610112012 

06/01/2012 

06/20/2012 

0612512012 

0612512012 

08103/2012 

2004 

108/0312012 PMO I 33.5 ~ 13.53 Impact loss due to curtailment on 5B 	 ] 
[0911012012 FMO I 76.4 L._ .145.~.?_ L'p"!_~_5C?~ainbow Inspection SNOW. 3rd Qu~rter =:J 
§10/2012 PMO 76.4 I 113.53 IImpact loss due to curtailment on 5C

1 	 1 

[09/1212012 FMO I 8104 I 145.47 1 PTC SA Rainbow Inspection· 3rd Quarter 1 

[0911212012 PMO I 81.4 I 113.53 1 Impact loss due to curtailment on 5A 
1 

~9115/2012 I FMO I .. 
57.8 I 145.47 IPTC 58 Compressor Inspection SNOW 1 

~t2J PMO I 57.8 I 113.53 I rmp~~tr~;~d~~IO curtailment on 56 1 

[OSi16I2<112 I FFO I 0.2 I 145.47 I5A Aux Gas Stop Valve Failure 1 

§tel2§] PFO I 0.2 I 113.53 IImpact loss due to curtailment on 5A 1 

113.53 IImpact loss due 10 curtailment on 58 	 J 

10124/2012 FMO 57.2 

11012412012 PMO 57.2 

11013012012 1 FFO 6.3 I 145.47 I 58 CT trip off due to loss of BFP. 

145.47 

113.53 

50 BFP Suction Strainer Repair 

Impact loss due 10 curtailment on 50 	

I 
I 

10912212012 I PFO I 0.6 I 120.47 1 56 Runback • Loss of WOBBEE I 

145.47 58 HRSG HP Drum Low Level trip 4.0 

Impact. loss due to curtailment on 5B4.0 113.53 ---------_._
33.5 145.47 5B SNOW· LP Economizer pipe leak 
I-'~~r~-- -_....._..... 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO· PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO • PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO - PARTIAL FORCED OUTAGE ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11119/201212:38 	 ORIGINAL SHEET NO. 6.202.024 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AI'lD LIGHT 

From: Jan-2012 To: Dec-2012 


PLANT 1UNIT: TURKEY POINT #6 05 	 TPS 05 

TYPE(1~ HOURS
IOUTAGU (MWlI I 

AFFECTED 	 DESCRIPTION 

9.3 145.47 58 BFP Min Flow Trip J 
1.?/3112012 PFO 9.3 113.53 Impact loss due-t~o-cu~rt;ilmelll on 5B .~ 
[10131~012-'rFFO]-~ O.B 145.47 IPTF 5C Inadvertent Sh;down ] 

*======p=======*==============================~L§1i21_0/_3_1/2_0_1·_2_l,--p_F:o=J_O_--'._-_0_"_B--,-__ IImpact loss d~~IO ~~~lIment _________.J11_3.53 	 on 5_0 

FILED:(1) 	FFO. FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO • PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO - PARTIAL FORCED OUTAGE ORDER NO.: 
FMO • FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11119/201212:38 ORIGINAL SHEET NO. 6.202.025 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 

From: Jan·2012 To: Dec-2012 


10111512012 

10111512012 FMO I 130.6 

109.1 

0.5 

0311612012 

03/1612012 

151.37 

108.88 

03 

DESCRIPTION 

ignitor replacement 

Impact Joss due to curtailment on 3A 

act loss due to curtailment on 3C 

ue to curtaifment on 3D 

COMBUSTOR INSPECTION 

Impact loss due to curtailment on 38 

] 

104/0612012 FMO 28.5 151.37 I Off line ~aterwash ~ 
!04/0612012 PMO 28.5 108.88 [Impact los.?_due to curtailment on 3D 1 

104/1312012 FMO 29.4 151.37 "] OFFLINE WATER WASH PMT 3A .--J 
04/1312012 PMO 

0511412012 FMO 

05114/2012 PMO 

05/15/2012 FFO 

05/15/2012 PFO 

106/1612012 FMO 33.4 

108.88 Impact loss due to curtailment on 3A 

89NO switch replacement 

Impact loss due to curtailment on 3C 

.37 PMT30Trip 

Impact loss due to curtailment on 3D 

151.37 LS~V Valve Packing Leak Repair 

~ 
I.., 

FILED:(1) FFO· FULL FORCED OUTAGE 
pPO· PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO· PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO • PARTIAL FORCED OUTAGE ORDER NO.:
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11/191201212:38 	 ORIGINAL SHEET NO. 6.202.026 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 To: 09c·2012 

PM3 0303 

Impact loss due to curtailment on 3C 

3A BFP valve actuator 

12012012 PMO Impact loss due to curtailment on 3A 

109/1912012 FMO 57.6 151.37 SNOW 3B CT IGV Actuator 

T 
---l-,[09/1912012 PMO 57.6 108.88 [Impact loss due to curtailment on 38 

! 

''l
110/2812012 PMO T 5.2 ] 108.88 IImpact loss due to cu~ailment on 38 

.-~.~ -~- .. 

110/2812012 FMO "'-T 46.1 I 151.37 Iengl~eereing station 	 -'II 

110/28/2012 FMO ] 56.7 I 1~!..37 J engineering stati~n 
110/2812012 PMO L _12.8 I 
11012812012 FMO I 43.9 

1 

11 O~2!~~O12 FMO I 56.0 I 
40.5 

0 12.9 

108.88 

435.52 

151.37 

151.37 

108.88 

11;;;~~~t loss due to curtal~ent o~3C 

!engineering st~tic:l~ 
!Engineer~n~ station 

engineering station 

Impact loss due 10 curtailment on 3A-_-..-.. "~~~ .-.. ~-~-..-~--

~ 
~ 

I 
I 
I 
! 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO • PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO • PARTIAL FORCED OUTAGE ORDER NO.:
FMO • FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



switch failure 

11/191201212:38 	 ORIGINAL SHEET NO. 6.202.027 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 To: Oec-2012 

PLANT I UNIT: MARTIN-UNIT 8 08 	 PM8 08 

103/1912012T FFO 

§'19f2012 IPFO 
(1) FFO -	 FULL FORCED OUTAGE 

PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

I 


111.4 

AF~~~EO I--------------D-E-S-C-RI-P-TI-O-N------~~-_~~-, 

152.B5 SA Event MOF (LO HX leak) 

111.4 Impact loss due to curtailment on 8A 

445.6 UNIT B STEAM TURBINE LOW VACUUM TRIP 

ST SPREAD TRIP 
....._] 

Impact loss due to curtailment on BC 

8B CTG Runback to FSNL due to Exhaust Frame Blower Trou I 
PFO 1.9 

PFO 1.9 

FMO 309. 

PMO 223.7 

FMO 

2.0 

02/10/2012 FFO 3.9 

02/1012012 PFO 3.9 

0211612012 FFO 6.3 

02/1612012 PFO 6.3 

0212312012 FMO 61.5 

102/23{2012 I PMO 61.5 

Impact loss due to curtailmenl on 80 

80 EFOR Main Steam Stop Check Stuck 

80 EVENT MOF FOR MS STOP CHECK VLV 

Event MOF for main steam stop check repairs 

Evenl MOF Main Steam Stop Check Sticking 

8B Event MOF Main steam stop check valve stUG~I~ 
SA Event MOF Main steam slop check stuck 

111.4 I,~-;;ioss due to curtaifment on~I3_____..~ 
TG Exhaust Thenmocouple Trouble 

=========i 

152.85 8B EXHAUST SPREAD TRIP 

111.4 Impact loss due to curtailment on 8B 

152.85 8A EVENT MOF (Repair Solar Isolation valve) 

[!;pact loss~~e-;~ curtailment on 8A 

FILED: 

SUSPENDED: 
EFFECTIVE: 

DOCKET NO.: 
ORDER NO.: 

-~ 
I 

I 

I 

I 

I 


ISSUED BY: FLORIDA POWER &LIGHT CO. 



11/19/2012 12:38 	 ORIGINAL SHEET NO. 8.202.028 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 To: Dec-2012 

PLANT I UNIT: 	 08 PM8 08 
r----~~~--------------··----------------,~~~~, 

4.2 

29.1 

29.1 

37.8 (reheater bypass valve) 

37.8 

0.1 

0.1 111.4 Impact loss due to curtailment on SA 

152.85 88 CT Trip During Lighting Storm I SIU Generator Lock Out5.4 ,
PFO 5.4 111.4 


fFO 2.1 ,--- 152.85 I ac CT COMPRESSOR BLEED VALVE RUNBACK TO FSNL , 


PFO 2.1 
, 

111.4 !Impact ross due to curtailment on 8C ~ 

FILED:(1) 	FFO· FULL FORCED OUTAGE 

PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 

PFO • PARTIAL FORCED OUTAGE 
 ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11119/2012 12:38 	 ORIGINAL SHEET NO. 6.202.029 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-2012 To: Dec-2012 

PLANT I UNIT: MARTIN-UNIT 8 08 	 PM8 08 

IOUTAGE I I (MW) L 	 J
. TYPE(1). HOURS AFFECTED . DESCRIPTION _ 

[0511412012 I FFO 1 ~~_l 152.85 1 SC CT TRIP (FSNL) COMPRE~':'~~BlEED VALVE POSITIC 1 

PFO 2.7 

FFO 3.3 

1.1 152.85 

1.1 111.4 Impact loss due to curtailment on BO 

0.3 32.85 Impact loss due to curtailment on BE 

0.3 32.85 Impact loss due to curtailment on BE 

32.85 Impact loss due to curtailment on BE 

32.85 Impact loss due to curtailment on BE 

[00/29/2012 r-PFO 0.3 28.6 I EFOR-16CwP trip Bloc!< Bload reduction 

[Wi1512012 -[FFO 16.6 152.B5 ISA EFOR -MS CRH pos/fail 

107115/2012 PFO 16.6 111.4 Ilmpaclloss due to curtailment on 8A 1 
108/03/2012 1 FFO 2.1 44_5_.6_-LI_u_8_S_TE_F()~=!riP du-ring lightning strike l-___-'-__ 

FILED:(1) 	FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO • PARTIAL FORCED OUTAGE ORDER NO.: 
FMO - FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



1111912012 12:38 	 ORIGINAL SHEET NO. 6.202.030 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Dec·2012 

PLANT I UNIT: MARTIN.UNIT 8 08 	 PM8 08 

AF~~i~-D-'l--'------D-E-S-C-R-IP-T-IO~N' 

62.8:J,,~~pact loss due to cu~~ilrr\=nt on 8E 

Impact loss due to curtailment on SE 

Impact loss due to curtailment on SE 

Impact loss due to curtailment on 8E 

80CT EFOR·Trlp on HRH SIP COND PROTECTION 

Impact loss due to curtailment on 80 

8C CT HI·HI HAl GAS TRIP 

2.1 

2.1 42.85 

42.85 

152.85 

@"aI12n012 PFO 1.4 111.4 [Impact loss due to curtailment on 8C I1 

(~811512012 FFO 7.0 I 152.S5 I88 CT Ml~~!! RFC (Atomizing Air trip ai-2620RP!",) I 
§i§?12 PFO 7.0 I 111.4 [ Impact loss due to curtailment on 8S" • I 
10811712012 FFO 20.0 152.S5~======~======~======~========.~1=8=D=C=T=m=I--	 . ••••••=is=se=d=R=F=C========================~I 
10811712012 PFO 20.0 I 111.4 _I Impact loss due to curtai1~ent on.l!.0 _ "~ 
[0812712012 FFO 19.8 I 152.85 IBACT EFOR· LOSS BFP MOTOR -..~ 
~===~~===~==~~======================.-~ 

8C MISSED RFC FOR LCI "B" ISSUES 

111.4 

152.85 80 CT EFOR· UNIT BLACKOUT TRIP 

0812912012 16.1 111.4 Impact loss due to curtailment on 80 

10812712012 PFO 19.8 I 111.4 I Impact lo~s due to curtaifmenl on BA _-.J 

==================~ 

10910512012 I FMO 60.0 152.85 I 88 MOF·Event (At~;I~lng Air Compressor) .J 
10910512012 I PMO 60.0 111.4 I Impact loss due to curtailment on 8B 

10910812012 I--FMc, 27.1 152.85 I 8S MOF·Extension (Atomizing Air Compressor) 

[09108/2012 I PMO 27.1 111.4 I Impact loss due to curtailment on 88 

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO· PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 

PFO • PARTIAL FORCED OUTAGE 
 ORDER NO.: 
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



09/2812012 

11/19/201212:38 	 ORIGINAl SHEET NO. 6.202.031 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 

From: Jan·2012 To: Dec·2012 


08 	 PM8 08 

TE DESCRIPTION 

109/08/2012 PFO 0.2 52.85 r8~_Run~~;due to S~lar FW regs swinging ~~n and tripping I 
10912112012 PFO 0.5 30 l'~~act loss due to curtailment on 8D .......... .......... • 

109/21/2012 PFO 0.5 42.85 I8o..~FOR-Runback from High RH temp. (IP ~I'\lm initiated) I 
109/2212012 FPO 143.3 152.85 I8A_~.! POF (HRSG) 	 I 
09/2212012 Impact foss due to curtailment on BA I 
0912812012 SA CT POF (HRSG) Extension I 

fmpact foss due 10 curtaifment on SA I 
10/0612012 FMO 	 152.85 8B OFF-LINE WATER WASH 10-6-12 	 ! 
10/0612012 Impact loss due to curtailment on 88PMO 	 111.4 I 

110/22/2012 FPO 216.9 152.85 I;~Generator breaker open (.04 outage) 	 I
!10/2212012 PPO 216.9 111.4 !,mpact loss due tocurtailm~~t~n BS.

FILED:(1) 	FFO· FULL FORCED OUTAGE 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO· PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO - PARTIAL FORCED OUTAGE ORDER NO.: 
FMO • FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11/191201212:38 	 ORIGINAL SHEET NO. 6.202.032 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Dec-2012 

PLANT I UNIT: SANFORD 4 & 5 CC 04 	 PSR 04 

~ 

1 
-, 

01/23/2012 	 Impact loss due to curtailment on 4B] 

[0112512012J FMO I --44.2 I 146:~-;-TpSR 4C OFF BEARING TUNNEL WORK ==::J 
l~o=1/=2=512=01=2=+I=p==M;;'o=""="=···+-r==4=4.=2=J*===';"78=.';"1=+1=I=m=pa="'~=;=IO=SS=d=u=e=to=cu=rt=a=ilm=e=n=t=on=4C======'~'-'J 

[01i05i2012 PFO 

@1/05/2012 PFO 

[01/07/2012 FFO 

[01107/2012 PFO 

10111212012 FMO 

[0111212012 PMO 

12 FFO 

0111412012 

01/23/2012 

r--..-----~I 

DESCRIPTION 

78.1 I Impact loss due to curtailment on 4A ._ 

I 4A CT runba~~~!.to IP Drum FW Blk. Vlv. failed .t()()r>e~:=:=J 
7.9 !4B HP Bypass Failure (SGG-ACV-3) mmmmm 

7.9 78.1 I Impact loss.due 10 curtailment on 4B 

54.8 146.15 I PSR 41 OFF ..F...?R PIPING LEAK REPAIR 

54.8 7S.1·]'lmpact loss du~ to curtailment on 4A 

3.0 4A lale for RFC due to failure of C02 

m 

~12012 I FMO 'r 37.1 1. 146.15 IPSR4B OFF'rO REPAIR EXHAUST FRAME SEAL ~ 
101/2812012 L~M_O__ I 37.1 I 78.1 Ilmpactl~sSduetocurtallmenlon4B ._J 

9.8 146.15 PSR 4C OFF FOR TRANFORMER MAINTENANCE __J 
9.8 78.1 Impact loss due to curtailment on 4C I 


'02l10/2012J:ii~ 0.9 146.15 , 4cmi;;edRFCdu~tostartingunitlate 	 ] 

~~=21=1=W=~=01=2~~=_=~=F=~===*=====O.=9~======78=.=1~1=1=m~pa=ct=-=iO=SS=d=u=e=to==cu=~=a=ilm=e=n=t=on==4C========= ......=....l.J..=====.....= 

~12012 I 146.15 I PSR 4D OFF FOR CONDENSER TUBE CLEANING _ 

pIO=2=12=412==01=2~1=======4======~======78=.=1~1=I=m=pa=c=t=10=SS~d=u~e~t=0=cu=rt=a=ilm=e=n=t=on==4D=================1 

146.15 PSR 4C OFF FOR CONDENSER CLEANING I 

~==~===================== 
78.1 Impact loss due to curtailment on 4C mmm __J 

146.15 PSR 48 OFF TO SUPPORT CONDENSER TUBE C~EANING I 
78.1 Impact loss due to curtailment on 4B 

FILED:(1) 	FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO· PARTIAL FORCED OUTAGE ORDER NO.:
FMO· FULL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11/191201212:38 ORIGINAL SHEET NO. 6.202,033 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan-20U To: 09c-2012 

PLANT f UNIT: SANFORD 4 & 5 CC 04 PSR 04-------------------------------------. 
DESCRIPTION 

~-------r------~--------~ 

FMO 35.1 146.15 IPSR 4A OFF TO SUPPORT CONDENSER TUBe CL~ 
?=====~====~======~======~====~ 

PMO 78.1 I ,~pact loss d~~;~_~~_~ailment on 4A 

FMO 146.15 I4D-CT Repla~!~~~~ "A" LO Pump Molor 

PMO Impact loss d_ue_t~_c_urt_a_il~.ent on 40 

FFO 40 89s$ switch failed to open during startup 

PFO Impact loss due to curtailment on 40 

03/18/2012 

0312712012 

0312712012 

I 
.=oJ 

I 
~ 

I 
FMO ====!o=P=S~R=4=A=O=F=F=F=O=R=B=I.A=D=e=IN=s=p=e=C=T=IO=N=S===~~=-=_==i! 
PMO Impact loss due to curtailment on 4A - =oJ 

04/0812012 FMO PSR 4C OFF FOR OFFLINE COMPRESSOR WASH I 
04/0812012 PMO ======i=,=m=p=ac=t-=I~~S due to curtailment on 4C I 

04/2112012 

12012 

12012 

2012 FFO 

PFO 

F 

05/1512012 PFO 

105/24/2012 PFO 

3.9 78.1 

78.1 

Impact loss due to curtallment on 4C 

PSR 4C could not start due to R core 

Impact loss due to curtailment on 4C 

4A CT Trip-Cardox Zone 1 release - Heavy Rain 

Impact loss due to curtailment on 4A 

I Impact 105$ due to curtallment on 46 J 

,04/1712012 FFO 

104/17/2012 PFO 

~4/2112012 FMO 

I4C_g.!-~TE FOR RFC OFF TURNING GEAR I 
I Impact loss due to curtailment on 4C 1 

IPSR 40 OFF FOR COMPR,=-SSOR WASH I 

[05/24/2012 PFO 0.6 I 
0610412012 I FFO 146.15 

0010412012 T PFO I 1.6 78.1 

1 48 Missed RFC missed stop vlv alarm r 

I40 tripped o~ I~;s of ste;m path -~ 
I Impact foss due to_c_urta_il.m_e_n_t._o_n_4_0___________=oJ 

(1) FFO· FULL FORCED OUTAGE FILED: 

PPO - PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO - PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO· PLANNED OUTAGE DOCKET NO.: 
PFO - PARTIAL FORCED OUTAGE 
FMO - FULL MAINTENANCE OUTAGE 

ORDER NO.: 

ISSUED BY: FLORIDA POWER & LIGHT CO. 



11119/201212:38 	 ORIGINAl SHEET NO. 6.202.034 

ACTUAL PERFORMANCE DATA 
COMPANY: FLORIDA POWER AND LIGHT 
From: Jan·2012 To: Dec-2012 

PSR 04PLANT/U_~N'~T;~~S~A~N~FO~R~D~4.;:.&~5_C_C____~~___ 

.----------.-------.---  -, (MW) I 
. AFFECTED DESCRIPTION 

146.15 PSR 46 OFF FOR RO/R1 BLADE INSPECTION 

78.1 Impacl loss due to curtailment on 48 

FFO 1.8 146.15 40 tripped on Mark VI Protective Core Hardware Failure 

PFO 1.8~r 78.1 I Impact loss due 10 curtailment on 40 

FMO 15.9 
, 

146.15 I PSR ~~~FF TO REPAIR CROSS FIRE TUBE 

0710712012 78.1 Impact loss due to curtailment on 4B 
..~ 

07/1212012 146.15 PSR 4C OFF TO REPAIR LEAKING VALVE 

§12/2012 PMO 22.3 1---- 78.1 IImpact loss due to curtailment on 4C I 
@!~~/2012 FFO 8.5 ,_ -- 146.Hi J 4B SGG-ACV-3 HP to CRH Bypass valve packing 'e~k J 

I 

~ 

78_._1--'.1_Im----'--pa_c_t_lo_ss_~ue to curtailment on 40 

pact loss due to curtailment on 4B 

40 OFF FOR OFFLINE WATERWASH ANO BLADE I~ 
07/2712012 

07129/2012 146.15 PSR 40 OFF TO CHANGE OUT FEEOWATER PUMP ] 
07/29/2012 78.1 Impact loss due to curtailment on 40 

45.4 Impact loss due to curtailment on 4B .J
I4B SGG·MUV-1 failed I~ open while blending .J0.15 

146.15 PSR 40 OFF FOR IGV BUSING REPAIR 

78.1 Impact loss due to curtailment on 40 

146.15 I40 Missed RFC due to BF~~~n recire valve causing low flow I I 
78.1 Impact loss due to ~ul'la!lment on 40 I 

=~=== 
146.15 SR 4C OFF FOR BLADE INSPECTION ANO COMPRESSOI 

~====~~=9~~=9====== 
78.1 Impact loss due to curtailment on 4C 

146.15 PSR40 OFF TO REPAIR FEEOPUMP RECIRC VALVE 

L-___...l..-_P_M_O_......L__2_8._8--l.___ 

(1) 	 FFO - FULL FORCED OUTAGE 
PPO - PARTIAL PLANNED OUTAGE 
PMO - PARTIAL MAINTENANCE OUTAGE 
PO - PLANNED OUTAGE 
PFO • PARTIAL FORCED OUTAGE 
FMO - FUlL MAINTENANCE OUTAGE 

ISSUED BY: FLORIDA POWER & LIGHT CO. 

FILED: 
SUSPENDED: 

EFFECTIVE: 
DOCKET NO.: 

ORDER NO.: 



1111912012 12:38 ORIGINAL SHEET NO. 6.202.035 

ACTUAL PERFORMANCE DATA 

COMPANY: FLORIDA POWER AND LIGHT 

From: Jan-2012 To: Dec-2012 


PLANT I UNIT: SANFORD 4 & 5 CC 04 PSR 04 
~------~----~ ------~------

DESCRIPTION 

FMO 44.5 146.15 IPSR4B~FF COMPRESSORW~SH FORPRE·OUTAGE TE:! 

IPMO 78.1 Impact loss due to curtailment on 4B 

146.15 PSR 48 CT MAJOR OVERHAUL 

10/0912012 PPO 78.1 Impact loss due to curtailment on 48 I 
r10/15/2012·.;clp~~- 78.1 Impact loss due to curtailment on 40 I 
~0/15/2012 r' PMO---, 7.3 78.1 I Impact I~ss due to curtailment on 4C I 

PMO 7.3 Impact loss due to curtailment on 4A 

FMO 139.4 

PSN 4A OFF FOR DCS UPGRADE 

312.4 PSN 4ST OFF FOR DeS UPGADE ON COMBUSTION TURB I 
0.3 115.15 PSR4A Ru~~ack I 

.. -.~~..... I 
0.3 51.4 Impact loss due to curtailment on 4AL-______L-~__~_______~_________L~_ 

(1) FFO· FULL FORCED OUTAGE FILED: 
PPO • PARTIAL PLANNED OUTAGE SUSPENDED: 
PMO • PARTIAL MAINTENANCE OUTAGE EFFECTIVE: 
PO - PLANNED OUTAGE DOCKET NO.: 
PFO • PARTIAL FORCED OUTAGE 
FMO. FULL MAINTENANCE OUTAGE ORDER NO.: 

ISSUED BY: FLORIDA POWER &LIGHT CO. 



GPIF Units 

Actual Performance Data (ACRONYMS) for 2012 


ACRONYMS 
"RI! 
1A2 

1B 


2B1 

2A 


2A CT - 2A 230 

2AHDP 


2B 

2B CT -2A230 


2BMSR 

2C 


2C CT -2A230 

2D 

2E 

2F 


3CTB 

3A 

3B 

3C 

3D 


3ST 

41AC-1 

41AC-2 


4A 

4ASGFP 


4B 

4C 

4D 


4KV 

5A 

5B 

5C 

5D 


5ST 

8A 

8B 

8C 

8D 

8X 


89SS 

89ND 

ABV 


ACV-3 

ACV-408 


ASGJ-BV-27ED 

AUX 

BFP 


BFPT 

BRG 

BRK 


BSGG 

CBV 

CEA 


DESCRIPTION 

Mark VI "R" Processor 
Unit 1 Pump A2 
Unit 1 Pump B 
Unit 2 Pump B1 
Unit 2 Combustion Turbine (sub unit A) 
Combustion Turbine (sub unit A) - 2A Collector Bus 
2 Alpha High Differential Pressure 
Unit 2 Combustion Turbine (sub unit B) 
Combustion Turbine (sub unit B) - 2A Collector Bus 
2 Bravo Moisture Separator Reheater 
Unit 2 Combustion Turbine (sub unit C) 
Combustion Turbine (sub unit C) - 2A Collector Bus 
Unit 2 Combustion Turbine (sub unit D) 
Unit 2 Combustion Turbine (sub unit E) 
Unit 2 Combustion Turbine (sub unit F) 
Unit 3 Combustion Turbine (sub unit B) 
Unit 3 Combustion Turbine (sub unit A) 
Unit 3 Combustion Turbine (sub unit B) 
Unit 3 Combustion Turbine (sub unit C) 
Unit 3 Combustion Turbine (sub unit D) 
Unit 3 Steam Turbine 
Breaker 1 for Power Supply to Exciter 
Breaker 2 for Power Supply to Exciter 
Unit 4 Combustion Turbine (sub unit A) 
4A Steam Generator Feedwater Pump 
Unit 4 Combustion Turbine (sub unit B) 
Unit 4 Combustion Turbine (sub unit C) 
Unit 4 Combustion Turbine (sub unit D) 
4 Thousand Volts 
Unit 5 Combustion Turbine (sub unit A) 
Unit 5 Combustion Turbine (sub unit B) 
Unit 5 Combustion Turbine (sub unit C) 
Unit 5 Combustion Turbine (sub unit D) 
Unit 5 Steam Turbine 
Unit 8 Combustion Turbine (sub unit A) 
Unit 8 Combustion Turbine (sub unit B) 
Unit 8 Combustion Turbine (sub unit C) 
Unit 8 Combustion Turbine (sub unit D) 
Unit 8 Steam Turbine 
Static Start Switch 
Neutral disconnect switch on the generator 
Air Block Valve 
Automatic Control Valve # 3 
Air Control Valve Tag 408 
A (unit 2A) SGJ (hot reheat to condenser) BV ( block valve) 27 (#) ED (valve bypass) 
Auxiliary 
Boiler Feed Pump 
Boiler Feed Pump Turbine 
Bearing 
Breaker 
Unit B, main steam section of HRSG 
Compressor Bleed Valve 
Control Element Assembly 

1 GPIF Unit ACRONYMS 



GPIF Units 

Actual Performance Data (ACRONYMS) for 2012 


ACRONYMS 

CEA38 

CEA65 

CEDM 


Cire 

eom 


eomm 

CRH 

CT 


CTC 

CTG SRV 

CV-4-1510 


CW 

CWP 

DCS 

DEH 

DFS 

diff 

DLN 


DWA TT XDUCER 

DX 


EFOR 

EHC 

EOC 

EPU 


ESGA 

EXP 

Fa 


FGT 

FME 

FPI 


FSGJ 

FSNL 

FRV 

FW 


GCV 

GE 


GSU 

Haz 

HI 


HMI 

HP 


HRH 

HRSG 

HTF 

1/0 
IBH 

ID 


IGV 

Instr. 


IP 

ISO 

LCI 

LCO 


DESCRIPTION 

Control Element Assembly Number 38 
Control Element Assembly Number 65 
Control Element Drive Machanism 
Circulating (water pump) 
Communication 
Communication 
Cold Reheat 
Combustion Turbine 
Combustion Turbine (sub unit C) 
Speed Ratio Valve on Combustion Turbine (gas system) 
Control Valve Number 4-1510 
Circulating Water 
Circulating Water Pump 
Distributed Control System 
Digital Electro Hydraulic 
Debris Filtration System 
Differential 
Dry LowNox 
Megawatt transducer 
DeXcitation 
Equivalent Forced Outage Rate 
Hydraulic 
End of cycle 
Extended Power Uprate 
System code for Ft. Myers 2E HRSG 
Expansion 
Failed 
Florida Gas Transmission 
Foreign Material Exclusion 
Fluorescent penetrant inspection 
F is the unit (2F) SGJ is the system designator 
Full Speed No Load 
Feedwater Regulating Valve 
Feedwater 
Gas Control Valve 
General Electric 
Generator Step Up 
Hazardous 
High 
Human Machine Interface 
High Pressure 
Hot Reheat 
Heat Recovery Steam Generator 
Heat Transfer Fluid 
Input I Output 
Inlet Bleed Heat Valve 
Induced Draft 
Inlet guide vanes 
Instrumentation 
Intermediate Pressure 
Isolation 
Load Com mutating Inverter 
Limiting Conditions for Operation 

2 GPIF Unit ACRONYMS 



GPIF Units 

Actual Performance Data (ACRONYMS) for 2012 


ACRONYMS 

LL 


LO 

LP 


MFIV 

MFPP 


MG 

MOF 

mof 


MOF/M 

MOV 

MSR 


MSSV 

MW 

MUV 

NO 

O/H 

OLWW 

OMC 

POF 

PEL 

PFM 

PM1 

PM3 


MAJOR 

PM320102662 


PMG 

MS 


PMT 

ND 


Pmp 

PSL 

PSR 

PT 


PWR 

R 


RO 
R1 


RCP 

RFC 

RFO 

RH 


RPS 

RSD 

RSV 


RSV1 

RV 

S/U 

SGFP 

SGG 


SGJ-ACV-10 

SL 1-23 

SL2-19 


DESCRIPTION 

Low Low 

Low 
Low Pressure 
Main Feed Isolation Valve 
Main Feed Pump 
Motor Generator 
Maintenance Outage Factor 
maintenance outage factor 
Maintenance Outage Factor I Atomizing Air 
Motorized Operating Valve 
Moisture Separator Reheater 
Main Steam Safety Valve 
Megawatt 
Motor actuated !J.nidirectional yalve 
No 
Overhaul 
Off-Line Water Wash 
Outside Management Control 
Planned Outage Factor 
Planned Energy Loss 
Ft. Myers 
Gas Valve Number 1 
Gas Valve Number 3 
Major Overhaul 
Manatee Unit 3 GADS #20102662 
Martin 
Main Steam 
Manatee 
Neurtal Disconnect 
Pump 
St Lucie 
Sanford 
Potential transformer 
Power 
Repair 
Row 0 blades on steam turbine 
Row 1 blades on steam turbine 
Reactor Coolant Pump 
Ready For Control 
Refueling Outage 
Reheat 
Reactor Protection System 
Reserve Shutdown 
Reheat Stop Valve 
Reheat Stop Valve Number 1 
Release Valve 
Startup 
Steam Generator Feed Pump 
Main Steam - High Pressure 
System Designator Air Control Valve 
St Lucie Unit 1 cycle 23 refueling outage 
St Lucie Unit 2 cycle 19 refueling outage 

3 GPIF Unit ACRONYMS 



GPIF Units 

Actual Performance Data (ACRONYMS) for 2012 


ACRONYMS DESCRIPTION 
SNO 

SNOW 
SRV 

STARS 
ST 

ST1 
ST2 

STG or SG 
STM 1 
STM2 
T-Ave 

TC or TICs 
TCWHX 

TMOF 
U1 
U2 

UEL 
VCMI 

Vi 
VLV 

Wobbee 
WO 
WW 

XFMR 

Short Notice Outage 
Short Notice Outage Work 
Speed Ratio Valve 
Strategic Anti Rotation Stall Surge testing 
Steam Turbine 
Steam Turbine Number 1 
Steam Turbine Number 2 
Steam Generator 
Steam Turbine Number 1 
Steam Turbine Number 2 
Temperature Average 
Thermal/Couples 
Turbine Cooling Water Heat Exchanger 
Task MOF 
Unit 1 
Unit 2 
Unplanned Energy Loss 
Communication interface board for Mark 6 ovation system 
Roman Numeral 6 
Valve 
Water warms up gas fired units to 35 MWs, After that, permissive Wobbee takes it to base load, 
Work 
Water wash 
Transformer 

4 GPIF Unit ACRONYMS 


